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INDEX 
See also first page of each chapter for listing of section headings. 

NOTE: An asterisk (*) following a subject reference indicates further 
requirements will be found in the "occupancy chapters" of 
the code-chapters Ind 54 through 60. 

A 

Ind Section No(s). 
ACADEMIES ....................................................................................... 56.001 
ACCESS 

Access or accessible, for physically disabled .................................. 52.04 
To panels, for fire department ......................................................... 52.02 
To roofs ............................................................................................... 51.02 

ACCESSIBLE CONSTRUCTION, requirements for ...................... 52.04 
ACCESSORY ROOM, definition of .................................................... 51.01 
ACOUSTICAL MATERIAL ................................................................ 51.03 
ADDITIONS, TO EXISTING BUILDINGS ........... 50.002, 50.13, 52.04 
ADJOINING BUILDINGS 

Doors and windows ............................................................................ 51.03 
Support for excavations .................................................................. ;.53.26 
Underpinning of structures .............................................................. 53.26 

ADMINISTRATIVE 
Additions .................................................................... 50.002, 50.13, 52.04 
Alterations .............................................................................. 50.01, 50.13 
Appeals procedure (Refer to chapter 101, Wis. Stats.) 
Application of code .......................................................................... 50.002 
Approval of materials, methods and devices .................................. 50.12 
Approval of plans and specifications ....................... 50.10, 50.13, 64.02 
Approval by certified city inspector ................................................ 50.10 
Certificate of occupancy, local requirement ................................... 50.04 
Change of use ......................................................................... 50.02, 52.04 
Evidence of approval ......................................................................... 50.11 
Exempt buildings ............................................................................... 50.03 
Existing buildings (Refer to chapters Ind 160-164) 
Foundation permits ........................................................................... 50.10 
Inspections required (Refer to chapter 101, Wis. Stats.) 
Local regulations ................................................................................ 50.04 
Permit fees (Refer to chapter Ind 69) 
Permits required ................................................................................ 50.04 
Permit to start construction, requirements for ............................. 50.10 
Petitions (Refer to chapter 101, Wis. Stats.) 
Right of entry on premises (Refer to chapter 101, Wis. Stats.) 
Scope of code (See also chapters Ind 51-64) ............................... 50.001 
Tests and test reports ......................................................... 50.12, 51.044 

AGED, HOMES FOR ......................................................................... 57.001 
AGGREGATES 
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Concrete ................................................................................... 53.40-53.42 
Masonry mortar ............................................................................... 53.312 
Moisture content .............................................................................. 53.312 

AGRICULTURAL BUILDINGS, farm use exempt ......................... 50.03 
AIR CONDITIONING ......................................................................... 64.01 

Definition of ...... , .................................................................... 51.01, 64.12 
AIRCRAFT HANGARS ....................................................................... 57.50 
AIR DUCTS ................................................................................ 64.31-64.45 
AIR INTAKES 

Combustion equipment (solid and liquid fuels) ........................... 64.09 
Fresh air .............................................................................................. 64.19 
Projection booths, indoor .................................................................. 55.44 

AIRPLANE HANGARS ....................................................................... 57.50 
AISLES* 
ALARM SYSTEMS .............................................................................. 51.24 
ALLEY, Definition of ........................................................................... 51.01 
ALLEYS, Location and maintenance of ............................................ 52.21 
ALLOWABLE AREAS AND HEIGHT OF 

BUILDINGS* ........................................................................ 51.02, 51.03 
ALLOWABLE STRESSES ...................................... 53.14,53.322,53.323 
ALTERATIONS ............................................................. 50.01, 50.13, 52.04 
ALTERNATE CONSTRUCTION METHODS PERMITTED .... 50.12 
ALTERNATE MATERIALS PERMITTED .................................... 50.12 
ALUMINUM CONSTRUCTION ....................................................... 53.54 
AMERICAN PREFIX STANDARDS (see STANDARDS) 
AMUSEMENT PARK BUILDINGS AND STRUCTURES 

Amusement structures (Refer to chapter Ind 47) 
Assembly occupancies ..................................................................... 55.001 
Exhibition buildings ........................................................................ 54.001 

ANCHORAGE, ANCHORS 
Bolts ..................................................................................................... 53.34 
Concrete slabs on masonry (restrained) ...................................... 53.322 
Masonry, general.. ...................................... 53.316, 53.322, 53.323, 53.34 
Masonry, veneer ................................................................... 53.322, 53.36 
Steel floor joists ................................................................................. 53.52 
Timber fasteners ....................................................... 53.322, 53.61, 53.63 
Uplift and suction forces on buildings, structures, roofs .............. 53.12 
Walls and partitions, intersecting ................................................... 53.63 
Wood fasteners ................................................................................... 53.61 
Wood floor framing to masonry ....................................... 53.322, 53.323 
Wood floor joists or beams on masonry .......................... 53.322, 53.323 
Wood framing around openings .................................... " ................. 53.63 
Wood headers ..................................................................................... 53.63 
Wood joist anchors ............................................................................ 53.63 
Wood nailing schedule ...................................................................... 53.63 
Wood partitions ................................................................................. 53.63 
Wood sill anchors ............................................................................... 53.63 
Wood trusses .......................................................................... 53.12, 53.62 
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ANTENNA, RECEIVING, Television and Radio ............................ 52.22 
APARTMENT BUILDINGS, HOTELS, PLACES OF 

DETENTION .................................................................................. 57.001 
APARTMENTS .................................................................................. 57.001 
APPEALS (see ADMINISTRATIVE) 
APPLIANCES 

Chimneys ................................................................................. 64.45-64.50 
Combustion air required ................................................................... 64.09 
Enclosure, fire-resistive* 

APPLICATION FOR PERMIT (see ADMINISTRATIVE) 
APPROVAL (see ADMINISTRATIVE) 
APPROVED, Definition of .................................................................. 51.01 
APPROVED TESTING LABORATORIES ................................... 51.044 
APPROVING OFFICIAL (see BUILDING OFFICIAL) 
ARC WELDS (see WELDING) 
ARCHITECT OR PROFESSIONAL ENGINEER, Services of, 

required ................................................................................... 50.10,50.13 
AREA (GROSS) and (NET), definitions of .................................... 51.01 
AREAS, ALLOW ABLE 

Allowable areas* 
Attic areas ........................................................................................... 51.02 
Existing buildings ............................................................................ 50.002 
Increase in area allowed when sprinklered ..................................... 54.01 
Unlimited areas .................................................................................. 54.01 

AREAWAY, Definition of .................................................................... 51.01 
ARENA, HORSE ................................................................. 54.001 or 55.01 
ARMORIES ........................................................................................... 55.01 
ARTIFICIAL STONE, Bonding ....................................................... 53.316 
ASBESTOS 

Proscenium curtain ............................................................................ 55.32 
Roofing material .............................................................. 51.03-A, 51.050 

ASPHALT, Roof coverings ................................................ 51.03-A, 51.050 
ASSEMBLY HALLS 

Net capacity less than 100 persons ............................................... 54.001 
Net capacity more than 100 persons ............................................... 55.01 

ASSEMBL Y PLANTS ....................................................................... 54.001 
ASyLUMS ............................................................................................ 57.001 
ATTIC 

Access ...................................................................................... 51.02, 57.25 
Definition of ....................................................................................... 51.01 

AUDITORIUMS (see ASSEMBLY HALLS) 
AUTOMATIC, Definition of ................................................................ 51.01 
AUTOMATIC SPRINKLERS (see SPRINKLERS AND 

STANDPIPES) 
AUTOMOBILE 

Garages ................................................................................................ 57.50 
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Parking decks ................................................................................... ,.57.53 
Service stations .................................................................................. 57.51 
Tire and battery shops ...................................................................... 57.52 

B 

BALCONY (EXTERIOR) and (INTERIOR), Definitions of.. ..... 51.01 
(see also FIRE ESCAPES) 

BARS 
Concrete, reinforcing ........................................................... 53.316, 53.40 
Panic .................................................................................................... 51.15 

BASEMENT, Definition of .................................................................. 51.01 
BASEMENT ROOMS* 
BATHROOM (see TOILETS) 
BEAMS (also see GIRDERS) 

Concrete design .................................................................................. 53.40 
Fire cuts .............................................................................................. 53.63 
Fire protective and fire resistive requirements ... 51.03, 51.043, 51.045 
Plywood beams ................................................................................... 53.61 
Reinforced concrete ........................................................................... 53.40 
Reinforced masonry ......................................................................... 53.323 
Steel ..................................................................................................... 53.50 
Structural, glue laminated ................................................................ 53.61 
Timber, heavy .................................................................................... 53.61 
Wood ................................................................................................... 53.61 

BEARING 
For wood beams and girders ................................................ 53.34, 53.63 
For wood columns .............................................................................. 53.60 

BEARING, SOIL CAPACITy ............................................................. 53.21 
BEARING WALL (see MASONRY, WOOD CONSTRUCTION) 

Definition of ....................................................................................... 51.01 
BLEACHERS, Temporary seats ......................................................... 55.56 
BLOCKS, CONCRETE MASONRY UNITS ................................. 53.311 
BOILERS ............................................................................................... 64.20 
BOLTS (see ANCHORAGE AND ANCHORS) 
BOND, MASONRY 

Masonry, hollow units ..................................................................... 53.322 
Masonry, solid units ........................................................................ 53.322 
Mortar ............................................................................................... 53.312 
Reinforcement .................................................................... 53.316, 53.322 
Veneered walls ................................................................................... 53.36 

BOWLING ALLEYS .......................................................... 54.001 or 55.01 
.BRACING 

Exterior stud walls ............................................................................. 53.63 
Masonry walls, lateral ..................................................................... 53.322 
Smokestacks ....................................................................................... 64.47 

BRICK-CLAY, CONCRETE, ETC. (see MASONRY 
CONSTRUCTION) 

BRIDGING 
Joists, steel. ............................................................................. 53.50, 53.52 
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Joists, wood ......................................................................................... 53.63 
BUILDING 

Allowable areas and heights* ............................................... 51.02, 51.03 
Change of use ......................................................................... 50.02, 52.04 
Changes to building ........................................................................... 50.01 
Classified by use or occupancy* 
Definition ............................................................................................ 51.01 
Existing ............................................................................................. 50.002 
Height, definition of .......................................................................... 51.01 
Locations ........................................................... 51.02, 51.03, 57.51, 57.53 
Maintenance ................................................................ 52.64, 55.50, 57.16 
New .................................................................................................... 50.002 
Temporary .......................................................................................... 50.02 

BUILDING CODE 
Administration (see ADMINISTRATIVE) 
Scope* ............................................................................................... 50.001 

BUILDING OFFICIAL OR APPROVING OFFICIAL 
(referred to in this code as the department or as the 
department of industry, labor and human relations 
[superceding the industrial commission] and in some related 
codes as the industrial commission) 
Approves special inspector ............................................................... 50.10 
Classifies buildings ............................................................................ 51.03 
Inspection (also see ch. 101, Wis. Stats) ........................................ 50.10 
May approve alternate construction or materials ......................... 50.12 
May enter premises (refer to chapter 101, Wis. Stats.) 
May order occupancy of building discontinued ............................. 50.04 
May require plans and calculations by Wis. registered 

engineer or architect.. ............................................. 50.10, 50.13, 64.02 
May require tests ............................................................................... 53.21 
Record of approvals ........................................................................... 50.11 
Reviews plans ..................................................................................... 50.10 
Reports required .................................................................... 50.13,53.21 

BUILDING OFFICIALS AUTHORIZATION REQUIRED 
Before changing plans ....................................................................... 50.13 
For changes of use or occupancy ..................................................... 50.13 
For structural alterations .................................................................. 50.13 

BUILDING PLAN APPROVAL (see ADMINISTRATIVE) 
BUSINESS OCCUPANCIES ............................................................ 54.001 
BUTTRESS, Definition of ................................................................... 51.01 

C 

CAFES .................................................................................. 54.001 or 55.01 
CAISSONS ............................................................................................. 53.24 
CALCULATIONS REQUIRED ................................. 50.10, 51.02, 51.046 
CANOPIES 

Service stations .................................................................................. 57.51 
CAST STONE ..................................................................................... 53.311 
CAVITY WALL, Definition of ............................................................ 51.01 
CEILING PROTECTION, Definition of.. ......................................... 51.01 
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CEILINGS ......................................................................... , ...... 51.03, 51.045 
CELLAR (see BASEMENT) 
CEMENT (See PORTLAND CEMENT) 
CERTIFICATE OF OCCUPANCY .................................................... 50.04 
CERTIFIED CITIES, PLANS APPROVED BY ............................. 50.1O 
CHANGE OF OCCUPANCY (Change of use) ..................... 50.02, 52.04 
CHILDREN, DAY CARE CENTERS FOR .................................... 60.001 
CHILDREN, HOMES FOR. .............................................................. 57.001 
CHIMNEyS ........................................................................................... 64.45 
CHURCHES (see ASSEMBLY HALLS) 
CIRCULATION, INTERIOR .............................................................. 52.04 
CLASSIFICATION OF BUILDINGS 

Construction classification ............................................................... 51.03 
Occupancy classifications (see OCCUPANCY CHAPTERS) 

CLOSING DEVICE (FIRE DOOR) , Definition of.. ........................ 51.01 
CLUBS .................................................................................. 54.001 or 55.01 
CODE, SCOPE* .................................................................................. 50.001 
COLLEGES AND UNIVERSITIES ................................................ 56.001 
COLUMNS 

Fire protection requirements ........ " ........................ 51.02, 51.03, 51.045 
Footings supporting ........................................................................... 53.11 
Heavy timber ...................................................................................... 51.03 
Masonry ............................................................................................ 53.322 
Reinforced concrete ........................................................................... 53.40 
Structural steel. .................................................................................. 53.50 
Wood ..................................... " ................................................ 53.61, 53.63 

COMBUSTIBLE 
Construction, Definition of ............................................................... 51.01 
Material, Definition of ...................................................................... 51.01 
Material, Storage of ........................................................................... 60.19 

COMBUSTION AIR ............................................................................. 64.09 
COMPLIANCE ...................................................................................... 50.13 
COMPOSITE WALLS ....................................................................... 53.322 
COMPOSITION ROOFING .............................................................. 51.050 
CONCRETE .............................................................................. 53.40-53.42 

Types of ............................................................................................ 51.045 
CONCRETE BLOCKS ....................................................................... 53.311 
CONSERVATION OF ENERGY ............................................. 50.1O,51.02 
CONSTRUCTION 

Aluminum ........................................................................................... 53.54 
Classes of ............................................................................................. 51.03 
Concrete .............................................................................................. 53.40 
Definition of ....................................................................................... 51.01 
Masonry .............................................................................................. 51.03 
Stage separation ................................................................................. 55.21 
Steel ..................................................................................................... 53.50 
Temporary .......................................................................................... 50.03 
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Types of .............................................................................................. 51.03 
Wood frames ....................................................................................... 51.03 
Wood framing ..................................................................................... 53.60 

CONVALESCENT HOMES ............................................................. 57.001 
CONVENTS ........................................................................................ 57.001 
CORBELING MASONRY ................................................................... 53.34 
CORRIDOR, Definition of ................................................................... 51.01 
CORRIDORS, AS REQUIRED EXITS ............................................. 51.03 

Definition of ....................................................................................... 51.01 
COURT WALLS, REQUIRED FIRE-RESISTIVE ......................... 51.03 
COURTS, Definitions of ....................................................................... 51.01 
CURB 

Cut for barrier-free access ................................................................ 52.04 
Parking deck ....................................................................................... 57.53 

CURB MARKET, FARMERS .......................................................... 54.001 
CURTAIN, PROSCENIUM ................................................................ 55.23 
CURTAIN WALL, Definition 0£.. ....................................................... 51.01 
CURVED STAIRS ................................................................................ 51.16 

D 

DAMPERS AND SHUTTERS, FIRE ............................................... 64.42 
DANCE HALLS .................................................................. 54.001 or 55.01 
DAY CARE CENTERS ...................................................................... 60.001 
DEAD LOADS ....................................................................................... 53.10 
DECKS 

Public parking .................................................................................... 57.53 
Steel roof, fire protective requirements .......................................... 51.03 

DECORATIVE FEATURES 
Fire protective requirements ............................................................ 51.02 
Projections .......................................................................................... 51.03 
Wood ................................................................................................... 51.02 

DEFINITIONS 
Certain words and topics .................................................................. 51.01 
Occupanices (see OCCUPANCY CHAPTERS) 
Types of construction ........................................................................ 51.03 

DEPARTMENT, Definition of ........................................................... 51.01 
DEPOTS, FREIGHT .......................................................................... 54.001 
DEPTH OF FOUNDATIONS 

Governed by soil conditions ............................................................. 53.21 
Pole foundations ................................................................................ 53.28 
Support of adjoining buildings and structures .............................. 53.26 

DESIGN AND SUPERVISION OF CONSTRUCTION ..... 50.10, 50.13 
DIAPHRAGMS, PLYWOOD .............................................................. 53.61 
DINING ROOMS ................................................................ 54.001 or 55.01 
DISPERSAL AREA, SAFE ................................................................. 52.21 
DISPLAY SIGNS ...................................................................... 54.17, 55.06 
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DISPOSAL, SEWAGE ......................................................................... 52.62 
DISTANCE BETWEEN BUILDINGS ............................................. 51.03 
DIVISION WALL, Definition of.. ....................................................... 51.01 
DOORS AND DOOR ASSEMBLIES, RATED .............................. 51.047 

Fire-resistive, when required ............................................................ 51.03 
DORMITORIES ................................................................................ .. 57.001 
DRAFT STOPS ..................................................................................... 53.63 
DRAWINGS (see ADMINISTRATIVE) 
DRESSING ROOMS, STAGE ............................................................ 55.28 
DRINKING FOUNTAINS ...................................................... 52.04,54.12 
DRY CLEANING (refer to chapter Ind 7) 
DRY STANDPIPES (see STANDPIPES) 
DUCT, Definition of ............................................................................. 51.01 
DUCT FURNACE, Definition of ........................................................ 51.01 
DUCTS ...................................................................................... 64.31-64.40 
DUMB WAITERS (refer to chapter Ind 4) 
DWELLINGS 

Apartments ....................................................................................... 57.001 
One and 2-family units exempt ....................................................... 50.03 

E 

EARTH PRESSURE ..................................................... 53.21, 53.24, 53.28 
ECCENTRIC LOADS .......................................................................... 53.11 
EGRESS (see MEANS OF EGRESS) 
ELECTRIC WELDING ....................................................................... 53.53 
ELECTRICAL WORK (see also Wis. Electrical Code) .................. 52.20 
ELEVATORS (refer to chapter Ind 4) 
ELEVATOR SHAFTS (see VERTICAL OPENINGS) 
ENCLOSURE OF VERTICAL OPENINGS (see STAIRS AND 

STAIRWAYS and TYPES OF CONSTRUCTION) 
ENERGY CONSERVATION .................................................. 50.10, 51.02 
ENGINEER AND ARCHITECT 

Name required on plans .................................................................... 50.13 
Supervision required ......................................................................... 50.13 

EQUIPMENT, Definition of ............................................................... 51.01 
EXCAVATIONS (also refer to chapter Ind 1070, Safety & 

Health Code) .......................................................................... 53.26, 53.27 
EXHAUST VENTILATION SYSTEMS .......................................... 64.08 

Definition of ....................................................................................... 51.01 
EXHIBITION BUILDINGS ............................................................. 54.001 
EXISTING, Definition of .................................................................... 51.01 
EXISTING BUILDINGS 

Additions, alterations, repairs .............................................. 50.01, 50.13 
Application of code .......................................................................... 50.002 
Barrier-free environment .................................................................. 52.04 
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General orders on (refer to chapters Ind 160-164) 
EXIT COURT, Definition of ............................................................... 51.01 
EXIT DISCHARGE GRADE, Definition of ..................................... 51.01 
EXIT LIGHTS* .................................................................................... 51.15 
EXIT, VERTICAL, Definition of ....................................................... 51.01 
EXITS (see MEANS OF EGRESS) 
EXPLOSIVES, Storage of (refer to chapter Ind 5) 
EXPOSED EXTERIOR STRUCTURAL COLUMNS 

AND FRAMING .................................................................... 51.02, 51.03 
EXTERIOR MASONRY (ORDINARY) CONSTRUCTION ......... 51.03 
EXTERIOR OPENINGS 

Doors (see DOORS AND DOOR ASSEMBLIES) 
Ducts .................................................................................................... 64.19 
Exits ......................................................................................... 51.15, 51.20 
Fire protection ....................................................... 51.047, 51.048, 51.049 
Framing, wood .................................................................................... 51.03 
Glass ........................................................................................ 51.14, 56.05 
Horizontal exits .................................................................................. 51.19 
Intakes ................................................................................................. 64.19 
Shutters ............................................................................................... 51.03 
Vents ............................................................................. 6 4.19,64.39, 64.40 

EXTERIOR OPENINGS, PROTECTION REQUIRED 
Because of location on property .......................................... 51.03, 57.50 
Because of type of construction ....................................................... 51.03 

EXTERIOR STAIRWAYS ........................................... 51.16, 51.20, 54.03 
EXTERIOR WALL 

Construction ....................................................................................... 51.03 
Definition of ....................................................................................... 51.01 

F 

F ABRICATOR ....................................................................................... 53.50 
FACTORIES ........................................................................................ 54.001 
FAMILY, Definition of ......................................................................... 51.01 
FALLOUT SHELTER ......................................................................... 50.10 
FARM BUILDINGS, exempt .............................................................. 50.03 
FEE SCHEDULE (refer to chapter Ind 69) 
FENCES (refer to chapter Ind 35) 
FILLING STATIONS .......................................................................... 57.51 
FILM, MOTION PICTURE ................................................................ 55.39 
FINES (refer to chapter 101, Wis. Stats.) 
FIRE 

Alarms ................................................................................................. 51.24 
Dampers ................................................................................ 51.049, 64.42 
Doors ................................................................................................. 51.047 
Escapes ................................................................................................ 51.20 
Exits* 
Extinguishers, portable ..................................................................... 51.22 
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Protection of misc. heating devices* 
Protection requirements ....................................................... 51.02, 51.03 
Ratings of material and assemblies ................................................. 51.04 
Sprinklers ............................................................................................ 51.23 
Standpipes .......................................................................................... 51.21 
Stopping .............................................................................................. 53.63 
Walls .................................................................................................... 51.02 

FIRE DISTRICTS, Establishment of ................................................ 50.04 
FIRE DOOR, Definition of .................................................................. 51.01 
FIRE DOOR ASSEMBLY, Definition of.. ......................................... 51.01 
FIRE DOOR CLOSING DEVICE, Definition of.. ............................ 51.01 
FIRE EXTINGUISHING SYSTEMS (see SPRINKLERS 

and STANDPIPES) 
FIRE PREVENTION, DETECTION AND SUPPRESSION ....... 52.01 
FIRE PROTECTED PASSAGEWAYS * ............................... 51.02,51.03 
FIRE RESISTANCE AND FIRE RESISTIVE 

MATERIAL, definition .................................................................... 51.01 
FIRE RESISTANCE RATINGS 

Assemblies ........................................................................................ 51.045 
Construction ....................................................................................... 51.03 
Materials ........................................................................................... 51.045 
Separation of occupancies* .............................................................. 51.08 
Standards and references ................................................................. 51.04 

FIRE RESISTIVE 
Classification, definition of.. ............................................................. 51.01 
Protection, definition of .................................................................... 51.01 
Protection, directly applied, definition of ...................................... 51.01 
Rating, definition of .......................................................................... 51.01 
Standards ............................................................................................ 51.04 

FIRE RETARDANT 
Roof coverings, definition of ............................................................ 51.01 
Treated wood, definition of .............................................................. 51.01 

FIRESTOPPING 
Between wood sleepers ...................................................................... 51.03 
For wood frame construction ........................................................... 53.63 

FIRE WINDOW ASSEMBLY, Definition of.. .................................. 51.01 
FIRE ZONES, local requirement ........................................................ 50.04 
FIRST FLOOR, Definition of.. ............................................................ 51.01 
FLAMEPROOFING REQUIRED .......................................... 55.19, 55.60 
FLAME-SPREAD CLASSIFICATION, Definition of.. ................... 51.01 
FLAMMABLES (see STORAGE OF FLAMMABLES) 
FLOODPLAIN, CONSTRUCTION ON ............................................ 50.10 
FLOOR 

Area, Definition of ............................................................................. 51.01 
Anchorage (see ANCHORAGE, ANCHORS) 
Definition of ....................................................................................... 51.01 
Drainage .............................................................................................. 52.60 
Finish ................................................................................................... 52.57 
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Fire resistance .................................................................................... 51.03 
Level, definition of ............................................................................ 51.01 
Loads ............................................................................ 53.10, 53.11, 53.13 
Mezzanine, definition of ................................................................... 51.01 
Pits, in garage ..................................................................................... 57.50 
Plenum systems ................................................................................. 64.41 
Plywood ............................................................................................... 53.61 
Posting loads ........................... : .......................................................... 54.17 
Protection for stoves, water heaters ................................................ 52.16 
Trap door, stage ................................................................................. 55.22 

FLUES .................................................................................................... 64.46 
FOOTING (see FOUNDATIONS) .................................................... 53.20 
FORMS, CONCRETE .......................................................................... 53.40 
FOUNDATIONS 

Basement wall loads .......................................................................... 53.11 
Caissons ............................................................................................... 53.24 
Concrete, plain and reinforced ......................................................... 53.40 
Design .................................................................................................. 53.11 
Frost penetration ............................................................................... 53.23 
Masonry ............................................................................................ 53.322 
Permit for (see ADMINISTRATION) 
Piers ................................................................................................... 53.322 
Piles ..................................................................................................... 53.24 
Pole ...................................................................................................... 53.28 
Protection of adjoining property ..................................................... 53.26 
Settlement .......................................................................................... 53.25 
Soil bearing ......................................................................................... 53.21 
Walls .................................................................................................... 51.02 
Wood and timber prohibited ............................................................ 51.02 

FOYER, Definition of ........................................................................... 51.01 
FRAME BUILDINGS .......................................................................... 51.03 
FRAMING 

At chimneys ................................................................. 53.63, 64.46, 64.49 
Floor ........................................................................................ 51.02, 51.03 
Steel ......................................................................................... 53.50, 53.52 
Vertical .................................................................................... 51.02, 51.03 
Wood ........................................................................................ 53.61-53.63 

FREEZING 
Concrete .............................................................................................. 53.40 
Fixtures ............................................................................................... 52.61 
Foundations ........................................................................................ 53.23 
Masonry .............................................................................................. 53.33 

FRONTYARD, Definition of ............................................................... 51.01 
FROST, DEPTH OF FOUNDATION FOR ...................................... 53.23 
FUEL CONTRIBUTED CLASSIFICATION (FCC), 

Definition of ....................................................................................... 51.01 
FURNACE 

Definition of ....................................................................................... 51.01 
Duct, Definition of ............................................................................. 51.01 
Requirements ..................................................................................... 64.26 

FURRING .............................................................................................. 51.03 
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FUSIBLE LINKS REQUIRED 
For fire doors ...................................................................................... 54.02 
For horizontal exits ........................................................................... 51.19 
For motion picture machine booths .................................... 55.43, 55.44 
For Stage smoke outlets .................................................................... 55.24 

G 
GALLERY-GALLERIES ................................................................ 56.001 
GALVANIZED 

Ducts .................................................................................................... 64.34 
Roofing .............................................................................................. 51.050 
Siding ................................................................................................... 51.03 

GARAGES .............................................................................................. 57.50 
GASOLINE SERVICE STATIONS ................................................... 57.52 
GIRDERS ............................................................................................... 51.03 
GLASS 

Block masonry .................................................................................. 51.048 
Exit doors ............................................................................................ 51.14 
Glazing .................................................................................. 51.047, 51.14 
Impact loads ....................................................................................... 51.14 
Labeling and identity .......................................................... 51.048, 51.14 
Maximum areas .................................................................... 51.03, 51.048 
Minimum thickness ........................................................................... 51.14 
Supports ................................................................................ 51.048, 51.14 
Wind loads .......................................................................................... 51.14 

GLAZING AND SAFETY GLAZING ................................................ 51.14 
GRADE 

At building, definition of .................................................................. 51.01 
Exit discharge grade, definition of .................................................. 51.01 
Marked lumber .................................................................................. 53.61 
Marked plywood ................................................................................ 53.61 

GRADING LUMBER (see GRADE) 
GRAIN ELEVATORS, combined with place of employment.. ..... 54.001 
GRANDSTANDS ....................................................................... 55.51-55.57 
GRAVITY EXHAUST VENTILATION, Definition of.. ................ 51.01 
GREENHOUSE 

As place of employment .................................................................. 54.001 
Retail sales ........................................................................................ 54.001 
Special requirements ......................................................................... 53.11 

GROSS AREA, Definition of ............................................................... 51.01 
GROUND FLOOR, Definition of ........................................................ 51.01 
GROUP OCCUPANCY 

Assembly ........................................................................... 54.001 or 55.01 
Business ............................................................................................ 54.001 
Child day care .................................................................................. 60.001 
Hazardous ................................................................................ 57.50-57.53 
Industrial .......................................................................................... 54.001 
Institutional ...................................................................................... 57.001 
Outdoor assembly ................................................................... 55.58-55.68 
Residential ........................................................................................ 57.001 
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Schools .............................................................................................. 56.001 
Storage .............................................................................................. 54.001 
Theaters ............................................................................................ 55.001 

GROUT MASONRy ............................................................. 55.313, 53.321 
GUARDRAILS 

Grandstands ....................................................................................... 55.55 
Parking decks ..................................................................................... 57.53 

GUNNITE .............................................................................................. 53.42 
GyMNASIUMS ..................................................................................... 56.13 
GYPSUM 

Concrete .............................................................................................. 53.41 
Fire resistance ratings ..................................................................... 51.045 
Reinforced ........................................................................................... 53.41 
Wallboard ......................................................................................... 51.045 

H 

HABITABLE ROOM 
Definition of ....................................................................................... 51.01 
Floors below grade ............................................................................. 57.18 

HALLS 
Assembly ........................................................................... 54.001 or 55.01 
Dance ................................................................................. 54.001 or 55.01 
Recreation ......................................................................... 54.001 or 55.01 

HANDRAILS ......................................................................................... 51.16 
Balconies ............................................................................................. 51.16 
Fire escape .......................................................................................... 51.20 
Ramps* ................................................................................................ 52.04 
Stairways ............................................................................................. 51.16 

HANGARS, AIRPLANE ...................................................................... 57.50 
HAZARDOUS OCCUPANCIES 

Automobile filling stations ............................................................... 57.51 
Automobile garages ........................................................................... 57.50 
Automobile parking decks ................................................................ 57.53 
Automobile tire and battery shops .................................................. 57.52 

HAZARDOUS PIPING, Definition of... ............................................. 51.01 
HAZARDS, ISOLATION OF* 
HEATING SYSTEM, Definition of ................................................... 51.01 
HEATING, VENTILATING AND AIR 

CONDITIONING ................................................................... Chapter 64 
AIR DELIVERY SYSTEMS 
Air velocities ....................................................................................... 64.31 
Dampers and damper controls ............................................. 64.09, 64.42 
Duct connectors ................................................................................. 64.35 
Duct construction .............................................................................. 64.34 
Duct design ......................................................................................... 64.31 
Duct use .............................................................................................. 64.32 
Fans and blowers ............................................................................... 64.44 
Fire dampers and fire doors ............................................................. 64.42 
Gravity ventilation ducts .................................................................. 64.38 
Insulation ............................................................................................ 64.37 
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Relief vents ......................................................................................... 64.40 
Suspended ceiling plenum ................................................................ 64.41 
Underground duct construction and installation .......................... 64.33 
Ventilation discharge ........................................................................ 64.39 
Vertical shafts .................................................................................... 64.36 

APPROVAL OF DRAWINGS AND SPECIFICATIONS .............. 64.02 
CHIMNEYS, GAS VENTS, MECHANICAL DRAFT 

AND VENTING DEVICES ............................................................. 64.45 
Factory-built chimneys ..................................................................... 64.48 
Gas vents ............................................................................................. 64.50 
Masonry chimneys ............................................................................. 64.46 
Metal smokestacks ............................................................................. 64.47 
Smoke pipes ........................................................................................ 64.49 

DESIGN REQUIREMENTS 
Combustion air intakes ..................................................................... 64.09 
Exhaust ventilation system .............................................................. 64.08 
Heat loss and capacity ...................................................................... 64.03 
Inside design temperatures and ventilation ................................... 64.05 
Mechanical ventilation systems ....................................................... 64.06 
Natural ventilation systems ............................................................. 64.07 
Outside temperature design conditions .......................................... 64.04 

EQUIPMENT LOCATION, PROTECTION, MAINTENANCE 
& OPERATION 
Final test required ............................................................................. 64.53 
Guarding and fire protection ........................................................... 64.51 
Maintenance and operation ................................ ; ............................. 64.52 

HEATING EQUIPMENT REQUIREMENTS 
Boilers ................................................................................................. 64.20 
Electric space-heating equipment ................................................... 64.29 
Furnaces .............................................................................................. 64.26 
Gas or oil-fired radiant heaters ........................................................ 64.28 
Gravity direct-indirect systems ....................................................... 64.22 
Hot-water heating and ventilating systems ................................... 64.23 
Oil-burning equipment ...................................................................... 64.30 
Piping .................................................................................................. 64.24 
Radiation and convection equipment ............................................. 64.21 
Space heaters ...................................................................................... 64.25 
Unit heaters, suspended furnaces and duct furnaces ................... 64.27 

HEATING, VENTILATING AND AIR CONDITIONING (Cont.) 
OCCUPANCY REQUIREMENTS 

Automobile showrooms ..................................................................... 64.64 
Day care facilities .............................................................................. 64.60 
Factories, office and mercantile buildings ...................................... 64.54 
Garages ................................................................................................ 64.63 
General sanitation and service areas ............................................... 64.65 
Hospitals ............................................................................................. 64.57 
Kitchens .............................................................................................. 64.66 
Penal institutions and places of detention ..................................... 64.58 
Repair areas ........................................................................................ 64.61 
Residential occupancies .................................................................... 64.59 
Schools and other places of instruction .......................................... 64.56 
Seasonal occupancies ......................................................................... 64.67 
Service stations .................................................................................. 64.62 
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Theaters and places of assembly ..................................................... 64.55 
REFRIGERANTS (see chapter Ind 45) 
SCOPE .................................................................................................... 64.01 
VENTILATION AND AIR STANDARDS 

Air-cleansing devices ......................................................................... 64.16 
Air movement and distribution ....................................................... 64.15 
Automatic controls ............................................................................ 64.17 
Contamination of air ......................................................................... 64.18 
Definitions .......................................................................................... 64.12 
Location of outside air intakes or exhausts .................................... 64.19 
Tempered air requirements .............................................................. 64.13 
Tempered outside air requirements ................................................ 64.14 

HEAVY TIMBER CONSTRUCTION .............................................. 51.03 
HEIGHT AND AREAS* 

Affect stairways .................................................................................. 51.15 
Affect windloads ................................................................................ 53.12 
Chimneys ............................................................................................ 64.45 
Classification of construction ........................................................... 51.03 
Masonry walls (also see MASONRY CONSTRUCTION) ........ 53.322 
Parapet walls ........................................................................ 51.02, 53.322 
Raising adjoining chimneys and vents ............................................ 64.45 
Restrictions ......................................................................................... 51.03 
Towers, spires, poles .............................................................. 52.22, 53.61 
Types of construction ........................................................................ 51.03 

HEIGHT OF BUILDINGS* 
Classes of construction ...................................................................... 51.03 
Definition of ....................................................................................... 51.01 
Measurement of ................................................................................. 51.01 

HOLLOW BONDED WALL, Definition of.. ..................................... 51.01 
HOLLOW MASONRY 

Units .......................................................................... " .. , .. ,', ... , ... ", .... 53.311 
Walls ..................................... , ................................... 53.321, 53.322, 53.34 

HOMES FOR AGED AND INFORM ............................... " .......... ".57.001 
HOODS, KITCHEN EXHAUST." .... , ....... , .. " ......... ,", .. , ...... , ...... , .... ,,64.66 
HORIZONTAL EXITS ..... " .. , .... " ... ",., .... " .. "., ....... " ....... , ..... , ....... " .. ,,51.19 
HORSE ARENA ... " ....... ,', .. , .. , ... ,""" .... "." ...... ,.,', ...... ,.",., .. 54,001 or 55,01 
HOSE 

Sprinklers"",", .. ,.,"', ...... ,"""', ..... ,"', .. ,.,.,.,"", .... ,.,"', ......... , ......... ",.,.51.23 
Standpipes ", .... ,',"", ... ,""", ...... ', ... " ... ,', ....... ".,", ...... "." ..... , .. " ... , ..... ,51,21 

HOSPITALS ", .. ,,, .. ,"',.,.,., ... , ..... ,', ........ , .. , ....... ', .... , ...... , ... , ...... ,",., ...... 57 ,001 
HOTELS" .. ,"""', ..... ,.,',." ... ,.,", ........ ,", ..... ,',."., ...... ,",." .. ,.,", ..... ,"" .... 57,001 
HOUSE LODGING OCCUPANCY" ............ " .. ", ....... "" .... , .. ,., ... , .... 57.001 

I 

ICE PLANTS" .. , ...... ,"",." .. " .. , .... , .. , ..... , .. , ........ , .. " .......... , .. , ...... "."." .. 54,001 
ILLUMINATION OF EXITS* 
INCREASE IN AREAS ALLOWED"" .. " ................................... " ..... 54,Q1 
INDOOR PROJECTION BOOTHS""" ....... " ........... " ..... " ..... 55.40-55.48 
INDUSTRIAL BOILERS ..... ,'" .. , .. ,"',.,., ..... """ ....... ',., .... "",, .. ,, .. , .. , ... 64,20 
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INDUSTRIAL OCCUPANCY .......................................................... 54.001 
INFILTRATION, CONTROL OF .......................................... 51.02, 64.03 
INNER LOT LINE COURT, Definition of.. ..................................... 54.01 
INSANE ASYLUM, Occupancy ........................................................ 57.001 
INSPECTION 

By building official (also see chapter 101, Wis. Stats) ................ 50.10 
By special inspector ............................................................... 50.04, 50.10 

INSTITUTIONAL OCCUPANCY ................................................... 57.001 
INSULATING 

Ducts .................................................................................................... 64.37 
Linings, duct ....................................................................................... 64.36 
Pipe coverings .................................................................................... 64.24 

INTAKE, OUTSIDE AIR, Definition of ........................................... 51.01 
INTERIOR BALCONY (see MEZZANINE) 

Definition of ....................................................................................... 51.01 
INTERIOR FINISHES 

General ................................................................................................ 51.03 
Floor finish, toilet rooms .................................................................. 52.57 
Walls, toilet rooms ............................................................................. 52.58 

INTERIOR PARTITIONS .................................................................. 51.02 
INTERIOR STAIRWAYS, ENCLOSED .......................................... 51.18 

J 

JAILS .................................................................................................... 57.001 
JOISTS 

Anchorage (see ANCHORAGE, ANCHORS) 
Bridging (see BRIDGING) 
Concrete .............................................................................................. 53.40 
Decay resistance ................................................................................. 53.63 
Fastenings (see ANCHORAGE, ANCHORS) 
Fire cuts .............................................................................................. 53.63 
Fire resistance ratings ..................................................................... 51.045 
Fire stopping ...................................................................................... 53.63 
Floor framing ...................................................................................... 53.63 
Steel ......................................................................................... 53.50, 53.52 
Wood ........................................................................................ 53.60-53.63 

L 

LABELS 
Fire doors .......................................................................................... 51.047 
Glazing materials ............................................................................... 51.14 
Roofing .............................................................................................. 51.050 
Windows ............................................................................................ 51.048 

LADDERS, ACCESS TO ATTIC OR ROOF .................................... 51.02 
LAMINATED MATERIALS .............................................................. 53.60 
LATERAL BRACING .......................................................................... 53.50 
LAUNDRY ROOMS, Protection for ...................................... 57.20, 60.37 
LA VATORIES* ..................................................................................... 54.12 
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LIBRARIES ......................................................................................... 56.001 
LIGHT 

For exit signs ...................................................................................... 51.15 
For occupancy groups* 

LIME, for masonry construction ....................................................... 53.314 
LINTEL .................................................................................................. 51.03 
LIQUEFIED PETROLEUM GAS (refer to chapter Ind 9) 
LIQUIDS, FLAMMABLE (refer to chapter Ind 8) 

LIVING UNIT, Definition of .............................................................. 51.01 
LOADS, DEAD ...................................................................................... 53.10 
LOADS, DESIGN COMBINATIONS ................................................ 53.14 
LOADS, FOOTINGS AND FOUNDATIONS .................................. 53.20 
LOADS, GLASS ........................................... , ........................................ 51.14 
LOADS, LIVE 

Concentrated ...................................................................................... 53.11 
Cranes .............................................................. 1 ••••••••••••••••••••••••••••••••••• 53.13 
Floor loads, occupancy ...................................................................... 53.11 
Footings ............................................................................................... 53.11 
Impact ................................................................................................. 53.13 
Items not covered .............................................................................. 53.11 
Occupancy loads ................................................................................. 53.11 
Posting loads ...................................................................................... 54.17 
Reduction of loads ............................................................................. 53.11 
Roof ..................................................................................................... 53.11 
Sidewalks ............................................................................................ 53.11 
Soil ....................................................................................................... 53.21 
Tests .................................................................................................... 53.21 
Wind .................................................................................................... 53.12 

LOADS, PILES ...................................................................................... 53.24 
LOADS, RAILINGS ............................................................................. 51.16 
LOADS, WIND ...................................................................................... 53.12 
LOBBY 

Definition of ....................................................................................... 51.01 
In theater ............................................................................................ 55.15 

LOCAL REGULATIONS .................................................................... 50.04 
LOCKS ON DOORS, Prohibited ........................................................ 51.15 
LODGES ................................................................................................. 55.01 
LODGING HOUSES .......................................................................... 57.001 
LOT LINE, Definition of ..................................................................... 51.01 
LOT LINES, Plot plan required ......................................................... 50.10 
LOTS, PARKING, Considerations for physically disabled ............. 52.04 
LUMBER ............................................................................................... 53.61 

M 

MAINTENANCE ........................................................... 51.23, 52.64, 64.52 
MAJOR APPARATUS, Definition of ................................................ 51.01 
MANSARDS .......................................................................................... 51.03 
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MANUFACTURING PLANT, Occupancy ..................................... 54.001 
MARKETS, Business occupancy ...................................................... 54.001 
MASONRY CONSTRUCTION 

Aggregate .......................................................................................... 53.312 
Basement walls ................................................................................. 53.322 
Block .................................................................................................. 53.311 
Bond (see BOND, MASONRY) 
Brick .................................................................................................. 53.311 
Cast stone ......................................................................................... 53.311 
Cavity walls ........................................................................ 53.321, 53.322 
Cementitious materials ................................................................... 53.314 
Ceramic ............ ' ................................................................................... 53.36 
Ceramic veneer ................................................................................... 53.36 
Change in thickness ........................................................................... 53.34 
Chases .................................................................................................. 53.34 
Chimney walls .................................................................................. 53.321 
Clay or shale units ........................................................................... 53.311 
Composite ......................................................................................... 53.322 
Concrete units .................................................................................. 53.311 
Construction ....................................................................................... 53.33 
Corbeling ............................................................................................. 53.34 
Definition of ....................................................................................... 51.01 
Design .................................................................................................. 53.32 
Design, empirical ............................................................................. 53.322 
Design, engineered ........................................................................... 53.323 
Details, construction .......................................................................... 53.34 
Erection, general ................................................................................ 53.01 
Fire resistance materials .................................................... 51.043-51.045 
Fire resistance ratings ..................................................................... 51.043 
Glass blocks ...................................................................................... 51.048 
Grout ................................................................................................. 53.313 
Gypsum, mortar ............................................................................... 53.312 
Gypsum units ................................................................................... 53.311 
Hollow units ..................................................................................... 53.311 
Jointing ................................................................................. 53.322, 53.36 
Lateral support ................................................................................ 53.322 
Materials ............................................................................................. 53.31 
Mortar .........................................................................................•..... 53.312 
Piers ................................................................................................... 53.322 
Protection against freezing ............................................................... 53.33 
Reinforced, ties and anchors .......................................................... 53.316 
Stone .................................................................................................. 53.311 
Terra cotta .......................................................................................... 53.36 
Tests .................................................................................... ,. ............... 53.35 
Types ................................................................................................. 53.321 
Units .................................................................................................. 53.311 
Veneered walls ................................................................................... 53.36 
Wall thickness .................................................................................. 53.322 
Water ................................................................................................. 53.315 
Working stresses ................................................................ 53.311, 53.312 

MATERIALS, METHODS AND DEVICES, Approval of ............. 50.12 
MEANS OF EGRESS* 

Aisles* 
Arrangement of exits* 
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Balconies, exterior ............................................................................. 51.02 
Capacity of exits ................................................................................ 51.15 
Courts .................................................................................................. 52.05 
Doors, exit* ......................................................................................... 51.15 
Doors, revolving, sliding .................................................................... 51.15 
Enclosure of exits* ............................................................................. 51.02 
Fire alarms .......................................................................................... 51.24 
Fire escapes ........................................................................................ 51.20 
Foyer .................................................................................................... 55.15 
General provisions* 
Hardware ............................................................................................ 51.15 
Horizontal exits .................................................................................. 51.19 
Illumination (refer to chapter Ind 19) 
Monumental stairs ............................................................................. 54.08 
Number of exits* 
Number of persons· 
Outlets, exits ....................................................................................... 52.21 
Panic hardware .................................................................................. 51.15 
Ramps (see RAMPS) 
Signs* .................................................................................................. 51.15 
Stairway, construction ....................................................................... 51.16 
Units of width .................................................................................... 51.15 

MECHANICAL VENTILATION (see VENTILATION) 
MENTAL HOSPITALS ..................................................................... 57.001 
MERCANTILE, Occupancy .............................................................. 54.001 
METAL 

Anchors (see ANCHORAGE - ANCHORS) 
Ducts (see DUCTS) 
Fire escapes ........................................................................................ 51.20 
Roof covering .................................................................................... 51.050 
Smoke pipes ........................................................................................ 64.49 
Smokestacks ....................................................................................... 64.47 
Veneers ................................................................................................ 53.56 
Window frames ................................................................................ 51.048 

METAL FRAME BUILDINGS, Protected and unprotected ......... 51.03 
METHODS OF CONSTRUCTION ................................................... 50.12 
MEZZANINE, MEZZANINE FLOOR ................................... 51.01, 51.02 
MILL CONSTRUCTION (Heavy timber) ....................................... 51.03 
MINIMUM DESIGN LOADS ............................................................. 53.11 
MONASTERIES ................................................................................. 56.001 
MONITORS, ROOF ................................................................. 51.02, 51.14 
MONUMENTAL STAIRS .................................................................. 54.08 
MORTAR ............................................................................................. 53.312 
MOTELS ............................................................................................. 57.001 
MOTION PICTURE THEATERS ................................................... 55.001 
MOTOR, AUTO GARAGES 

Private garages ................................................................................... 57.50 
Public garages .................................................................................... 57.50 

MOTOR, AUTOMOTIVE SERVICE STATIONS .......................... 57.51 
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Business occupancy ......................................................................... 54.001 
General construction rE)quirements ................................................. 57.51 

MOVING STAIRWAYS, ESCALATORS (refer to chapter Ind 4) 
MULTIPLE DWELLING (APARTMENT HOUSE) 

Definition .......................................................................................... 57.001 
Occupancy, Residential ..................................................................... 50.03 

MUSEUMS ........................................................................................... 56.001 

N 

NAILS ................................................ : .................................................... 53.63 
"NATIONAL" PREFIX STANDARDS (see STANDARDS) 
NET AREA, Definition of .................................................................... 51.01 
NEW MATERIALS OR METHODS OF CONSTRUCTION ....... 50.12 
NONBEARING PARTITIONS OR WALLS ................................... 51.02 

Definition of ....................................................................................... 51.01 
Fire protective requirements ............................................................ 51.03 
Fire resistance ratings ....................................................................... 51.03 
Masonry ............................................................................................ 53.322 

NONCOMBUSTIBLE CONSTRUCTION, Definition of ............... 51.01 
NURSERIES (HOSPITAL) ............................................................. 57.001 
NURSING HOMES ............................................................................ 57.001 

o 
OBSTRUCTION - PROHIBITED'" 

Aisles ................................................................................................... 52.21 
Exit outlet ........................................................................................... 51.15 
Horizontal exit ................................................................................... 51.19 
Stairways ............................................................................................. 51.16 

OCCUPANCY OR USE, Definition of ............................................... 51.01 
OCCUPANCY CHAPTERS 

APARTMENT BUILDINGS, HOTELS AND PLACES OF 
DETENTION (including all apartment buildings, row 
houses, rooming houses, hotels, dormitories, convents, 
monasteries, hospitals, children's homes, homes for the 
aged and infirm, nursing homes, convalescent hospitals, 
convalescent homes, asylums, mental hospitals, jails, and 
other places of abode or detention) .......................... Chapter Ind 57 

CHILD DAY CARE FACILITIES (including all public and 
private day care centers accommodating children, including 
all buildings, or parts of buildings, used as child day care 
facilities) ....................................................................... Chapter Ind 60 

FACTORIES, OFFICE AND MERCANTILE BUILDINGS 
(including all factories and workshops, office buildings, 
telegraph and telephone offices, mercantile establishments 
where commodities are bought or sold, taverns, 
warehouses, railroad stations, exhibition buildings, and 
places where not more than 100 persons assemble for 
recreation, entertainment, worship, or dining 
purposes) ...................................................................... Chapter Ind 54 
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HAZARDOUS OCCUPANCIES (including all garages 
[except private garages], filling stations and related 
buildmgs and structures, automobile tire or battery shops, 
automobile parking decks, and other occupancies where 
flammable or combustible liquids or other hazardous 
materials are manufactures, processed, stored, or otherwise 
handled) ............................................................................... 57.50-57.53 

SCHOOLS AND OTHER PLACES OF INSTRUCTION 
(including all public and private schools, universities, 
colleges, academies, seminaries, libraries, museums and art 
galleries, including all buildings or parts of buildings used 
primarily for instructional purposes) ........................ Chapter Ind 56 

THEATERS AND ASSEMBLY HALLS (including all 
buildings or parts of buildings, containing an assembly 
hall, having a stage which may be equipped with curtains 
or permanent or movable scenery, or which is otherwise 
adaptable to the showing of plays, operas, motion pictures 
or similar forms of entertainment; and all buildings, or 
parts of buildings, other than theaters, which will 
accommodate more than 100 persons for entertainment, 
recreation, worship or dining purposes) ................... Chapter Ind 55 

OCCUPANT LOAD .............................................................................. 51.15 
OCCUPIED, Definition of .................................................................... 51.01 
OFFICE BUILDINGS ........................................................................ 54.001 
OFFICIAL, BUILDING (see ADMINISTRATIVE) 
OIL STORAGE ............................................................... " ..................... 64.30 
OLD PEOPLES HOMES ................................................................... 57.001 
OPENINGS 

Combustion air ................................................................................... 64.09 
Elevator enclosures* .............................................................. 51.02, 51.03 
Exterior walls ..................................................................................... 51.03 
Exterior walls for fire department ................................................... 52.02 
Horizontal protection ........................................................................ 51.03 
Motion picture projection booths .................................................... 55.39 
Protected with fire doors or windows ............................. 51.047, 51.048 
Rated construction .......................................................................... 51.045 
Stairways or shaftways .......................................................... 51.02, 51.03 

OPEN PARKING DECKS .................................................................. 57.53 
OPEN SPACES, Definition of ............................................................. 51.01 
OPEN WEB STEEL JOIST ................................................................ 53.52 
ORDINARY MASONRY BUILDINGS ............................................. 51.03 
ORIEL WINDOWS (Bay) ................................................................... 51.03 
ORPHANAGES ................................................................................... 57.001 
OUTDOOR OPENINGS, Definition of ............................................. 51.01 
OUTDOOR PLACES OF ASSEMBLY ................................ 55.58-55.68 
OUTDOOR THEATERS ................................................................. , .... 55.68 
OUTLET (SUPPLY OPENING) ,Definition of .............................. 51.01 
OUTSIDE AIR, OUTSIDE AIR INTAKE, Definition of ............. 51.01 
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OUTSIDE STAIRS ................................................................... 51.16,51.20 
OVERCROWDED PROHIBITED (Posted) ........................ 54.05, 55.06 
OVERLOAD OF FLOORS-Not permitted (Posted) .................... 54.17 
OVERTURNING MOMENTS-For wind calculations .................. 53.12 
OWNER 

Application for permit ...................................................................... 50.10 
Definition (Refer to chapter 101, Wis. Stats.) 
Maintenance of buildings ................................................................. 52.64 
Responsibility ........................... , ....................................................... 52.001 

p 

PANEL WALL, Definition of.. ............................................................ 51.01 
PANIC HARDWARE ........................................................................... 51.15 
PARAPET WALL ..................................................................... 51.02, 53.34 
PARKING GARAGE, OPEN DECK ................................................. 57.53 
PARKING SPACES, Reserved for physically disabled ................... 52.04 
PARTITION .......................................................................................... 51.02 

Definition of ....................................................................................... 51.01 
PARTY WALL, Definition of.. ............................................................ 51.01 
PASSAGEWAYS * ................................................................................. 52.21 
PATENT CHIMNEYS ........................................................................ 64.48 
PENALTIES AND VIOLATIONS (Refer to chapter 101, Wis. Stats.) 
PENTHOUSE ............................................................................ 51.02, 51.03 

Definition of ....................................................................................... 51.01 
PERMITS, BUILDING ....................................................................... 50.04 
PERMISSIBLE TEMPERATURE ON COMBUSTIBLE 

MATERIALS ................................................................................... 51.042 
PETROLEUM STORAGE (refer to chapter Ind 8) 
PEWS, Width ........................................................................................ 55.13 
PHYSICALLY DISABLED, General requirements ......................... 52.04 
PICTURE PROJECTION BOOTH ................................................... 55.39 
PIERS 

Definition of ....................................................................................... 51.01 
Masonry ............................................................................................ 53.322 

PILASTERS, Masonry ....................................................................... 53.322 
PILES ............ , ........................................................................................ 53.24 
PIPE 

Duct ..................................................................................................... 64.33 
Smoke .................................................................................................. 64.49 
Steam or hot water ............................................................................ 64.24 

PIPING, HAZARDOUS, Definition of.. ............................................. 51.01 
PLACE OF EMPLOYMENT, Definition of ..................................... 51.01 
PLACES OF OUTDOOR ASSEMBLY ............................................. 55.68 
PLANS 

Fee (refer to chapter Ind 69) 
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Plot ...................................................................................................... 50.10 
Required for permit to start ............................................................. 50.10 

PLANT, MANUFACTURING, Occupancy .................................... 54.001 
PLATFORMS ........................................................................................ 51.16 
PLENUM ............................................................................................... 64.41 
PLOT DIAGRAM OR PLAN, Required ............................................ 50.10 
PLYWOOD ............................................................................................ 53.61 
POLICE STATION, Occupancy ....................................................... 57.001 
PORCH, Definition of ........................................................................... 51.01 
PORTLAND CEMENT, Masonry mortar ........................................ 53.35 
POSTING 

Floor loads .......................................................................................... 54.17 
Occupancy permit for changed loading .............................. 54.18, 55.06 
Permits ................................................................................................ 50.04 

POWER AND DUTY OF BUILDING OFFICIAL .............. 50.04, 50.10 
POWER PLANT, Occupancy ............................................................ 54.001 
PRESSURE TANKS ................................................................ 51.21, 51.23 
PRESSURE TREATED WOOD 

Fire retardant, Definition of ............................................................ 51.01 
For decay prevention ......................................................................... 53.63 

PRESTRESSED CONCRETE ........................................................... 53.40 
PRINTING PLANT, Occupancy ...................................................... 54.001 
PRISON, Occupancy ........................................................................... 57.001 
PRIVATE, Exempt from code .................................... 50.03, 57.001, 57.50 
PRIVATE GARAGES .......................................................................... 57.50 
PRIVATE SCHOOLS ......................................................................... 56.001 
PROCEDURE, Appeals (see ADMINISTRATIVE) 
PROJECTION FROM BUILDINGS ................................................. 51.03 
PROPERTY, ADJOINING, Protection of ........................................ 53.26 
PROPERTY LINE, Definition of ....................................................... 51.01 
PROSCENIUM, STAGE AND APPURTENANT ROOMS 

(see chapter Ind 55) 
PROTECTION AGAINST DECAY AND TERMITES ................. 53.63 
PROTECTION OF DOOR OPENINGS IN WALLS 

AND PARTITIONS ........................................................................ 51.047 
PROTECTION OF VERTICAL OPENINGS, STAIRS 

AND ELEV ATORS* ............................................................ 51.02, 51.03 
PROTECTION OF WALL OPENINGS .............. 51.047, 51.048, 51.049 
PUBLIC BUILDING, Definition of ................................................... 51.01 
PUBLIC GARAGES ............................................................................. 57.50 
PUBLIC SCHOOLS ............................................................................ 56.001 
PUBLIC SEWERS, Connection with ................................................. 52.62 
PUBLIC THOROUGHFARE, Definition of ..................................... 51.01 
PUMPS, FIRE ........................................................................... 51.21,51.23 
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R 

RADIATION AND CONVECTION EQUIPMENT ........................ 64.21 
RADIO RECEIVING ANTENNA ...................................................... 52.22 
RAIL AROUND OPENINGS .................................................... 51.16,54.10 
RAILINGS (see HANDRAILS) 
RAMPS 

Apartment buildings, hotels and places of detention ................... 57.07 
Barrier-free environments ................................................................ 52.04 
Factories, office and mercantile buildings ...................................... 54.03 
Schools and other places of instruction .......................................... 56.06 
Theaters and assembly halls ............................................................ 55.08 

RANGE HOODS, Ventilating ............................................................. 64.66 
RANGES, Clearances ............................................................................ 52.17 
RECEIVING ANTENNAE, Television and radio ........................... 52.22 
RECORD CARD 

Fire alarm tests .................................................................................. 51.24 
Fire prevention inspections .............................................................. 60.19 

RECREATION HALLS ..................................................... 54.001 or 55.01 
REDUCTIONS, Live loads .................................................................. 53.11 
REFINERIES, Flammable liquids ................................................... 54.001 
REFORMATORIES ........................................................................... 57 .001 
REFRIGERATION ............................................................................... 64.10 
REGISTERED ARCHITECT OR ENGINEER, 

Services required .................................................................. 50.10, 52.001 
REGISTERS (see FIRE DAMPERS) 
REINFORCED CONCRETE .............................................................. 53.40 
REINFORCED GYPSUM CONCRETE ........................................... 53,41 
REINFORCED MASONRY .............................................................. 53.323 
REINFORCEMENT (see REINFORCED CONCRETE 

and MASONRY) 
REMODELING AND ALTERATIONS ................................ 50.10,52.04 

Definition of ....................................................................................... 51.01 
REPAIR .................................................... 52.21, 52.64, 55.50, 57.15, 60.19 
REPAIR SHOPS, AUTO ......................................................... 57.52, 64.61 
REQUIRED, Definition of ................................................................... 51.01 
REQUIRED EXIT CORRIDOR, Definition of ................................ 51.01 
REQUIREMENTS BASED ON OCCUPANCY (see chapters 

Ind 54-60) 
REQUIREMENTS BASED ON TYPES OF 

CONSTRUCTION ............................................................................ 51.03 
RESIDENCES, One- and two-family exempt ................................... 50.03 
REST ROOMS (also see chapter Ind 22) ......................................... 54.12 
RESTRAINED SUPPORT, Definition of ......................................... 51.01 
RESTAURANTS .................................................................................. 55.01 
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RETAIL STORES, BUSINESS ........................................................ 54.001 
Auto service stations ............................................................. 57.51, 57.52 
Exiting, egress ........................................................................ 54.02, 54.03 
Types of construction ........................................................................ 51.03 

RETAINING WALL ................................................................ 53.27,53.34 
Definition of ....................................................................................... 51.01 

RETURN (or EXHAUST OPENING), Definition of .................... 51.01 
REVIEWING STANDS ....................................................................... 55.51 
REVOLVING DOORS, at nonrequired exit ...................................... 51.15 
RISERS, for stairways .......................................................................... 51.16 
ROADWAY, Definition of .................................................................... 51.01 
ROOF, ROOF CONSTRUCTION 

Access to attic or roof.. ............................................... 51.02, 51.20, 57.25 
Anchorage (see also ANCHORAGE, ANCHORS) ....................... 53.12 
Coverings ............................................................................... 51.02, 51.050 
Definition ............................................................................................ 51.01 
Drainage .............................................................................................. 53.11 
Fire-resistance ratings ..................................................................... 51.043 
Fire resistive construction ................................................................ 51.03 
Heavy timber ...................................................................................... 51.03 
Joists (see JOISTS) 
Live loads ............................................................................................ 53.11 
Mansard roofs .................................................................................... 51.03 
Materials, roofing ................................................................. 51.02, 51.050 
Nailing schedule ................................................................................. 53.63 
Over stages .......................................................................................... 55.24 
Parapets .................................................................................. 51.02, 53.34 
Protection adjoining buildings ............................................. 51.03, 53.26 
Scuttles ................................................................................................ 51.02 
Sheathing ............................................................................................ 53.61 
Skylights, glass or plastic ...................................................... 51.02, 51.14 
Towers ................................................................................................. 52.22 
Wind loads .......................................................................................... 53.12 
Wood frame construction .................................................... 53.60-53.63 

ROOF COVERING, Definition of.. ..................................................... 51.01 
ROOF COVERINGS ............................................................... 51.02, 51.050 
ROOF LOADS ....................................................................................... 53.11 
ROOF SHEATHING ............................................................................ 53.61 
ROOFING (see ROOF, ROOF CONSTRUCTION and 

ROOF COVERINGS) 
ROOM, Definition of ............................................................................ 51.01 
ROOM, SPACE HEATERS ................................................................ 64.25 
ROOMING HOUSE ............................................................................ 57.001 
ROW HOUSE ........................................................................................ 57.25 
RUBBLE MASONRY ........................................................................ 53.322 
RUNNING TRACKS ........................................................................... 56.13 

S 

SAFE PLACE 
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Defined (refer to chapter 101, Wis. Stats.) 
Exit to .................................................................................................. 52.21 

SAFEGUARDS, for physically disabled ............................................ 52.04 
SAFETY GLAZING .............................................................................. 51.14 
SAND 

Bearing soil capacity ......................................................................... 53.21 
Concrete .............................................................................................. 53.40 
Mortar ................................................................................................. 53.12 

SANITARIUM, Occupancy ............................................................... 57.001 
SANITATION (See also rules of department of health 

and social services) ............................................................................ 52.64 
SCHOOLS ............................................................................................ 56.001 
SCOPE OF CODE (see also chapter Ind 51-64) .......................... 50.001 
SCUTTLE .................................................................................. 51.02, 57.25 
SEATS, SEATING 

Grandstands, bleachers, places of outdoor assembly .................... 55.54 
Physically disabled ............................................................................ 52.04 
Schools, auditoriums, gymnasiums, field houses ............... 56.13, 56.14 
Theaters, assembly halls ................................................................... 55.13 

SELF-CLOSING DOORS 
Normally closed (furnace rooms, shaft enclosures, etc.) * 
Normally open (sliding, horizontal exit) (see ch.54) 

SEMINARIES ..................................................................................... 56.001 
SEPTIC TOILETS ............................................................................... 52.62 
SERVICE STATIONS, AUTO ........................................................... 57.52 
SETBACK, Definition of ..................................................................... 51.01 
SHAFT 

Definition of ....................................................................................... 51.01 
Rated ....................................................................................... 51.02, 51.03 

SHALL, Definition of ........................................................................... 51.01 
SHORING, Adjoining foundations ..................................................... 53.26 
SHUTTERS, FIRE .. , ............................................................................ 51.03 
SIAMESE CONNECTIONS ................................................... 51.21,51.23 
SIGNS 

Capacity of occupancy ........................................................... 54.18, 55.06 
Definition of ....................................................................................... 51.01 
Exit signs* .......................................................................................... 51.15 
Identification signs ............................................................................ 52.04 
Illumination of exits* ........................................................................ 51.15 
Posting floor loads ............................................................................. 54.17 
Toilet rooms ....................................................................................... 52.52 

SIMPLE SUPPORT, Definition of .................................................... 51.01 
SINKS (see LAVATORIES) 
SKATING RINKS (Indoor) ............................................. 54.001 or 55.01 
SKYLIGHTS, DOMES ............................................................ 51.02, 51.14 
SLAB 

Minimum thickness, for fire-resistive purposes .......................... 51.043 
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Minimum thickness, for floors ....................................................... 51.043 
Minimum thickness, for roofs ........................................................ 51.043 
Reinforced concrete ........................................................................... 53.40 

SLATE, ROOFING ............................................................................. 51.050 
SLEEPERS ............................................................................................ 51.03 
SLOPED GLAZING ............................................................................. 51.14 
SMOKE PIPES, SMOKESTACKS AND BREECHING .... 64.45-64.50 
SMOKEPROOF STAIR ENCLOSURE ............................................ 51.18 
SMOKE VENTS, STAGE ................................................................... 55.24 
SOIL ........................................................................................................ 53.20 
SPACE HEATERS ............................................................................... 64.25 

Definition of ....................................................................................... 51.01 
SPECIAL OCCUPANCIES 

Airplane hangars ................................................................................ 57.50 
Amusement park buildings ............................................................. 54.001 
Assembly occupancies ....................................................................... 55.01 
Auto service stations ............................................................. 57.51, 57.52 
Bowling alleys ................................................................... 54.001 or 55.01 
Churches ........................................................................... 54.001 or 55.01 
Day care centers ............................................................................... 60.001 
Dry cleaning establishments .......................................................... 54.001 
Farm buildings ................................................................................... 50.03 
Garages (public and private) ........................................................... 57.50 
Grandstands ....................................................................................... 55.50 
Greenhouses .......................................................................... 54.001, 53.11 
Hazardous ................................................................................ 57.50-57.53 
Parking decks ..................................................................................... 57.53 
Stadiums ............................................................................................. 55.50 
Temporary structures ........................................................................ 50.03 
Tents .................................................................................................... 55.58 

SPECIFICATIONS ADOPTED (see STANDARDS) 
SPECIFICATIONS, Required for plan approval ............................. 50.10 
SPIRES ................................................................................................... 52.22 
SPLICES .................................................................................... 53.50, 53.51 
SPRAY PAINTING (refer to chapter Ind 1910, Safety & 

Health Code) 
SPRINKLERS 

Area increase permitted .................................................................... 54.01 
Assembly occupancy .......................................................................... 55.35 
Automatic sprinklers ......................................................................... 51.23 
Basement ............................................................................................ 51.23 
Distance of travel increase* 
Fire department connection ............................................................. 51.23 
High-rise buildings ............................................................................ 52.01 
Hose threads ....................................................................................... 51.23 
Maintenance ....................................................................................... 51.23 
Materials ............................................................................................. 51.23 
Requirements ..................................................................................... 51.23 
School occupancy ............................................................................... 56.05 
Standards ............................................................................................ 51.23 
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Supervisory facilities ......................................................................... 51.23 
Tests, water supply ............................................................................ 51.23 

STADIUMS ............................................................................................ 55.50 
STAGE (see ch. Ind 55) 
STAIRS AND STAIRWAYS 

Design features ................................................................................... 51.16 
Enclosure of shaft .................................................................. 51.02, 51.03 
Exterior ................................................................................... 54.03, 54.08 
Fire escape .......................................................................................... 51.20 
Interior enclosed stairs ...................................................................... 51.17 
Occupancy requirements'" 
Smokeproof tower'" ............................................................................ 51.18 

STANDARDS AND SPECIFICATIONS ADOPTED 
Aluminum Association ...................................................................... 51.27 
American Concrete Institute (ACI) ................................................ 51.26 
American Institute of Steel Construction ...................................... 51.27 
American Institute of Timber Construction .................................. 51.27 
American Iron and Steel Institute ................................................... 51.27 

STANDARDS AND SPECIFICATIONS ADOPTED (Cont.) 
American National Standards Institute (ANSI) .......................... 51.27 
American Society for Testing and Materials (ASTM) ................ 51.25 
American Welding Society ............................................................... 51.27 
American Wood Preservers' Association ........................................ 51.27 
National Bureau of Standards ......................................................... 51.27 
National Fire Protection Association (NFPA) ............................. 51.27 
National Forest Products Association ............................................ 51.27 
Steel Joist Institute ........................................................................... 51.27 
Truss Plate Institute ......................................................................... 51.27 

STANDARDS, INFILTRATION ....................................................... 64.03 
STANDARDS, THERMAL PERFORMANCE ............................... 51.02 
STANDPIPES ....................................................................................... 51.21 
STEAM PIPES AND HOT WATER PIPES ................................... 64.24 
STEEL (see STEEL CONSTRUCTION) 
STEEL CONSTRUCTION 

Aluminum ........................................................................................... 53.54 
Caissons ............................................................................................... 53.24 
Certification and identification ....................................................... 53.50 
Fabrication .......................................................................................... 53.50 
Fire resistance ratings ..................................................................... 51.043 
Fire resistive construction, type 1 and type 2 ................................ 51.03 
Joists, open web construction .......................................................... 53.52 
Marking ............................................................................................... 53.50 
Metal frame protected construction, type 3 ................................... 51.03 
Metal frame unprotected construction type 6 ............................... 51.03 
Piles, steel ........................................................................................... 53.24 
Reinforcing ....................................................................................... 53.316 
Stainless steel ..................................................................................... 53.55 
Structural steel.. ................................................................................. 53.50 
Veneered walls ................................................................................... 53.36 
Welding ............................................................................................... 53.53 

STEEL PILES ....................................................................................... 53.24 
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STONE MASONRy ............................................................. 53.311, 53.322 
STOP WORK ORDERS (refer to chapter 101, Wis. Stats.) 
STORAGE OF FLAMMABLES (also refer to chapter Ind 8) ...... 60.19 
STORES ............................................................................................... 54.001 
STORIES 

Determination of number of ............................................................ 51.02 
Definition of ....................................................................................... 51.01 

STORY, Definition of ........................................................................... 51.01 
STOVES (see RANGES) 
STREET, Definition of .................. ~ ..................................................... 51.01 
STRUCTURAL REQUIREMENTS (Chapter Ind 53) 

Concrete .............................................................................................. 53.40 
Foundations ........................................................................................ 53.20 
Loads, minimum allowable ............................................................... 53.10 
Masonry .............................................................................................. 53.30 
Metals .................................................................................................. 53.50 
Wood and wood fiber products ........................................................ 53.60 

STRUCTURE, Definition of ............................................................... 51.01 
STUDS .................................................................................................... 53.63 
SUPPORT (RESTRAINED and SIMPLE) , Definitions of.. ......... 51.01 

T 

TABLES, REFERENCES FIRE RESISTANCE 
RATINGS .......................................................... 51.03-A, 51.045 Table 2 

TAVERNS ............................................................................ 54.001 or 55.01 
TELEGRAPH AND TELEPHONE OFFICES .............................. 54.001 
TEMPERATURE DESIGN .................................................... 64.04,64.05 
TEMPERED AIR, Definition of ......................................................... 51.01 
TEMPERED OUTSIDE AIR, Definition of ..................................... 51.01 
TEMPORARY BUILDINGS OR STRUCTURES .......................... 50.03 
TENTS AND PLACES OF OUTDOOR ASSEMBLy ......... 55.58-55.68 
TERRACE, Definition of ..................................................................... 51.01 
TESTING LABORATORIES, Approved ........................................ 51.044 
TESTS 

Fire doors .......................................................................................... 51.047 
Fire resistance ratings of assemblies ............................................. 51.043 
Load ..................................................................................................... 53.23 
Noncombustible material ................................................................. 51.01 
Rating methods ................................................................................ 51.043 
Soil bearing ......................................................................................... 53.21 
Sprinkler ............................................................................................. 51.23 

THEATERS AND ASSEMBLY HALLS (Chapter Ind 55) 
THERMAL PERFORMANCE STANDARDS ................................ 51.02 
THREADS, HOSE .................................................................... 51.21, 51.23 
TILE (Veneers) ..................................................................................... 53.36 
TIMBER 
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Glued-laminated structural .............................................................. 53.61 
Heavy construction ............................................................................ 51.03 

TIRE SHOPS ......................................................................................... 57.52 
TITLE AND SCOPE* 
TOILET COMPARTMENTS AND SHOWERS 

Floors ................................................................................................... 52.57 
Walls and ceilings .............................................................................. 52.58 
Width of compartment ......................................................... 52.04, 52.59 

TOILETS 
Chemical ............................................................................................. 52.62 
Compartments ........................................................................ 52.04, 52.59 
Fixtures ................................................................................... 52.04, 52.60 
Outdoor ............................................................................................... 52.63 
Rooms* ................................................................................................ 52.50 

TOWERS ................................................................................................ 52.22 
TREADS, STAIRS ................................................................................ 51.16 
TREATED WOOD (Fire Retardant), Definition of.. ...................... 51.01 
TRIM, WOOD ........................................................................... 51.02, 51.03 
TRUSSES ............................................................................................... 53.62 
TYPES OF CONSTRUCTION, Features summarized ................... 51.03 

U 

UNDERPINNING ................................................................................ 53.26 
UNDERTAKING PARLORS ........................................................... 54.001 
UNDERWRITERS' LABORATORIES, INC ................................. 51.044 
UNENCLOSED 

Ramps .................................................................................................. 52.04 
Stairs ................................................................................................... 51.16 

UNIFORM TREADS AND RISERS ................................................. 51.16 
UNIT HEATERS .................................................................................. 64.27 

Definition of ....................................................................................... 51.01 
UNIVERSITIES .................................................................................. 56.001 
UNLAWFUL 

To change ............................................................................................ 50.10 
To proceed .......................................................................................... 50.10 

UNLIMITED AREA ............................................................................. 54.01 
URINALS* ............................................................................................. 52.60 
USE, Definition of ................................................................................. 51.01 

V 

VENEERED WALL 
Anchorage masonry units ................................................................. 53.36 
Definition of ....................................................................................... 51.01 
On wood frame ................................................................................... 53.36 

VENTILATION 
Air-cleansing devices ......................................................................... 64.16 
Air for combustion ............................................................................. 64.09 
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Air movement and distribution ....................................................... 64.15 
Automatic controls ............................................................................ 64.17 
Contamination of air ......................................................................... 64.18 
Definitions .............................................................................. 51.01, 64.12 
Exhaust ventilation systems ............................................................. 64.08 
Gravity exhaust ventilation, definition of ...................................... 51.01 
Location of intakes ............................................................................ 64.19 
Mechanical ventilation, definition of .............................................. 51.01 
Mechanical ventilation systems .. : .................................................... 64.06 
Natural ventilation systems ............................................................. 64.07 
Occupancy requirements .................................................................. 64.05 
Tempered air ...................................................................................... 64.13 
Tempered outside air ........................................................................ 64.14 

VENTS ........................................................................................ 64.45-64.50 
VENT SHAFTS* ...................................................................... 51.02, 51.03 
VERTICAL EXIT, Definition of ........................................................ 51.01 
VERTICAL FRAMING, WOOD ........................................................ 53.63 
VERTICAL OPENINGS, ENCLOSURES* ......................... 51.02, 51.03 
VIOLATION AND PENALTIES (Refer to chapter 101, Wis. Stats.) 

W 

WALKWAYS 
From parking facilities, required ..................................................... 52.04 
Live loads ............................................................................................ 53.11 

WALLS AND PARTITIONS .............................................................. 51.02 
Anchorage (see ANCHORAGES - ANCHORS) 
Assemblies, fire resistance ratings and standards ....................... 51.043 
Definitions .......................................................................................... 51.01 
Elevator enclosures ................................................................ 51.02,51.03 
Exterior ............................................................................................... 51.03 
Fire division ........................................................................................ 51.02 
Fire protective requirements ............................................................ 51.03 
Fire resistance rating for assemblies ............................................. 51.045 
Foundation ....................................................................................... 53.322 
Furnace and boiler rooms* 
Glass block ........................................................................................ 51.048 
Masonry (see MASONRY CONSTRUCTION) 
Materials, fire resistance ratings and standards .......................... 51.043 
Noncombustible ................................................................................. 51.01 
Openings, fire protections .................................... 51.047, 51.048, 51.049 
Parapets .............................................................................................. 51.02 
Party wall, definition of .................................................................... 51.01 
Stairways and exit enclosures .......................................................... 51.03 
Wood stud ........................................................................................... 53.63 

WAREHOUSES .................................................................................. 54.001 
WATER CLOSETS .............................................................................. 52.60 
WELDER, Certification of ................................................................... 53.53 
WELDING ............................................................................................. 53.53 
WHOLESALE STORES .................................................................... 54.001 
WIDTH, Aggregate exit ........................................................................ 51.15 
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WIND LOADS DESIGN ...................................................................... 53.12 
WINDOWS 

Area limitation at rated wall ............................................................ 51.03 
Fire ..................................................................................................... 51.048 
Required for naturallight* 
Required for ventilation .................................................................... 64.07 
Safety devices for cleaning ............................................................... 52.03 
Safety glass ......................................................................................... 51.14 

WIRED GLASS 
Fire-resistive doors and windows ..................................... 51.047, 51.048 
Safety glazing ..................................................................................... 51.14 

WIRING, ELECTRICAL (see also Wis. State Electrical Code) ... 52.20 
WOOD AND WOOD FIBER CONSTRUCTION ................. 53.60-53.63 
WOOD FRAME CONSTRUCTION .................................................. 51.03 
WOODWORKING FACTORIES ..................................................... 54.001 
WORK 

Start ..................................................................................................... 50.10 
Stop order (refer to chapter 101, Wis. Stats.) 

y 

YARD 
Definition of ....................................................................................... 51.01 
Required .............................................................................................. 57 .06 
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