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ILHR 82

APPENDIX

The material contained in this appendix is for clarification purposes
only. The notes, illustrations, etc., are numbered to correspond to the
number of the rule as it appears in the text of the code.
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A-82.L1 (29) Branch intervals.

5 TH FLOO9

R

The distance of 7'-0" between branches
A L B is not considered a branch Interval.

O	 The definition states "	 8 feet or

B	 a 1	 more beI(ya."

4-m rtoov-

^z	 t

^	 O	 ^	 3uo ^LbOR

These sections of the stack are branch

Intervals. The fixture units that may
discharge into each branch Interval is

I 3	
given In Table 82.30-2

o	 ZN V FLOOR

E

Branch intervals are counted fron
the top downward.

4	 I sT FLoc)p,

i+
^,MFl^+JT ^LOO^

r	 y
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A-82.11 (140) Springline of pipe.

Qn a found pipe the springline is along the horizontal centerline.

R-82.20 and A-82.21 FORMS. The following forms (OILUR SBO-6154, 6677, 6099,
6690, 6212, 6479, 6192, 6114, 6155, and 7278) are used by the department in
administration of this administrative code. Copies of these forms are
available fr" the division of Safety and Buildings, Plumbing Bureau,
P.O. Box 7969, Madison, Wisconsin 53707.
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A-82.20-82.21 FORMS. The following forms are referred to in ss. ILUR 82,20
and 82.21. Copies of the forms are available from the Bureau of Plumbing,
P.U. Box 7969, Madison, Wisconsin 53707.
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166	 WISCONSIN ADMINISTRATIVE CODE
11,118 82

GENERAL PLUMBING	 ^IVS;fYo'S FETY&EU DI-ti^SbI LH R	 BUS FAUOF PLUVEI%r
PLAN APPROVAL APPLICATION	 Poe i359 a;if;,.n as'aiai

Eca]cs3ais

INSTNIiCTION$: Fill i, a'I tpo; b''e da13. This form is rEQJ'ssa .o ith Pick ¢- z al psamb:+q Wan wbm;ttil. Exan:nat 3an fiE1, al
dof,m'inPd on this fc<m. sha!! — pant clan P,bmiltO, Data raq,'-j in s,L,;tta3 isd<u.;b* d on t—k 5 ,$r of this form.

I. MsOJECT INFORVA71ON I. 	 m P-.• t 1-1,1 z:e 5_r;11 ef-

ke-e cr$_^.. rr'rq Px'r y lPS-s .er_.rrd ao srT« P.o-,acr Na-e

$t^vrt 6 N^. Aaeer Le<et r - $.•arr 8 h'o, a Llp, pyr<np v oa

GIY	 Ss^e	 Z. Crr Cc:nty

Y^ax	 ^ aF
ro•:n

TxYP^a^. ke. II-<r,^ a;es tgyl t1ez ^; <r IP-,-•L'-EI ie'tp•a,r ka_ II+cFh a-ei xck1

O. FLANS FOR On^en Nx_e Te',P'y< rM.11-+' -=Y S'ea ca's3
ke» B, <3-1	 Aj^ S o^^	 1 P< -ak'

S:.e.e	 M1'^.
C7 Re: sc+a-PG'-'-bryo:a'a

]e. F{; Fp Fr.',i+:, S_ r^ 5'... IF

3.	 Ti 115 AP:LiCATIO'l 15 FOR. TATFONS 4.	 FEE FOROFFICE
[e ec1 APF-..p'-eodeli 1_	 .e F-Re-'ete:.-^a F—) Wa-TIEp ME ONLY

35-	 ^Sa •`rY Bav ^a Yne . . po rn- Wzs•ed Vr +f	 .. Srxer 11 a-eaerl^^l -<s <s• 5]O.JO .
3t.	 ET-,•a-rP.-!•f.-g Sewer O-lY _.......^i-yet Sati Szne. 4.y-s:al^^!-cres•51000=4h.

4s-

Iw nen •.as^e 8 se-,1
k-	 q B1.'11;1'.D.sxr.r,.-53a•en___ .....s—of wz•.tr 511.OS.-e:e.a._-r-cra<.fN DO- 4r.
31-	 L7 H.:d n E N'e^e.Beer-«P.ay . . ...........	 Dz--.een._.._I-aaas.$To M •	45.

[m ns^ar e^t.t^a:o+srs:e^l
3e.	 F-1I 1 +O S• wn Serve. a-4 D • 131 Sr •!ate...
31,	 Rrya:e Ir:e,:r.!.,r va n Se.:er - _ _ ...	 ...

S,n IIS'<rn 5'w.< p —:1111-11 x S4N
S,m el Lr^rt Qa-e:ers	 I•caea a	 S3.D0

4 1 .
4,

31.	 q Prra!e Wa'er Va ^ .................
3+.	 ^Cc-,:a'M RCC}Pa.3,e 5rvrr-a .... ____

frv.^[<. cl lNa-er Nzn Sasle-^r__.$95P3
sXW Rrs it

=	 41 .
ati

]_	 q Pettc+re.Yaz:u«I.-.-rt[es-tr IreC<-+1..-^nDILHfl590t,6JJl . 	 .. ... .... ...
 

$=M- 4 , .
3i.	 n R.—" Pass ^e Ze+e P'.r	 'e

is	 As	 i,'	 ' Pre	 t ........... . - - - ?:,.+•ter os Vayxr_-..,. x 535 DD al
?w -	©Tvs SP.;-S;er Srs'em .. . ..... . . . .. . ?:,-rha. el Turf 5p; f'ar SrsaeT.s^ x j30 LO 4 1 .
1t,	 []L•rf y rrwePrks .... ..	 ...... .. ..	 1-155 n,$15500	 ]G-50$t.s S2I0 p] 4r

51-1]SS^:n S220M 	 0.4. 125S, -S335C,9
3,.	 aNV',ctu•a.i M.--. s. Eacrt LF>3e1.. _ _ ..... N..-ter G f.'oi?i^_ • f]`A00 =	 4-...

SUBTOTAL -

3+.	 L^Prm'-s y P.3r Rrr-rn fAx'sl r.,,l 	 ......._Fr,xxr5e-e<A•.-.:x az H.,E!atel 4n-
TOTALFEE

5. EI:CLOSUfl ES
{7 Er.e:-^sN q lP-0er,pa-a y e cv.er, p'resehV me rock^-a.
QT	 aT— 'e 1PF-,. •.a Do-. urcr5caa.+eei rs

0--1 N—m '	 in l x<A-.anle!	 ri'r^ttm M
VAKE ALL CHECKS PAYABLE TO p LMR. B Br EAU OF PLLY91NG.

6. REOOCEQ FAF$g URE 20NE TYPE £fnCKP La.Y FREVFt{a ER p0.TA.
S-d <a•e V s`.e Sae- ya^,s^F.•er, af^UN M1c. a-: Lwron n B-, ti y IRwT t.'r... !:e-Y ru earh salve

4.

Use A35tav l Seat if Neede¢ 	 Hotr: faeF Pun=a+R 9a YY.x ASva Gwla, CNaFer.l yd. 69
OI LRRSB D51S41R. 3 211	 EEffrrinx my 1. 1334 a^F
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7. PLANSURMITTAL. SHALL INCLUOETHE FOLLOAiNG IN ACCARO45ITH COOESECTIoll ItHR8225.

A. O re c rr--p'eie ut o f p l ats	 —h-,eJ3,1-al Cop , of	 dran:rya_

S. Nt., She';

I. Net p'en shnniy senar a-d hater,	 4. Comp'-te — ter raWal s— in it—d 10
ILHR 87-13(41{II-

2. Floor Wal s IiN m, , M r dTe -n, Hate= ditliib3ti^n
m a'rt ard alt fin.—aw l	 to t3 ir,sta i l2d.	 5.	 or a..l.ld-le sh 3'1 71h1de —16 1]

3. Rifar d ayram•i O7 name, r.nt ard Hater d,itri to iion,	 6	 a

—h p pa ai aas and ti.w[e unit bads se,—.	 m.,st be all—PI-cd ha'fnrm=OILHR 58O .706S-

B. E%AMM ATION FEES FOR ADDITIONS ANO R EM06E LLING.
IV_ l F, On rer_teA (•

_

re, N both are eorr'.x W to tf a fans Ling p p: n3 inn de a bn. d,,g the fax shall 1,a &termw,..d in ^:corA3rKx

r. nth Iha lot fOA iy proea.4ares'. 	 1

A. 'S3titaryBuf'35ener.Ora'n,15'as!eandVen t,'	 `/(v-'l

	

I. Total alt of thx dra -na;? f'^aN*e miss that ere tt: 	 Q	 to-, Di p,d the asterisk I ml tat •on reya'd'sy 6 or 8 Ti.-Ne

aiied n re;orat W.	 -	 i— unit pp- s i te. This p Pa s Tax is —d for detf- 1.11

tte lee onl y and 63as rot —Sfardy mean this p pa s ize is

	

2. Raley to I THR 8203131 TaUe 2.Ws - A	 fed in acts at&e 11 or ini[anation,

d^larm:rR

	

ti,, hmiaontaf drain s i re that	 _ rF
9 Wed ii ali r.cw ar relocaU f;at,rel 	 ha-gad	 3. Ozlermi rz tae bawd od Tab'x b9.23-t I.
thrro^yh on? p'pa.

B_ 'e.,Fdhg lvater 13"ll"br.on Syste rrc'	 -

1. Totat a l l of tha —ter s_}ap:y f,et—	 nat ere	 ..	 2, The tans sha'1 Isz d-tevminzd in —d3 a n'ith tha

	

hairva aadxdu W—i i, us: n3 s. ILHR82.13 TWe 13.	 GPM demand of the	 v

	

r	 or rciwatsd fi.t—s as

	

sVis- Aim. Cede, a r._.I_.", to gal'ona pet m 
_T`

z	 apxif;ad in Tat,. 69.232.
IGPA11 in a—ld— With 1, ILHR 8213 Talk 14.
W.,. AJm. Coda.

T:bla 69 232

GFfif FEE

6	 .................... .................	 $1060
12	 .................... .................	 515,60
21.................'-- " '......---.....	 520dâ0
31	 ........... ..........................	 $26.00
46	 .................. ...................	 $3Go0
77....... ...........	 .................. 	 S49.00
119	 ........... .......................... 	 550.06
170 ............... ...................... 	 $60.00_
293	 ............... ......................	 smoo

C. 'Svi+d,n,75rarm Senerani Ora'.vz Syuen^"

	1. Total al l of LFz roof — that the MN or rafecated —f	 2. Raft' 10 L. ILH R 82.42 Tab, 1 t, W, Adm, Code, The
drair4 se— For added o< W—tel char —W dra'.s	 -1— for'." p %h. and determi- the YAri]Jntal
—n e: the Im.l1ing

irvxr	 a	
-irg a lt—o,s w	 dr2'n c o la Oat .-M W r1q,'led if aR rx-n a s -tad

ontn discharge !.In 	 bui'ding ltatm dia'n, 	 fixtures d:scha:g	aweed lhel-ah	 p'pa. Use th's pipe
ea h gxlfon per nu—te SGPheI of d.scharge lha162	 sae for dztermin: n9 the f-a.
eo.,Jlw e, 26 square feet of ae area.

3_ Oeteim:nx OS fee N,-d on T,Va 69.2315_
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Ea p E57711 2a1 i„ h,UJI
STATE OF WISCONSIN MLHH

Detach And Return Upper DIVISION OF SAFETY&HUI LGINGS
BUREAU OF PLUMBING

Portion Of This Form With 201 E.WASHINGTON AVE. RfA f41
P.O. BOX 7949

Any Return Correspondence MOISON. M 53707
e.08-X6 ,1315

DATE- PROJECT:

PLA17 TD. #

DETACH HERE

^PROJECT NA IVE -	 PLA7110.8

Thh 11 10 aeftrby led9e rattiPt 01 y W r p l ena e nd spaei TiW V.as for the ebpsa f nl V. aled pro'}tyl.

Naln-c—y rer.ex ind._g,s the regi red G. is $ Fee received is $

qUnderps's—.a-Please sutit add^bor y l fae. L70,e"p	 LRa11ndforthcam:y-
1. 1PianacCaPledfw[e-.-;N,

r
[]Plat	 esar(kd.

q No fee his I—a rem,HW. Plans submAted with C7	 tia	 formation a lsq,: rW - SEE BELO'N,
no fans Hill be he'd in aba'rvnte- -^^

I. PT-S,,bm;Won
DOm —W Hs sat of plans and s pecilital

j

s

add '̂ tionat co prof p'urr.b;ng dran:rys.

qOrz ".I;. I eepr of plumb-

 lY Sfa`4d- ttamprd. See Section IL 	15 f2Na}.
Wiy^ars :n Mm:nstrarhe Cole. q AfLd.,t ri-.

qAdd
T

-ontl informat;on —'—tsd shall be uf'ed, stamped
r s9nad, as natcd .boar:.

qAl l info— ['ion reapaasled Nll sh,11 to s b,;ttsd in
duplicate unless s,iir gy notedb lox.

L'P+ans — dear • la, 4k or parmanenl-
1 77 j' rrUnOnf4nF.:p3Waamtnl-

11, B •litdng Sexers- eo-Id:ng Dralnv Dra'n Waste & Vn l

qPlat p l an SMn in;Fil,;n3 »nee,

CIFbor p'an showi b ^lding dra'.n.
Stanal Cf Shoxn on r.tP,s or isan'l E^i[ d^ag'arns_

L7 Pitch.
© E [—'— 

at sewtr w';Ih 1lrra rt e!e^alions,

QSax^ tars fae;li-
L]Vantir^3,
q Traps_

Qhlalarias and spaofirat—
rit^r aro^feCtu^Hand Nal ru.mbEr ai dental unils-
L^Ejft[w siae and sp;s}tications.
q De Is, nt b. Wast,
f=JG—. interceptor and s;nk [ompartrtt.nt sues.

III. Ylaln $vpp' ,D..vbutionaM $ers-ae
EDP 10-s"osini—a—'^Lm
1 _I Floor pan slwA:rq wafer dambutian sYS[em.
^St a[ 'iSl i[S fpr f i l;r.J. (SF2 dtl3ched shaa[I
1,1 hf aterias arnJ sFrt[ihtabw.i €irfiyd; listuret S faucaii}

qPrnsJre at pubtt snpp€/ 4r s •zppty lank.

LDrapacty of pampa.
[7Lapaoty of sto,ew lark.

qN.athM of dra'n'ry syltant.

L,I pravid= r;sar, dstal IS and iwmatrir d:agars_

q Ird'cate method of bs kfbn protectbn.

IV. Rtd-WNe—re Zone- Type Barkf3ox Prerfntar

MWIsesiae,rr Jzln mbar and manufaslurer.

CAFN,aton and totst;an o f veha in!,. Kn7-

013rta' 1,d pp ngd4ya-

C.1FV—,, .
f]Lowt-of drain to recena discharge from derive.
Q$'}'led san;ce rgraf.TZnt batxvan onrzr and

—61' ed test-

V. Pr;rale lniaraptor Ata`n SPxir ban^lxry and,a storm}
Ckl a ril%and spadfioations-
L)Flpx eaWations_
q Eteration of  r aM mardto'e flox I'r.¢s_

qFin;sh 9-fa cs-t— or probe of sytrem.

VI. SPxkye Griller Psx m

17M—FEet", and/or rrgdtl numbar of pump andlw basi n,
01 1e ration of LvJd m.n3 dram and ma'Rtener.

qLocation of girder pimp.
17Reial%vz IoW Ibn to any nearby N afar I:»;.

.Goss saclion of sumpshun: P—P(O.

VII.Pre•Falar;tated Units

Qh!odN --be, or spedfic .— of and and/ar p63. t,1,

LIMar,ufatt—t's uta'og of Haste and water pipe and htlingt

,,,Ih waste fd[ iraJ tadii I:tted.

1_JDftaikd nssle ar.d wafer pWas Fa^ams hfanbiyin3 a-:fry

Idling x'itb;t S manuftctasar's I.D. namber.
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sahty a^.i e,.;!a^n^, o;x„ion

— ®^L^^	 PLAN APPROVAL	 e^r.•^^F .^na
P O 0-7-As

General Plumbing Plans	 +Udwn• RI 53,07

- Private Sexage Plans	 Telephone: IH.a•266-MIS

OFFICE USE O41y

pitn v4sa^'cat:vn do

Gs".on; P,ir Osy

FRIORity PIA,y Rnrtw Oti1Y

Ff_n R^xn

Fa4iieM Eca M1sodEcatinr,

S

IY^,^,xl Urr.	 .t I^µst,•uv-titrer} \'„ ,a 1, 1;x1 V.-en1•t—

[', vrny

I -,15	 1'irah	 !,<rvn ,3,r

Ihn p^,rt,h ..nn pt_md"J.p<r,Eeat.,rty l.x lFr,pr„^.th„e txxn nra-•,J 3,,a enrr{,!:•eu,•„th,I}3:„f{,•„3,S,•r.,^,r..sr.nt- 1Yss-: I ,pnn at c,

Lu•.J,^n Ch+i •ttr 13S_ 41is, cram 5lalottn ari Ih, • it'i, ,, nn .lifir,^ri.i.,una• C<.A•. 1 h. ISam an • -Ia •*{"J ”<, n i,}iw •n!':y ';qu,,.,d'. lh...tly .nn: 1

u{.•,n — 111l,nt• -h 3 Y .bjv f I <en ,F.,nn,m th• },Lfn, Al Srsn. th t t,-- t,d .lit prnr.: t, n.lt, 10 h, IN

t q y. ti,! t!Fi•. („nn^p,x c„unf) rl^a: M, •Ltarxd pr+a 4,a, n,Ir,.t 3,.m. lh.• E,tnrvl l,Lnknr my++^dd.fiuvh: , ^nJ aaatn n, Jud }erp•ax• vi al

{•I,lr„x^(h tlx • d,parl •r,+uia(•{umal ^ttn{. at 11N ” ,rvntrueh,v,.x,•.11a•rv>`I^^ar.h^A s:,,hry lf.:l•yn Nut,:,•=,yx. h., rE,n ,nya, lry 3,r-,^n fa•

,node.

q FOR GFNfRAL PEUM91\G PLANS: 	 .
Ih...^>Fu^ral w,A ,-y3,r,•Ia.i y,ar,tn c, iF. dal, • 2pl • r,+.tJ lxkrn.ha,a,.ir.^.lii 3,r itr-ir•tri•n.rr:.. y ,.11 •.{„ntF. • l., l •rM n.n oirh •. rv-n 1>',:n

appnr, zl mu,t EY tfili'.rev1

F] FOR PRIVATE SMAGE PLANS:

lh:, anu^n a1-1 e.p:rc	 d ,t n,A. •p=,-t l. • day 11:, —•2.3,,.,a^

Icamt e.p:res

C'--.(m'

j
^E ^rura'43^L.zrt

^Turay Llth 3,,i

FY-•n. A—,1 1 ,11 N(Tn.te,n.0

	-

6T'. S): t. ^11lnnn,A E
C, nta,l ^

_A
J

11111 E)P, MR .t F” 4s 4xlrvrvt
Cw.dy '^'	 1<¢a	 3,'1l t.n II I "N—i

[•1v-1\11'\1P .'	 {°urr#a3, IA1^,rtn'.,i,l i#TFr^n`• ♦

lwin •`t nrr<[iifH  (Fxn,s Ih},.r

Register, February, 1985, NO. 350
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Pna'a^, r,att.,•aur:,^et„	 WISCONSIN DEPARTSIEN T OF	 OFFICE 115E 01LY
Ad	

INDUSTRY,LABOR AIND HUMAN RELATtOXS PeIIwrl tio.
PwaElcc	 FFFS	 DIVISION OF SAFETY& BUILDINGS	 Eta.

P.O.BOA796%SIADISON,ii1537U7 	 ms;a

Tr__e of n.vr ..—„lsr Ott+.a-c, <. C'se All=AUhxt,t o. F.77es-r 1—nx
)!,rxn P:	 :Ir

Sa.e.f i ^'x. .] ^r i..^r. i>a. 5are<I4 ^o_ Sve<t R Ya,

nn	 sa>:. • an Cnr	 ee==-n ar>	 sxar e. zip

Fr., ^n— .rn rlt AL>-.al FL:a,

* ISCONSIN ADWN ISTRATIVE RULE BEING PETITIONED

1. Rvk	 u1 tK-li iKorcn iCninhtuGse -J, —rot to ent®ely s tidied due to the TNlus ing reasons:

to
7. In lira of EOmPf/inge„ctls nit^lht tu't. Ihr 	 ill<rr,li,r is Prr.f+tu^daarr.a:s of EV„iG n; an Fp,ira'rn[ J.gnr r.I

safety nrh—Ith:

3. SlFNrtina argulie 1 1 ( If n,.e,,,n, use h,.l si4,er firm l •a r ,.,ide, Jrla ,'td dra.;ng l:

Dl- seD{ W ty. V5 331	 fOYERI

Register, February, 1985, No. 350
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DETAILED PLAN OR DRAM ISif

P^

PLUM RING MPECTOR AUMORIZATION	 Rat h n; Pa 1-1 — d

Orstf [ns;:c Ctn an7actW :dnr

I,	 .	 r.3..+t. t*; i n',, • malitn rc;o:3cd inn th:, Ict_;,t trnln ie
late and ttirf:l t^ t>[ hc51 ^! rtv Anu'x:^dv !`^ E\I:c1,

CarRmnis {+ern fwsc

Y E RI FICATION BY ON\ER—PETITION IS N'ALID ONLY IF NOTARI ZED
FOR INFORM k1 ION EONTn[T THE OEPARTME%F AT INSI'ES1915

„^_.. N AzJj4 S—n_531 Fei, Fti 4li3rir tflf;n, th.;.ht hai rre3

the	 F.t;G' anil If— ih< ST'r^< f. 1[c'., ]5 ht 1 f f^7S be l:(.<S.

Of IF 	 USE ONLY

5'a ^ .I..:e	 ^. err D!tr Rtef^^.dlm^^^nl Pd'id Rcit:^l Nil_

5hhT it.d end sw orn t— 1h	 dsS IT 19—,

_	 _	 Gnrlt, It SCUnt^_
Dr P !11rr. nt	 i;1i.n

N Ian r_._r 11^'r. ^.l	 .tl . • 11stt
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172	 WISCONSIN ADMINISTRATIVE CODE
ILIIR 62

I	 State of Wisconsin 1 Department of fndustry_ Labor and Human Relations

nnTT

Bureau of Plu76 ing
201 East Washington Avenue 	 {
P.O. Box 7969
Madison, Wisconsin 53707

Plan Identification Ro,

Re:

ee. ^Plans andspecificat€ons have bee	 and assigned the above plan
identification nutter. Prelimif these plans indicate the plans
have not been sealed or starnpe 	 ZZZ ccord with section ILRR 82.20
s. IL€R 83.08 (2) (a), Nisc(b Administrative Code.

Rather than return the plans at this tire, please have the party preparing the
plans sign the affidavit below and return to this office.

AFFIDAVIT

I, the undersigned, hereby certify that the plans and specifications submitted

and assigned the above plan identification number were prepared by or under niy
direction and control.

NAME
type or print)

REGISTRATION RtHBER	 OR	 RASTER PLUMBER LICENSE NO.

ADDRESS

SIGNATURE	 DATE

DILRR SBD-6212 (R.11/83)

Register, February, 1985, No. 350



INDUSTRY, LABOR AND HUMAN RELATIONS 173
ILHR 82

WATER CALCULATION WORKSHEET

informatinn deeded for Water Service Sizing

1)	 Demand of building in G.P.M.

2) Lox pressure at rain in street (or at external pressure tank).

3) Difference in elevation. Main to meter (or external pressure tank to

building control valve).

4) Size of water meter (if applicable),

5) Developed length from main to peter (or external pressure tank to

building control valve).

Your First Goal is to Find the Available Pressure After the Water Meter
or at building control valve). 	 obtainn	 . s, you must

1) Find pressure loss due to friction in wa r service.

Ex	

le	 t
e: Demand of the building is 20 	 M. and we want to use type °K°

—cbp—per7ar the water service. We	 nk	 service is necessary. Look

at IV copper table and follow	 orizontally to the 1" line.

Look straight down to find pr	 loss per 100' which is approximately

17 p.s.i. On this builds	 vice is 120' long. The fommla for

finding the pressure 1 s	 ^ervico is:

17 _ X	 X = Pre 	 thru service. You mst cross multiply and

TOO T10	 divide, 17 x 120 _ 100 - 20 p.s.i. loss due to friction.

2) Find pressure loss due to elevation, main to meter (or external pressure

tank to building control valve) multiply difference in elevation by .434.

3) Find pressure loss due to meter. (from manufacturer, AWWA, or Hater

Distribution Manual).

4) Subtract the loss due to friction (Step 1), loss due to elevation
(Step 2), and loss due to meter (Step 3) from the low street pressure

(or low pressure at external pressure tank). This gives you available
pressure after the water rseter (or at the building control valve),

Information deeded for Water Distribution Sizing

Using the following formula, find permissible uniform pressure loss for friction

(p.s.i./100 1 of pipe)	
A _ B - (C + 0 + E) x 100

WHERE:	 F

A. Permissible uniform pressure loss for friction. (p.s.i./100' of pipe).

B. Available pressure after water meter (at the building control valve or low

pressure at internal pressure tank),

C. Pressure needed at controlling fixture.

D. Difference in elevation between water meter (building control valve or

internal pressure tank) and controlling fixture in feet _ x .434.

E. Pressure loss due to heater (3 p.s.i.), softener, etc.

F. Total length between water meter (building control valve or internal pressure

tank) and controlling fixture in feet _ x 1.5.

With permissible uniform pressure loss, go to applicable table for distribution Sizing.

DILWR-SBD-6479 (R. 11/83)
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Wisconsin Department of industry,

PLB-1	 INSPECTION REPORT	 tabor a Hu^an Relations
Safety d Buildings Division

re^ nr Oin l.Fnn

Nare of Fremses te dR	 o.

Street y aun y Isanitary Permit

master 	 un a	 rra Kare MUM
urneyaan Pluiber Address

ner AlJress

scusse w	 gn ure

( )See Attached.	 -

DttWa-san-6147(a,c€/83}	 Signatwre Of DISt. Pl um ng 5up.UA-51te Waste peCfajjst
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61LHR	 Bureau of Plu-ibing
201 East Washington Avenue

P.O. Box 7969

Madison, WI 53707

ATTENTION

NGTICE OF INSTALLATION

The enclosed plans for the reduced pressure zone principle type backflox
preventer(s) have been approved by the department. Before the unit is

installed, this fore must be completed by the plurber making the
installation. Return completed form to the Bureau of Pluribin9, P.O. Box 7969,

Madison, Wisconsin 53707. FAILURE TO DO SO CANCELS THE APPROVAL FOR

INSTALLATION.

PLAN IDENTIFICATION NO; 	 BATE OF INSTALLATION:

NAYk AND ADDRESS OF PROJECT;

MAKE	 IZ	 SERIAL NWRER.	 LOCATION  tBUILDING

NAME AND ADDRESS OF INSTALLER:

DILHR SBD-7278 (N.05/84)

Register, February, 1985, No 360



176	
82 

WISCONSIN
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	 CODE

(Reduced Pressure Zone Principle Type Backflou Preventers)

FILL OUT THIS FORM COMPLETELY

DEPARTMENT OF INDUSTRY, LABOR AND HUNAN RELATIONS

Division of Safety and Buildings

Bureau of Plumbing

MONTH	 YEAR

MANUFACTURER	 MODEL	 SIZE	 SERIAL /

NANNE OF PROJECT	 COUNTY

ADDRESS

(Street)	 ity	 Zip

LOCATION OF DEVICE

IN BUILDING

MONTHLY	 EVIDENCE OF LEAKAGE	 WEEKLY INSPECTION
REPORT	 DIFFERENTIAL RELIEF	 LOG

VALVE -

Ist WEEK	 IN OPERATION	 YES	 INSPECTION BY_

LEAKAGE	 Y	 DATE

REPAIRS

o$^y

Y	 NO	 REPAIRED BY

2nd WEEK IN OPERATION	 MESS	 NO	 INSPECTION BY
LEAKAGE	 —YES NO DATE
REPAIRS	 DIES `d10	 REPAI

3rd WEEK 14 OPERATION	 YES	 NO	 INSPECTION BY
LEAKAGE	 _'YES'(ES	 O	 DATE
REPAIRS	 --YES AO RFPAI

4th WEEK IN OPERATION	 YES	 NO	 INSPECTION BY
LEAKAGE	 —YES '-NO DATE
REPAIRS	 YES HO	 REPAIRED

5th WEEK IN OPERATION	 _YES	 NO	 INSPECTION BY
LEAKAGE	 YES HO DATE
REPAIRS	 —YES	 NO	 REPAIRED

THE ABOVE REPORT IS CERTIFIED TO BE TRUE

BY	 REPRESENTING (CO.)

DATE	 RETURN ADDRESS: NAME

STREET

CITY

SEE REVERSE

DILHR SBO-6114 (R. 03162)

STATE J ZIP

Wgister, February, 1985, No. 350
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FILL OUT THIS FORD§ C0!TFLETFLY AND RETURN TO.
DEPARTUENT OFINDUSTRY, LABOR M HU'A4 RFLATIO43

DIVISION OF SAFETY AND BUILDII:GS, RURFAU OF IIX MING
P.O. W)X 'C69, HADISD4, HT 91707

REDUCED PRESSURE. NACRFL0:1 PAEVE.NTFR A44UAL TEST HFPORT

MANUFACTURER	 Y.ODFL	 SIZE	 SERIAL NUN!RER

,44,4E OF PROJECT	 COUNTY

ADDRESS (street, city, zip)

LOCATION OF DEVICE in BUILDING

CHECX CHEC?C DIFFERF,NTIAL CONENTS
VALVE P5 YAL4'E G2 PRESSURE, RELIEF

VALVE

1.	 LEAKED, 1,	 LK	 © OPENED AT	 LM.

WtiAL //^^►► RADATED PRESSURE.
TEST 2,	 CLOSED TIGHT -'V^l. .SEO TIC,HT	 q

^•// Ui6 'SOT OPEN	 L]

—NED CLEARED CLEANED

.ACED; REPLACED:" REPLACED;
5C DISC Disc:

SPRING SPRING UPPER

GUIDE GJTDE TIME
P,N RETAINER PIN RF.TASNER SPRING

R HIEOE PIN HINGE PIN DIAPfiRAG4:

E SEAT SEAT LARGE.;
P DIAPHRAGM DIAPHRAC4	 - 11pPF.R
A OTHER, DESCRIBE

H
OTHER, DESCRIBE LOWER

I C4ALL
R SPAT:
S UPPER

LOWR
SPACER;

LOWER	

8OTHER, DESCRIBE

OPENED AT	 LES.
FINAL CLOSED TIGHT	 0 CLOSER TIGHT PRESSURE

TEST

THE ABOVE REPORT IS CER7IFIED TO BE TRUE. CERTIFICATIO N* A

INITIAL TEST BY	 REPRESE47INN (CG.J	 DATE

REPAIRED BY	 DATE

FINAL TEST BY	 REPRESF.NTIHG (CO.)	 DATE

SRD-6115 (R'0082)

Register, February, 1985, No. M
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A-82.20 (2) AGENT MUNICIPALITIES. The department has designated to
the following municipalities, the authority to review and approve
plumbing plans and specifications for those plumbing installations to be
located within the municipality's boundary limits and which require ap-
proval under s. ILHR 82.20 (1) (b).
Appleton	 Kenosha Aluskego
Beloit	 Madison Oconomowoe
Eau Claire_	 Manitowoc Oshkosh
Green Bay	 Mequon Racine
Greenfield	 Milwaukee Two Rivers

A-82.20 (4) The following is a list of Designated Management Agen-
cies and the counties they serve.
DESIGNATED MANAGFM ENT AGENCY. COUNTIES SERVED

Harlan P. Kiesow, Clearing House Review Menominiee, Shawano,
Coordinator Waupaca,' Outagamie,
East Central Wisconsin Regional Planning Waushara, Marquette
Commission Green Lake, Winnebago,
140 Alain Street Calument, Fond du Lac
Menasha, WI 54952 
(414) 729-1100

William N. Lane Dane
Director, Environmental Resources Planning
Dane County Regional Planning Commission
Room 523, City County Building
Afadison, WI 53709
(608) 2664417

Patrick Af, Valle, Senior Planner Brown
Brown County Planning Commission
Room 608, City Hall
I00 North Jefferson Street
Green Bay, WI 54301
(4141497-3633

Kurt W. Bauer, Executive Director Washington, Ozaukee
Southeastern Wisconsin Regional Planning Waukesha, Milwaukee
Commission Walworth, Racine, Kenosha
916 North East Avenue
P.O. Box 769
Waukesha, WI 53187-1607
(414)547-6721

The following is a list Of Sewer Service Area Plates approved by the
Department of Natural Resources. For each Sewer Service Area Plan the
approved Planning Agency and affected communities are shown.
CONTACTS - SEWER SERWCF, AREA PLANS	 AFFECTED COMMUNITIES

Eau Claire - Chippewa Falls

Kevin Jones, Director City of Eau Claire
West Central Wisconsin Regional Planning City of Altoona
Commission City of Chippewa Falls
124 1,2 Graham Avenue Town of Hallie
Eau Claire, WI 54701 Town of Seymour
(715) 836-2918 Town of Union

Town of Washington

Hudson

Richard Thompson, County Planner City of Hudson
St. Croix County Planning Office Town of Hudson
Courthouse Town of St, Joseph
Hudson, WI 54016 Village of North Hudson
(715) 386-5581 Town of Troy

Register, February, 1985, No. 360
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Stevens Point

Bill Burke or Chuck Kell 	 City of Stevens Point
Portage County Planning Department	 Village of Whiting
County - City Building	 Village of Plover
1516 Church Street	 Village of Park Ridge
Stevens Point, WI 64481	 Town of Hull
(716) 346-1334	 Town of Plover

Town of Linwood

Wausau

Joseph PribanichCity of Wausau
Marathon County Regional Planning	 Village of Rothschild
Commission	 City of Schofield
Courthouse	 Town of Weston
Forest Street	 Town of Stettin
Wausau, WI 64401	 Town of Rib Mountain
(715) 847-5227	 Town of Kronenwetter

Wisconsin Rapids

Gary Popelka	 City of Wisconsin Rapids
Officeof County Planning	 wage of Biron
Wood County Courthouse	 Town of Grand Rapids
400 Market Street	 Town of Rudolph
Wisconsin Rapids, WI 54494	 Town of Sigel
(716) 421-8466	 Town of Seneca

Town of Grant

A-82.20 (8) FEES. The following reprint of s. Ind 69.23 (1) may be used
to determine the amount of fee required for general plumbing plan
review by the department.

Ind 69.23 Plumbing and private sewage systems. (1) PLUMBING PLAN EXAMINATION FEES. (a)
Applicability. Plan examination fees for preliminary or complete plans shall accompany the
plans and specifications when submitted. If the department determines upon review of the
plans that inadequate fees were provided, the necessary additional fee shall be provided prior
to departmental approval,

(b) Examination fees. The plan examination fee shall be determined in accordance with
Table 69.23-1.

Table 69,23-1

type of Review Fee

1. Sanitary drain and vent system ................................................. S	 20.00 per inch
diameter of each
bldg. sewer

2. Sanitary building sewer only, no drain and vent ........................ S	 10.00 per
inch diameter of
each bldg. sewer

3. Building water distribution system ........................................... $ 20.00 per inch
diameter of each
water service

4. Building water service only, no water ........................................ $ 10.00 per
distribution system inch diameter of

each water service

5. Building storm and clear water drain system ............................ S	 4.00 per inch
diameter of each
bldg. storm sewer

6. Sanitary private interceptor main sewers . ................................. S	 8.00 per
determined on the largest diameter inch
of each interceptor main sewer diameter

7. Private water main ................................................................... $ 35.00

8. Controlled roof drainage system, does not ................................. S 30.00
include building storm sewer

9. Reduced pressure zone principle type ........................................5 35.00
backffow preventer

10. Turf sprinkler system ............ ....... .................. ..:.... ..................... $	 30.00

Register, February, 1985, No. 350
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II. Mobile home parks;
1-25 sites ................................................................................... S155.00
26-50 sites ................................................................................. $210.00
51-125 sites ............................................................................... S270.00
Over 125 sites ............................................................................ S335.00

12.	 Manufactured homes, each model ............................................. S260.00

(c) Examination fees for additions and remodelling. When new or relocated fixtures or both
are connected to the existing piping inside a building the fee shall be determined in accordance
with the following procedures;

I. Sanitary building sewer, drain, waste and vent. a. Total all of the drainage fixture units
that are being added or relocated.

b. Refer to s. IW I R 82.30 Table 82.30-2, and determine the horizontal drain size that would
be required if all new or relocated fixtures discharged through one pipe.

Dote: Disregard Note c limitation regarding water closets. This pipe size is used for
determining the fee only and does not necessarily mean this pipe size is used in actual design or
installation.

c. Determine fee based on Table 69.23-1 1.

2, Building water distribution system, a. Total all of the water supply fixture units that are
being added or relocated, using s. ILHR 82.40 Table 13, and convert to gallons per minute
(GPi11) in accordance with s. ILHR 82.40 Table 14,

b, The fees shall be determined in accordance with GPA4 demand of the new or relocated
fixtures as specified in Table 69.23-2,

Table 69,23.2

GPM 1;EF
6 .....................................................$10.00

12 .....................................................515.00
21 .....................................................520.00
31 ..................................................... $25.00
46 .....................................................530.00
77 .................................... ... ..... :........ $40.00

1I9.....................................................$50.00
I70 ..................................................... $60.00
298 ................................................ _.$80.00

3. Building storm sciver and drainage system. a. Total all of the roof area that the new or
relocated roof drains serve. For added or relocated clear water drains inside the building
receiving continuous or semi-continuous discharge into the building storm drain, each gallon
per minute (GPM) of discharge shall be computed as 26 square feet of roof area.

b. Refer to s. ILHR 82.36 Table 82.36-1, the column for %." pitch, and determine the
horizontal drain size that would be required if all new or relocated fixtures discharged through
one pipe. Use this pipe size for determining the fee.

c. Determine the fee based on Table 69.23-15.

(d) Priority plan review. An appointment may be made with the department to facilitate
the examination of plans in less than the normal processing time. The plans shall comply with
the provisions of s. ILHR 82.20. Delivery of the plans for priority plan review shall be made in
person. The fee for this type of plan examination shall be determined at twice the normal rate.

(e) Reproduetiun fee. If the correct number of plans or specifications have not been
submitted, a minimum reproduction fee of $7.00 per set shall be charged except that
reproductions exceeding. 57.00 per set shall be charged actual costs. Reproduction fees shall be
charged to the party submitting the plans.

(f) Plat: approval - additional Copies. Approval for sets of plans in excess of 3 sets shall be
provided upon receipt of a fee of $10.00 plus 53.50 per plan sheet.

(g) Revisions. The fee for revisions to previously examined plans shall be 520.00 per plan.
This fee applies when plans are revised for reasons other than those that were requested by the
department.

(h) Projeds without approval, The fees specified in pars. (b) to (g) shall he doubled for those
projects for which the installation of plumbing has started without department approval.

Register, February, 1985, No. 350
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A-82.30 (4) The following tables lists the maximum GPM which can
be expected to readily flow through a given size trap where the receptor
has a height as indicated.

Also listed is a maximum drainage fixture unit load which a given size
receptor trap may be expected to adequately receive.

Note: The department recommends an individual 4-inch diameter
minimum trap and drain pipe for a commercial type dishwasher.

h	 h.

INLET	 - INLET

Receptor Trap	 H	 GPM	 d.f.u.

size	 Height
1-112"	 12"	 4	 2
211 	 8	 4

3"
151*

	 6
4" 17"	 40	 20
5„	 20"	 70	 35

611	 22"	 120	 60

8"	 25"	 250	 125

Register, February, 1985, No. 350
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A-82,30 (4) (d) Hinie^ size of private interceptor eafn sewers.

{

sjmJ , e	 SINGLE	 SIW4LE

F'Ami L-4	 FAMIL.y	 FA"l IL-Y
1!,LD4.	 I	 I P LD4.	 I	 I 

L"UC4-
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A-82.10 (G) (d) Sininns size of private interceptor rain severs.

Register, February, 1985, \n. S51}
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A-82.30 (6) (b) Offsets in vertical drains.

That portion of the stack above the

highest offset fitting shall be sized

as for vertical drain piping.

That portion of the offset between and

Including the offset fittings shall be
sized as horizontal drain piping.

That portion of stack
f below the offset shall
be not less than the

size of the offset and

not less than the size

required for vertical

drain piping,

Register, February, 1985, No. 360
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A-82.30,.(7) Horizontal branch drain connection at base of a stack.

or
O
iu

r
NO ''riPr^7dNl"AL. B^An1cN Conir^cY!oN5

//10-x FiPE br

F]U[LC SN ;?ft/alN

O	 P-	 f

No ^U[LOl ly DkAIN T3V-At4c,!i GowJEG'rronl5

A-82.30 (8) 7easuring radius of a fitting.

F-4otius

i
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A-82.30 (q) Drain fittings and connections.

-

 Z

SHALL NOT LrE USEb
AS A vem-r tvNn1eC71ot4

51DS view	 S1D^F V16W

SIDE: INLt T5

ALLOWED	 Ko-r A«0wE-c>

(.51ps vievi)	 (T01-\11EW OR 51DE MEA

1IeeL JuLeTS
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A-82.30 (10) (a) âeternintng required capacity of sanitary sucp.

'5ANITAV-y SUMP

24"7'11N FoA 1 PUMP

^O4 MIN. For Z NMPS

INLET

A MINIMwM CAPACITY 1=QLLALTO:

It^SSRVe'	 _ EP-AK INPUT RATE MINUS blSle^hR<-,E
ZONE

KA-TE OF HIMPIN C7 EQLI'PrrIENT' TU^'ES

5 MINUTES, OU'f NFVEK LESS TIAAN

3 1NC145S IN NElyNT.
BOTH Pk4MPS LAN,

ONE PIMP ON

MINIMUM CAFACST'f EQUAL To ONE

NIINLITE OF ?r-AK, INPcl7 ANU
p^cgw DowN

Z' C^4E	 SLIPFICIENT 70 ASSQRE V-iJmP Pylti`NINU

-FINE of AT LEAST ZZ21 SECONp$.

Ptuny o FF

.^ iN ACCCK.DANC6 WITN Yur P MFR.

REQLIIMMGNT5 IS"T NOT LESS

'THAN A WC-11GS.
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A-82.30 (10) (a)

Capacity of Sumps
(in gallons)

Diameter of Diameter of
sump in inches Volume in gal/ft sump in inches Volume in gat/ft

24 23.5 41 68.6
25 25.5 42 72.1
26 27.6 43 75.5
27 2917 44 79.1
28 32.0 45 82.7
29 34.3 46 86.5
30 36.8 47 90.2
31 39.2 48 94.0
32 41.8 54 119.0
33 44.5 60 147.0
34 47.2 66 178.0
35 50.0 72 211.5
36 52.8 78 248.4
37 55.9 84 288.1
38 59.0 90 330.8
39 62.1 96 376.3
40 65.3 108 477.3

Register, February, 1985, No. 350
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A-82.30 (11) (a) Building drains serving any building.

3ASEMENY ^l~L^Z O'er ^LA^ Q^ G:q.^DE

3;^^ ^.D1 ^4 p^At^

Liss -T 44M 4

^Jl:.,l'i^IV^I 5^''(GR	 j	 VE^TiCAL. ^ r'1(^iC^ .

45' 0 Oz Mnrt5

v

VEIZT I CAL PIPE --^^—'

BLO(^,.

[3^p[a_ Df^alN

z
dc

C

O

z
d

az

C
y
_o
^:z
5

h'1

w



m

c
m
v

z

0
6LDG.

5 E..DC4. DRAW

r=

a
oe

0z
z
a
d

z
y

M..
C

n0
d

0

A-82.30 (11) (a) Building drains serving dwelling units.
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A-82.30 (11) (a) Floor drain required,

Bu[LD{NG PLAIN

SAN	 I	 WAYE F-

5umv,	r..b	 PEATESt

A-82.30 ( 11) (e) Connection to pressurized public sewer.

1=4LL. F1-ow PRnPEVmi
tURb STOP L{Ne

LRA"
11 -1111	 If.I^UI	 [	 F,Ti Ftakl1111-=!li	 i

01{	
VALVE BoK	 ,!;	 [	 CoRP. coGK

fOZC^A ^• s^wsk	 i

3

1

CR^55eR T 1>'^ CNEtK V 121JE 	 Co=M10T1 VC*XED
C04PLINy	 NAW Szw6k
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A-82.31 (4) (a) Where a vent stack and stack vent are required.

I

T G ' VE rN7

I	 ^

E

I

I	 I	 _
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A-82.31 (4) (a) where a vent stack and stack vent are not required.

No VEN-r 5TAcK op

i

I

r'
57ACK VAT P-EQUIZED
"ro SERVE 'rile 17>f'AAIH

57AG1;. ^

W	 r

i^

.E	
I

r

oNE PXANcN !N-r^zv^x. -.. ^ ^	 r — — — -^ S
i	 r

t0	 r	 1

I

tc	 i

^^	 I

^^	 I

UK 41st'

cry 
4

m

Register. February. 1985, No. 350



194	 WISCONSIN ADMINISTRATIVE CODE
ILHR 82

A-82.31 (4) (b) Installation of vent stack and stack vent.

VENT STA C: r`

I

VENT s rAc K
C-CN14cCTED TO
AN CMIEZ VENT S74C-t^

I
i	 I

f	 I

P-O^Fr

YEN  ST/&cR
^ _
	

I ^oNNECTEJTt^A
f	 f ST,AC Y, VEN7

!

I

I

I
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A-82.31 (4) (b) Installation of vent stack and stack vent.

I

I x[x^^

VENT HsnD^r^	 I

1	 I	 I	 I

I	 t

I	 t	 4

f	 I	 I	 l

t	 ^	 ► 	 1

I	 t	 I	 I
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A-62.31 (5) (8) Relief vent for offsets of 30 to 45 degrees.
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A-82.31 (5) (b) Relief and yoke vents for offsets of core than 45 degrees.

I

Two O2 MDrE {-RANCH
	

a

1 NTEKVA" AEOYE I	 V-£LiEF VENT
K r. 4uieE1-

1 ^ xs_,4r^^^

OYT;OhrA! iwc.a-r: or•;
CA F Z--6LJ6F VENT

OFFSET CF MCA 7NA,,i
4L- ° Frol-I Y9E VErn"L-

7wc, OK MORE Bmm,:ji
INT£ICVAI-S AKOVE	 z^l

to

:L
7!
N

Fd0 '^OKE YHNf
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A-82.31 (7) Relief vents for building drains.

1

d	 RELIEF
F	 VENT

f

12 1 OR
{

MORE m
rC̀3"I

t MAK

Bt-M. D Aw

,VERTICAL PIPE

I

q̂ 	 Rz4lsf
I	 VENT

I

B^

[z OR
DKAW

MORE
Z . M'V C.

6Li^'„ Di'AIN UfiRTICA^
PIPE'
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A-82.31 (9) Fixture vents.

DEVELOPED LENQTFF OF r1XTuite I7kA1N
t^r—TWEEN VaWf TF'.AP

II	
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I1

II	 ^	 I1
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I I	 `^

I
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A-82.31 (10) Circuit venting.
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A-82.31 (10) Circuit venting.
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A-82.31 (ID) Circuit venting.
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A--82.31 (11) (a) Coon vents, vertical drains.
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A-82.31 (12) island fixture venting.
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A-82.31 (13) (a) Vertical wet vents.
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A-82.31 (13) (b) Horizontal wet vents.
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AW 82.31 (13) (b) Horizontal wet vents.
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A-82.31 (13) (c) het venting - floor outlet fixtures,
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A-82.31 (14) (a) and (b) sizing vent stacks and stack vents.
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A-82.31 (14) (c) Sizing branch vents,
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A--82.31 (14) (c) Sizing branch vents serving a wet vent.
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A-82.31 (15) (a) Vent grades and connections,
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A-$2.31 (15) Vent terminals.
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A-82.31 (17) (a) Combination drain and vent Stacks.
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Ĉ
G
w
_i

m
00

0

ca0

A-82.31 (17)	 (b)	 Combination drain and vent building drain. N

Stacks must be at least 1/2 of the size of the building drain,

but not	 less than 2" diameter
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Those portions of the building drain between the connection of

a building drain	 an 	 and the vent stack or drain stack
(portions A 6 B) shall be at least one pipe size larger than
the minimum size permiLLed in Table 82.30-^3
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Stack must he at least 1/2 of the
A-82.31 (17) (c) Combination 	 size of the horizontal draln but
drain and vent laboratory sink not less than 2" dlareter.
venting.
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permitted in Table 82.30-2

15^AND

Register, February, 1985, No. 350



' !5° MAX.

HOCI'ZoNTAL INSTANCZ 6rTYlE'SN FOXTUr-e DRAIN 0t1T4-CT Atao TRAP

218	 WISCONSIN ADMINISTRATIVE CODE
ILIII2 82

A-82.32 (4) (b) Installation Of traps.
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A-82.33 (G) indirect and local waste piping.
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A-82.33 (7) Air-gaps and sir-breaks.
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R-82.33 (8) (a) haste sinks and standpipes.
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A-82.33 (8) (b) Floor sinks.
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A-82.33 (8) (c) Local waste piping.
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A-82.33 (8) (c) Local waste piping serving water heater relief valves.
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A-82.33 t9) (c) Cc=ercial gravity discharge-type clothes washers.
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A-82.33 (9) (d) Residential-type dishwashers.
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A-82.33 (9) (d) Residential-type dishwashers.
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A-82.33 (9) (d) Residential-type dishwashers.
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A-82,33 (9) (d) Co=erciai dishwashers.

A-82.33 (9) (f) Elevator pit subsoil and floor drains.
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A-82,33 (9) (g) 1. Bar and soda f—ntli.: sinks,
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A-82.33 (9) (g) 3. Novelty boxes, ice compartments and ice cream dipper wells.
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A-32,33 (9) (g) 4. Refrigerated food storage rooms, co-partnents, and display

cases.
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A-82.33 (9) (g) 5. Miscellaneous food handling equipment.
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A-82.33 (9) (g) 5. Miscellaneous food handling equipment.
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A-82.33 (9) (g) 5. Miscellaneous food handling equipment.

E>SF4Q.-,T ^D WA,-HEr-

Register, February, 1985, No, 350



CASTING

MCK OP
COt.6G $H
O TFON

P D.

^-vEL-

INDUSTRY, LABOR AND HUMAN RELATIONS 237
ILHR 82

A-82.34 (4) (a)
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A-82.34 (4) (a)

Capacity of Catch Basins
(in cubic feet)

Volume in cubic Volume in cubic
Diameter of feet per foot of Diameter of feet per foot of
Catch Basin depth Catch Basin depth

36 7.1 45 11.1
37 7.5 46 11.6
38 7.9 47 12.1
39 8.3 48 12,6
40 8.7 54 15.9
41 9.2 60 19.7
42 9.7 66 23,8
43 10.1 72 28.3

44 10.6 84 38.6
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A»82,34 (4) (b)
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A-82.34 (5) (b)
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A-82.34	 (5)	 (c)	 Interior grease interceptors.
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A-82.34 (6) Automatic car washes.

C 0.

3G 
.1

IT`ININ.	 Capacity value equal to at
Ik 	 least 5 tires the naximum

flow rate.

30" MIN. Capacity value equal to at
least 15 tires the maximum
flow rate.

CAL WASH lNTERCErT0Z 1111TIq CAST /ZO4 hjVITRr INSIDE OF 13ASIP4

CAF- WMA INTEttGEPTo y- WITH INVERT OuTS1V C OF BA$14
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A-$2.74 (7) Comercial laundries.

,TPi4TNCH TYFl -̂ LALjmL>RY INTEFCEPTO.

- _ _ _ _ _ _ SCREEtiF	
__..	 FLOQR

OQTLFr
AREA CAPA gi-E OF HOLt)jWcA ^sCHa¢I,E

W-LWE LAJjw }' INYFItCEV YO^
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A-82.34 (8)

OILlN7LK<-EF PTO?-

FKEISH Alk	 I0-rEtcepTor-	 SAW71RY
rN ^sr	 VENT	 VENT

i	 f	 i

!	 I	 I
r	 ,	 I

I	 i	 ^

1	 I	 I

I	 z r^ax.	 ^	 1

I{- J^ 	 f	 ! GO

! INLET	 OIL	 au-TLc

A-82.34 (13)

PLA5TER AND kEAvY snwt>-. TgpP

r	 °Xe MAX f

FtusN w  rw	 ON Tus Fl-cok- 	SilspFµprD
FLObR I 4S7A1-k AVON 	 INS7AUnT}oN	 TYPa tNS7,&LLA 'Wwj
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A-82.34 (14) Chemical dilution and neutralizing basins.

'—wrARY	 I	 CkE;MsCAL WASTE

CWS7MICAL WASTC-
VENT

SP13t'TPKY
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A-82.35 (3)

C.LEAMOUT5 SE R-VlNl1 }iOUZONTAL

UPA1N$ vit-rwN Q^L uNbE v- A ZLllLLIWk

C lxmnoUT 13°T ^rcQUIREFj

IN Tries ,^qc

Go.	 CO.

GO	 rlOC)

S/eYE LOI ED Le^ N4'sH Or 7{ORI 7ON TAL bKAte,S

r;P'lNG rlCTWEeW CLEANOUTS SF4GLL NOT

SXcugD 75 FEeT
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A-82.35 (3) Cleanouts serving bo"zontal drains.

CLEA7`Ot1T ONLY —CLEfANOUT	 yVf;NT
♦LOT AV--NT CONN e f--r i^,^ XeQumet>

?

7ri

 To bs?rvN>x4e

012UT

6yE;6E;r IN-nFpeaprok-:

CU5A"0t1T ONLY	 CLEANOUT	 ^YE(VT

(KoT AVErIT CON'1Er-'T N} -	 ` "UtKEa

_f

TO P^AINAGE

A5 5HoP T	 sy57em
A5 P0551 LC

INL6T

4REASS 1PlYt!LEP7t71C
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A-82.34 (5) (a) Cleanout extension to grade.

?"M'm,

ra ]z^	 WY6 PATM7-K FiTriW,
Aaove Sawa.
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BENCH SLOPE
VIPER FT. NDARD HANWXE

WE THIS POINT.

^L.

PERMISSIBLE JOINT
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A-82.35 (S)

DETAIL OF
SAMPLING MANHOLE
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A-82.36 (17) Area drain inlets.

STANDARD STORM WATER
INLET (MASONRY)

STANDARD STORM WATER

CATCH BASIN (MASONRY)
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A°82.36 (17) Area
drain inlets.

CA5"r 1TZ, tW S-ro1zM

WRTEK )Nj-E5--r
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A-82.51 (3) robile hone sites and parks.

S^W^fL	 4IA7ER

4"MIN.	
Ce Yllra.	

4CAD

	

III{= 1{{l = 	°1131= 1141

	

- :	
,k2^SMIN.

FTr^S'1 SvES^/^	 ^—

MoBnX HOME bU1CP)04 5EW61- AND

^R'T^i'- SERVICE `r^7:MfnV^rloNS
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