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1 DEPARTMENT OF COMMERCE Comm 40.01

Chapter Comm 40

GAS SYSTEMS

Subchapter| — Purpose and Scope Comm 40.46 Self-service to vehicle fuel tanks and recreational equipment.
Comm 40.001 Purpose. Comm 40.47 Fuel supply tanks for liquefied petroleumgatank trucks.
Comm 40.002 Scope. Comm 40.48 Containers and pressure vessels.

Comm 40.003 Local regulations. . . -
Subchapter VI — Liquefied Natural Gas Facilities

Subchapter Il — Definitions Comm 40.50 Scope.
Comm 40.01 Definitions. Comm 40.51 Approval of proposed installations.

- . Comm 40.52 Certificate of installation.
Subchapter Il — Administration and Enfor cement Comm 40.53 Design, construction, installation, operation and maintenance of
Comm 40.10 Plan examination and approval. liquefied natural gas facilities.
Comm 40.1  Revisions and modifications.
Comm 40.15 Secondhand pressure vessels. Subchapter VIl — Compressed Natural Gas Facilities
Comm 40.12 Revocation of approval. Comm 40.60 Scope.
Comm 40.13 Departmental limitation and expiration of plan approval. Comm 40.61 Approval of proposed installations.
Comm 40.14 Enforcement and inspections. Comm 40.62 Certificate of installation.
Comm 40.15 Fees. Comm 40.63 Design, construction, installation, operation and maintenance of
Comm 40.16 Appeals. compresseaatural gas facilities.
Comm 40.17 Petition for variance. -
Comm 40.18 Penalties. Subchapter VIII — Gaseous Hydiogen Facilities
Comm 40.19 Reporting of accidents. Comm 40.70  Scope. ) .

Comm 40.71 Approval of proposed installations.

Subchapter IV — Standards Comm 40.72 Certificate of installation.
Comm 40.30 Adoption of standards by reference. Comm 40.73 Design, construction, installation, operation and maintenance of

. ) . gaseoushydrogen facilities.
Subchapter V — Liquefied Petoleum Gas Facilities

Comm 40.40 Scope. Subchapter IX — Liquefied Hydrogen Facilities
Comm 40.42 Approval of proposed installations. Comm 40.80 Scope.
Comm 40.43 Certificate of installation. Comm 40.81 Approval of proposed installations.
Comm 40.44 Design, construction, installation, operation and maintenance d€omm 40.82 Certificate of installation.
liquefied petroleum gas facilities. Comm 40.83 Design, construction, installation, operation and maintenance of
Comm 40.45 Amendments to NFPstandards. liquefied hydrogen facilities.

Note: Chapters Comm1] 12 and 13 as they existed on October 31, 1999 were (2) “Container” means a vessel such as a tank, cylifuistle
repealecand a new chapter Comm 40 was creatéatéfe November 1, 1999. : [P—
or drum used for storing of a gas or liquid.

Subchapter| — Purpose and Scope (3) “Department” means the department of commerce.

] ) (4) “Gas systems”means liquefied petroleum gas systems,
Comm 40.001 Purpose. The purpose of this chapter is tdiquefied natural gas systems, compressed natural gas systems,
establishminimum safeguards to life, health and property by thgaseousydrogen systems and liquefied hydrogen systems.
adoptionof reasonable andfettive standards relating to gas-sys (5) “Place of employment” has the meaning specified under

tems.
History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99. s.101.01 (1), Stats. .
Note: Under s. 101.01 @, Stats., “place of employment” includes every place,

; f i vwWhether indoor®r out or undeground and the premises appurtenant thereto where
Comm 40.002 Scope. This chapter applles to the de5|gnéithertemporarily or permanently any industtsade or business is carried on, or

constructlon_Jocatlon, installation, operation, re_zp_alr amdm_te whereany process or operation, directly or indirectjated to any industryrade
nanceof equipment for gas systems. The provisions of this-chap business, isarried on, and where any person is, directly or indireethployed
ter are not retroactive unless specifically stated in the rule. by another for direct or indirect gain or profit, but does not include any place where
Note: In addition to the requirements of this chapgenployees in public sector Persons are employed in private domestic service which does not involve the use of
placesof employment are protected by the provisions of ch. Comm 32 - Publfechanical power or in farming. “Farming” includes those activities specified in s.
EmployeeSafety and Health. Employees in private sector places of employment 4#2.04 (3), and also includes the transportation of farm products, supplies er equip
protectedby the regulationsf Title 29 CFR of the U.S. Department of Lapdccu ~ ment directly to the farm by the operator of said farm or employees for use thereon,
pationalSafety and Health Administration (OSHA). if such activities are directly or indirectly for the purpose of producing commodities
History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99. for market, or as an accessory to such production. When used with relation-to build
ing codes, “placef employment” does not include an adult family home, as defined

Comm 40.003 Local regulations. Thischapter does not in s. 50.01 (1), orexcept for the purposes of s. 101.4 previously constructed build

. P : ing used as a community—basedidential facilityas defined in s. 50.01 (1g), which
limit the power of cities, V|Ilages and townsrimke or enforce serve20 or fewer residents who are not related to the operator or administrator

additionalor more stringent regulations, provided the regulations 5m) “P P tainer for th tai ¢
do not conflictwith this chapterany other rule of the department, . (°M) ‘Pressurevessel” means a container for the containmen

or law. of pressure, either internal or external. This pressure may be
History: Cr. RegisterOctober 1999, No. 526, &f11-1-99. obtainedfrom an external source or by the applicatiorheét
o from a direct or indirect source, or any combination thereof.
Subchapterll — Definitions (6) “Public building” has the meaningpecified under s.

101.01(12), Stats.

Comm 40.01  Definitions.  In this chapter: Note: Under s. 101.01 (12), Stats., “public building” means any structure, includ

(1) “Approved”’ means acceptable to the department. ing exterior parts of such building, such as a porch, exterior platform opstefs
Note: The departmenill ordinarily accept items approved by a nationally recoging means of ingress or egress, used in whole or in part as a place of resort, assem
nizedtesting laboratory blage,lodging, trade, trdic, occupancyor use by the public or by 3 or more tenants.

(1m) “Certified inspector“ means an individual who holals Whenused in relation to building codes, “public building” does not include a pre
viously constructed building used as a community-bassidential facility as

valid Credential_iSSUEd by the department as a certified boilefginedin s. 50.01 (1g) which serves 20 or fewer residents who are not related to the
pressure/essel inspector operatoror administrator or an adult family home, as defined in s. 50.01 (1).
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Comm 40.01 WISCONSINADMINISTRATIVE CODE 2

(7) “Secondhandpressure vessel” means a pressure vessien, design of indoor fueling operation, and gas detection or
thathas changed location subsequent to the original installationonitoringequipment location.
(lg;S‘(%%) o 5’?9?&"72‘2?335{3 1999, No.226, e AL X gg;?gﬁ?‘llzggiogf ~ (2) ADDITIONS AND MODIFICATIONS. Additions or modifica
tions to gas systems after commencement of sysiparation
shallbe submitted for review and approvalaasew installation.
A maodification shall include theeplacement of parts or compo
nentsonly if they are not identical in function. Prior to start of fab

Comm 40.10 Plan examination and approval. rication, piping upgrades shall be inspected by the department.
(1) DEPARTMENT APPROVAL. Department plan approval shall be isiory: ¢ RegisterOctober1999, No. 526, £111-1-99.CR 04-054: am. (2)
obtained before commencing construction of the gas systeRegisterNovember 2004 No. 587, eff. 12-1-04.

installationsspecified in ss. Comm 40.42, 40.51, 40.61, 40.71 and

40.81. Comm 40.115 Secondhand pressure vessels. The
(2) PLANS, SPECIFICATIONSAND INFORMATION. Plansspecifi ~ useof secondhand pressure vesshhying a water capacity in

cationsand information submitted to the departmentréariew €xcesf 2,000 gallons, is prohibited, unlessathe following

andapproval of gas systems shall contain all of the following: conditionsare satisfied:

(a) At least 4 sets of plans, which are cléegible and perma (1) MANUFACTURER'SDATA REPORT. The original manufactur

nent copies;2 copies of applicable specifications; a complete®f's data report iswvailable. If the original manufactuterdata
applicationform; and the required fees. reportis unavailable, documentation acceptable taltgartment

(b) The name of the owner; the name of the person, firm or CBPa” be submitted. )
porationproposing the construction or installation, if other than (2) ALTERATIONSAND REPAIRSBY WELDING. All alterations and
the owner; and the address of the facjlihcluding the namesf ~ repairsby welding are documented in writing to verify com
adjacentstreets and highways. pliancewith ch. Comm 41. ‘

(c) A plot plan, drawn to a minimum scale of one inch equals (3) InsPECTIONS. An inspection othe secondhand pressure
20 feet, indicating the location of the facility installation with Vessehas beeperformed at its new location by a certified inspec
respecto property lines, lot lines, adjoining streets or alleys arf@r- ,

Other DL on T Same ot o PrOpErShe ayout of DUl 1553, SegseCaiberiooni 520 1t oocr ot os ey,
ings, containers, loading and unloading docks, type of construc
tion of each building and any streambmrdy of water within 150 comm 40.12  Revocation of approval. ~ Thedepartment
feetof the containers shall also be indicated. may revoke any approvassued under the provisions of this chap

(d) The typeof container heads; container diameter and lengtfér for any false statements or misrepresentation of facts upon
andthe location and capacity of each system and container which the approval was based.

(e) The type of container supports; foundation drawings withHistory: Cr. RegisterOctobey 1999, No. 526, éf11-1-99.
dimensionsand clearances; piping schematic indicating pipe o )
materials,valves and fittings; surface arealculations of tank;  Comm 40.13 Departmental limitation and expira -
type of venting and pressure relief used; pressure relief valtjen of plan approval. Plan approval by théepartment or its
manufacturermodel numberset pressure and capacity; and eonfuthorizeddeputy shall expire one year after the date indicated on
binedcapacity of aliventing and relief valves on each containetheapproved plans, if construction has not commenced within that

(f) If the plans are fogas systems service stations involving €& .
the use of keycard or code dispensing units, the location of emer Hs©0y: Cr. RegisterOctobey 1999, No. 526, €f11-1-99.
gencycontrols and the location and details of the kayd or code Comm 40.14 Enforcement and inspections.

operateddispensing devices. . (1) EnForceMeNT. Thischapter shall be enforced by the depart
(3) ADDITIONAL APPROVAL. Approval of plans is basaon  mentand its deputies, and by all locafioials or bodieshaving
compliancewith the requirements of this chapteZonstruction, jyrisdictionto approve plans or specifications or issue perfoits
installationand operation of gas systems may be subject té copynstruction alterationsor installations within the scope of this
pliancewith additional requirements in applicable codes, locghapteror having authority to investigate and eliminate related

Subchapter Il — Administration and Enfor cement

zoningand similar ordinances. fire hazards.

(4) APPLICATION FOR APPROVAL. Application for approvabf (2) GENERAL INSPECTIONS. () Gas systems which require
a gas system installation shall be made in writing on forf\an examination and approval under s. Comm 40.10 shall be
SBD-6038. inspectecby the department.

Note: All forms referenced in this chapter are available at nogehfxtom the . riediot - ; : ; i
departmentat the Safety and Buildings Division,CP Box 2509, Madison, WI thg%g'thgcféégrﬁrgggnal authorities may alsonduct inspections in addition to

53701-2509telephone 608/266-3151, or at the Safety and Buildingls $ife at - . S
www_commerce,evi_gov/SB/_ Y e (b) The installer shall notify the department district inspector

(5) APPLICATION PROCESSING TIME. The department shall wherethe insta”aﬂor] is located at least 5 bUSII’dEBﬁ pl’ior to
reviewand make a determination on an applicationrfstallation the start of construction to arrange for the inspection.

approvalwithin 15 business days of receiving all of #pplica Note: The district inspector !s indicated on the c.onditional approvgl.lett.er

tion materials necessary to obtain the approval. (c) Gas systems which do not require plan examination and
History: Cr. RegisterOctober 1999, No, 526, &f11-1-99.CR 04-054: am. (1), approvalunder s. Comm 40.10 may be inspected by local authori

(2) (a), (d) and (e) Register November 2004 No. 587, eff. 12-1-04. tiesto verify compliance with this chapter

History: Cr. RegisterOctober 1999, No. 526, &f11-1-99.
Comm 40.11 Revisions and modifications. (1) PLAN
REVISIONS. (a) The changes specifiau par (b) to previously Comm 40.15 Fees. (1) Fees shall be submitted to the
approvedplans for gas systems before commencement of systdepartments specified in ch. Comm 2. Fees shalbemitted
operationshallbe submitted for review and approval as a revisioat the time the application for approval is submitted. No plan
Revisedplans submitted for review shall include the departmerkaminationsapprovals or inspections may be made until the fees
plan number for the original plans. arereceived.

(b) Plans shall be submitted to the department for regisv (2) Planexamination and up to 2 site inspections are included
approvalof changes in tank location or capacpiiping arrange with the plan examination anithspection fees specified in s.
mentor material, safety setback clearance, pofritansfer loca Comm 2.43. If more than 2 inspections are required, then the

Register November 2004 No. 587
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3 DEPARTMENT OF COMMERCE Comm 40.44

inspectionfees shall be determined in accordance with s. Comm 2. National Fire Protection Association]l Tracy Drive,
2.04. Avon, MA 02322-9908. National Fuel Gas Code, KWHARo.
History: Cr. RegisterOctober1999,No. 526, eff 11-1-99.CR 04-054: enum.  54-2002; Liquefied Petroleum Gas Code, MFRo. 58-2004.
Comm 40.15 to be (1), cr(2) Register November 2004 No. 587, eff. 12-1-04. (b) Liqueried natural gas standards. National Fire Protection
Association,11 Tracy Drive,Avon, MA 02322-9908. Prodtc

any municipality corporation or any 5 or more persons having FnF,)AS’Elc())raggeAzig%ol—llandhng of Liquefied Natural Gas (LNG),
interestin anadministrative rule may appeal to the departme ) ) . .
requestinghe adoption, amendment or repeal of the rule. _ (c) Compressed natural gas standards. National Fire Protec
History: Cr. RegisterOctober 1999, No. 526, &f11-1-99. tion Association, 1 Tracy Drive, Aon, MA 02322-9908. Com
pressedNatural Gas (CNG) &hicular Fuel Systems, NERNo.

Comm 40.17 Petition for variance. The department 52-2002.
shallconsider and may grant a variance to a provision of this chap (d) Gaseous hydrogen standards. National Fire Protection
ter in accordance with ch. Comm 3. The petition for variance shAisociation,11 Tracy Drive, Aon, MA 02332-9908. Gaseous
include a position statement from the fire department having jurldydrogenSystems at Consumer Sites, MARo. 50A-1999.
diction. (e) Liquefied hydrogen standards. National Fire Protection
Note: Chapter Comm 3 requires the submittal of a petition for variance forf\ssociation,11 Tracy Drive, Alon, MA 02332-9908. Liquefied

(SBD-9890)and a fee, and that an equivalency is established in the petition for vay ; _
ancethat meets the intent of the rule being petitioned. Chapter Comm 3 also reql%rbédmg_ensyswms at Consumer Sites, MHWO 50B 1999'
the department to process regular petitions within 30 business days and priority petHistory: Cr. RegisterOctobey 1999, No. 526, éf11-1-99,CR 04-054: am (2),
tionswithin 10 business days. cr. (2) (d) and (e) Register November 2004 No. 587, eff. 12-1-04.

History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99.

Comm 40.16 Appeals. As specified in s. 227.12, Stats.,

SubchapterV — Liquefied Petroleum Gas Facilities

Comm 40.18 Penalties. Penalties for violations of this

chaptershall be assessed in accordawith ss. 101.02 (12) and . - ; )

(13) and 101.16 (5), Stats. appliesto the storage, handling and usfeliquefied petroleum
Note: Section 101.02 (13) (a), Stats., indicates penalties will be assessed ag&?s?es In dwe”'ngs’ pgbllbuﬂdlﬂgS _and places of employment

any employeremployee, owner or other person who fails or refuses to perform agyid to the transportation of liquefied petroleum gases by tank

duty lawfully enjoined, within the time prescribed by the department, for which nguck or tank trailer

penaltyhas been specifically provided, or who fails, neglects or refuses to comply .

with any lawful order made by the department, or any judgment or decree made by(2) EXEMPTIONS. This subchapter does ragiply to any of the

anycourt in connection with ss. 101.01 to 101.25, Stats. For each such violation, fdllowing:

ure or refusal, such employee, owrarother person must forfeit and pay into the ; : - B
statetreasury a sum not less than $10 nor more than $100 for each violation. (a) The transportation of l'quef'ed petroleum gases by rail

Note: Section 101.02 (12), Stats., indicates that every day during which any pip@dsengaged in interstate commerce or to equipment used by
son,personsgorporation or any @iter, agent or employee thereof, fails to observethem.

\a}ir:)cliaiti)orp]%l%/svl\jgn gpdgider of the department will constitute a separatelisinaict . (b) Liquefied petrp_lc_eum gas facilities O_W“_ed and operated by
Note: Section 101.16 (5), Stats., indicates that any person, firm, association or ¢8iilities when the facilitiesire part of the distribution system for

porationwho violates s. 101.16, Stats., or any standard, rule or regulation adoptediwg utility and are subject to the provisions of ch. PSC 135.

the department under that section, or issuing a false installation statemensunder Note: |iquefied petroleum gas facilities owned and operated for utility purposes

101.16(4), Stats., will be fined not less than $25 nor more than $100, or imprisonggyilities are regulated by the Public Service Commission and are subject to ch. PSC

not less than 30 days nor more than 6 months. 135,and the Natural Gas Pipeline Safety Act of 1968 (49 USC 1675, 49 CFR 192 -
History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99. et.seq.).

History: Cr. RegisterOctober1999, No. 526, &f11-1-99.

Comm 40.40 Scope. (1) AppLicaTiON. Thissubchapter

Comm 40.19 Reporting of accidents. Whenevemgas
P 9 9 Comm 40.41 Definitions. History: Cr. RegisterOctober1999, No. 526, &f

SyStemeqUipment osystem components fail a.nd Ca_l._lse injury t91—1—99,CR 04-054: r Register November 2004 No. 587, eff. 12-1-04.
any person, the owner or user shall report in writing on form

SBD-1078%he facts involved tthe department within the fol Comm 40.42 Approval of proposed installations.
lowing 24 hours. The owner aisermay not remove or disturb Departmenplan approval shall be obtained before commencing
gassystem equipment or any of ip&rts nor permit any such constructionon any liquefied petroleum gas installation using
removalor disturbance prior to receiving authorization from thgontainersof 2000 gallons or lger water capacity or where the
departmentexcept for the purpose of saving huntié@ or pre  aggregatewater capacity will be 4000 gallons or gt Plan
ventingfurtherproperty damage. This section applies to those gagaminationinformation shall be submitted as specified in s.
systemsthat are required to obtain department pdgoproval Comm40.10.

unders. Comm 40.10. History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99.
Note: Accidents are to be reported to the department at the Safety and Buildings . . .
Division, Inspection Support Unit,®. Box 7302, Madison, W1 53707-7302. Comm 40.43 Certificate of installation.  Every person,

History: CR 04-054: cr Register November 2004 No. 587, eff. 12-1-04.  firm, association or corporation installing equipment using fique
fied petroleum gas in containers of 125 gallons aydawater
SubchapterlV — Standards capacity shall complete a certificate of installation form
SBD-9656. The certificate of installation form shall be com
Comm 40.30 Adoption of standards by reference. pletedat the time of installation, shall be kept at the liquefied
(1) Consent. Pursuant to s. 227.21, Stats., the attorney genepatroleumgas installation and shall be available for revievaby
andthe revisor of statutes hagensented to the incorporation byauthorizedrepresentative of the department. For installations
referenceof the standards listed in sub. (2). usingcontainers of 200Qallons or lager water capacity or hav
Note: Copies of the listed standaraee on file in the dices of the department, ing an aggregate water capaaify4000 gallons or lger, a copy
the secretary oftate and the revisor of statutes. Copies for personal use mayd{ethe installation form shall also be submitted to the local fire

obtainedat & cost, from the ganizations fsted. departmentvithin 10 business days of the installation
(2) Stanparos. Thefollowing standards are hereby incorpo Note: Section 101.16 (4), Stats., indicates that the installation form must be given

rated by reference into this chaptesubject to the changes andy the customer or user and that the form state that the design, consttac&tan

additionsspecified in subchs. V to IX: andinstallation of the equipment conforms with this chapter

. . . History: Cr. Register October 1999, No. 526, & 11-1-99.CR 04-054: am.
(a) Liquefied petroleum gas standards. 1. American Petr0  gagiciarovember 2004 No. 587, eff 12-1-04.

leumInstitute, 1220 L Street Northwestaghington D.C. 20005.
Designand Construction of Liquefied Petroleum Qastalla Comm 40.44 Design, construction, installation,
tions, API Standard 2510,'8Edition, May 2001. operation and maintenance of liquefied petroleum  gas
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Comm 40.44 WISCONSINADMINISTRATIVE CODE 4

facilities. Liquefied petroleumgas facilities shall be designed, (2) ExempTions. This subchapter does reyiply to any of the

constructedinstalled, operated and maintained as specifi¢ioein following:

following standards as incorporated by reference in s. Comm(a) Liquefied natural gas facilities owned and operatedtitiy

40.30: tieswhen thefacilities are part of the distribution system for the
(1) AMERICAN PETROLEUMINSTITUTE. Design and Construc utility and are subject to the provisions of ch. PSC 135.

tion of Liquefied Petroleum Gas Installations, APl Stan@&t0. Note: Liquefied natural gas facilities owned applerated for utility purposes by
. . . ) ) utilities are regulated by the Public Service Commission and are subject to ch. PSC
Note: API standard 2510 covers the design, constructioriaadion of liquefied 135 and the Natural Gas Pipeline Safety Act of 1968 (49 USC 1675, 49 CFR 192 —
petroleumgas installations at marine and pipeline terminals, naturgirgasssing  et. seq.).

pIant'zs,reflnerles, petrochemical plants, and tank farms. ) | (b) The transportation of liquefied natural gas.
( ) NATIONAL FIRE PROTECTION ASSOCIATION. (a) National Note: Thetransportation of liquefied natural gas is subject to the regulations of

FuelGas Code, NF#No. 54 as referenced in NAMNo. 58. thefederal Department ofi@insportation underiffe 49 CFR Parts 171-179.
(b) Liquefied Petroleum Gas Code, MFRo. 58. History: Cr. RegisterOctober 1999, No. 526, &f11-1-99.
History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99;,CR 04-054: r (2) . .
(c) Register November 2004 No. 587, eff. 12-1-04. Comm 40.51 Approval of proposed installations.

Departmenplan approval shall be obtained before commencing
Comm 40.45 Amendments to NFP A standards. This constructionon any liquefied natural gas installation using con
is a department rule in addition to the requirements ofNR®.  tainersof 2000 gallons or lger water capacity or where the
58 section 4-2.2.1: Containers shall be filled only by the owngggregatewater capacity will be 4000 gallons or ger Plan
or upon the owneés authorization. examinationinformation shall be submitted as specified in s.

Note: Section 101.16 (3), Stats., indicates that no person, firm or corporatié@@mm40.10.

exceptthe owner thereof and those dalythorized by the owner so to do, shall fill,  History: Cr. Register Octobey 1999, No. 526, & 11-1-99;,CR 04-054: am.
refill or use in any manner a liquefied petroleum gas container or receptacle for &agister November 2004 No. 587, eff. 12-1-04.
purposewhatsoever

History: Cr. RegisterOctobey 1999, No. 526, éf11-1-99. Comm 40.52 Certificate of installation.  Every person,
. , firm, association ocorporation installing liquefied natural gas

Comm 40.46  Self-service to vehicle fuel tanks and ~ gquipment shall compplete a certificatge gf inst.slllaticflormg
recreational equipment. (1) GENERAL. No person may dis  SBD-9656. The form shall be completed at the time of installa
penseany liquefied petroleum gases unless the dispenisingiion, kept at the installatiosite and available for review by an
throughapproved liquefied petroleum gas dispensing devices Qithorizedrepresentative of the department. A copyhe form
devices pending approval, except one of the following: shallbe submitted to the local fire department within 10 business

(a) Atrained andauthorized employee of a bulk storage plantiaysof the installation.
containerchaging plant or service station. History: Cr. Register Octobey 1999, No. 526, &f11-1-99,CR 04-054: am.

(b) A trained and authorized motor vehicle fleet employee RegisterNovember 2004 No. 587, eff. 12-1-04.

(2) LOCATION OF KEY, CARD OR CODE DISPENSINGSYSTEMS. (&) Comm 40.53 Design, construction, installation,
Liguefied petroleum gas fueling facilities may be locatedri@as operation and maintenance of liquefied natural gas
accessibler open to the general public if theility is equipped facilities. Liquefied natural gas facilities shall be desigroza
with key, card or code operated dispensing devices listed @tructed,installed, operated and maintainedspecified in the
approvedby a nationallyrecognized testing laboratory and arNationalFire Protection Associaticstandard NFR No. 59A as
attendanis on duty at all times when liquefied petroleum gas iscorporatedby reference in s. Comm 40.30.
beingdispensed. History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99.

(b) Dispensing of liquefied petroleum gas may be permitt -
without an attendant if the dispensing facility is not freely acees‘:gubchapterVII — Compr essed Natural Gas Facilities

ble or open to the general public and the facibtgquipped with Comm 40.60 Scope. (1) AppLicaTION. Thissubchapter
approvedkey, card or code operated dispensing devices. appliesto the storage, handling and use of compressed ngasal
(3) PosTINGOF sIGNS. A permanent sign providing a 24 houfip public buildings and places of employment.

servicecall telephone number in letters at leastioeh high shall 2) Ex Thi bchapter d vt fth
be posted at the liquefied petroleum gas dispensing deviak infon(ov)ving:EMPTIONS' IS subchapter does reiply to any of the

non-attended locations. . . (@) Compressed natural gas facilities owned and operated by

_ (4) PuBLIC SELF-SERVICEPROHIBITED. Self-service ofique- iilities when the facilitiesare part of the distribution system for

fied petroleum gas by the general public is prohibited. the utility and are subject to the provisions of ch. PSC 135.
History: Cr. RegisterOctober 1999, No. 526, &11-1-99. Note: Compressed natural géeilities owned and operated for utility purposes

. . by utilities are regulated by the Public Service Commission and are subject to ch. PSC
Comm 40.47 Fuel supply tanks for liquefied petro -  135,and the Natural Gas Pipeline Safety Act of 1968 (49 USC 1675, 49 CFR 192 -
leum cargo tank trucks.  Every motor vehicle operated byeét sed.). ]
liquefied petroleum gas fuel shall be equipped with a liquefied (0) Trt]e transpo_rtatl?n of comg)ressel'd ni_tural %as. .
petroleumgas fuel supply tank separate from and in no way cof e K8 e e o e e B e s 70070,
nectedto any liquefied petroleum gas gartank on or attached to ™ iy . RegisterOctober 1999, No. 526, &f11-1-99.

the motor vehicle.

History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99. Comm 40.61 Approval of proposed installations.
. Departmenplan approval shall be obtained before commencing
Comm 40.48 Containers and pressure vessels. constructionon a compressed natural gas facilitgtallation,

Designand construction of, and repairs and alterations by We|d|€90eptdepartment approval is not requirkt vehicle fueling
to, liquefied petroleum gas containers gdssure vessels shallappliancesised for outdoor fueling and having no storage capac
conformto the requirements of ch. Comm 41. ity. Planexamination information shall be submitted as specified
History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99. in s. Comm 40.10.
SubchapterVI . Liquefied Natural Gas Facilities History: Cr. RegisterOctobey 1999, No. 526, &f11-1-99.
Comm 40.62 Certificate of installation.  Every person,
Comm 40.50 Scope. (1) AppLicaTiON. Thissubchapter firm, association or corporation installing compressed nagasal
appliesto the storage, handling and use of liquefied natural gassiquipment shall complete a certificate of installatidiorm
public buildings and places of employment. SBD-9656. The form shall be completed at the time of installa
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5 DEPARTMENT OF COMMERCE Comm 40.83

tion, kept at the installatiosite and available for review by an Comm 40.73 Design, construction, installation,
authorizedrepresentative of the department. A copyhe form operation and maintenance of gaseous hydrogen facili -
shallbe submitted to the local fire department within 10 business. Gaseous hydrogen facilities shall be designed, constructed,

daysof the installation. installed, operated and maintained as specified in the National
History: Cr. Register Octobey 1999, No. 526, &f11-1-99,CR 04-054: am.  Fire Protection Association standaxiPA No. 50A as incorpo
RegisterNovember 2004 No. 587, eff. 12-1-04. rated by reference in s. Comm 40.30.

i . ) X History: CR 04-054: cr Register November 2004 No. 587, eff. 12-1-04.
Comm 40.63 Design, construction, installation,

operation and maintenance of compressed natural gas SubchapterIX — Liquefied Hydr ogen Facilities
facilities. Compressed natural gas facilit&sall be designed,

constructedinstalled, operated and maintained as specifitiein ~ Comm 40.80 Scope. (1) AppLICATION. Thissubchapter
National Fire Protection Association standard MFRo. 52 as appliesto the storage, handling and use of liquefied hydrogen in

incorporatedby reference in s. Comm 40.30. public buildings and places of employment.
History: Cr. RegisterOctober 1999, No. 526, &f11-1-99. (2) ExXeMPTIONS. This Subchapter does rmp|y to any of the
- following:
Subchapter VIl — Gaseous Hydrogen Facilities (a) Liquefied hydrogen facilities ownesdoperated by utii

. tieswhen thefacilities are part of the distribution system for the
Comm 40.70 Scope. (1) AppLICATION. Thissubchapter ity and are subject to the provisions of ch. PSC 135.

appliesto the storage, handling and use of gaseous hydrogen iRote: Liquefied hydrogen facilities owned and operated for utility purpbges
public buildings and places of employment. utilities are regulated by the Public Service Commission and are subject to ch. PSC

(2) ExeMPTIONS. This subchapter does nmply to any of the é?&';ee;n;j the Natural Gas Pipeline Safety Act of 1968 (49 USC 1675, 49 CFR 192 -

following: (b) The transportation of liquefied hydrogen.

(a) Gaseous hydrogen facilities owned and operated by utili Note: The transportation of liquefied hydrogen is subject to the regulations of the
tieswhen thefacilities are part of the distribution system for thédederalDepartment of fansportation underiffe 49 CFR Parts 171-179.
utility and are subject to the provisions of ch. PSC 135. History: CR 04-054: cr Register November 2004 No. 587, eff. 12-1-04.

ios are roguiated by 16 PUble Service Commisaon and are SUbject toah, PSC 136C0MM 40.81 Approval of proposed  installations.
andthe Natural Gas Pipeline Safety Act of 1968 (49 USC 1675, 49 CFR 192 - partmenplan approval shall be obtained before commencing
seq.). constructionon any liquefied hydrogen gas installation using con
(b) The transportation of gaseous hydrogen. tainersof 2000 gallons or laer water capacity or where the
federaiDeparment of BepoRaton undents 40 CER Parts 171-130 > O wdgregatenater capacity will be 4000 gallons or gat_Plan
History: CR 04-054: ct Register November 2004 No. 587, eff. 12-1-04. %)é?;nr;]nféﬁ%mformatlon shall be submitted as specified in s.

Comm 40.71 Approval of proposed installations. History: CR 04-054: cr Register November 2004 No. 587, eff. 12-1-04.

Departmenplan approval shall be obtained before commencing comm 40.82 Certificate of installation.  Every person,
constructionon a gaseous hydrogen facility installation, excegm, associationor corporation installing liquefied hydrogen
departmenapproval is notequired for vehicle fueling appliancesequipment shall complete a certificate of installatidiorm
usedfor outdoor fueling and havingo storage capacityPlan - SBD-9656. The form shall be completed at the time of installa
examinationinformation shall be submitted as specified in gjon, kept at the installatiosite and available for review by an
Comm40.10. _ authorizedrepresentative of the department. A copyhe form
History: CR 04-054: cr Register November 2004 No. 587, eff. 12-1-04.  gha||be submitted to the local fire department within 10 business

o . . daysof the installation.
Comm 40.72  Certificate of installation. Every person, History: CR 04-054: cr Register November 2004 No. 587, eff. 12-1-04.

firm, association or corporatiomstalling gaseous hydrogen
equipment shall complete a certificate of installatidiorm Comm 40.83 Design, construction, installation,
SBD-9656. The form shall be completed at the time of installaoperation and maintenance of liquefied hydrogen facili -
tion, kept at the installatiosite and available for review by anties. Liquefied hydrogen facilities shall be designed, -con
authorizedrepresentative of the department. A copyhe form structed,installed, operated and maintainedsgecified in the
shallbe submitted to the local fire department within 10 busineBkational Fire Protection Association standard MARo. 50B as
daysof the installation. incorporated by reference in s. Comm 40.30.

History: CR 04-054: cr Register November 2004 No. 587, eff. 12-1-04. History: CR 04-054: cr Register November 2004 No. 587, eff. 12-1-04.
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