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ILHR 62.001 Scope. This classification includes all spe-
cialty occupancies as indicated in the scope of each subchapter of
this chapter.•

History : Cr. Register, December,1977, No, 264, eff. 1-1-78 ; am. Register,
December, 1981, No . 312, eff 1-1-82

ILHR 62.10 Definitjons. (1) "Assembly seating facilities"
means structures including but not limited to, bleachers, grand-
stands and stadiums on which petsonsare seated for such pur=
poses as entertainment, worship or deliberation.

(1 m) "Greenhouses" means structures clad with light-trans-
mitting material designed primarily for the purpose of cultivating
plant life and used as public buildings or places of employmen t

(2) "Open parking stsucture" means a structure with open
areas in the exterior' walls or ventilation shafts, or combination of
both, as specified in s : ILHR 62.21 used solelyfoi the parking of
passenger vehicles without any facilities for repairing or fueling
of vehicles within the stxuctur e

(3) '"Outdoor theater" means aplace of outdoorassembly used
for the showing of plays, operas, motion pictures and similar
forms of entertainment in which the audience views the, perfor-
mance from self-propelled vehicles pazked within the theater
enclosux e

(4) `°Petmanent" means in place for more than 180 consecutive
calendar days :

(5) "Repaugarage" means a structure as defined ins .: ILHR
59 ..01 (4).

(6) "Storage garage" means a structure as defined in s . ILHR
59.01 (5) ..

(7) "Tents" mean poitable; temporary shelters or structures,
the covering of which is made of'pliable material..

History: Cr. Registet, December,1979, No,264, eff ..1-1-'78 ; cr (3) and (4), Reg-
ister, Januaazy,1980, No 289, eff 2-1-80 ; r. and recr., Register Decentber ;1981, No.,
312, eff ; 1-1-82; cr. (lm), Register, December, 1983, No 336, eff 1-1-84 .

Subchapter I - Open Parking Structures

ILHR 62 .20 Scope. This subchapterpiovides the minimum
requirements for the design andconsttuction of open parking
structures as specified in s.. ILHR 6210 (2) .

History : Cr.. Register, December, 1977, No . 264, eff 1-1-78 ; am ., Register,
December; 1981, No. 312, eff 1-1-82

ILHR 62.205 Classifications. Open parking structures
shall be classified as either ramp access or mechanical access
types as follows:

(1), Ramp access, open parking structures. employ a series of
continually sloped floors or a series of interconnected xamps
between floors permitting the movement of' vehicles under their
own power between the street level and parking areas ; or

(2) Mechanical access, open parking structures employ fully,
automated parking machines, lifts, elevators or other mechanical
devices f'or moving vehicles between the street level and the park-
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ing area, and in which public occupancy is prohibited above street
level .

History : Cr,, Register, December, 1981, No 312, eff 1-1-82 .

ILHR 62 .21 Construction requirements. (1) GENExAL .
Open parking structures shall be provided with open areas in the
exterior walls or ventilation shafts, or a combination of both, on
each level of at least 4% of the total floor area of that level, distrib-
uted on at least 2 exterior sides so as to provide cross ventilation .

(2) MATERIAI,• All open parking structures shall be
constructed of noncombustible materials .

Note: Structural components of open parking structures are subjected to corrosive
and deteriorating elements . The designer should consider the effects of such elements
and should consider the use of air-entrained concrete, concrete sealers and coatings,
additional cover for reinforcing and other accepted engineering practices to protect
the components ,

(3) FLOORS Floors shall be provided with drainage as speci-
fied in s . ILHR 82.36 ..

History: Cr, Register, December, 1971, No 264, eff.1-1-78 ; r, and recn Register,
December, 1981, No . 312, eff , 1-1-82 ; correction in (3) made under s. 13.93 (2m)
(b) (7), Stats„ Register, August, 1985, No .356,

ILHR 62.22 Setbacks. Open parking structures may be
erected without enclosing walls, except that enclosing walls of'not
less than 2-hour fire-resistive construction, as specified in s ..
ILHR 51 .04, shall be provided on all sides which are less than 10
feet from a property line between premises or any other building .

History: Cr Register, December, 1977, No, 264, eff . 1-1-78 .

ILHR 62.23 Occupancy separations and hazard
enclosures . Occupancies within the scope of'this chapter shall
be separated from other occupancies or uses in accordance with
s .. ILHR 51 .08. Hazards shall be enclosed in accordance with s~ .
ILHR 51 .08 ..

History : Cr . Register, December,197'7, No . 264, eff .1-1-78; r. and recr Register,
March, 1991, No. 423, eff 4-1-91 ; r and recr, Register, December, 1995, No . 480,
eff 4-1-96.

ILHR 62.24 Construction, height and allowable area.
(1) CONSTRUCTION AND HEIGHI : Open parking structures shall be
of the type of construction and shall not exceed the height as speci=
fied in this section.. The maximum floor area of any such sttucture
shall not exceed that permitted for the corresponding type of
construction and height as follows :

(a) Open parking structures of noncombustible zel'o-hour
(NC-0) rating shall not exceed 70 feet in height or 700;000 square
feet in total area.

(b) Open parking structures of noncombustible 2-hour rating
or better shall not be limited in height or area per floor level,. Exte-
iior walls need not be rated, except as provided in s .ILHR 62.22 .

Note : Open parking structures in excess .of 60 feet in height are exempt from the
administrative rules and statutes requiring automatic fire sprinkler systems (see s .
ILHR 5201 (1) and (2) and s 101 14; Stats .)

. Historys Cr. Registei„December; 1977, No264, eff 1-1-78; am (1) (intro) ,
Register; December, 1981, No. 312, eff. 1-1-82.

ILHR 62.25 Clearance limitations . (1) 'PRINCIPAL
VEHICLE AND PEDESTRIAN TRAFFIC AREAS, The cleaI• height of each
floor level in principal vehicle and pedestrian traffic areas shall be

not lessthan 7 feet 0 inches .
Note: See Appendix A for further explanatory mateiial .

(2) CLEARANCE SIGNS. Clearance limitation- signs shall be
prominently posted at all vehicle entrances ..

Note : A lesser clear heightmay be .permitted in mechanical-access open parking
structures when approved by the departmen t

History: Cr . Register, December, 1977, No. 264, eff . 1-1-78,

ILHR 62.26 Number, location and type of pedestrian
exits . (1) NUMBER OF ERITS . Every open parking structure and
every floor level thereo'shall have at least 2 exits:.

(2) DISTANCE ro Ex[rs . Additional exits shall be provided so
that no part of the open pat'king structure will be more than 200
feet distant to the exit discharge grade or to a stair enclosul'e•if the
walls separating the stair• from the open parking structure are of at
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least noncombustible one-hour (NC-1) rating or better and the
enclosure is continuous to an outside exit .

Note : In all cases, required exit stairs are required to be enclosed (see s, ILHR
62,27) If'the designer elects to increase the exit distance by measuring to the stair
enclosure, the enclosure must have at least a noncombustible one-hour (NC-1) rat-
ing

(3) LOCATION OF EXITS Exits in all open parking structures
shall be placed as far apart as practicable and so located that if any

exit is blocked, some other exit will still be available from every
part of the structure•,

(4) TYPE OF Exlis. At least one-half of the exits required by
this section shall be standard exits to grade, stairways or horizon-
tal exits as specified in ss . ILHR 51 .15, 51 .16 and 51 .19, respec-
tively., The other exits may be non-parking access tamps with a
maximum slope of 1 :8 .

History : Cr. Register, December, 1977, No. 264, eff , 1-1-78 ; am . (4), Register,
December, 1978, No, 276, eff .1-1-79; am . (4), Register, January, 1980, No ., 289, eff:,
2-1-80.

ILHR 62.27 Stairway enclosures. Stair enclosures of
NC-0 hour rating, or, better, shall be provided for all required exit
stairways, unless otherwise required to be rated .:

Note : It is the intenrof'sILHR 62 27 to require all required exit stairs to be
enclosed, . If the designer elects to measure the exit distance to the stair enclosure, the
enclosure must be then rated„ (See s.ILHR 62 .26 (2) )

History: Cr.. Register, December, 1977, No ., 264, eff . 1-1-78 ,

ILHR 62.28 Pedestrian and perimeter guardrails . (1)
PEDESTRIAN GUARDRAILS . (a) Pedestrian guardrails, or equivalent,
conforming to the requirements of s. ILHR 51 .162, .sha11 be pro-
vided on all open sides of the structuxe on each level ..

(b) Pedestrian guardt'ails as specified in s . ILHR 62 .28 (1) (a)
shall be provided at changes of elevation within the structure
where the cleac'vertical opening at the elevation change is one foot
6 inches pr• gr'eater.

(2) PERIMETER GUARDRAILS . (a) Perimeter guardrails shall be

installed at the end of drive lanes and shall be designed for a mini-
mum horizontal live load of 1000 pounds per lineal foot acting at

18 inches above the floor level .

(b) Perimeter guardi'ails shall be installed at the end of parking
stalls and shall be designed for a minimum horizontal live load of'
500 pounds per lineal foot acting at 18 inches above the floot ::

History : Cr . Register, December, 1977, No. 264, eff,. 1-1-78 ; am. (1), Register,
January, 1980, No. 289, eff . 2-1-80.

.ILHR 62 .29 Illumination and exit lights . (1) ILLUMINA-
r1ON LEVELS . Minimum illumination levels at a horizontal plane
30 inches above the floor shall conf'orm to the requirements of
Table 62-I

(2) ExII LIGHTS . Every required exit fiom each floor shall be
indicated by an approved exit sign as specified in s :: ILHR 51 .,15
(5) ,

TABLE 62-Y

MINIMUM ILLUMINATION LEVEL S

Area Intensity
(in footcandles)

Stairways and exits 10

Parking areas 2

History: Cr. Register, December, 1977, No. 264, eff 1-1-78 ; am .. (2), Register,
December,1983,No., 336, eff, 1-1-84.

IL.HR62 .30 Standpipes. (1) FIREDEPAR'IMENI'SDINDPIPES .
Fire department standpipes shall be provided in all open parking
structures 3 or more stories in height ..

(a) Fire department standpipes shall be d,ry standpipes sys-
tems.:

(b)Fu'e department standpipes with a fire department connec-
tion greater than 50 feetto a street shall be interconnected to a
standpipe system with such a connection 50 feet or less to a str'eet .

(c) Fire department standpipes shall be provided in each stair
enclosure and shall be provided with approved 21/2 inch valve

~
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hose connections at each floor level with one connection in the
stair• enclosure and one;connection immediately outside the enclo-
sure..

(d) Fire department standpipes shall be as specified in s . ILHR
51 .21 (3) (e) to (i) .

(2) ExcEPizoNS (a) The department will recognize alternative
systems and designs if an equivalent degree of safety is provided
in lieu of required fire department standpipes in open parking
structures 60 feet or less in height

(b) The department will accept open parking structures with-
out fire department standpipes if clearances are provided to allow

fire-fighting vehicles access throughout the open parking stcuc-
tlixe . . .. . . . . .. . . .

History: Cr Register; December,1977, No 264, eff 1-1-78; am (1) (d) 2., Reg-
ister, December, 1978, No. 276, eff . 1-1=79; r. and recr„ Register, December, 1981,
No 312, eff, 1-1-82 ; am. (1) (inno ) and (c), Register, March, 1991, No . 423, eff, .
4-1-91 .

ILHR62.31 Sanita ryfacilities. (1) UNATTENDEDPARKING
srRUCivRES Sanitary facilities need not be provided in unat-
tended parking stxuctur'e s

(2) ArIENnEDPAx1aNG sTRucrURES Sanitary facilities for

employes at attended patking structures shall be provided in
accordance with s. ILHR 54 12 (1) (a) 3 .

Note : Sanitary facilities for parldng patrons need not be provided .
History :, Cr. Register, December, 1977, No.264, eff. 1-1-78; am (2) ; Register,

August, 1993, No . 452, eff, 3-1-94.

ILHR 62.32 Isolation of hazards . History: Cr . Register, December, 19 77, N
o 264, eff 1-1-78; am . (1), Register December, 1981, No . 312, eff, 1-1-82 ; am, . (1) ,

Register; August, 1985,No. 356, eff',.1-1-86; cr. (4), Register, March, 1991,No 423,
eff4-1-91 ; r• Registe:, Deceumber, 1995,No No. eff 4-1-96

ILHR 62.33 Exceptions for mechanical access open
parkingstructures. Mechanical access open parking stxuc-
tuxes need not comply with ss .. ILHR 62 .25 to 62 .29, inclusive .

History: Cr, 'Register, December, 1977, No :264,eff 1-1-78 ,

ILHR 62.341 . Barrier-free requirements . (1) PARKING
SPACES Accessible parking spaces shall be provided in accor-
dance with the applicable requirements specified in s .. ILHR 52.04
(3) (a)

(2) Tou.Er PnCILITIES Toilet facilities provided for the
employes, as specified in s . ILHR 6231 (2), shall comply with the
requirements of s ILHR 5104 (4) (c) .

History: Cr. Register, December, 1978, No 276, eff . 1-1-79,

Subchapter II - Television and Radio
Transmitting andReceiving Antenna

ILHR 62 .35 Scope : The requixements'of this part shall apply
to the outdoox portion of all apparatus, more than 12 feet in height,
used for transmitting and receiving television or radio waves .

History : Cr . Register, December, 1978, No 276, eff. 1-1=79.

ILHR 62 .36 Constructionrequirements . All television
and radio antenna systems, including the supporting tower or
mast, shall be constxucted ofgalvanized steel oiother coxrosive-
xesistant 'noncombustible matexial .: Where approved by the
department, towers constructed of wood or wood polesset in the
ground may be used to support antenna systems, but no wood
tower or wood pole may be mounted on the toof of an,y building
stcucture :

History : CrRegister, December, 1978, No 276, eff 1-1-79 ,

ILHR 62 .37 Design loads. (1) DEAD AND ICE LOADS The,
supporting tower shall be designed f'or, the dead load of the stcuc-
tuxe and all appurtenances plus an ice load of at least 1/2 inch in
radial thiclaless The ice load shall be considered on all members
of the structure including guys ..

(2) WIND LOADS (a) Self-supporting towers shall be designed
for the wind loads specified in s ILHR 53 .12.

l : Open face or latticed tower structures shall be designed for
wind pressure applied to thepxojected area of all members, includ-
ing ice, in one face multiplied by the following f'actors :

a. 135 for towers of square cross-secflon ; or
b : 15 for towers of txiangular cross-section :
2 .. Wind loads shall be considered basic design loads with no

increase in allowable unit stresses pexmitted.
(b) Guyed towers shall be designed in accordance with a rec-

ognized engineering standard ..
Note : "Structural Standards for Steel Antenna Ibwers and Antenna Supporting

Structures", EIA Standard RS-222-C, published by Electronic Industries Associa-
tion, 2001 Eye Street, N .W., Washington, DC. 20006, is an acceptable standard for
the, design of guyed towers and self-supporting towers ,

History: Cr.Register,December,1978,No2'76,eff1-1-79;r .andrecr,Register,
Decembei,1983, No 336, eff 1-1-84 .

ILHR 62 .38 Antenna systems on buildings . Antenna
systems installed on the roof of a building shall not be supported
by oi attached to a chimne,y. All such installations shall be
mounted on an independent platform or base and anchored in
place . The platform or base of the tower shall be sized to distribute
the weight of the structure so the ioof construction will safely sup-
port the weight of the structure in addition to the required live and
dead roof loads ..

History: Cr Register, December, 1978, No . 276, eff 1-1=79:

ILHR 62.39 Setbacks . No wires, cables, or guy wires shall
extend over any street or, other public thoroughfare or over any
electric power or communication lines .

History: Cr Register, December, 1978, No. 276, eff, 1-1-79; am, Register,
December, 1983, No. 336, eff ° 1-1=84

ILHR 62.40 Antenna system suppo rt . Poles used fox
electric power or for communication lines may not be used for
supporting or for guying any antenna system .

History : Cr, Register, December, 1978, No 276, eff. 1-1-79 ; am Register,
March, 1991, No 423, eff . 4-1-9 1

ILHR 62.41 Electrical requirements. Electrical installa-
tions in connection with antenna systems, including the ground-
ing of the tower or mast, shall comply in all respects with the
requirements of the Wisconsin state electrical code, volume 2, ch .
Comm 16 ..

History: Cr. Register, December, 1978, No, 276, eff 1-1-79 ; cor7ection made
under s. 13.93 (2m) (b) 7., Stats ., Register; December;1996, No. 492.

Subchapter III - Tents

ILHR 62.42 Scope. The requirements of this part shallapply
to all tents, except those used exclusively for construction pux-
poses ..

Historyt Cr' Reister,,Januaiy, 1980, No 289, eff 2-1-80 .

ILHR 62.43 Area limitation and setbacks. (1) AREA OF
GROUNDCOVERED No tent shall be eiected to cover more than

75% of the premises on which it is locate d
(2) SETBACK TO PROPERTY LINE AND OTHER STRUCTURES (a)

Tents used for assembly purposes which covex• 1500 square feet
or more of' ground area shall be located at least 20 feet from any
other structure or adjoining property lines.

(h) Concession and othex tents not used for assembly purposes
need not be separated from each other and may be located less than
20 feet from other structuxes :

(3) SETBACK FOR EXITING Stake lines of adjacent tents used
for assembly purposes shall be sufficient distance from each other

to provide an emergency exit passageway not less than 6 feet in
width between stake lines Proper protection shall be provided

along such stake lines to eliminate tripping hazaids.
HistoryE Cr. Register, .January,1980, No 289, eff 2-1-80.

ILHR 62.44 . Structural requirements . (1) MATERIAL SIZE
AND STRENGTH Poles and othex• members supporting tents shall be
of' sufficient size and strength to support the structure safely with-
out exceeding the stresses specified in ch. ILHR 53 .
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(2) WIND LOAD. (a) All tents shall be adequately guyed, sup-
ported and braced to withstand a wind pressure or suction of not
less than 10 pounds per square foot .. .

(b) The poles, guys, stakes, fastenings and similar devices
shall be of sufficient strength and so attached as to resist a wind
pressure of at least 20 pounds per square foot of projected area of
the tent

History : Cr, Register, January, 1980, No. 289, eff. 2-1-80

ILHR 62 .45 Flame resistance. All tents used for assembly
purposes or in which animals arestabled and all other• tents used
by the public in.places of outdoor assembly shall be effectively
flameproofed.. The owner shall furnish a certificate or a test report
by a recognized testing engineer or laboratory as evidence that
such tents have the required flame resistance ..

History : Cr. Register, January, 1980, No., 289, eff. 2-1-80.

ILHR 62.46 Fire hazards. (1) CLEARING OF GROUND The
ground enclosed by a tent used in . connection with a place of out-
door assembly and for a distance of not less than 10 feet outside
such structure on all sides shall be cleared of all flammable mate-
rial or vegetation which will transmit fire The premises shall be
kept free from such flammable material during the period the
premises are used by the public .•

(2) COMBUSTTBLE MATERIAL FOR CARE OF ANIMALS . No hay,
straw, shavings or similar combustible materials other than that
necessary for the current feeding and care of animals shall be per-

mitted within any tents used for public assembly except that saw-
dust and shavings may be used if kept damp .

(3) No sMOlcuaG . No smoking or, unapproved open flame of
any kind shall be permitted in any tent while occupied by the pub-
lic.. "No Smoking" signs shall be conspicuously posted in all tents
open to the public ..

(4) SAFETY r+iLM. Tents shall not be used for motion picture
performances unless safety film is used .,

(5) CoMBUSTIBLE AND FLAMMABLE LIQUInSCombustible and
flammable liquids shall be isolated in accordance with ch .. ILHR
10 .

History: Cr,. Register .January; 1980, No., 289, eff., 2-1-80; Cr . (5), Register,
March, 1991, No, 423, eff . 4-1-91.

ILHR 62 .47 Exits . (1) NUMBER or ExzTS, (a) Every tent
occupied by the public shall have at least 2 standard exits located
at or near- opposite ends of the sttucture..

(b) Intents used for assembly purposes, exits shall be provided
on 3 sides if'the capacity exceeds 600 persons and on 4 sides where
the capacity exceeds 1,000 persons

(2) Ex1i DISTa.NCE . Exits shall be uniformly distributed but in
no case shall the line oftravel to an exit be greater than 150 feet ..

(3) EHII wmTH The total width of exits from a tent used fo r
assembly purposes shall be not less than 44 inches pei 100 per-
sons.. Exit openings shall comply in all respects with the require-
ments of ss . ILHR 51 :15 and55•10 .

Histoiy : Cr Register ; :January; 1980, No 289, eff. 2-1-80

ILHR 62 .48 Toilet facilities . Separate toilet facilities, in
conjunction with all tents usedas places of outdoor assembly,
shall be provided in.accordance with s .. ILHR 5532, Toilet rooms
and equipment shall comply with the requirements of ss .. ILHR
52 .50 to 52 .64 of this code or as approved by the department .

History: Cr. Register, January, 1980, No. 289, eff . 2-1-80 ,

ILHR 62 .49 Electrical installations . (1) GENERAL Elec-
tricai systems in all tents used as places of outdoox assembly shall
be installed in accordance with the requirements of the Wisconsin
state electrical code, volume 2, ch. Comm 16 .; All such systems
shallbe maintained and operated in a safe and workmanlike man-
ner .

(2) PROTECTION AND ISOLATION ; The electrical system and
equipment shall be isolated from the public by proper elevation
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and guarding„ All electrical fuses and switches shall be installed
in approved enclosuces„ Cables laid on the ground or in areas tra-
versed by the public shall be placed in trenches or protected by
approved covers .

History : Cr. Register, January, 1980, No. 289, eff., 2-1-80; correction in (1)
made unde r s. 13 .93 (2m) (b) 7 ., Stats., Register ; December, 1996, No. 492 .

ILHR 62.50 Fire extinguishers. (1) GENERAL Portable

fire extinguishers shall be installed as specified in Table 62 ..50,.
Note: See Appendix A for further explanatory materia l

TABLE 62 .50

Maximum Travel Dis-
Basic Minimum tance to Extinguisher Area to be Protected per

Extingui sh er R ating (feet) Exti nguisher (sq., ft

1A 75 3,000

2A 75 6,000

3A 75 9,000

4A or larger 75 11,250

(2) LocnrtoN (a) Extinguishers shall be conspicuously
located where they will be readily accessible and immediately
available in the event of fir'e .

(b) Extinguishers shall not be obstructed or obscured from
view..

(3) MAINTENANCE. Portable fire extinguishers shall be main-
tained as specified in s•1LHR 51 .22.

History : Cr. Register, .January,1980, No. 289, eff 2-1-80; r., and recr., Register,
December, 1981, No. 312, eff 1-1-82.

ILHR 62.51 Illumination ; exit lights and signs. (1)
LIGHTING OF E7cITS, All exits, aisles and passageways leading to
exits in tents used as places of outdoor assembly shall be kept ade-
quately lighted at all times when the structure is occupied by the
public .. Artificial illumination having an intensity of' not less than
2 .5 footcandles at the floor line shall be provided when natural
light is inadequate .•

(2) ILLUMINATED EXIT' SIGNS . Exit lights and signs complying
with the requirements of s .. ILHR 55 .11 shall be provided in all
tentsused as places of outdoor assembly where more than 100 per-
sons can be accommodated ..

History : Cr. Register, January, 1980, No, 289, eff, 2-1-80 .

Subchapter IV - Outdoor Theaters

ILHR 62 .52 Scope. The requirements of this part shall apply
to all outdoor .theatersnow in existence and to outdoor theaters
hereafter constructed, except as provided in s .. ILHR 62.56.

History: Cr. Register, January, 1980, No 289, eff.2-1-80.; correction made
under s,. 13.93 (2m) (b) 7, Stats., Register, August, 1985, No, . 356 ,

ILHR 62 .53 Entrances andexits. All entrances and exits
for outdoor theaters shall comply with the regulations of the
department of transportation for driveways from property abut-
ting state highways and the following additional requirements :

(1) NUMBER OF ENrRANCES,Not more than one entrance shall
be provided for• each access road but each such entrance may be
divided into 2 roadways and channelized to properly provide for
vehicles. tucning right or left from the highwa y

.(2) HIGHWAY RIGHT-oF-wAY; That portion of an entrance or
exit lying within the highway right-of-wa,y shall comply with the
regulations of the authority in charge of the maintenance of the
highway or, in the event this authority has no regulation, it shall
comply with regulations prescribed by the state department of
transpoltation:

(3) NUMBER OF Exlrs Notmore than one exit shall be provided
for each access highway but such exit may be suitably channelized
to provide for right and left turns to the highway, and not more than
one traffic lane shall be permitted for each traffic lane on the high-
way available to vehicles leavingthe theater ..

History: Cr Register, January, 1980, No 289, eff . 2-1-80 ;
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ILHR 62.54 Vehicle storage. (1) AREA NEEDED. A storage
alea for vehicles, equal to not less than 10% of'the theater capacity,
shall be provided between the highway and the ticket booth .. In all
cases, sufficient storage space shall be provided so the vehicles
will not back up on ;the traveled way of the highway . Storage area
shall be calculated on the basis of 162 square feet per vehicl e

(2) HoI,D-ovER AREA A hold-over storage area having suffi-
cient capacity to accommodate not less than 15% of the theater
capacity shall be provided between the ticket booth and the ramp
area..

History : Cr . Register, January, 1980, No, 289, eff .. 2-1-80,

ILHR 62.55 Tower construction . The tower supporting
the motion picture screen shall be designed to resist a horizontal
wind pressure of not less than 30 pounds for every square foot of
exposed suxface

History: Cr Register, .Januazy,1980, No .;289, eff'. 2-1-80 ,

ILHR 62.56 Location of tower. The screen shall be so ori-
ented that the picture is not visible from any majot• highway .. This
requirement does not apply to towers erected prior to January 1,
1952 .

History: Cr, Register, January, 1980,No . 289, eff. , 2-1-80,

ILHR 62 .57 Concession and motion picture machine
booth. (1) MoiloN PICTURE BOOTH, The motion picture booth
and equipment shall comply in all respects withtheaequirements
of ss . ILHR 55.40 through 55 ..49 .

(2) CoNCESSION BUILDINGS Concession buildings in connec-
tion with outdoor theaters shall comply with the requirements of

ch. ILHR 54 ..
History: Cr. Register, January, 1980, No 289, eff. 2-1-80.

ILHR 62 .58 Sanita ry facilities . (1) TOILET xoOMS„ Out-
door theaters and other• occupancies under this chapter shall be
provided with separate toilet rooms for each sex .. Toilet rooms and
equipment shall comply with the requirements of ss . ILHR 5250
through 52 .64.

(2) SANITARY FDtTURES,. Toilet fixture ratios shall be provided
as required by s . ILHR 55 .32 . In determining the number of fix-

tures required for toilet rooms in connection with outdoor the-
aters, the capacity of,the theater shall be established by using 2~/4

persons for each vehicle accommodated, exclusive of vehicles
parked in the waiting or hold-over area . The totalnumber of' per-

sons willbe considered equally divided between men and women .

(3) AccEssrslLiTY Where toilet rooms are provided for the
public and are so located that the patrons must cross theiamp area
in order to reach the toilet rooms, a suitable approach or passage-
way leadingto thetoiletzooms shall be maintained, Such pas-
sageways shall be properly lighted and unobstructed „

History : Cr : Register, January, 1980, No. 289, eff, 2-1-80 ; r and recr, Register,
August, 1993, No ., 452, eff'. 3-1-94 .

ILHR 62.59 Ramps and speaker equipment. (1) RAivrn
SPACING. Ramps shall be spaced not less than 38 feet apaazt . The
ramps shall be so designed that any vehicle can move from its
parked positionto the exit driveway with"out being required to
back up ..

(2) . SuRFACS REQuIRED. All ramps, parking areas, entrance and
exit driveways shall be propezlysutfaced with a gravel surfacing

or bettel; adequate to withstandthe weight of the vehicles accom-
modated .

(3) PUBLIC TRANSPORTATION SPEAKER FACIIITIES Where addi-

tionalseating space ispiovided in the theater enclosure for patrons `
using public transportation f'acilities, the speaker arrangement

shall be such that the sound will be confined to the immediate seat-
ing area and not:broadcast beyond the theater enclosure .,

(4) SPACING OF' SPEAKER POSTS AND ELEC'TRICAL WIRING, Thei'e

shall not be less than 18 feet distance between speaker posts, mea-
sured parallel to the ramps, except in seated areas for patrons using

public transportation . All electrical wiring and electrical equip-
ment shall be installed in accordance with the provisions of the
Wisconsin state electrical code, volume 2, ch ., Comm 16 :: Each
speaker post shall be wired with wire approved for underground
use laid in trenches not less than 12 inches in depth .,

History : Cr. Register, January, 1980, No . 289, eff 2-1-80 ;corcection in (4)
made tmder s. 13 .93 (2m) (b) 7 ., Stata., Register; December ; 1996, No, 492.

ILHR 62.60 Lighting . All entrance and exit driveways shall
be adequately lighted and properly marked to avoid congestion
and confusion and shall remain lighted throughout the perfor-
mance and until the audience has left the area..

History: Cr . Register, January, 1980, No. 289, eff 2-1-80 .,

ILHR 62 .61 Speed limit. In every outdoor theater, notices
of a permanent charactei shall be prominently displayed designat-
ing the maximum speed limit permitted for cars driven within the
area . Parking lights shall be used when cars are moving in the the-
ater enclosure,.

History : Cr. Register, January, 1980, No . 289, eff 2-1-80.,

"iLHR 62.62 Running of engines . At each peiformance,
an instructive trailer shall be shown on the screen informing the
patrons of the danger of' carbon monoxide poisoning when the
engine is running and stating that when it becomes necessary to
xun the engine, the windows of the vehicle should be opened at
least one inch.

History : Cr, . Register, .Januazy, 1980, No . 289, eff„ 2-1-80 .

Subchapter V -
Assembly Seating Facilities

ILHR 62 .70 Scope. The requirements of this subchapter
apply to all assembly seafingf'acilities and stadiums intended pri-
marily to support persons for the purpose of spectator seating ..

History: Cr,, Register, December, 1981, No. 312, eff. 1-1-82 ; am., Register,
August,199 .3, No. 452, eff 3-1-94.

ILHR 62 .71 Approval and supervision. (1) APPROVAL
OF PLANS . Plans and specifications shall be submitted to the
department in accordance with the applicable provisions of ch

.ILHR 50., The following information shall also be included with
each submittal :

(a) A plot plan for outdoor seating facilities showing location
of facility relative to property lines and adjacent buildings or
stiuctur'es on the same premises ; or a floor plan for indoor seating
facilities showing location of seating relative to all required exits,
aisles and passageways ; `

(b) Location and size of all structural members, seating area
and numbel ofseats, aisles and guardrail assemblies and number
andspacing ofall rows; and

(c) Structural calculations or a test report made by an indepen-
dent testing agency and .certified by a Wisconsin registered archi-
tect or engineer showing that the dead and live load in the open or
partially open position and dead load in the closed position can be
safely carried by the supporting,structule.

L; Exception . The information specified in this paragraph
need not be submitted if' the seating facility has been granted a
materials approval as specified in sub .. (2) .,

(2) APPROVAL OF DESIGN The design of each type or model of
a seating facility may, be approved by the department prior to

installation for designs that are structurally repetitive in natute ..
Notec See s . ILHR 50 .19 for fiuther, iinformation

(3) INSTALLATION SUPERVISION (a) The installation of all peT'-

manent seating facilities having more than 5 rows in height shall
be erected under the supervision of a Wisconsin registered archi-
tect orengineer .

(b) Every temporary seating facility shall be inspected for
proper erection in accordance with the manufacturer's instcuc-
tions prioc to initial public occupancy :.

'History: Cr: Register, December; 1981, No ;312, eff', 1-1-82 ,

Register, December, 1996, No., 492
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ILHR 62 .72 Inspection and maintenance. Every seating
facility shall be inspected at least annually.. Any loose connec-
tions, defective or broken members shall be repaired before the
facility is used . All repairs and maintenance shall conform with
the provisions of chs. ILHR 50-64 .,

History : Cr, Register, December, 1981, No, 312, eff. 1-1-82 .

ILHR 62.73 Design loads . (1) DEAD zOADS. All seating
facilities shall be designed and constructed to support the actual
dead weight of all component members ., 1 1

(2) LIVE LOADS . All seating facilities shall be designed and
constructed to support the superimposed minimum live loads spe-
cified in Table 6233.. In every case where the live load is greater
than the minimum, the actual load shall be used .. The most severe
distribution, concentration and combination of' design loads and
forces shall be taken into consideration ..

TABLE 62 .73

MINIMUM STRUCTURAL LOADING S

Component or Load Orientation Load*

Vertical loads :

Seating structure with load applied over the horizontal 100 PSF
projected area

Seats and footboards 120 PLF

Seating platforms 100 PSF

Nonseating areas, such as aisles and passageways

Sway loads in combina tion with ver tical loads :

Acting parallel to seating 24 PLF

Acti ng normal to seating, such as front to rear and rear 10 PLF
to front

Wind loads in combination with live, dead and sway Ioads:

Vertical projected area when occupied 15 PS F

Vertical projected area when unoccupied 30 PSF

Guardrail loads :

All rail members with load acting vertically and 50 PLF
horizontally

Floor and ground loadings:

Floors supporting seating facilities See Table 53-I

Ground supporting seating facilities See ch . II .FIR
53-Part II

*PSF = Pounds per square foot: PLF = Pounds per linear foot

(3) PARTIAL LOADING, (a) Except as provided inpar .. (b), stluc-
turaY members in which the stresses are greater under a partial
loading than under full loading shall be designed to meet the
conditions of' greatest stres s

(b) • Allowable stresses due to dead and live loads combined .
with either the wind or sway load or both, may be increased
331/3%provided thestcuctur•aI capacity of the component used is
not less than that required for dead and live loads alone .•

(4) ANCHORAGE LOADS Folding or telescoping seating facili-
ties that are attached to a floor or wall shall be anchored to with-
stand all impact loads in addition to the required live and dead
loads ..

(5) STRUCTURAL MEMBER OMISSION All seating facilities shall
be designed and manufactured so that if any structural member
essential to the strength and stability of the structure is omitted
during eiection ; the absence of'such unused member will be self-
evident .

(6) FOUNDATIONS, BASE PLATES AND MUDSILLS (a) Where pro-

vided, foundations for seating facilities shall comply with the
requirements of ch ILHR 53, Paazt I

I(b) Mudsills of approved material sized to prevent settlement
shall be provided when seating facilities rest . directly on th e

100 PSF
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History: Cr ..Register, December, 1981, No 312, eff 1-1-82 .

LIMITATIONS (a) Combustible construction., Seating facilities
constructed entirely of' combustible construction shall not exceed

the giound or floor..

(5) BARRIER-FREE itEQuIREMENTS,. Permanent, elevated seat

History: CrRegister;December,1981,Nor.312,eff'.1-1-82;r .andrecr,(5),Reg-

seating facility, and every balcony or tier considered separately,

the capacity of any such facility, balcony or tier exceeds 1,000 per-

ground. All beating surf aces between mudsills and base plates
shall be in full contact with each other ,

ILHR 62.74 Construction requirements . (1) AREA

10,000 square feet in ground area or 200 feet in length..
(b) Partially noncombustible construction.. Seating facilities

shall not exceed 20,000 square feet in ground area or 400 feet in
length when constructed of any of the following :

1 . Noncombustible framing and combustible seatboards or
footboards ;

2 .Entirely of fire retardant treated wood ; o r

3 Entirely of members conforming to dimensions for heavy
timber construction as specified in s. ILHR 51•03 (4).,

(c) Noncombustible construction. Seating facilities
constructed of totally noncombustible construction shall not be
limited in ground area or length .

(2) HEIGHr LIMITATION . (a) Combustible construction,. Seat-

ing facilities constructed entirely of combustible materials shall

not exceed 20 feet above the ground or floor.

(b) Noncombustible construction' Seating facilities
constructed of totally or partially noncombustible construction
shall not be limited in height .

(c) Within tents . The highest level of seat platforms of any por-
table seating facility within a tent shall not exceed 12 feet above

(d) Folding or telescoping. The highest level of seat platform s
of any folding or~telescoping seating facility not attached to a wall
shall not exceed 12 rows or 11 feet above the floor, whichever is
lower..

(3) CLEARANCE LuvuIATIONS . A minimum of 7 feet vertical
clearance shall be provided between any platform, seatboard or

footboard and any ceiling or projection beneath the ceiling .

(4) LOCATION AND SErBACx. Outdoor seating facilities shall be
located at least 10 feet from any other building or adjoining prop-
ertyline unless the exterior walls of such adjacent building are of
one-hour, fire-resistive construction or better and all openings =
therein are protected with fue-resistive doors and windows as
specified in ss . ILHR 51 ..047 and 51 .048.

ing facilities such as bleachers and grandstands shall'provide
accessible seating in accordance with the applicable requirements
in ch•, ILHR 69 .

ister, November, 1994, No., 467, 12-1-94.

ILHR 62.75 Means of egress . (1) TYPE OF ExzrS (a)
Except as provided in par. (b)„all required exits from any patt of
a seating facility shall be doorways ; stairways or rampsconform-
ing to the requirements specified in ss .. ILHR 55 ..08 through 55 .10 .

(b) Doorways, stairways and ramps are not required for assem-
bly seating facilities when aisles are not required .

(2)NUMB&R OF EHI'rS ., (a) Outdoor seating.. Ever,y, outdoor

shall be provided with at least 2 exits located as remote from each
other as practicable and leading directly to the outside at grade,• If,

sons, there shall be at least 3 exits and where the capacity exceeds
4,000 persons, there shall be at least 4 exits• .

(b) Indoor, sseating.. The number of exits for every indoor seat-
ing facility shall comply with the requirements as specified in s.
ILHR 55 07 •

(3) DISTANCE TO ExITS Exits shall be distributed uniformly to
prevent congestion and shall be so located that the line of trave l

Register, December, 1996, No . 492
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to an exit or, to a street, alley or open court is not greater than 150
feet .:

(4) AGGREGATE WIDTH OF EXITS (a) Outdoor seating . The
total clear width of exits from any outdoor seating facility shall be

not less than 22 inches for each 500 persons, or fraction thereof ..

(b) Indoor, seating . The total clear width of exits off of' any
indoor seating facility shall be not less than 22 inches per 100 per-
sons, or fraction theieof: The required exit width of the room and
building shall be determined under the specific occupancy chapter
and s .. ILHR 5115 .

(5) Ex1r LIGHTS AND SIGNS . Exit lights and signs shall comply
with the requirements as specified in s . ILHR 55• 11 .

(6) AISLES REQUIRED (a) Except as provided in par. (b), aisles
shall be required in all seating facilitie s

(b) Aisles may be omitted provided all of the following condi-
tions exist:

1.. Seats are without backrests ;
2 .. The rise between rows does not exceed 12 inches ;
3 The number of'rows does not exceed 20 for outdoor seating

facilities or 16 f'or indoor seating facilities ;
4:.` The row spacing does not exceed 28 inches ; an d
5.. The first seatboatd is not more than 20 inches above the

ground or floot :
(7) AISLE WIDTH Aisles having seatsonboth sides shall be not

less than 42 inches in width and aisles having seats on one side
only shall be not less than 36 inches wide.

(8) AISLE LOCATION . (a) Outdoor seating For seating not
within a building, the number of seats between any seat and an
aisle shall not be greater than 20 when the seats are without back-
rrests. and 11 when the seats have backrests ..

(b) Indoor seating . Except as provided in par. (c), the number
of'seats between any seat and an aisle for seating within a building,
shall not be greater• than 9 when the seats are without backrests and
6 when the seats have backrests ..

(c) Continental seatirzg The number of seats between any seat
and an aisle may be increased to 49 where :

1, A minimum unobstructed passage of 22 inches is provided
betweearows of unoccupied seats; and

2.. The unobstructed passage between rows leads to a side
aisle on each end of the rows where exit doors are located at no
more than 20 foot intervals leading to an exit corridor or exit cour

t(9) CROSS AISLES Where provided, aisles parallel to the seat
rows shall be not less than 48 inches in width.

(10) UNOBSTRUCTED MEANS OF EGRESS No aisle, stair, door or
other way of ingress or egress shallbe obstructed in any manner
while the seating facility is occupied by the public .

History: Cr. Register, December, 1981, No. 312, eff. 1-1-82; am . (4) (b), Regis-
ter, January, 1994, No 457, eff 2-1-94.

ILHR62.76 Seating . (1) SEATING ARRANGEMENTS A Inini-

mum 12-inch spacing shall be provided between the back of each
seat and the front of the seat immediately behind it . The seating
arrangement shall comply with the spacing requirements .speci-
fied in Table 62,76 .. Where the same level is used for both seatsand
f'ootcests ; the width ofthislevel shall be not less than 26 inches .

TABLE 62.76

ROW SPACING REQUIREMENTS

Type of Seating Minimum Back-to-Back Spacingl

Seats without backrests 2 2

Seats with backrests 30

Chair seating 32

lAll measurementsare taken between plumb line s

(2) FooIREST'S Where the same level is not used for both seat-
board and footboard, independent footrests shall be provided .

(3) SEATBOARDS AND F'OOTBOARDS (a) Seatboards and f'oot-
boards (footrests) shall have a minimum width of`9 inches .

(b) All seatboards and footboards shall be fastened in place in
such a manner that they cannot be accidentl,y displaced .

(4) SEAT OCCUPANT wiDTH. The seating capacity shall be estab-
lished by allowing one sitting or seat to each 18 inches of length .

(5) RISE BETWEEN ROws. The maximum rise between seat row s
shall not exceed 16 inches unless the horizontal row spacing is 40
inches or more

(6) S'rEPS. Where the rise between rows exceeds 12 inches,
intermediate steps shall be provided the full width of the aisles .
Such steps shall have a uniform rise of not more than 8 inches and
a tread of not less than 10 inches in width . In no case shall the angle
of seating exceed 45 degrees ,

(7) OPE1vINGS The design of the seatboards and f'ootboards
shall be such that a sphere with a diameter larger than 9 inches will
not pass from the seating areato the area beneath the seating where
seatboards are more than 5 rows above the ground or floor.

History: Cr . Register, December, 1981, No . 312, eff. 1-1-82.

ILHR 62.77 Guardrails . (1) FRONT RAII . Where the front
footrest or cross aisle is more than 2 feet above the ground or floor,
a guardrail with a midrail shall be provided at the front of such
footrest or cross aisle..

(a) At fiont footrest• When required, the rail at the fiont footrest
shall be not less than 30 inches in height..

(b) Atfront cross aisle When required, the rail at the front
cross aisle shall be not less than 36 inches in heigh t

(2) BACK AND SIDE RnILS (a) Except as provided in par.. (b),
a guardrail not less than 42 inches in height above the aisle surface
or footrest or above the center of the seatboard surface, whichever
is adjacent,shall be providedalong the back and sides of'seating
where the seats are more than 41/2 feet above the ground or floor .

(b) When a wall or fence is within 6 inches of' seating and
affords protection equivalent to thatrequired under par (a), guar-
drails may be omitted ..

(3) OPENINGS BELOW TOP RAIL„ All back, side and front cross
aisle guardrails shall have intermediate rails or an ornamental pat-

tern between the fbotboard or cross aisle and the top rail to prevent
the passage of a sphere with a diameter• larger than 6 inches ..

(4) CROSS AisLE.RaII . . A guardrail not less than 30 inches in
height with a midrail shall be provided along the front edge of
cross aisles where the backs of the seats in front of the cross aisle
are less than 24 inches above the cross aisle suiface.

(5) LOADING All guardrails shall be designed and constructed
to withstand a vertical and horizontal load of 50 pounds per linear
foot,. Loads need not be applied simultaneously:.

History: Cr. Register, December, 1981,14o, 312, eff . 1-1-82; am ., (3), Register,
Januaiy;1994, No 457, eff 2-1-94

ILHR 62 .78 Isolation of hazards. History: Cr: Register, December, 1981, No
312, eff 1-1-82; r. and recr ., Register, August,1985, No, 356, eff. 1-1-86 ; r. Regis-
ter, December, 1995, No. 480, eff . 4-1-96 .

ILHR 62.79 Sanita ry<facilities. (1) ToILEi RooMs All
spectator assembly facilities shall be provided with toilet rooms
and sanitary fixtures as specified in s :. ILHR 55 .32.. Toilet room

Register, December, 1996, No 492
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construction and equipment shall comply with the requirements
as specified in ss .. ILHR 5250 through 52..64 ,

(2) SANITARY FD{TURES . In determining the number of sanitary
fixtures required for spectator assembly facilities under this sub-

chapter, the capacity shall be considered equally divided between
men and women . The number of sanitary fixtures shall be deter-

mined using Table 5232-A but not less than the number deter-
mined from Table 5232-B, .

(3) AccESS1E1L1IY Where toilet rooms are provided for the
public and are located that the patrons must cross a ramp area in
order to reach the toilet rooms, a suitable approach or passageway
leading thereto shall be maintained.. Such passageways shall be
properly lighted and unobstructed access shall be provided .

History: Cr. Register, December, 1981, No. 312, eff'. 1-1-82 ; am . (1), Cr, (2) (3);
Registe:; August, 1993, No . 452, eff, 3-1-9 4

ILHR 62.80 Illumination and emergency lighting . Illu-
mination and emergency lighting of seating facilities shall comply
with the provisions as specified in chs . Comm 16 and ILHR 73 „

History : Cr. Register, December, 1981, No 312, eff. 1-1-82; correction made
under s . 13 93 (2m) (b) 7 ., Stats ., Register, December, 1995, No 480 ; corTection
made under s. 13.93 (2m) (b) 7., Stats., Register; December; 1996, No. 492 ,

ILHR 62.81 Fire prevention . (1) FLAMMABLE 1v1ATER1ALS, .
(a) Except as provided in par . (b), the space under a seating facility
shall be kept free from flammable materials and shall not be occu-
pied or used for other than exit purposes.•

(b) The space under a seating facility may be used for nonhaz-
aldous purposes provided the use is approved in writing by the
department and the area is enclosed with at least one-hour fue-re-
sistive rated construction.,

(2) COMBUSIIBLE AND FLAMMABLE LIQUIDS, Combustible an d

flammable liquids shall be isolated in accordance with ch .. ILHR
10

History: Cr. Register, December, 1981, No . 312, eff. 1-1--82; Cr., (2), Register,
March, 1991, No 423, eff. 4-1-91.

Subchapter VI - Greenhouses

ILHR 62 .90 Seope . (1) GENERAL.. The requirements ofthis
subchaptel shall apply to all permanent greenhouses, including
free standing, attached and lean-to greenhouses..

Notec See s ILHR 62 .10 (4) for definition of term "perman ent"
(2) Lllvirrnz7oNS The Iequirements of this subchapter do not

apply to temporary greenhouses, cold frames and shade covers ;
solar• domes ; skylights ; greenhouse type structures not used for
cultivating plant life; and production greenhouses used as farm
operations as specified in s.. 102,04 (3), Stats ..

History: Cr. Register, December, 1983, No. 336, eff. 1-1-84.,

ILHR 62.91 Classifications . Greenhouses shall be classi-
fied as production greenhouses or mercantile oI teaching green-
houses as follows:

(1) PRODUCTION GREENHOUSES Production greenhouses are
used for growing plant life on a production basis oI for research
and public access is restricted

(2) MERCANTILE OR IEACHING GREENHOUSES Mercantile or
teaching greenhouses are used foI growing plant life for direct sale
or foI research, and public access for the purpose of viewing oI
purchasing th e various products is permitted

Note : Examples of inercanti le or teaching greenhouses include but are not limited
to nursery greenhouses and greenhouses used by colleges or universities for teaching
purposes

Histor y: Cr, Register, December,1983, No 336, eff, 1-1-84 .

ILHR62 .92 Construction . (1) FRA1v1E„ Greenhouseframes
shall be constructed of concrete, corrosive-resistant metals,
heavy timber or #ire-retardant treated wood or other approved
materials ..

(2) L1GHT-IRANSM1I-1TNG PANEL Greenhouse Ioof coverings,
extetior walls or interior partitions of glass or approved light-
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transmitting plastic glazing materials having a minimum of CC 2
rating as specified in s .. ILHR 51 .065 (1) (b) 1„ may be used with-
out limitation ..

History: Cr. Register, December,,1983, No . 336, eff. 1-1-84.

ILHR 62.93 Occupancy separations and hazard
enClosures . Occupancies within the scope of this chapter shall
be separated from other occupancies or uses in accordance with
s ., ILHR 51 ..08 . Hazards shall be enclosed in accordance with s .
ILHR 51 .08 .

Note: Section ILHR 62,93 was revised in December,1995, effective Apri11,1996,
On April 6, 1996 the department of indusuy, labor and human relations published an
emergency rule stating that the effective date of the December, 1995 rule revision was
delayed . A permanent rule was adopted in December, 1996 stating that the revised
text of s ILHR 62.93, as published, would be effective April 1, 1997 .

History : Cr. Register, December,1983, No., 336, eff. 1-1-84; r, and recr., Regis-
ter, December, 1995, No 480, eff, 4-1-96 ; n and recr: December; 1996, No. 492,
eff. 4-1-97.

ILHR 62 .94 Height and allowable area . (1) HEIGHT
Greenhouses shall be of one story design only ,

(2) ALLOwABLE AREA. (a) L .. Except as provided in subd. 2..,
the area of inercantile or teaching greenhouses and production
greenhouses shall comply with the requirements of s, . ILHR 54.,01
for the class of constcuction utilized„

2.. The area of production gteenhouses may be unlimited if the
building is entirely surrounded and adjoined by public space,
street or yardsnot less than 60 feet in width ..

3 .. Air inflated films may be used over a greenhouse of non-
combustible construction without affecting the class of construc-
tion of the gieenhouse .

Note : Typical greenhouse construction satisfies either type 6-metal fxame unpro-
tected or type 8-wood frame unprotected construction . Type 6 construction green-
houses consist of inetal or other noncombustible material framing and glass covering .,
T'ype 8 construction greenhouses consist of wood or other combustible material fram-
ing or utilize light-transmitting plastic covering.

History: Cr. Register, December, 1983, No . 336, eff' 1=1-84.

ILHR 62.95 Exits . (1) NUMBER OF ExITS . (a) Except as pro-
vided in par.. (b), every greenhouse shall have at least 2 exits .,

(b) Greenhouses with 3,000 or less square feet gross floor area
may have one exit..

(2) Excr DISTR1B1rr1ON. (a) Exits shall be distributed or located •
so that no part of any greenhouse will be more than 150 feet distant
from an exit..

(b) Where an approvedautomatic fire sprinkler system is pro-
vided throughout the greenhouse, the exit distance may be
increased to 300 feet..

(3) TYPE OF Ex1IS . (a) In production greenhouses, at least one-
half of the exits required by this section shall be standardexit
doors to gradeThe other exits may be sliding doors .•

(b) In mercantile or teaching greenhouses, the required exits
shall be standard exits to grade as specified in s . ILHR 51 .15 ..

History: Cr . Register, December,1983, No. 336, eff',1-1-84 ; emerg .. am(2) (b) ,
eff 9-6-86 ; am. (2) (b), Register, November, 1986, No.. 371, eff. 12-1-86 .

ILHR 62 .96 Design loads. (1) DEAD LOADS In addition
to normal dead loads asdescribed in s . ILHR 53 .10, special con-
sideration shall be given to any permanent loads such as, but not
limited to,`hanging baskets, planters and similar, items, that are to
be supported by structural members for a continuous period of 30
days or more, and the loads shall be included as part of the dead
load.

(2) CONCENTRATED LOADS (a) All roof members, such as but
not limited to, pullins, rafters and truss top members, shall be
capable of safely supporting a minimum concentrated live load of
100 pounds applied downward and normal to the roof surface at
their midspan.. In addition, each bottom chold panel point of the
roof trusses shall be capable of safely supporting a minimum con-
centrated live load of 100 pounds ..

(b) Maximum allowable deflection for structural members of
greenhouses may not exceed 1/120 of span..

l
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(3) RooF 1.oADS . (a) Defdnitions .. The following definitions
apply only to the provisions of this section :

1, "Thermal resistance (R)" means a factor which measures
the resistance of a material to the transmission of heat.

Note : The smaller the R value, the greater the amount ofheat a material will trans-
mit

2. "Continuously heated single glazed greenhouse" means a
single glazed greenhouse which has a constantly maintained inte-
tior, temperature of at least 50°F., measured at 3 feet above the
floor sucface, a maintenance attendant is on duty at all times or the
gteenhouse is equipped with a temperature alarm system to pro-
vide warning in the event of a heating system failure and the roof
material has a total thermal resistance of less than 1 ..0 .

Note: Air inflated double film greenhouse roof materials and air inflated double
film over rigid light-transmitting material satisfy the intent of this definitio n

3 . "Continuously heated double glazed greenhouse" means
a double glazed greenhouse which meets the requirements speci-
fied in subd . 2 . except that the roof material may have a total thex-
mal resistance of greater than 1 .0, but less than 2 ..0 ..

Intermittently heated or unheated greenhouse" means any
greenhouse that does not meet the requirements specified in subd..
2. or, 3 ,

,(b), Roof loads. 1 . Except as specified in subd. 3, roof struc-
tucal members subject to snow accumulation shall be designed for
the.following roof load distributions:

THERMAL CONDITTON M INIMUM ROOF LOAD

Continuously heated single glazed greenhouse 15 Pounds Per Square Foot

Continuously heated double glazed greenhouse 20 PoundsPer Square Foot

Intermittently heated or unheated greenhouse See s . ILHR 53.11 (4) (a)

2 .. The minimum roof load shall be distributed over the entire
areaand shall be applied to the horizontal projection of the roof,

3. Free-standing, single glazed, Quonset-type greenhouse s
not over 4,500 square feet gross ground area shall be designed for
a minimum roof load of10 pounds per square foot ..

(c) Heat transfer• barriers .. Heat transferbatxietsinstalled in
the inteiioi of'thegreenhouse may be used in winter months if'they
are automatically or manually retractable with a 20 minute time
period, Permanent heattransferbaiYieis may not be used,

(d) WindToads Except as provided in subds .. 1 . and 2:, green-
houses shall bedesigned to withstand the wind loads specified in
s.. ILHR 53 ..12 ..

1 Greenhouses with a maximum height of 30 feet shall be
designedto resist a minimum of total wind load of 15 pounds per
squate foot

2 Quonset-type greenhouses not over 15 feet in height shall
be designed to resist a minimum total wind load of 10 pounds per
square foot ..

History : Cr. Register ; December, 1983, No . 336, eff' 1-1-84; am (3) (b) 2, Reg-
ister, January, 1994, No 457 ;eff, 2-1-94,.

ILHR 62.965 Isolation of hazards. History: Cr. Register, March, 1991, No .
423, eff. 4-1-91 ; r, Register, December, 1995, No 480, eff 4-1-96,

Subchapter VII - Pedestrian Access Structures

Connecting Buildings

ILHR 62.97 Scope. The requirements of this subchapter
shall apply to all stcuctures used as pedestrian access corridors or
walkways between buildings or sttuctures .

History : Cr . Register, August, 1985, No . 356, eff. 1-1--86.

ILHR 62 .98 General requirements : (1) CONSTRUCTION
All pedestrian access structures shall be of one of the following
classes of' construction as specified in s .. ILHR 51 ..03 :

(a), Structures of 4 stories ox less, where the open space below
elevated structures is counted as a story, shall be of Type 6
construction, or bettei ; and shall be of`totally noncombustible
construction."Totall•y noncombustible construction" in this usage

ILHR 62.98

includes but is not limited to compliance with the following subdi-
visions :

1, Any class A roof may be used if the pedesttianaccess stxuc-
ture is protected by an automatic sprinkler system as specified in
s, ILHR 51 .23 and the buildings or structures connected to the
pedestrian access structure are of Type 6 construction or better.

2.. Wall panels consisting of a foam plastic core covered with
metal, and complying with the provisions of s .. ILHR 51 :06 (4) (b)
2 . b• , may be used if the pedestrian access structure is protected by
an automatic sprinkler system as specified in s.. ILHR 51 .2:3 and
the buildings or structures connected to the pedestrian access
structure are of Type 6 construction or better:

3, Wall and ceiling finishes with a Class A rating and floor f'in-
ish material with a Class I rating, as specified in s . ILHR 51•07,
may be used if the pedestrian access structure is protected by an
automatic sprinkler system as specified in s. ILHR 51 .23 .:

(b) 1•, Except as provided in subd .. 2.,, structures of 5 stories,
where the space below elevated structures, is counted as a story,
shall be of Type 3 construction, or better ..

2. Supporting columns in the space beneath elevated struc-
tures maybe of noncombustible 0-holu• rated construction .

(c) 1 Except as provided in subd . 2 ., structures of b or more
stories, where the space below elevated structures is counted as a
story, shall be of Type 2 constcuction, ot better .

2 . Supporting columns in the space beneath elevated struc-
tures may, be of noncombustible 0-hour rated construction :

(2) F.LOOxs . (a) Except as provided in pai•. (b), floor- systems
separating pedestrian walkway levels shall be ofnoncombustible
one-hour rated construction or better..

(b) The floor, system between the lowest pedestrian level and
the space below an elevated structure may be of noncombustible
0-hourrated constiuction• .

(3) SEPARATIONS The pedestrian access structure shall be sep-
arated from any building to which it is connected as f'ollows :

(a) 1 .. Except as provided in subd. 1, the wall of the building
within the structure separating the structure from the building
shall be of at least 2-hour-rated construction:

2- The wall separating the structure from the building need
notbe of hourly-rated construction provided the sttuctuie is moie
than 20 feet long and all side walls of the structure be open to the
atmosphere with the area of'the opening being equal to or exceed-
ing 30% of the side wall area .

(b) 1 .. Except as provided in subd .. 2 .:, openings in the wall sepa-
rating the structure from the building shall be, protected with
1i/z-houi rated f'ixe door assemblies equipped with self-closing
devices activated by products of combustion detectors which
respond to products of combustion other• than heat .

2, : a .. The,opening may be protected with an open head water
deluge cur•tain activated by a products of combustion detector
which responds to products of combustion other than heat, in con-
,junction with solid doors equipped with self-closing devices acti-
vated by the wateY deluge curtain detector ,

b .. The protection of openings in the wall separating the struc-
ture from the building may be omitted provided the structure is
more than 20 feet long and all side walls of the structure be open
to the atmosphere with the area of the opening being equal to or
exceeding 30% of the side wall area

(4) SEPARATION EQUIVALENCIES Pedestrian access stTActuTes
complying with this subchapter may be utilized as division walls,

partywalls; class of constructionsepazations and occupancysepa-
rations.:

(5) ExTEIuoR PROrECTiON. (a) Where the sidewalls of a pedes-
trian access structure are within 10 feet horizontally of a wall
opening of the connected or an adjacent building, the wall opening
shall be protected by at least a 3/4-hour fire-resistive rated door
or window assembly, or the sidewalls of the structure shall be of
at least noncombustible one-hour rated construction for a dis-
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tance of at least 10 feet from the opening or the wall of the con-
nected building• .

(b) 1 .. Except as provided in subd.2 ., all wall openings of a con-
nected building directly below or below and within 10 feet hori-
zontally of the pedestrian access structure shall be protected by at
least 3/4-hour rated fire door or fire window assemblies or the
lower floor of the structure shall be of at least noncombustible
one-hour rated construction for a distance of at least 20 feet from
the wall of the connected building .

2 . The fire resistive rated construction and protection of open-
ings specified in subd :.1 ; may be omitted provided the pedestrian
access structure is protected by a complete automatic fire sprin-
kler system

(6) Loi LINES. Pedestrian access structures which are
constructed over lot lines and connecting buildings withdifferent
owners shall conform with subs. (3) and (4) ..

(7) FIRE DEPARTMENT ACCSSS (a) Except as provided in par.
(b), fire department access openings as specified in s .. ILHR 52..02
(2) shall be provided on each level of the pedestrian access stcuc-
ture „

(b) Fire department access openings may be omitted in struc-
tures protected by a complete automatic fire sprinkler system ..

History: Cr. Register, August, 1985, No, 356, eff „ 1-1-86 ; r. and recr. (5), Regis-
ter, Marcb, 1991, No 423, eff. 4-1-91 ; r, and recr. (1) (a), renurrr. (4) to (6) to be (5)
to (7) and am, : (5) (a), cr. (4), Register, January, 1994, No . 457, eff: 2-1-94

ILHR 62 .99 Exiting . (1) NUMBER OF EXITS (a) Except as
provided in sub ., (3), every pedestrian access structure, and every
level, other• than the open space below the structure, shall be pro-
vided with at least one exit.

(2) TYPE or, EXiTs (a) Except as provided in par . (b), the exit
specified in sub•,(1) from the pedestrian access structure shall be
an exit door to grade, a stairway to grade constructed as specified
in s .. ILHR 51 ..16, or a fire escape to grade constructed as specified
in s•. ILHR 51 .20

(b) 1 ., Open stairways or fire escapes may not be used as an exit
for any level more than 55 feet above grade .

2. Type "A" fire escapes may terminate .on a platform atleast
3 feet long, located not more than 10 feet above grad e

(3) EXCEPTIONS The exit specified in sub ; (1) from the pedes-
trian access structure may be omitted providing :

(a) The doors connecting the structure and the building are
equipped with exit hardware such that a person can pass from the
structure into the building; or

(b) The doors connecting the structure and the building are
equipped with hardware that requires a key to pass from the build-
ing onto the structure, andthat key will also open the door allow-
ing passage from the structure back into the buildin g

(4) Ex1T DISrpNCE; (a) Except as provided in par•, (b), exits
shall be distributed or located so that no part of the pedestrian
access structure will be more than 200 feet distance from an exit .

(b) Where approved automatic fire sprinklers are provided
throughout the pedestrian access structuie, an increase in exit dis-

tance to 300 feet will be permitted
.History:- Cr.' Register, August, 1985, No„ 356, eff 1-1-56
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in no case shall the design live load be less than 100 pounds per•
squar'e foot .

(b) The roof of` the pedestrian access structure shall be
designed and constructed in accordance with the provisions of s, .
ILHR 53 ..11 (4), :

(c) The pedestrian access structure shall be designed and
constructed to withstand the wind loads specified in s . ILHR
53 .12 ..

(d) Elevated pedestrian access structures shall be designed as
bridges, including'design factors for sway, sympathetic vibration
and deflection ..

History: Cr Register, August, 1985, No 356, eff. 1-1-86.

Subchapter VIII - Amusement Facility & Specialty
Event Centers

ILHR 62.992 Specialty event centers : (1) APPLICATION.
Specialty event centers are assembly halls or places of assembly
which include, but are not limited to stadiums, zoos, state or local
parks, amusement or theme parks or facilities, state fair• grounds,
county or local fairgrounds, and specialty event centers .:

(2) SANITARY FACILIIIES . A sufficient number of' permanent or

temporary sanitary facilities shall be provided as determined from
Table 55 .32, but in no case shall the ratio of the numbet of fixtures
to the number• of occupants or capacity be less than those specified
in Table 54~.12-A: The total capacity shall be considered equally
divided between men,and women unless a differentx'atio is estab-
lished and submitted to the department ..

History : Cr., Register, August, 1993, No 452, eff . 3-1-94 .

Subchapter IX - Mini-Storage Buildings

ILHR 62 .995 Mini-storage buildings . (1) SCOPE This
subchapter provides the minimum requirements for the design
and construction. of mini-storage buildings .

(2) HEIGHT, AREA AND CLASS OF CONSTRUCTION, . Mini-stOI'age
buildings shall be limited to one story and shall not exceed the
class of construction and the corresponding area limitations of
Table 59 .12-1 or 59 ..12-2 for one story storage garages ..

(3) COMPAR'IMENTALIZP:IION„ Mini-storage buildings shall be

divided into areas not greater than 3,000 square feet by 2-hour
fire-resistive walls extending from the noncombustible floor;to,

the underside of the roof deck ..

(4) CoNTENTS . Mini-storage buildings may be utilized for low
or moderate hazard material and motor vehicle stor•age, . Storage
of high hazard material is prohibited .. Uses other than for storage
are prohibited except that a rental or manager's office for the stor-
age facility may be provided, subject to the provisions of ch, ILHR
54 :

Note : . See s A52 .011 of Appendix A for further explanatory materia l

(5) NUMBER AND LOCATION OF EXII'S, (a) Each compartment

of a mini-storage building shall be provided with at least one stan-
dard exit or overhead dool to the outside :

(b) One exit is permitted from a mezzanine floor level, pro-
vided the mezzanine is :

1 .Open on at least. one side to the floor below;
2

ILHR 62.991 Special requirements . (1) PERMITTED USE
. • Not more than 12 feet above the flool below ; and

Pedestrian access structures may not beused for purposes other• 3
.: Served by a stairway as specified in s ILHR 51 ..16, except

than pedesttian walkways
., that the stairway width may be reduced to 3 feet 0 inches ..

(2) HEATING AND vENTILAIING (a) Pedestrian access struc- (c) Exits shall be provided and distributed as follows
:

tures need not be heated but shall be provided with ventilation as 1 .. No area of a mini-storage building may be more than 100

specified in s .. ILHR 64.05 for shopping mall corlidor areas.. , feet from an exit, unless the entire building is protected by an auto-

(b) If'the pedestrian access structure is to be heated, the struc- matic sprinkler• system
:

ture shall comply with the provisions of ch . ILHR 63 based upon 2. No area of a mini-storage building entirely protected by an

the inside design temperature utilized :; automatic fire sprinkler• system may be more than 200 feet from

(3) STRUCTwRAL . (a) The floor of the pedestrian access struc- an exi
t

History : Cr Register, Januazy, 1994, No 457, eff 2-1-94 ; r(6), Register,
tule shall be designed and constructed for the actual loading, but December, 1995, No . 480, eff. 4-1-96
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