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Subchapter I-
Administration and Enforcemen t

ILHR 66.01 . Purpose. The purpose of this chapter is to
establish uniform statewide construction standards and inspection
procedures fox multifamily dwellings in accordance with the
requirements of ss. 101 ..14 (4m) and 101,971 to 101 .976, Stats .

Note : Thischaptercannotaddiesseveryconceivabledesignoption Pointsofcode
application and clarification and formal code interpretations will be addressed and
issued from time to time and will be published in the monthly Wisconsin Building
CodesReportavailable fiomthe Safety and Buildings Division, P.O . Box 7969, Mad-
ison, Wisconsin 53707.

HistoiyE Cr Register, March;1995, No 471, eff.. 4-1-95.

ILHR 66.02 Scope. (1) The requirements of this chapter
apply to all of the following :

(a) Every multifamily dwelling as defined in s . ILHR 66• .03
whirhiernnctra,rtadaf'torAnri111OOG - ,. -r- -

(b) Every addition to an existing multifamily dwelling which
is constructed,after April 1, 1995 .,

(c) Any building or portion of a building which is converted
to a multifamily dwelling after April 1, 1995, except as pxovided
in s ILHR 66.025 .

(d) All remodeling or alteration which affects the structural
strength, fire hazard, exits, or required natural lighting, ozthe
replacement of major, equipment, for a multifamily dwelling
constructed .af'ter April 1, 1995 .: These requirements do not apply
to minor repairs necessary for. the maintenance of any building .

(2) Dormitories, rooming houses, and other places of abode
that are within 'the scope of ch . ILHR 57 are not included in the
scope of this chapter ;

(3) The scope of this chapter does not extend to driveways,
sidewalks, landscaping, and other similar features not having an
impact on a multifamily,dwelling.

Note: Building inspectors and fire inspectors have separate responsibilities in the
overall enforcement of this chapter. Normally, a building inspector has primary
responsibility during construction of a building, while a fire inspector has primary
responsibility after a building is completed,

History : Cr, Register, March, 1995, No, 471, eff 4-1-9 5

ILHR 66 .025 Historic building code. Buildings quali-
fied under ch. ILHR 70 as being historic and which are elected to
be subject to that code are not required to conform to any of`the
provisions of this chapter which are addressed by ch . ILHR 70 .•

History : Cr, Register, March, 1995, No, 471, eff 4-1-95

ILHR 66 .03 Definitions . In this chapter:
(1) "Apartment building" means any building containing 3 or

more attached dwelling units, whether designated as apartment
ilouse, tenement, rowhouse, townhouse, gaazden apattment, or any
other name .

(2) "Bedroom" means a room designed or intended to provide
a space for sleeping, or a room designated as "stud,y," or "den" that
contains or is adjacent to a closet .

(3) "Condominium" means a multifamily dwelling subject to
condominium declaration under ch•. 703, Stats

(4) "Dwelling unit'' has the meaning given in s .. 101 .61 (1),
Stats .:

Note: Section 10161 (1), Stats, reads in part: "Dwelling unit" means a structure
or that part of a structure which is used or intended to be used as a,home, residence
or sleeping place by one person or by 2 or more persons maintaining a common
household, to the exclusion of all others .

(4m) "Housing for the elderly" means a residential occu-
pancy building the construction of which is financed by govexn-
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mental agencies with occupancy limited to people meeting spe- (d) A municipality may regulate the construction and installa-
cific age or disability criteria as specified by the financing agenc,y.tion of windows and doors in multifamily dwellings if the regula-

(5) "Loft" means a dwelling unit's upper• room or floor that has
at least 50% of the common wall open to the floor below.

(6) "Multifamily dwelling" has the meaning given in s ..
101 .971 (2), Stat s

Note: Section 101 971 (2), Stats ., reads: "Multifamily dwelling" means an apart-
ment building, rowhouse, town house, condominium or manufactured building, as
defined in s„ 101 .31 (6), that does not exceed 60 feet in height or 6 stories and that
consists of 3 or more attached dwelling units the initial construction of which is begun
on or after January 1, 1993 "Multifamily dwelling" does not include a facility
licensed under ch . 50.

Note : Section 101 :71 (6), Stats,, reads: (a) "Manufactured building" means any
structure or component thereof which is intended for use as a dwelling and :

1, . Is of closed construction and fabricated or assembled on-site or off-site in
manufacturing facilities for installation, connection, or assembly and installation, at
the building site; or

2 . Is a building of open construction which is made or assembled in manufacturing
facilities away from the building site for installation, connection, or assembly and
installation, on the building site and for which certification is sought by the manufac-
turer ,

(b) "Manufactured building" does not mean any manufactured home or mobile
home under s. 101 .91 or any building or open construction which is not subject to par .
(a) 2 .

(7) "Municipality" means any city, village, town, or county in
this state ..

(8) "Nondwelling unit portions" has the meaning given in s ..
10114 (4m) (a) 4 ., Stats ..

Note : Section 101„14 (4m) (a) 4 ., Stats , reads : "Nondwelling unitportions" means
the common use areas of a multifamily dwelling, including corridors, stairways,
basements, cellars, vestibules, atriums, community rooms, laundry rooms or swim-
ming pool rooms .

Note : Under this definition, an attached garage that serves a single dwelling unit
is not part of the nondwelling unit portions, because that garage is not a common use
area .

(9) "Ramp" means a sloping floor or walk and the necessary
platforms or landings connecting them to forma continuous pas-
sage from one elevation to another ..

(10) "Rowhouse" and "Townhouse" mean a building not
more than 3 stories in height, arranged to accommodate 3 or more
attached, vertically separated, side-by-side or back-to-back
dwelling units, with each dwelling unit served by an individual
exterior, exit within 6 feet of the exit discharge grade ..

(11) "Stairway" means one or more flights of steps and the
necessary platforms or landings connecting them to form a contin-
uous passage from one elevation to another

(12) "°Two-hour• fire resistance" has the meaning given in s .
101 .14 (4m) (a) 5m.,, Stats ..

Note: Section 101 .14 (4m) (a) 5m ., Stats., reads : "Two-hour fire resistance"
means 2-hour fire separations for all walls that separate dwelling units, exit corridors
and exit stair enclosures and for all floors and ceilings, so that the specified walls,
floors and ceilings are capable of'resisting fire for a period not shoner, than 2 hours, .

(13) "Type X gypsum wallboard", means conforming to the
type X specifications in ASTM : C 36, as adopted by reference in
s .. ILHR 51 .25..

History: Cr, . Register, March,1995, No. 4 71, eff, 4-1-95 ; (4m) renum from ILHR
51.01 (710), am„ (10), Register,June, 1996, No, 486, eff, 7-1-96 ,

ILHR66.04 Llfl'11tatIOt1S . (1) MUNICIPAL ORDINANCES (a)
Except as provided in pars (b)to (d), no municipalitv may enact
an ordinance on any subject falling within the scope of this"chap-
ter, including establishing restrictions on the occupancy ofdwell-
ings; for any reason other than noncompliance with the provisions
of this chapter: This chapter• does not apply to occupanc,y requue-
ments occurring af'ter• the first occupancy for residentialputposes
following the final inspection..

(b) This chapter may not be construed to affect local require-

ments relating to land use, zoning, property line requirements, or
other similar requirements .. This chapter does not aff'ect the right

of' municipalities to establish safety regulations for the protection
of' the public from hazards at a construction site

(c) Any municipality may, by ordinance, require permits and
fees . for any construction, additions, alterations, or repairs not
within the scope of this chapter.

tion is related to preventing illegal entry.

(e) Under subch . VI of ch. 101, Stats ., only a municipality with
a preexisting stricter sprinkler ordinance as specified under par ..
(g) may enact an ordinance requiring the automatic fire sprinkler
s,ystem protection or 2-hour fire resistance specified in s,101 .14
(4m)(d) and (e), Stats . Under s . 101,14 (4m)(am), Stats.., no
municipality may enact an ordinance specifying thresholds for
sprinkler protection or, fire resistance that diffei• from s .. ILHR
6633 (1)(a) or s .. 101 .14 (4m)(d) and (e), Stats .Specifying the
thresholds in s . 101 .14 (4m)(d) and (e) does not enable a munici-
pality to depart from any other criteria or procedure in this chapter ..

Note: See Appendix A for a tabular listing of'the thresholds in s 101 .14
(4m)(d) and (e), Stats., and for a listing of the municipalities that the department
believes have a preexisting stricter sprinkler ordinance.

(f) A municipality may not require backfiow protection for
automatic fire sprinkler systems connected to plumbing systems
except where specified in ch ., ILHR 82 ..

(g) This chapter does not affect municipal requirements con-
tained in a "preexisting stricter sprinkler ordinance," as provided
in s .. 101 ..975 (3), Stats

Note: Section 101.,975 (3), Stats.., reads : In this subsection, "preexisting stricter
sprinkler ordinance" means an ordinance that fulfills all of the following require-
ments :

1,.'Ihe ordinance requires an automatic sprinkler system in multifamily dwellings
containing 20 or less attached dwelling units.

2. The ordinance was in effect on January 1, 1992, and remains in effect on May
1, 1992 .

3 The ordinance does not conform to this subchapter and s . 101, 02 (7m) or is con-
aary to an order of the department under ss ., 101,01 to 101,25 , .

4. The ordinance is more stringent than the corresponding provision of this sub-
chapter or s. 101 .02 or the contrary provision of an order of the department under ss :,
101, .01 to 101 25 .

If a political subdivision has a preexisting stricter sprinkler ordinance, that ordi-
nance remains in effect, except that the political subdivision may amend the ordi-
nance to conform to this subchapter and s ., 101 .02 (7m) and to be not contrary to an
order of the department under ss. 101 .01 to 101 .2

5(2)LEGAL RESPONSIBILITY The department or the municipal-

ity having jurisdiction may not assume legal responsibility for the
design or, construction of multifamily dwellings ..

(3) REIROac'rrvrrY, The requirements of this chapter are not
retroactive, .

(4) INNov.aTlvB DwBLI aNCS No part of this chapter, is intended
to prohibit or discourage the construction of innovative multifam-
ily dwellings, such as a building built below gtound, a geodesic
dome, a concrete building, a fiberglass building, or any other non-
conventional structure, provided written appxoval fiom the
department is obtained., Under this section, written approval from
the departmentincludes an acceptance through preliminar•y
design consultation, plan review, petition for var•iance, official
code interpretations, material approval, or other written forms of
approval.

(5) CHANGE OF USE. (a) If the use of an existing building is
changed to a multifamily dwelling and the requirements of this
chapter are more stringent than those for the previous use, the
building shall be made to comply with the requirements of this
chaptei except as provided in this subsection ..

(b) The requirements for the new use may be modified through
written approval of' the department:

(c) An existing building undergoing a change of use will not

be required to comply with the batxier-free environment provi-

sions of s .. ILHR 52.04 unless the building undergoes physical
remodeling in accordance with the percentages established in s .

ILHR 57 .79 .
Note: These exceptions do not allow exemption from the standards in the federal

Americans with Disabilities Act Accessibility Guidelines .

(d) If, upon inspection of an existing building, it is found that
the use has changed and the building does not comply with the
requirements of this chapter that were in effect at the time of the

r
I
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change, the building shall be made to comply with those require-
ments.

History: CrRegister, March, 1995, No . 471, eff'., 4-1-95; am . (1) (e), Register,
June, 1996, No., 486, eff. 7-1-96 .

ILHR 66.05 Jurisdiction. (1) MUNICIPAL JURISDICTION
Pursuant to ss:. 101 14 (4m) and 101 .975, Stats• ., municipalities
may exercisejutisdiction over the construction and inspection of'
new multifamily dwellings . Municipalities intending to exercise
juLisdiction shall adopt this chapter in its entirety .. No additional
standards within the scope of this chapter may be adopted by the
municipality unless specific approval has been granted by the
department pursuant to s . ILHR 6627 .

(2) DEPARTMENT JURISDICTION, Pursuant to s. 101„14 (4m),
Stats .., the department will administer and enforce this chapter in
any municipality that has not adopted or is not covered by an ordi-

nance in accordance with this .section.•

(3) UNIFORMIiY. Pursuant to s.. 101 .972, Stats.., this chapter
shall be applied uniformly throughout the state.. The responsibil-
ity for uniform interpretation and application ofthis chapter ulti-
mately rests with the department•, Pursuant to ss ., 101 .972 and
101 .974, Stats., the department may consult with the multifamily
dwelling code council established under s .. 15 .227 (20), Stats.., in
applying or modifying this chapter.

History : Cr :, Register, March, 1995, No ., 471, eff., 4-1-95.

ILHR 66.07 Plans, specifications, and calculations
prepared outside Wisconsin. (1) GENERAL Plans, specifi-
cations, and calculations for multifamily dwellings under s .. ILHR
66 ..06 (3) may be prepared by an architect or engineer registered
outside of the state of Wisconsin provided the conditions of this
section are satisfied:

(2) REGISTRATION: The state agency or entity that registers the
architect or engineer shall be an agency or entity recognized by the

department of regulation and licensing as having equivalent stan-
dards for registration..

(3) SsAL. The plans, specifications, and calculations shall
bear the signature and seal or stamp of a registered architect or reg-
istered engineer,

(4) CExTIFICAis : A certificate that is dated, signed, and sealed
by an architect or engineer registered in Wisconsin shall be
attached to the plans, specifications, and calculations . The certifi-
cate shall indicate that the plans, specifications, and calculations
were prepared in a state other• than Wisconsin by an architect or
professional engineer registered in that state ; describe the work
per•foimedb,y the Wisconsin registered architect or engineet ; state
that the plans and specifications have been reviewed and comply
with this chapter ; and state that the reviewing architect or engineer
will beresponsible for the supervision of the construction in
accordance with the requirements in s .. ILHR 66 .09 .

History: Cr Register ; March, 1995, No 471, eff 4-1-95

ILHR 66.06 Designing requirements. (1) DESIGN,.
Every new building or alteration to a building shall be designed
in compliance withthis chapter..

(2) BUILDINGS CONTAINING NOT MORE THAN 50,000 CUBIC FEET
TOTALvOLUME. The plans and specifications for everynew build-
ing or alteration to a building, containing not mote than 50,000
cubic feet total volume, or addition to a building in which the vol-
ume of the addition results in the entire building containing not
more . than 50,000 cubic feet total volume, may be prepared by a
registered architect, engineer, designer ; contractor, or an autho-
rized agent..

(3) BUILDINGS CONTAINING MORE THAN 50,000 CUBIC FEET TOTAL
voLUME. The plans and specifications f'or every new building or
alteration to .a building, containing more than 50,000 cubic feet
total volume, or addition to a building in which the volume of the
addition results inthe entire building containing more than 50,000
cubic feet total volume, shall be designed as follows :

(a) Building or structural design The plans and specifications
for the design of'the building shall be prepaied, signed, and sealed
by a Wisconsin registered architect or engineer..

(b) Heating, ventilating, and air conditioning design.. The
plans and specifications foi the heating, ven6lating ; and air condi-
tioning system shall be prepared, signed, and sealed by a Wiscon-
sin registered architect, engineer, or designer of heating, ventila-
tion, and au conditioning systems .

(c) Energy conservation design . The plans and specifications
f'oi energy conservation design shall be prepared, signed, and
sealed by a Wisconsinxegistered architect, engineex, or designer
of heating, ventilation, and air conditioning systems .

(d) Fire protection design. The plans and specifications for a
fire protection system shall beprepared, signed, and sealed by a
Wisconsin registered architect, engineer, or designer of' fire
protection system s

Note: See s. ILHR 51 01(139a) for definition of total volume.,
Note: The above terms "4egistered architect, engineer; or designer" mean a regis-

tered architect, registered professional engineer, or designer as defined by the laws
regulatingthe practice of' engineering and architecture, as found in ch443, Stars .
Designersareresteictedtozhespecificlimitationsoutlinedins,A-E5 .06., Sees A-E
2 02 for rules pertaining to signing, sealing, and dating of plans prepared by regis-
tered architects, registered engineers, or designeis . In par, (d), "designer" also means
a licensed automatic fire sprinkler contractor .,

Note : According to s. 87 30, Stats., every building, structure, fill, or development
that is piaced or maintained within any flood plain is required to satisfy local or state
regulations adopted pursuant to that section .

History : Cr.. Register, March, 1995, No 471, eff :, 4-1-95,

ILHR 66.09 Supervision. (1) GENERAL . All construc-
tions or installations under• s.. ILHR 66 .06 (3) shall be supervised
by a Wisconsin registered architect or engineer except that Wis-
consin permitted designers may supervise the installation of com-
ponents or systems within the field of theu permit The pexson
responsible for supervision shall also be responsible for the
construction and installation being in substantial compliance with
the approved plans and specifications• . If the supervising atchi-
tect, engineer, or designer observes a nonconformance to this
chapter during or at the end of construction, the supervising indi-
vidual, together with the designing afchitect, engineer, or
designer, shall effectcompliance or notify the department or its
authorized representative of the noncolnpliance

.(2) DuilES Supervision of construction is a professional ser-
vice, as distinguished from superintending of construction by a
contractor, and includesthe performance or the supervision
thereof of reasonable on-the-site observations to determine that
the construction is in substantial compliance with the approved
plans and specifications .

(3) NAME OF SUPERVISING ARCHIIECT, ENGINEER, OR DESIGNER .
Prior to•the start of construction, the owner of the building, whose

name must be a part of or accompany all plans submitted for
approval, or, an authorized agent, shall designate in writing to the

department or its authorized representative the name and Wiscon-
sin registration number of' the architect, engineer, or designer
retained to supervise construction of the building or st .ructure :

(4) COMPLIANCE STAIEMENi: Prior to initial occupancy of a
new building oi addition, and prior to final occupancy of an alter-

ation of an existing building, the supeivisipg architect, engineer,
or designer shall file a written statement with the department cerfi-
fying that, to the best of'his or her knowledge and belief, construc-

tion of the portion to be occupied has been performed in substan-
tial compliance with the approved plans and specifications, This

statement shall be on a form prescribed by the department In a
municipalityadministeiing this chaptet, a copy of this statement
shall be filed with the municipality..

Note: See Appendix A for an example of the compliance statement form
(SBD-9'720)

History: Cr . Register, March, 1995, No 471, eff., 4-1-95 .

ILHR 66 .10 Owner's responsibility . No building owner
may construct oraltei' any building or portion of a building, or per-
mit any building to be constructed or altered, except in com-
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pliance with this chapter.. Compliance with this section does not
relieve the building owner from compliance with the administra-
tive rules established in other codes .

Note : Section ILHR 66.06 (3) specifies which plans and specifications must be
prepared by a registered architect, engineer, or designer. Section ILHR 66.09 (1)
specifies which construction must be supervised by a registered architect, engineer,
or designer. Section ILHR 66.09 (3) specifies the building owner's responsibilities
in informing the department of'the construction supervisor, Section ILHR 66 .09 (4)
specifies the requirements for filing compliance statements prior to occupancy Sec-
tion ILHR 66 .12 requires submittal of a building permit application form, and that
form must be signed by the building ownerbr other applicant . Section ILHR 66.14
specifies the requirements for plan submittal and approval, . Section ILHR 66 .15
requires submittal of a plans approval application form, and that form must be signed
by the building owner.

History: Cr. Register, March, 1995, No. 471, eff 4-1-95 .

ILHR 66.11 Wisconsin uniform multifamily building
permit. A building owner or authorized agent shall obtain a Wis-
consin uniform multifamily building permit from the municipal-
ity administering and enforcing this code before any on-site
construction within the scope of this code is commenced, includ-
ing excavation for a building, except where a footing and founda-
tion approval has been issued undex s ., ILHR 66..17 or where a per-
mit to start construction has been issued under• s .. ILHR 66 ..18..

Note: This section and s. ILHR 66 12 can be disregarded where no municipality
administers and enforces this chapte r

Note: Section 66.036, Stats.,, prohibits issuance of building permits by municipali-
ties for structures requiring connection to a private domestic sewage treatment and
disposal system unless the system satisfies all applicable requirements or all neces-
sary permits for such system have been obtained,

History: Cr, Register, March, 1995, No . 471, eff. 4-1-95 .

ILHR 66 .12 Procedures#or obtaining a uniform mul-
tifamily building permit . (1) APPLICAI'ION FOR A WISCONSIN
UNIFORM MULTIFAMILY BUILDING PERMIT . Application f'ot' a Wis-
consin uniform multifamily building permit shall be on a form
obtained from the department or on a form obtained from the
municipality administering and enforcing this chaptei. Forms
provided by the municipality shall include all the infotmationpre-
sctibed by the depaaztment.. No application may be accepted that
does not contain all the inforrnation requested on the form ..

Note : See Appendix A for an example of the Wisconsin uniform multifamily
building permit (SBD-9886) and an example of the department's plans approval
application form (SBDB-118), which includes prescription of the data pertinent to
multifamily dwellings .

Note: Section 101 .973 (5) requires the department to collect and publish data
secured"from multifamily building permits, :

Noted Any municipality exercising jurisdiction may require reasonable supple-
mentary information not contained on the Wisconsin multifamily building permit
application

(2) FILING OF A WISCONSIN UNIFORM MULTIFAMILY BUILDING

PERMIT APPLICATION. A Wisconsin uniform ]riultifamil,y building
petinitapplication shall be filed with the municipality administer-

ingand enforcing this chapter or its authorized representative ,

(3) PERMIT FEES The municipality shall, by ordinance, deter-
mine fees to cover expenses f'or issuance of the Wisconsin uniforin
multifamily building permit.. Fees shall be submitted to the
municipality when a Wisconsin uniform multifamily building
petmitapplication is filed there :

(4) ISSUANCE OF PExmrl's : A Wisconsinunifotm multifamity

ar i, i1 be • v'1 f ilie d°v" 't~ tv~..~ and 1uas k . ... . s.aa .. yaita...,.,~ ar.u auua.:clpa.
requirements for filing and fees1are satisfied and the plans have
been conditionally approved .. The municipality may require a
building permit card to be posted in a conspicuous place at the
dwelling site . The permit shall expire 2 years after issuance if'the
dwelling exterior has not been completed, unless the permit has
been extended by the municipality or the department for a period
of up to 2 yeats.. A municipality issuing the permit shall either
send a copy of the application to the department or tally and trans-
fer the data to the department in either written or electronic-based
format..

(5) ACTION TO APPROVE OR DENY, Action to approve or deny
a uniform multifamily building permit application shall be com-
pleted within 15 business days of receipt of all f'oims, fees, plans,

and documents required to process the application.. Denied

applications shall include a written statement specifying the rea-
sons for denial..

History: Cr . Register, March, 1995, No., 471, eff 4-1-95 . . .

ILHR 66 .13 Suspension or revocation of Wisconsin
uniform multifamily building permit. Thedepar•tmentorthe
municipality administering and enforcing this chapter may sus-
pend or revoke any Wisconsin uniform multifamily building per-
mit if it appears that the permit or plan approval was obtained
through fraud or deceit, where the applicant has willfully ref used
to correct a violation order issued under s . ILHR 66 ..23, or where
the inspector is denied access to the premises. No construction
may take place on a multifamily dwelling after suspension or
revocation of a petmit.

History: Cr: Register, March, 1995, No, 471,eff 4-1-95 ,

ILHR 66.14 Plan submittal. (1) TYPES OF PLAN
APPROVaL, The following types of plans shall be submitted to the
department or its authorized representative for examination and
approval before construction for a multifamily dwelling is com-
menced:

(a) General building plans.,
(b) Structural plans .
(c) Heating and ventilating plans .

(d) Data and inf'otmation relative to the requirements of chs
.ILHR 63 and 64, f'or the replacement ofa major piece of heating

or au• conditioning equipment..
(e) Alteration plans for existing buildings except for those

alterations involving changes in interior finishes only ..
(f) '" Footing and foundation plans ..

(g) Fire escape plans .
Note : See s., ILHR 66 .24 (5) for plan submittal procedures in certified municipali-

ties..
Note : Section 101 .12 (3) (h), Stats., prohibits local issuance of'permits or licenses

for construction or use of public buildings until drawings and calculations have been
examined and approved by the department or its authorized representative .

(2) PLANS AND SPECIFICAITONS . (a) Gener'al.. 1 .. At least 4
complete, bound sets of plans, which are clear, legible, and perma-

nent copies, and one copy of specifications shall be submitted to
the department . The plans shall be bound in a manner that enables

them to be reviewed without removing the binding ..

2 .. All plans shall contain the address of the building, the name
of the building ownei, and the name of the person who prepared
the plans Plans prepared by a registered ar'chitect, engineer, or
designer shall be signed, sealed, and dated in accordance with s .
A-E 2 ..02.

(b) General building plans .. 1 . `Plot plan,' a The location of'
the building with respect to property lines, lot lines, adjoining
streets, alleys, and any other buildings on the same lot or property

shall be indicated on the plot plan. For recycling space designated
adjacent to a building, as specified in s„ ILHR 52 .24, the area and

dimensions shall be indicated on the plot plan~. A small-scale plot
plan shall be submitted on an 8 1/2" x 11"sheet fot' projects con-

taining multiple buildings .. For purposes of this requirement, a
plot plan does not have to be a certified survey map

b .: The site plan shall clearly indicate the location of' a barrier-
free accessible building and its accessible entrances ; the exteiior
accessible route to, from, and between all accessible parking
spaces ; the size and location of accessible parking spaces ; the gra-
dient or slope information for all walks and ramps on accessible
routes; any recreational and public facilities and areas on the site ;
public transportation stops adjacent to the property; sidewalks ;
public streets, if the site plan is not on the same sheet as the plot
plan ; and, if' povided, passenger loading zones .

2 . `Floor plans,' Floor plans shall beprovided for each floor, .
The size and location of all rooms, dooxs, windows, fire walls, toi-
let facilities, structural features, exit passageways, exit lights, fire
alarms, standpipes, staixs, and other pertinent information shall be

f
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indicated . Schematic exit plans shall be provided for, large build-
ings, indicating normal paths of egress .

3 . `Elevations .' The elevations shall contain information on
the exterior appearance of the building; indicate the location and
size of doors, windows, roof' shape, chimneys, exterior grade,
footings, and foundation walls ; and include information about the
exteiior materials ,

4 .`Sections and details .' Sections and details shall include
information to clarify the buildingdesign .,

5. `Interior barrier-free design information ..' The general
building floor plans, elevations, and sections shall clearly show
the following :

a, . All barrier-free accessible routes through accessible build-
ings, facilities,tenant spaces, and living unit s

b, The design and location of all interior and exterior ramps,
including the gradient or slope information :

c.. The areas of rescue assistance in multilevel buildings,
including dimensions of the area and the fire-resistive construc-
tion details .•

d. The location and type of inechanical vertical transportation
equipment, such as elevators and lifts, and the shaft design

e• The design of bathrooms, toiletrooms, and unisex toilet
rooms including door clearances; lavatory or vanity design;,
plumbing fixture mounting heights ; turn-around spaces ; clear
spaces required for plumbing fixtures ;and the size and atiange-
ment of toilet compartments ..

(c) Heating, ventilating, and air conditioning plans .. Heating,
ventilating, and air conditioning plans shall indicate the layout of
the system, including location of equipment and size of all piping,
ductwork, dampers, fire dampers, chimneys, vents, and controls .
The quantity of outside air introduced to each zone and the quan-
tity of supply air and exhaust air for each room shall be listed on
the plans .. The type of 'equipment and capacities shall be indicated
on the plans or equipment schedules.. Input and output capacities
shall be included for heating equipment.

(d) Specifications .. The specifications shall be properly identi-
fied with the drawings and describe the quality of Yhe materials
and the workmanship.

(e) Schedules . Schedules shall be provided which contain
information pertinent to doors ; room finishes, equipment; and the
use of all rooms and number of' occupants accommodated therein,
unless this infoxmation isindicated on the plans.

Note: Original drawings are not considered a substitute for permanent copies
Note: Duplicate information need not be submitted when heating, ventilating, air

conditioning, and,building plans are submitted simultaneously ,
Note : For, pit depth and overhead clearance requirements applicable to design of

elevator hoistways, see ch. Comm 18, Elevator Code .

(3) DnTa REQu1xED (a) General.. All plans submitted for
approval shall be accompanied by sufficient data and information
for the department or its authorized representative tojudgeif the
design of the building, the capacity of the equipment, and the per-
formance of the system will meet the requirements ofxhis chapter ,

(b) Structur•aldata .. 1 :Sample structural calculations, includ-
ing the assumed bearingvalue of soil, liveloads anditemiied dead
loads, unit stresses for structural mateiials, and typical calcula'
tions for slabs, beams, girders, columns, and trusses, shall be sub-
mitted .. Typical wind and bracing, calculations and diagrams,
including the manner in which shear, transfer is made between
resisting elements, shall also be included .. Complete structural
calculations shall be furnished upon request of the department or
other authorized approving official

2.. The building designer shall submit one copy of the follow-
ing minimum information for structural components, such as
wood trusses, precast concrete, laminated wood members, steel
joists, and steel girdets, when the component fabricatoi is speci-
fied as being responsible for the component design :

a~. Structural framing plan ..

b .. Bearing support and connection details of the component
to the structure..

c. Design loads, including location and magnitude of uniform
superimposed dead and live loads ; concentrated dead and live
loads ; nonuniform snow loads; wind and bracing loads for each
component system;and wind, bracing, and gravity forces required
to be developed at interfaces with other materials .,

d, Required fire rating

.e Outside configuration of' components .
f'. Permanent bracing system..
3 . The building designer shall also submit the following

information with the initial building plan submittal or the compo-
nent plan submittal:

a . A framing plan showing all members and labels, handling
and erecting or other special installation instructions, and any
required permanent bracing which was the basis for the compo-
nent design

b. Information regarding the member design of the following
structural components : web configuration, stress diagram or tabu-
lation of axial force in the members, member size, grade of lum-
ber; fabricated splices, and member bracing, for wood trusses ;
web configuration, stress diagram or tabulation of axial force in
the members, member size, steel yield, fabricated splices, and
number• bracing, for steel,joists and,joist guders subjected to non-
uniform loading; specified concrete strengths, prestressing data
including final effective forces and centroids, mild reinforcing
including release and confinement steel, shear reinforcing, and
stripping, transportation, and erection handling points, for precast
concrete members ; and species of wood, bending stress of wood,
adhesive, and member sizes, for laminated wood members.:

c.. Information pertaining to the design of connections within
ar between like components for•the following structural compo•-
nents : web and chord connection details and connector plate hold-
ing values, for wood trusses; web and chord connection details,
for steel joists and joist girders subjected to nonuniform loading ;
beating confinement steel, dapped end reinforcing, corbel rein-
forcing, beating pads, and loose and embedded connection steel
including welding and bolting requirements, for precast concrete
members; and member connection and bearing details, for lami-
nated wood member s

4.. For the purposes of this paragraph, the department does not
consider truss layout plans or truss erection plans as architectural
practice or engineering practice, and therefore, such plans are not
required to be signed and sealed or stamped in accordance with s .
ILHR 66. 06 or 66..07 .

5 .. Information regarding reinforcement, concrete strength,
and fire resistive ratings for precast concrete components may be
provided in either the specifications or calculations furnished with
the precast concrete plans .

(c) Energy conservation data Calculations and specifications
that contain the details and data required by s . ILHR 63 01 shall
be submitted fox the types of projects outlined in s . ILHR 63 .:001 ..
The submittal shall be on forms piovided by the department or
other forms approved by the department .

Note: See A50,.12 of'the appendix of' chs. ILHR 50 to 64 for sample copies of
fonns.

(d) - Heating, and ventilating data., A description of the
construction for the walls, floors, ceilings, and roof' ..and the trans-
mission coefficients of the construction materials shall be fur-
nished~. The calculations shall include heat losses for the individ-
ual rooms, including transmission, infiltration or ventilation
losses, whichever are greater ; a summary of the total building heat
loss expressed in Btu/hour or watts; heat gain calculations for air
conditioning systems ; ventilation calculations, including outside
air-xequirements for each space and ventilation system expressed
in cubic feet per minute or liters per second ; and percent of outside
au• at maximum and minimum flow rates when the building is
occupied .
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Note : If'the code, does not specify a required calculation method, the department
will accept as the basis fox calculations and design data the methods and standards
recommended by the Mechanical Contractors' Association of America; the Ameri-
can Society of Heating, Refrigerating and Air-Conditioning Engineers ; and the Insti-
tute of Boiler and Radiator Manufacturers

(e) Data for recycling space . Verifiable data or calculations
and specifications shall be submitted in accordance with s : ILHR
52.24 for determining adequate space for the separation, tempo-
raxy storage, and collection of rec•yclable materials.

(f) Additional data. When requested by the department or its
authorized representative, additional data pertaining to design,
construction, materials, and equipment shall be submitted for
approval.

Note : Section II.;HR 6614 was revised in December, 1995, effective April 1,
1996 On Apri16, 1996 the department of industry, labor and human relations pub-
lished an emergency rule stating that the effective date of the December, 1995 rule
revision was delayed. A permanent rule was adopted in December, 1996 stating that
the revised text of s . ILHR 66.14, as published, would be effective April 1, 1997

History : Cr. Register, March, 1995, No. 471, eff. 4-1-95 ; r, and recr. (3) (c) and
(d), Register, December, 1995, No . 480, eff, 4-1-96 ; r. and recr. (3) ( d), Register,
December;1996, No. 492, eff. 4-1-97.

ILHR 66 .15 Application for approval . A plans approval
application form prescribed by the department and the fee speci-
fied in ch . Comm 2 shall be included with the plans submitted to
the department . The department shall review and make a deter-
mination on an application for plan review within 15 business
days ofxeceipt of the application and all forms ; fees, plans, and
documents required to complete the review• .

Note : See Appendix A for an example of the plans approval application form
(SBDB-118) .

History : Cr. Register, March, 1995, No . 471, eff., 4-1-95.

ILHR 66 .16 Depa rtment approval of plans . (1) PLAN
AprROVAI,; If the department determines that the submitted plans
and application for approval substantially conform to this chapter
and other legal requirements, anapproval shall be issued., The
plans shall be stamped "conditionally appioved.:" At least one
copy shall be returned to the applicant and at least one copy shall
be retained by the department . The conditions of• approval shall
be indicated in a letter to the applicant and the building owner, All
conditions of the approval shall be met during consttuction.

(2) DISAPPROVAL OF PLANS If the department determines that
the plans or the application for approvaldo not substantially con-
form to this chapter, approval shall be denied . A written statement
specifying the reasons for denial shall be sent to the applicant and
to the building owner.. Plans which do not substantially conform
to thischapter shall be stamped "not approved .•" One copy shall
be returned to the applicanfand one copy shall be retained by the
department.

History : Cr . Register; March, 1995, No, 471, eff. 4-1-95 ,

ILHR 66 .165 Revisions to approved plans . (1) All
revisions and modifications which involve provisions of this
chapter and which are made to plans or specifications that have
previously been granted approval by the department or municipal-
ity shall be submitted to the . department oi municipali •ty for
review;Revisions or .modifications to approved plans may be

,. . . . Q i i2 by 1, t ti aa~. a., i.,, .,
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(2) All revisions and modifications to the plans shall be
approved in writing by the department or municipality prior to the
work involved in the revision or modification being carried ou

t(3) A revision or modification to a plan, drawing, or specifica-
tion shall be signed and sealed in accordance with s .: ILHR 66.06
(3) or 66 .07, if applicable, .

History: Cr : Register, March; 1995, No. 471, eff 4-1 95

ILHR 66 .17 Footing and foundation approval .
(1) The department orits authorized representative, as provided
in s. ILHR 66 .24, may conditionally approve footing and founda-
tion plans, to permit construction of footings and foundations
prior to the examination and approval of the complete plans, upon
submission of all of the following :

(a) The plans approval application form specified in s .ILHR
66 ..15 or 66.24 (5) (d) 3 ..b .., whichever is applicable .

Note : See .Appendix A for an example of the plans approval application form
(SBDB-118) ,

(b) The fee specified in ch.. Comm 2 or s .. ILHR 66..24 (7),
whichever is applicable ..

(c) At least 4 bound sets of footing and foundation plans which
include a plot plan and which are signed and sealed in accordance
with s. ILHR 66.06 (3) or 66.07, if applicable..

(d) At least 1 set of all of the following :
1, Schematic floor plans indicating the exits .
2 .: Building elevations.
3 . Itemized structural loads..
4 .. Structural footing and foundation calculation s

(2)The department or its authorized representative shall
review and make a determination on an application for footing and
foundation approval within 15 business days of receipt of the
application and all forms, fees, plans, and documents required to
complete the review.

History: Cr. Register, March, 1995, No . 471, eff4-1-95

ILHR 66 .18 Permission to sta rt construction .
(1) The department or its authorized representative, as provided
in s . ILHR 66 .24, may grant a permission to start construction for
the footings and foundations upon submission of the following:

(a) The plans approval application form specified in s• . ILHR
66•.15 or 66..24 (5) (d) 3.b :, whichever is applicable.

Note: See Appendix A for an example of the plans approval application form
(SBDB-118 )

(b) 1, At least 4 bound sets of building plans as specified in
s . ILHR 66 ..14 (2) or the number of copies required under s .: ILHR
66 .24 (5) (d), whichever is applicable, and one copy of specifica-
tions, or

2 .. At least 4 bound sets of footing and foundation plans and
the information specified in s . ILHR 66• .17 (1) (d).

(c) A written request by the building owner to start construc-
tion, on a form prescribed by the department .•

(d) The fee specified in ch. Comm 2 or s•. ILHR 66 .24 (7),
whichever is applicable :

Note: See Appendix A for an example of the permission to start construction form
(SBDB-198) .

(2) Building owners who submit a permission to start
construction form proceed at theu own risk without assurance that
a conditional approval for• the building will be gr•anted.

(3) The department or its authorized representative shall
review and make a determination on an application for permission
to start construction within 3 business days of receipt of' the
application and all forms ; fees, plans, and documents required to
complete the review

.History: Cr Register; March, 1995, No. 471, eff. 4-1-95

ILHR 66.19 Evidence of plan approval. The architect,
engineei; designer; builder, manufacturer, or building owner shall
keep at the building site one set of plans bearing the stamp of
conditional approval and a copy of the specifications The,plans
shall,be opento inspection by anauthoiized representative of'the
department or municipality

Historys Cr . Register, March, 1995, No., 471, eff 4-1-95 .-

ILHR66.195 Sprinkler documents. (1) Pr.ANS (a) 1 .
Except as provided in subd: 2 :, where automatic fue sptinkler sys-
tems are to be installed or altered, sprinkler plans and specifica-
tions shall be present at the installation site and made available,
upon request, to the department or municipality, and their autho-
rized representative s

2 .: a :. When'a project involves the alteration or addition of'20
or fewer sprinkler heads to an existing automatic fire sprinkler
system, spiinkler• plans and specifications shall not be required to
be present at the installation site or made available unless required
by local ordinance.•
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b . When sprinkler plans and specifications are not provided
foi a project involving the alteration or addition of 20 or fewer•
sprinkler heads to an existing automatic fire spcinkler system, the
automatic fire sprinkler contractor responsible for the work shall
provide a written description of the type and scope of the work :
The description shall be included with the material and test certifi-
cate, if requued . The description shall be made available, upon
request, to the department or municipality, and their authorized
representatives ..

(b) The sprinkler plans at the installation site shall be :
1 :. Signed and sealed in accordance with s .. A-E 2 .02 by an

architect, engineer, or sprinkler designer who is registered or per-
mitted by the department of regulation and licensing ; o r

2„ Signed, including license numbei, and dated by an auto-
matic fire sprinkler contractor who is responsible for the installa-
tiomof the sprinklers and who is licensed by the depattment ..

(c) Where automatic fire sprinkler plans are required by local
ordinance to be reviewed and approved by a local governmental
agency or their agent, the sprinkler plans at the installation site
shall bear evidence of that approval

.(d) The plansf'or• the automatic fire sptinkler' system to be at
the installation site shall include at least :

1 .. The name of the :
a Owner. of the building.

-b.: Occupant or occupants in the building .,
2 .. The location or address of the building..
1 A full height cross section through the building .

4, The location within the building of:
a., Partitions, walls, and fire walls ..
b.. Concealed spaces, closets, attics, and bathrooms„
c .. Sprinklers ..
d. Alarms .
e : Pumps; valves, drain pipes, and test connections,
f.. Pipe hangers and suppoits ..
5 .. The occupancy class of each area or room within the build-

ing as defined in s• . ILHR 51 .01 (87)
6 .. The sources of watei supply, including the static pressure,

tesidual: piessure, the flow, and the dates and time of detetmina-
tion for each „

7. The location and size of .
a . All aboveground and underground piping,
b. Hose outlets..
8.. The number of sprinklers on each riser per floor .
9.. The relative elevations of spxinklers, junction points, and

supply hoints":

(e) The specifications for the automatic fire sptinkler system
to be at the installation site shall include at least:

1 . The type of materials and devices that comprise the sprin-
kler s,ystem

2 : The settings of pressure reducing valves .
~ m.,. . ^ ^"a .. ."., ..aiaivuu c °u ~̀u i
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if any;

(2) SPRINKLER MAT'ERIAL AND TEST CERTIFICATES (a) Where
automatic fire spxinkler systems have been installed or altered,

completed spcinklex material and test cettificates shall be made
available, upomrequest; to the department, its agent, or local gov-
ernmental agencies exercising jutisdiction .,

(b) A sprinkler material and test certificate shall provide at
least the information as enumerated in s .. 8-1 of NFPA 13 or s .. 2-1
ofNFPA 13R, as adopted byrefer'ence ins .. ILHR 51 ..25, depend-
in u onthe t e ofs rinkl- s stem

provisions of this chaptei, for any false statements or misrepresen-
tation of facts on which the approval was based, .

History : Cr, Register, March, 1995, No, 471, eff .. 4-1-95, .

ILHR 66 .21 Expiration of plan approval and exten-
sion of plan approval. (1) ExPIRAIION OF PLAN APPROVAL, (a)
Building shell., Plan approval by the department or its authorized
representative for new buildings and building additions shall
expire 2,yeats after the approval date indicated on the approved
building plans if the building shell, is not closed in within those 2
years ..

(b) Occupancy Except as provided in sub.. (2), plan approval
by the department or its authorized representative for new build-
ings and building additions shall expire 3 years af'ter, the approval
date indicated on the approved building plans if the building is not
ready for occupancy within those 3 years ..

(c) Alter•ations•, Except as provided in sub . (2), plan approval
by the department or its authorized representative for interior
building alterations shall expire 1 year after the approval date indi-
cated on the approved building plans if the alteration work is not
completed within that year.

(d) HVAC construction only . Except as provided in sub ., (2),
plan approval by the department or its authorized representative
for heating, ventilating, or air• conditioning construction that does
not include any associated building construction shall expire 1
year, aafter the approval date indicated on the approved plans if the
building or building area affected by the plans is not ready f'oi•
occupancy within that year .

(2) EXIENSION OF PLAN APPROVALUpon request and payment
of the fee specified in ch.. Comm 2, the expiration dates in sub . (1)
(b),(c), and (d) shall be extended for one 1-yearperiod provided
the request is submitted prior to expiration of the original
approval.

Note : Accordingio s. 66.05 (1) (a), Stats ., the local governmental body or building
inspector may order the razing of buildings or portions thereof, where there has been
a cessation of normal construction for more than 2 years ~

History : Cr Register, March, 1995, No. 471, eff.,4-1-9 5

Il:HR - 66 .22 Design responsibility. . A conditional
approval of a plan by the department or municipality may not be
construed as an assumption of any design responsibility..

History : Cr ; Register, March, 1995, No, 471, eff . 4-1-95,.

ILHR 66.23 I1lspections. (1) CERTIFICATION OF INSPEC-
roRS All inspections for the purpose of administering and enforc-
ing this chapter, except for inspections per•foxmed by fire inspec-
tols, shall be performed by a cextified commercial building
inspector. Certifications shall be in accord with the requirements
in ch. Comm 5 for certified commercial building inspectoxs .

(2) REQUIRED INSPECTIONS Inspections may be conducted by
the department or the municipality administering and enforcing
this chapter to determine whether the construction or installation
confoims to the conditionally approved plans, the notice of condi-
tional approval, the Wisconsin uniform multifamil,y building per-
mit application, and this chapter.

NoteE See Appendix A for an example of theinspection progress report form
(SBD-224) and an example of'the inspection report and orders form(SBD-2)

(3) NOTICE OF COMPLIANCE OR NONCOMPLIANCE Upon an
inspectox's finding of' noncompliance, the department or the

municipality enforcing this code shall notify the applicant and the
building owner in writing of the violations to be corrected . All

cited violations shall be ordered corrected within 30 days after
written notification unless an extension of time is granted pur-
suant to s: ILHR 6628 .

History: Cr . Register, March,1995, No. 471, eff. 4-1-95 ; am. .(1), Register, Octo-
g p yp p y ber, 1996, No. 490, eff , 11-1-96

History: Cr Register, March; 1995, No 471, eff. 4-1-95
ILHR 66 .24 Cert ified municipalities. (1) GENERAL .

ILHR 66 .20 Revocation of approval . The depaxtment or This section establishes the manner under which municipalities
municipality may revoke any approval that they issue under the may examine building plans and inspect multifamily dwellings..
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(2) 'CONDITIONS OF PARTICIPAIION, (a) Before assuming the
responsibilities of examining building plans and providing
inspection services, a municipality shall comply with all of the
conditions in pars„ (b) through (h) .. While certified, the municipal-
ity shall comply with pars, (f), (h), (i), and (j)

(b) Notify the department in writing at least 30 days prior to
the date upon which the municipality or county intends to assume
the responsibilities .

(c) Adopt by ordinance or regulation the responsibilities of
plan examination and building inspection.

(d) Adopt by ordinance or regulation this chapter in its entire •ty .:
(e) Submit to the department a certified copy of' all ordinances

or regulations assuming the plan examination and building
inspection responsibilities and adopting this chapter .

(f) Employ one or more certified commercial building inspec-
tors to perform the plan examinations and building inspections .•

(g) Receive from the department certification to perform the
plan examinations and building inspections.•

(h) Forward to the department any information requested by
the department relative to the examination of plans and the inspec-
tions of buildings :.

(i) Forward to the department any multifamily dwelling data
collected from a city, village, or town that does not administer ; and
enforce this chapter, as specified in sub . (5) (d) 3h ,

(j) Notify the department in writing at least 30 days prior to the
date upon which the municipality intends to relinquish the respon-
sibilities of examining plans or inspecting buildings.,

(3) JuRIsDiCTION .. (a) Departmental, 1 .. Nothing in this sec-
tion prevents the department from conducting its own investiga-
tions or inspections, or from issuing orders relative to the adminis-
tration and enforcement of this chapter .

2 .. The department shall administer and enforce this chapter
in any municipality which has not assumed the responsibilities for•
plan examination and building inspection ..

(b) County . 1, Ordinances enacted by a county for establishing
county plan examination and building inspection functions shall
apply to all cities, villages, or towns within that county which have
not assumed those functions ,

2.. Ordinances enacted by a county for establishing county
plan examination andbuilding inspection functions may not pre-
vent or prohibit any city, village, or town within that county from
assuming those functions pursuant to sub, . (2) aYany tim

e(4) CERTIFICATION OF INSPECT'oRS, Inspectors employed by
municipalities to administer' and enforce this chapter under sub:
(2) shall be certified by the department in accordance with ch ..
Comm5 as certified commercial building inspectors .

(5) PLANExAMINATioN (a) Firstclass cities .. Drawings, spec-
ifications, and calculations for all multifamily dwellings except
state-owned buildings, to be'constructed within the limits of a fiust
class ci ,ty; shallbe submitted to that city if that city has assumed
the responsibilities of plan examination and building inspection .

(b) Other municipalities . Dtawings, specifications, and cal-
Cuia~~~-_ ~uvua ioi _ ^ a„ u iuu-,uucuu4~~~v~, y u-• ~'•-•_ „ uwcuuiga exi,ept Sta te w ~ L=-u•,~'wueuuiiu-

ings, to be constructed within the limits of a municipality other
than a first class city, shall be submitted to that municipality if that
municipality has assumed the responsibilities of'plan examination
and building inspection, and if the plans are foi- any of the follow-
ing:

1, A new building containing less than 5,000 square feet of
total floor aazea..

2,. An addition to a building where the area of the addition
results in. the entire building containing less than 5,000 square feet
of total floor area..

3 . An alteration of a space involving less than 10,000 square
feet of total floor area.

Note: The department will allow use of50,000 and 100 ;000 cubic feet of total vol-
ume in lieu of the thresholds of 5,000 and 10,000 square feet of total floor area,

respec ti vely, as established in s 101 .12 (3) (b), Stats ., provided calculati ons showing
that volume are included in the submittal to the municipality ,

(c) Project waiver. A certified municipality may waive its
jurisdiction for the .plan review of a specific project, in which case
plans and specifications shall be submitted to th e department for
review and approval ..

(d) Plan submittal procedures 1 . A building permit applica-
tion shall be included wi th the submitted plans..

2.. At least 2 sets of' complete building plans and one copy of
specifications shall be submitted to the municipality having juiis-
diction for examination. The municipality may by ordinance
require submittal of additional copies of plan s and specifications•.

3 .. Building pl ans submitted to a municipali ty for examination
shall include all of the following :

a . The infotmation specified in s•• ILHR 66 .14 ..
b . The department's plan s approval application form speci-

fied in s .. ILHR 66 .15, unless a municipally supplied form is sub-
mi tted that includes the building owner's, designer's, and super-
vising professional's statements and signatures which are
required on th e department's f'orm. Any municipally supplied
plan approval application form f'or a multifamily dwelling in a
city, village, or town that does not administer and enforce this
chapter shall also include the multifamily dwelling data pre-
scribed by the depattment .

Note : See Appendix A for an example of the department's plans approval app li ca-
tion form (SBDB-118), whichincludes prescription of the dataperti nentto multi fam-
ily dwellings .,

(e) Plan approval. 1, a . If th e municipalityhaving jucisdiction
determines that the plans submitted substantially conform to this
chapter and o ther legal requirements, an approval shall be issued
in accord wi th this paragraph ..

b .. The plans shall be stamped "CONDITIONALLY
APPROVED", signed, and dated by a certified commercial build-
ing inspector..

o,• At least one set of the conditionally approved plans and all
calculations and correspondence shall be retained in th eir original
form or as microfilm or electronic-based copies for at least 4,yeai s
by the municipa lity.. All other plan s sha ll be returned to the sub-
mitter or the submitter's representative.~

d . A notice ofconditional appxovalshall be provided in wxit-
ing to the submitter and the building owner stati ng all conditions
of approval ..

2 .. All conditions of the conditional approval shall be met
before or duYing construction, an d before occupancy of the build-
ing ..

(f) Denial of plan approval.. 1 .. If'the municipality determines
that the plans submitted do not substantially conform to this chap-
ter or other legal requirements, a denial of plan approval shall be
issued in accord with this paragraph .

2. The plans shall be stamped "NOT APPROVED", signed,
and dated by a certified commercial building inspector..

3 : At least one set of the not-approved plans shall be retained
by the municipality.• All other plans shall be returned to the sub-
mitter or the submitter's renresentative

.4•. A notice of the not-approved plans shall be provided in
writing to the submitter and the building owner stating the reasons
for the denial . .

(g) Liability. A conditional approval of a plan by amunicipal-
ity may not be construed as an assumption of any responsibili ,ty
on the part of the municipality, the certified commercial building
inspectox, or the department for the design or construction ofthe
building.,

(6) IrrsPECIIONS. (a) Inspections shall be conductedby a certi-
fied municipality in accord with this subsection to determine
whether the construction or installation conf'oims to the condi-
tionally approved plans, the notice of conditional approval, the
Wisconsin uniform multifamily building permit application, and
this chapter .
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(b) All inspections for the purpose of administration and
enf'orcement of'this chapter shall be performed by a certified com-
mercial building inspector..

(c) At least one inspection report shall be written for the
construction or installation shown on the approved plans .. All
reports shall include the name of the certified commercial build-
ing inspector..

(d) A copy of each inspection report shall be furnished to the
building owner and plan submitter .

(e) A copy of each inspection report, or an electronic-based
version of the data from the report, shall be permanently main-
tained in the files of the municipality .

(f) The inspection report shall indicate all items of noncom-
pliance noted during the inspection .:

(g) If noncomplying items are not corrected, orders to correct
shall be issued in accordance with local ardinances.

(7) FEES Municipalities and counties having jurisdiction for
plan examination and building inspection may set by ordinance
the fees f'oxplan examination and building inspection services .

Note: See Appendix A for a list of the municipalities providing plan examination
and building inspection under this section .

History: Cr. Register, March, 1995, No . 471, eff. 4-1-95 ; am (4), (5) (e) l ..b., (f)
2,(g),.(6) (c), Register, October, 1996, No; 490, eff;11-1-96 .

ILHR 66.25 Building material approvals . (1) ALTeR-
NATEMATERIALS No provision in this chapter is intended to pro-
hibit or prevent the use of any material, equipment, device, or
method. of construction not specifically mentioned in this code .~
Approval-of an alternate material, equipment, device, or method
of construction shall be obtained from the department .

(2) APPLICATION . Application for approval shall be made on
a form prescribed by the department.. The application shall
include the fee specified in ch., Comm 2 and evidence showing that
the material, equipment, device, or method of construction meets
the requirements of this chapter : '

(3) TESTS (a) The department may require testing of an ,y
material, component, system, equipment, device, ox• method to
determine the suitability for the intended use or to substantiate any
claims made regarding equivalency to the requirements of this
chapter. The department will accept results of tests conducted by
a recognized, independent testing agency.: The person requesting
the . approval shall bear the cost of an,y testing .

(b) The test method used to determine compliance with this
chapter shall conform to a nationally recognized standar d

(c) If no nationally recognized standard exists, past pexfor-
mance or. recognized engineering analysis may be used to deter-
mine suitability

. (4), TESTING LASoRArORIEs., A testing laboratory may submit
to the department a tequest to be recognized as an approved test-
ing laboratory that evaluates and certifies matexials, pxoducts, or
assemblies for conformance withthe specifications oc standards
of this chapter. The request shall include all of the following :

(a) A completed building material approval application

(b) Information, data, and other evidencedescxibing the opera-
tions, policies, and procedures of the testing laboratory .

(c) The fee specified in ch,Comm 2 .
(5) REQUIREDAPPROVALS An approval shall be obtained from

the depaitment fox the f'ollowing : ;

(a) Light-transmitting plastics.
(b) Direct vent sealed combustion chamber appliances.

(6) UNGRADED OR USED MATERIAIS Ungraded or used build-
ing materials may be used or reused as long as the materials pos-

sess the essential properties necessary to achieve the level of per-
foxmance required by this chapter f'or the intended use .. The

department or the municipality enforcing this chapter may require
tests in accordance with sub.. (3) .. Approval for use of ungraded

or used materials may be issued under this section or may be
issued for a specific pxoject under• s .. ILHR 66,14 .

(7) APPROVAL PROCESSING TIME The department shall review

and make a determination on an application under this section

within 30 business days of receipt of all forms, fees; plans,; and
documents required to complete the xeview ..

Note : A building material approval application form (SBD-8028) may be
obtained from the Safety and Buildings Division, P .O . Box 7969, Madison, Wiscon-
sin 53707

History: Cr Register, March, 1995, No 471, eff 4-1-95 .

ILHR 66.255 Manufactured multifamily , dwellings .
(1) GENERAL . Pursuant to s .. 101 .75 (2), Stats ., all manufactured
multifamily . dwellings approved by the department shall be
deemed to comply with the requirements of all building ordi-
nances and regulations of any local government except the secu-
xity regulations permitted under s .,101 ..975 (1), Stats .., and any reg-
ulations related to zoning and siting requirements, such as
building setback requirements, side and reax• yard requirements,
and property line requixements ..

Note: Department approvals for manufactured multifamily dwellings do not apply
to on-site consttucted elements, such as footings, foundations, attached porches or
steps, concrete floor slabs, and on-site constructed mechanical systems .

(2) AFPIXING WISCONSIN INSIGNIA ., A Wisconsin insignia shall

be installed on a manufactured multifamilydwelling approved by

the department and inspected at the manufacturing plant : Each

Wisconsin insigniashall be assigned and affixed to a specific

manufactured multifamily dwelling, in the manner approved by
the department, before the dwelling is shipped from the manufac-

tuxing .plant.. The serial number shall be located on the manufac-

turer's data plate .

(3) MANUFAC'rURER'S RESPONSIBILITIES : (a) Insignia records, .
The manufacturer shall keep permanent records regarding the

handling of all Wisconsin insignias indicating the number of Wis-

consin insignias which have been affixed to manufactuxed multi-

family dwellings, building components, or groups of oomponents ;

which Wisconsin insignias have been applied to which manufac-
tured multifamily dwelling or building component; and the dis-
position of any damaged oi'rejected Wisconsin insignias .. The

records shall be maintained by the manufactuxer or by the inde-

pendent inspection agency for at least 10 yeaxs;, A copy of the

records shall be sent to the department upon request .

(b) Lostor damaged insignia• L . If Wisconsin insignias

become lost or; damaged, the department shall be notified immedi-

ately in writing by the manufacturer or dealer.

2 .. If a Wisconsin insignia becomes damaged, the insignia
shall be returned to the department with the fee specified in ch .
Comm 2 to obtain a new insignia ;.

(4) INSIGNIA SUSPENSION AND REVOCAIION, (a) The depart-

ment may suspend or revoke its appxoval if it determines that the

standards for the construction or manufacture and installation of

a manufactured.multifamil,y dwelling do not meet this chapter, or

if such standards are not be1T1g enflJTced as Teqll/r'efl by this chatn

tex

(b) Upon suspension or revocation of the approval, no fuxther
insignias may be attached to any manufactured multifamily
dwelling or type of'manufactured multifamily dwelling : with
respect to which the approval was suspended or revoked .

(c) Upon suspension ox revocation of the approval, all insig-
nias allocated to the manufacturer shall be returned to the depart-
ment no later than 30 days from the effective date of the suspen-
sion or revocation .

(5), IN-PLANT INSPECT;TONS Manufacturers of multifamily
dwellings shall contract with the department or an independent

inspection agency to conducrin-plant inspections to assure that

the manufactured multifamily dwellings are in compliance wit h
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the plans approved by the department . All inspections shall be
performed by a certified commercial building inspector.

History: Cr. Register; March, 1995, No 471, eff 4-1-95; am. (5), Register, Octo-
ber, 1996, No. 490, eff 11-1-96

ILHR 66 .26 Individual variance from a specific rule .
(1) GENERAL . The department may grant an individual vatiance
to a specific rule only if the granting of the vaYiance does not result
in lowering the level of health; safety, and welfare established or
intended by the specific rule . The department may consider other
reasonable criteria in determining whether a vatiance should be
granted,,including the effect of granting the variance on statewide
and local uniformity:

Note: Section 101 .02 (6), Stars, and ch ILHR 3 outline the procedure for submit-
ting petitions to the department and the department procedures for hearing petitions

(2) APPLICATION FOR VARIANCE , The applicant shall submit th e
application for variance on a form prescribed by the department
to the municipality exercisingjurisdiction .. Where no municipal-
ity exercisesjurisdiction, the application shall be submitted to the
department,. The following items shall be submitted when
requesting a variance :

(a) A clear and concise written statement of the specific provi-
sions of this chapter from which a variance is requested, together
with a specific statement of the procedure and materials to be used
if the variance is granted .

(b) The fee specified in ch .. Comm 2..

(c) An,y,fee for processing#he application that is required by
a municipality which administers and enforces this chapter..

Note : See Appendix A for an example of tlie petition for variance application form
(SBD-9890)

(3) MUNICIPAL RECOMMENDATION ; The municipality adminis-
tering and enforcing this chapter shall submit all applications for
variance to the department within 10 business days after receipt.
The municipality's submittal shall include the fire department's
position statement in sub. (4), if applicable, and may include a
municipal recommendation of whether the vaYiance should be
granted . Any recommendation from a municipality shall be on a
form prescribed by the department and include all of the follow-
ing :

(a) What inspections, if any, have taken place concerning the
dwelling for which a variance is requested, .

(b) Whether any correction orders have been issued concern-
ing the dwelling.

(c) Whether the granting of the variance would substantially
affect the health, safety, or welfale ot any individual within the
municipality..

Note: See Appendix A for an example ofthe municipal recommendation form
(SBD-9890).

(4) FIRE DEPARTMENT POSITION STATEMENT. A fire department
having responsibility in a rule for<which a vaxiance is being

requested may only report its position on the vaxiance on a fo>:m
prescribed bythe department

Note : See Appendix A for an example of the fire department position statement
form(SBD-9890).;

(5) DEPARTNIENTALACTION Where a municipality administers
and enforces this chapter, the department shall approve or deny
applications for variance and mail a notice of the results to the
municipality and the applicant within 30 business days after
receipt of the application and recommendation :, Where the depart-
ment administers and enforces this chapter, the department shall
approve or deny applications for variance and mail a notice of the
result to the applicant within 30 business days fox• regular petitions
f'or vatiance, or within 10 business days for priority petitions for
vatiance as provided in ch . Comm 2

History: Cr . Register, March, 1995, No 471, eff 4-1-95 .

ILHR 66.27 Municipal'variance from this chapter.
(1) GENERAL .' Any municipality exercising or intending to exer-
cise ;juxisdiction under this chapter may apply to the department
for a variance. permitting the municipality to adopt an ordinance

10

not in conformance with this chapter. The department shall
review and make a determination on a municipal request under
this section within 60 business days of receipt of the request .•

(2) APPLICATION FOR VARIANCE The department may grant a
municipal valiance only where all of the following are demon-
strated:

(a) The municipality demonstrates that the vatiance is neces-
sary to protect the health, safety, and welfare of individuals within
the municipality because of specific climate or soil conditions
generally existing within the municipality, .

(b) The municipality demonstrates that the granting of the vaci-
ance, when viewed both individually and in conjunction with
other variances requested by the municipality, does not impair the
statewide unifoimity of this chapter.

(3) DEPARTMENTAL INQIIIItY. Prior to making a determination,

the department shall solicit within the municipality and consider
the statements of' any interested persons as to whether the vaciance

should be granted

(4) : UNIFORMrTY This section shall be, strictly construed in

accotdance with the goal of' promoting statewide unifolmity ..
History: Cr Register, March, 1995, No . 471, eff . 4-1-95,.

ILHR 66.28 Appeals of orders and determinations
and for extension of time . (1) APPEALS OF ORDERS AND

DETERMINATIONS BY A MUNICIPALIIY EXERCISING TURISDICTION . (a)
General. Appeal of an order or detelmination,of a municipality
exercising,juzisdiction under this chapter, including denial of an

application for' a permit, shall be made in accordance with the pro-
cedure in ch . 68, Stats ., except as provided in this subsection .•

(b) Appeal of a final determination by a municipality exercis-
ing jurisdiction . Appeal of a final determination by a municipality
may be made to the department in lieu of the judicial review speci-
fied in ch . 68, Stats .. Any appeal to the department shall be in writ-
ing stating the reason for the appeal . All appeals shall be filed with
the department within 10 business days of the date the final deter-
mination is rendered under ch.. 68, Stats . The department shall
render a written decision on all appeals within 60 business days
of receipt of all calculations and documents necessary to complete
the review.

(c) Informal appeal of any determination by a municipality
e.xercising, jurisdiction„ Informal appeal of any determination by
a municipality may be made to the department prior to exhausting
the procedures in ch 68, Stats., The department may require the
appeal to be in writing and may require the municipality's
response to the appeal, prior to issuing a determination. The
department's determination may be in writing but may not prevent
the appellant from exhausting the procedures in ch .. 68, Stats., and
par, (b)

(d) Appeal of a determination by a municipality electing to riot
be governed by ch.: 68; Stats.; Any appeal of an or der or deteirnina-

tion of a municipality exercising,jurisdiction under this chapter
and electing to not be governed by ch 68, Stats .., shall be in writing

to the department and shall state the reason for the appeaL The
department artmant shall renrler a written Ae cisinn on any annaal within.~ rr .,.. .
60 business days of receipt of all calculations and documents nec-
essary to complete the review

(2) APPEALS OF ORDERS AND DETERMINATIONS BY TIIEE DEPAR'I'-

MErr,. Appeal of an order or determination of the department
made pursuant to this chapter, including denial of an application
for approval, shall be in accordance with the procedure in s ..
101 .02 (6) (e) to (i), and (8), Stats . The department shall review
and make a determination on an appealof' an order or detetmina-
tion within 60 business days of receipt of all calculations and doc-
uments necessary to complete the review..

(3) EXTENSIONS OF TIME (a) When an order issued under s .
ILHR 66 .23 is appealed, the time specified in s .. ILHR 66 .23 (3)
for correction of the order is automatically extended to the ter-
mination of the appeal procedure .
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(b) The department or municipality administering and enforc-
ing this chapter may grant additional time to comply with a viola-
tion order.

History : Cr. Register, March, 1995, No, 47 1, eff . 4-1-95 .

ILHR 66 .29 Violations and penalties. (1) VIOLATIoNs
No person may construct or alter any dwelling in violation of any
provision of this chapter.

(2) INJUNCIION . When a violation occurs, the department may
bring legal action to enjoin the violation.

(3) ORDINANCES This chapter does not affect the enforcement

of any ordinance or regulation, the violation of which occurred
prior to the effective date of this chapter

(4) PENALTIES Penalties for violations shall be assessed in
accordance with s .. 101 .978, Stats ;

Note: Section 101 .978, Stats., reads, "Any person who violates this subchapter or
any xulespromulgated under this subchapter shall forfeit not less than $25 nor more
than $500 for each offense, Each day of continued violation constitutes a separate
offense. "

(5) MUNICIPAL ENFORCEMENI: Any municipality which
administers and enforces this chapter may, by ordinance, provide
remedies and penalties that do not conflict with subs ; (1) to (4) .

Histocy : Cr. Register, March;1995,No 471, eff 4-1-95

Subchapter II=
Occupancy Requirements

ILHR 66 .32 Construction . (1) GENERAI, Forthe pur-
pose of determining the maximum height and area of buildings
within the scope ofthis chaptei ; the building consttuction is classi-
fied in accordance with the construction standards specified in s .
ILHR 51, .03, . Floor systems for mezzanines, lofts, and open balco-
nies located within an individual dwelling unit may be nomated .

(2) DwELLING UNIT sEPARATION (a) 1 .. Except where 2-hour
fire resistance is provided in accord with s.: ILHR 6633 (1), each
dwelling unit shall be separated from other, units, common use
areas, and the exit access corxidoYs by construction protected with
fire-protective membranes consisting of at least the equivalent of
one layer of 5/8-inch type X gypsum wallboaazd with taped joints,
on each side of the wall and on the ceiling .. Where the building is
equipped with an automatic fire sprinkler system in accordance
with s . ILHR 66 .33 (1), and except as provided in s : ILHR 6633
(2) (a), the protection may be reduced to a single layer of 1/2-inch
type X gypsum wallboaxd with taped joints, on each side of the
wall, and on the ceiling .

Note : Section ILHR 66 .345 (3)(e) requires a 1-hour rated dwelling unit<separa-
tion that extends from the foundation to the underside of the ;oof deck, for row-
house or townhouse dwelling units which are exempt from the secondary egress
requirements in that section . The same separation is referenced under ch . Comm
16 for 2 adjacent rowhouse or townhouse dwellingunitsthatshare a single electii-
cal service ,

2. The fue.-protective membrane required in subd 1, shall be
fastened to the framing or suspended in the manner: required for
1-hour fue-resistive rated assemblies, except the fastening to the
ceiling may be made without the clips associatedwith that manner
if the spacing of the f'asteners does not exceed the spacing of the
fiaming elements „

3„ The fire-protective membrane required in subd:. 1, may be
omitted on the ceiling of'the topmost story if the dwelling unit sep-
aration wall extends to the roof deck

(b) 1 .: Mineral fiberbr glass fiber type insulation may be used
to fill the cavity spaces of the separation specified in par, . (a) „

2 . Soundboard products may be used in conjunction with the
systems specified in par, (a)

(3) BASEMENI AND GROUND FLOORS : (a) A ceiling located
below the first story of a multifamily dwelling shall be protected

with a fire-protective membrane consisting of at least the equiva-
lent of onela,yer of 5/8-inch type X gypsum wallboard:with taped
joints . Fastening of the membrane shall be in accord with sub, (2)
(a) 2..

(b) The provisions of par, (a) do not apply where the space
below the first story is a dwelling unit or portion thereof, where
the space below the first story is a nondwelling unit portion that
is protected by an approved automatic sprinkler system, and in
crawlspaces .

(c) All foundations shall meet the requirements for the soil
bearing values contained in s . ILHR 53 .21 and the structural
design standards listed in s .. II.HR 53,.61 ., All pressure-treated
wood and plywood shall be treated and identified in accordance
with adopted standards of the American Wood Preservers Buxeau ..

(4) ArrACI-lED GARAGES . (a) An attached garage that is larger
than 600 square feet in area shall either be separated from the rest
of the multifamily dwelling by 3-hour fhe-resistive rated
construction, orbe protected by an automatic fire sprinkler system
and be separated by 2-hour fire-resistive rated construction .. As
used throughout this chapter, an attached garage includes, but is
not limited to, a basement garage.,

(b) 1 . a.. An attached garage which is 600 square feet or less
in area, or which is divided into areas of 600 square feet or less by
walls having at least one-hour fire-resistive rating, shall be sepa-
rated from the rest ofthe multifamilydwelling by the construction
specified in sub .. (2), . Any opening in a wall separating the garage
from the rest of the multifamily dwelling shall be protected by
means of a self-closing door assembly providing a minimum fire-
resistive rating of3/4 hours, except as provided in subpar.• b.•

b, For an attached garage that serves a single dwelling unit,
the door shall have a minimum fire rating of 20 minutes .. A
1 3/4-inch solid core wood or insulated metal door may be
installed with a pair of 1 1/2-inch steel hingesin a 1 7/32-inch
minimum thick solid wood frame with a 1/2-inch thick door stop .
The self~-closing device may be omitted .

2, Facilities for repairing or fueling vehicles are prohibited
within an attached garage.,

(c) Small, gasoline-fired equipment and associated, incidental
containers of gasoline that are used in maintaining the dwelling
premises may be stored in an attached garage, without providing
additional fire-resistive separation ..

Note: Automatic operators of residential vehicular gaazagedoors are required by
the federal consumer product safety commission to include an external entrapment
protection device that conforms to vaiious specifications„ Operators that comply
with this requirementigenerallyare labeled with the Underwriters Laboratory logo or
listing mark and a date of manufacture subsequent to January 1, 1993 .

(5) PENEIRATIONS (a) General. Piping, ductwork, and tele-
phone or electrical components that penetrate into or through fire-
protective membranes shall be permitted in accordance with this
subsection .

(b) Service openings : Openings around piping, ductwork,
telephone or electrical compartments, or other service installa-
tions penetrating required fire-resistive rated floor; wall, and roof
assemblies shall be filled solidly with noncombustible materials
or material of ftte-resistive rating equal to the required rating of
the assembly penetrated:.

(c) Fire dampers .. Duct openings in required fire-resistive
rated f1ooY~ and wall assemblies shall be protected as specified
under s .'T . TnZ 64.42 .

(d) Plastic plumbing and electrical system components ..
Penetration of required fhe tesistive rated floor, wall, ceiling, and
roof assemblies by plastic piping and electrical system compo-
nents shall be in accordance with one of the following :

1 Install a fire-resistive device or system that is tested and
listed by an approved testing laboratory for use in such penetra-
tion s

Note: See Appendix A for a tabular listing of'the thresholds in s . 101 .14
(4m)(d) and (e), Stats:, and for a listing of the municipalities that the department
believes have a preexisting stricter sprinkler ordinance.,

2 . For plastic piping, conduits, or raceways, substitute a steel
or cast ironpipear conduit in the penetration of the fire-rated
assemblyto a .distance of at least 10 inches beyond both faces of
the assembly.,
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1 Provide a 10-gauge steel sleeve one inch larger in diameter
than the plastic piping or•electrical wiring and extending 10 inches
beyond both faces of the assembly, with the annulal° space
between the plastic component and protective sleeve packed with
a noncombustible filler ..

4.. Wrap the plastic component for a distance of at least 3 feet
from both faces of the fire-rated assembly with at least one inch
of noncombustible insulating material.. The noncombustible
insulation material shall be mechanically attached to the plastic
component::

History : Cr: Register, March, 1995, No 471, eff . 4-1-95 ; am . (3)(c),(4) (a), r (3)
(d), Register, June, 1996, No. 486,e f. 7-1-96 .

ILHR 66.33 Allowable area and height. (1) FLOOR
AREAS . (a) An automatic fire sprinkler• system or 2-hour fire resis-
tance shall be provided in every multifamily dwelling that con-
tains floor areas or dwelling units exceeding any of'the thresholds

established in Table 66 33-A. The floor areas specified in the
thresholds do not include any of the following:

1 .. Areas that are outside a building, as in the following :
a ., Porches that are open to the outside atmosphere „
b .. Exterior stairs .
c. Extexior• platforms,
d .. Exterior landings ..
e, Exterior decks.
Z . An attached garage that meets all of the following criteria :
a~ . Has a floor area of 600 square feet or less .
b.. Serves a single dwelling unit .
c . Is accessed directly from the dwelling unit ..
d• Is separated from the remaindel of the building by at least

1 hour rated fu'e-I'esistive construction :.
Note : Housing units that receive federal funding may be required by federal

regulations to have sprinkler protection regardless of building size .

TABLE 66.33-A

THRESHOLDS ABOVE WHICH SPRINKLERS OR 2-HOUR SEPARATION ARE REQUIRE D

Total Floor Total Floor Area of Nondwell ing Unit Portion s

Class of Construction Area Within Number (Common use areas, such as corridors ,
Individual of Units stairways, basements, cellars, vestibules ,

Dwelling Units communi ty rooms, laundry rooms, pools, etc.)

Type l-FiI'e: Resistive Type A 16,000 sq ft

Type 2-Fire Resistive Type B 12,000 sq ft

Type 3-Metal Frame Protected 8,000 sq ft

Type 4-Heavy Timber

Type 5A-Masonry PI'otected 16,000 sq ft 20 unit s

Type 5B-Masonry Unprotected 5,600 sq ft

Type 6-Metal Frame Unprotected

Type 7-Wood Frame Protected

Type 8-Wood Frame Unprotected 4,800 sq ft
(b) An unpierced 4-houi-rated building division wall

constructed as specified in s.. ILHR 51 .02 (13) may be used to sep-
arate a building into smaller buildings which individually do not
exceed the thresholds in Table 6633-A and which therefore are
not required to have an automatic sprinkler system ox 2-houi fii'e
aesistance .•

Note : The separation specified in this paragraph does not enable circumvention of
requirements relating to barrier-free accessibility or fair housing .

(c) Two-hour' fire resistance for sloping roof's may be provided
with one of the:following :

i .. A 2-hour rated ceiling.,
2 a, ; Extension of all 2 hour vertical separations to the under-

side of the Ioofdeck, except as provided in'subd .. 2 ., b.
Note: Section ILHR61 :042 (8) requires a 2-hour fire-resistive rating for struc-

tural elements that support 2-hour fire-resistive construction .

b
. all of a dweilirig unit extend$ abi~-v'e ure

roof' of an adjoining unit, the portion of the wall extending above
that I'oof is not required to have a 2-hour rating if the underlying
roof-ceiling. assembly has a rating of at least 1-hour or the ceiling
membrane provides a finish rating of at least 60 minutes .,

Note: A floor-ceiling assembly separating one level of a dwelling unit from
another level of the same unit is not required to have a 2-hour fire-resistive rating,
except as specified in ILHR Table 51:03-A : However, under s, . ILHR 66 .32 (1), the
ratings in that Table do not apply to floor systems for mezzanines, lofts, and open bal-
conies within a dwelling unit ,

(d) Automatic fire sprinkler systems in buildings of 4 stories
or less shall comply with NFPA 13R or 13, as adopted by reference
in s:. ILHR 51•25, except the sprinklers within the dwelling units
shall be residential type and installed in accord with the recom-
mendations and requirements of the manufactul'eI• .. However, any
dwelling unit areas foI• which sprinkler, manufacturers do not have

residential-type installation recommendations shall be protected
in accordwith NFPA 13 ..

(e) Automatic fire sprinkler systems in buildings of 5 to 6 sto=
Iies shall comply with NFPA13 as adopted by reference in s .
ILHR 51 .25, except the sprinklers within the dwelling units shall
be residential type and installed in accord with the recommenda'
tions and requirements of•the manufacturer. However, any dwell-
ing unit areas for which spiinkler manufacturers do not have Iesi-
dential-type installation recommendations shall be protected in
accord with NFPA 13.:

(f) In the automatic fire sprinkler systems specified in paI's .. (d)
and (e), sprinklers may be omitted in the following locations :

1 Unheated exterior storage rooms that do not exceed 12
square feet in aI'e a

2 .. Unheated extellol' mechanical equipmentI'ooms thatdo not

exceed 16 square feet in alea..
3 Storage areas not exceeding 1500 square feet in area that

are in nondwelling unit portions and separated from the remainder
of the building by at least 2--houl' fire-resistive construction, pro-
vided the areas are equipped with an approved smoke detection
s•ysteln which complies with all of the following :

a,. The smoke detection system is directly and permanently
wired to a proper• unswitched circuit ;

b The smoke detection system is interconnected with the
building manualfue alarm system.. If the building does not have
a manual fire alarm system, the smoke detection system shall be
capable ofsounding an audible alarm that can be heard in all occu-
pied areas of the building „
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(g) Except as specified in par . (f) 1 , a building that will contain
a sprinklered portion and a 2-hour fue-resistive unsprinklered
portion shall have those portions separated by a 4-hour unpierced
fire wall .

(2) ALLOwABLE AREA AND HEIGHT: (a) Buildings exceeding
thethr•esholds in sub .. (1).> Buildings protected by an automatic fire

spzinkler system or 2-hour fire resistance in accordance with sub, .
(1) are not limited in area or height, up to the 60-foot maximum
in s.. ILHR 66 .03 (6), except that buildings of Type 7 or 8 consttuc-
tion may have no more than 4 occupied floorlevels of wood frame
construction; any additional floor levels shall be of Type 5 or bet-

ter consttuction, and the total number of stories may not exceed
4.. For Type 8 buildings, the structural parts and the enclosing

walls and ceilings, as listed in Table 51 ..03-A, and the dwelling
unit separations listed in s . 66 ..32 (2), shall be protected with at

least the 5/8-inch type X wallboard specified in s . ILHR 66 ..32 (2) .

(b) Buildings ator below the thresholds' in sub .. (1).: 1 . Build-
ings without the spiinklet protection or2-houx fire resistance
required by sub : (1) shall comply with Table 66 .33-B, except that
Type 8 buildings may be built to the Type 7 limit in that table if
the structural parts and the enclosing walls and ceilings, as listed
in Table 51 .03-A, are protected with at least the 5/8-inch type X
wallboard specified in s .ILHR 66 .32 (2) .

2 A. Except as provided in subd.: 2 . b.. and c ., a building with-
out tfieaprinkler protection or 2-hourfire resistance required by
sub . (1) shall be separated from any other building or property line
by eithex a 10-foot setback or a 4-hour-rated wal1 ..

b.. The property lines specified in subd 2. a, do not include
property lines along streets

c .. The separation in subd . 2. a .. does not apply where the com-.
bined areas or dwelling units of buildings closer than 10 feet are
at or below the thresholds in sub . (1) .

TABLE 66 .33-B

HEIGHT L IMITATIONS FOR BUILDINGS WITHOUT
AUTOMATIC.FIRE SPRINKLER SYSTEM

PROTECTION OR TWO-HOUR FIRE RESISTANC E

Class of Construction Number: of Stories

Type 1-Fire Resistive Type A

Type 2-Fire Resistive Type B 6

Type 3-Metal Frame Protected 4

Type 4-Heavy Timber

Type 5a-Masomy Protected 4

Type 5B-Masomy Unprotected

Type 6-Metal Frame Unprotected

Type 7-Wood F'rame Protected 3

1 Type 8-Wood Frame Unprotected 2

(c) Mixed-use buildings .. 1 .In a building containing a multi-
family dwellingand one or more occupancies that are regulated
by chs .. ILHR 54 to 62, the chs ., ILHR, 54 to 62 occupancy shall
comply with subds 2 . and 3 and be separated fiom the multifam-
ily dwelling in accord with s ILHR 51 .08 except as follows :

a In applying Table 51 08,the multifamily dwelling shall be
treated as a ch . ILHR 57 occupancy

br. Any of the fire-resistive ratings in Table 51 .08 that are less
than.4 hours shall be increased by 1 hour.. .

1 2, The chs° . ILHR 54 to 62 occupancy may not be on a floor
or story that exceedsthe height limitation specified in s . ILHR
5102 .(21 )

3, The chs.: ILHR 54 to 62 occupancy shall comply with the
applicable requirements in chs,:ILHR 50 to 64, including class of

construction separation, maximum floor area, and minimum auto-
matic fire spiinkler system protection..

4.. An unpierced, 4-hour-rated building division wall
constructed as specified in s ., ILHR 51 .02 (13) may be used to sep-
arate the multifamily use„ Buildings in which the multifamily use
is separated fiom chs .; ILHR 54 to 62 occupancies in this manner
may be designed to meet only the ch .. ILHR66 requirements on
the multifamily side. and to meet only the chs . ILHR 50 to 64
requirements on the other side.

(3) Arr1C Co1v1PARTVIENTAl:1zAT1oN Attics shall be compart-
mentalized in accordance with s . ILHR 51 .02 (19), except that the

uncompartmentalized area may not exceed 15,000 square feet in
attics containing sprinkler protection complying with NFPA 13 or
in buildings having the 2-hour fire resistance required by sub•, (1) ,

Histoiy: Cr Register, March, 1995, No. 471, eff, 4-1-95 ; r. (1) (a), (c), Table
66.33-B, renum„ (1) (b) to be (1) (a), (1) (d) and (e) to be (1) (b) and (c), (1) (f) and
(g) to be (1) (d) and (e), (1)(h) and (i) to be (1) (f) and (g) and am . (1) (a), (b), (c) 2 .,
(d), (e),(f) (intro. ), (g) and (2) (b) l ., cr: (1) (c) 2 : b„renum. Table 66 .33-C to be Table
66.33-B and r, and recr, 'Table 66 .33-B, Register, June, 1996, No . 486, eff. 7-1-96 ;
reprinted to correct ecror in (1) (e), Register; Decembei; 1996, No. 492, .

ILHR 66.335 Access roadways for fire apparatus.
(1) Buildings shall be accessible to fire department apparatus by
means of access roadways .. An access roadway shall be at least 24
feet in width, have a driving surface capable of supporting the
imposed loads ofthe fire apparatus during all weather conditions,
be located within 50 feet of the building, extend along at least 25%
of the total building petimeter , andbave a minimum vertical clear-
ance of 13 feet 6 inches. Alternate means of access not complying
with the specific cxiteriaiisted in this section but receiving wiitten .
approval of the local fire department shall be considered as meet-
ing these requirements

(2) From the access roadway, at least 50% of the building
perimeter• shall be reachable with 150 feet ofl-fue hose, and the
remaining peiimetershall be reachable with 250 feet of fire hose ..

(3) The space between the access roadwa,y and the building
shall be free of permanent obstructions that may impede firefight-
ing access, such as fences, hedges, walls, substantial grade
changes, or waterways .

(4) (a) A minimum outsidetutning radius of 50 feet and a
minimum inside turning radius of' 22 feet shall be provided and
maintained•,

(b) A dead-end private access roadway longer than 300 feet
shall have a turnaround with a minimum outside radius of 50 feet .

(5) (a) The access roadway shall be kept free at all times of all
obstructions, including parked vehicles and snow, .

(b) The access roadway shall be maintained to support the
imposed loads of fire apparatus duting all weather conditions ..

History[ Cr : Register; Ma:ch,1995 ; No 471, eff 4-1-95

ILHR 66 .34 Number and location of exits. (1) N1Jlv1-
BER OF ExrTS . (a) Except as provided in pars (b) and (c), each
dwelling unit shall have exits or exit accesses in accordance with
one of the following:

L. The unit shall have at least 1 exit access door into a common
area of the building arranged such that there are 2 directions o

ftravel, from the unit's exit access door, leading to separate exits,.

2 The unit shall have 2 separate exits contained within the
unit

3 ., The unit shall be provided with2 exit access doors into sep-
arate common areas, with each common area provided with at
leastl exit.

4 ., The unit shall be provided with an exit access door into a
common area with at least 1 exit, in addition to an exit contained
within the unit.:

(b) The second exit for a dwelling unit may be through an
attached garage which serves only that unit and which is provided
with an exit door that discharges to grade ; An overhead garage
door may not be counted as an exit door

Register, December, 1996, No. 492
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(c) A unit with a habitable room on a floor of exit discharge
may be provided with at least 1 exit, directly from the unit to the
exterior, with the unit exit door• sill at or within 6 feet of grade at
the exit door ,

.(2) DisTANCE ro Exar: (a) 1 .. Except as provided in subd. 2
.and s.. ILHR 66.36 (2)(c), exits shall be distributed so that the

entrance, to each dwelling unit is no more than 100 feet from an
exit, measuring along the shortest horizontal distance in com-
mon-use passageways or coixidors ..

2: Where 2-hour fire resistance or fire sptinkler system
protection as specified in s . ILHR 6633 (1) is provided, an
increase in .exit distance to 200 feet is permitted, except as pro-
vided ins . ILHR 66.36 (2)(c) .

(b) The exit distances required by this section shall be mea-
suiedto exits to grade, to dooxs leading to stairway enclosures as
specified in ss . ILHR 66..41 and 51,18, to horizontal exits as speci-
fied in s .: ILHR 51 .19, or to the top of exterior stairways as speci-
fied in s.. ILHR 66 .41 (3) :

(3) Ex[rDISTRrsurroN„ (a) Except as provided in par.. (b), exit
access passageways and corridors that serve more than one exit
shall provide direct connection to those exits in 2 directions from
any point in the passageway or corridor . The angle between the
2 directions may not be less than 90°, . An exit access door may be
recessed no more than 3 feet into an alcove serving only that exit
access, .provided,the alcove width is at least 3 feet.

(b) A dead-end corzidor may be provided if its length to the
2 directions in par. (a) is no more than 20 feet and if thebuilding
is protected with 2-hour fire resistance or a spxinkler system as
specified in s: ILHR 6633 (1) ., An exit access door opening into
a dead-end cortidor may be counted as having .2 directions of
travel.

(4) ExrrSFOR NONDwELLING UNIT PORTIONS OF BUrLDINGS, .
Exits serving nondwelling unit portions of buildings shall be as
specified in ss . ILHR 54.02 to 54.07, or ss .. ILHR 55 .,06 to 55 .10,
whichever is applicable.

History : Cr. Register, March,1995, No, 471, eff ., 4-1-95; am . (2) (a), r . (4) to (7),
renum (8) to be (4), Register, June, 1996, No, 486, eff : 7-1-96

ILHR 66.345 Egress within dwelling units. (1) EGRESs
FROM SLEEPING RoOlvls„ Every sleeping room shall have at least 2
means of egress . Windows complying with s .ILHR 6636
(2)(d)3 . to 6 . may be used as a subst.itutefor one of these 2 means
of egress .. This subsection does not apply to lofts as specified in
sub . (2), ,

(2) LoF'rs . (a) The minimum opening in a loft's common wall
to the flooi below may be infringed upon by an open guardrail
constructed in compliance with s :. ILHIL 66 .40, but not by a win-
dow or half-wall guardrail. All habitable rooms of a loft shall be
open to the floor below..

(b) A loft exceeding 400 square feet in area shall have at least
1 stairway to the floor below.

(c) A lof't 400 squaie-feet or less in area shall have at least
1 stairway or ladder to the floor below., A ladder shall comply
with s .. ILHR 66.39 (4).,

(3) EGRESS FROM AN UPPER FLOOR OF A MULTILEVEL DWELLIN G

UNIT : (a) Except as provided in sub ., (2), par: . (e), and s.. ILHR66,39
(3)(e), at least2means of'egress shall be provided from each hab-
itable floor above the main floor of a multilevel dwelling unit . As
used in this subsection, the main floor of a multilevel dwelling unit
means the floor level .that contains the main entrance to the unit .

(b) The means of egress shall be located such that in case any
means is blocked, some other'means will still be available .,

(c) At least one of the means of egress shall be a stairway or
ramp that discharges to either the next lower floor, to grade, or to
a common-use corridor orpassageway..

(d) The second means of'egress may be egress windows that
comply with s .. ILHR 6636 (2)(d), a rescue platform that complies
with s .. ILHR 6636 (2)(b), or-a stairway or ramp which complie s
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with par .. (c) or which discharges to a rescue platform that com-
plies with s .. ILHR 66 .36 (2)(b) . If the uppei•flooi does not contain
any bedrooms, egress windows that otherwise comply with s ..
ILHR 66 ..36 (2)(d) may be provided in each habitable room on that
floor, as the second means of egress from that floor .

(e) An upper floor of a rowhouse or townhouse may be pro-
vided with a single means of egress, if that means of egress is a
stairway or ramp which discharges to the next lower floor, and if`
each dwelling unit is separated from any adjacent unit by 1-hour
fire-resistive rated construction which extends from the founda-
tion to the underside of the roof deck .. This paragraph does not
exempt a sleeping room on an upper floor from the requirements
in sub.(1).

Note : See s, ILHR 66 .03 (10) for'a definition of'rowhouse and townhouse
History : Cr., Register, June, 1996, No 486, eff . 7-1-9 6

ILHR 66.35 Capacity of buildings and exits . The
occupant loadfor determining the size of the elements of the exits
shall,be based on 2 persons for each bedroom or on actual use,
whichever is greater..

History: Cr.. Register, March, 1995, No. 471, eff. 4-1-95.

ILHR 66.36 Type of exits . (1) GENERAL . Except as pro-
vided in sub .. (2) (a), at least one-half'of the required exits, accessi-
ble from each dwelling unit, shall be exits to grade orstairways as
specified in s, . ILHR 66.38 . Except as provided in sub .. (2) (b) to
(d), the remaining exits shall be either stairways, interior enclosed
stairways, exits to giade, or horizontal exits .. Fue escapes placed
against blank walls may be used as exits from floors which are in
existing buildings and which are not more than 40 feet above
grade .

(2) ExcErTiONS . (a) Every building which accommodates
more than either one dwelling unit or 8 persons above the second
story shall have at least 2 stairways .,

(b) A rescue platform of combustible construction may be used
as a required secondexit for buildings with 3 or fewer stories, pro-
vided pat (c)and all of the following conditions aresatisfied :

1 .. The platform serves a single dwelling unit.

2 . The height of the platform floor is either at the elevation of
the second story or no more than 15 feet above the adjacent grade
below the platform, whichever is less.. If a roof that complies with
subd.. 8 occurs below the platform, the grade where exit from the
roof occur's is no more than 15 feet below the platf'oim

.3. The platform area is at least 14 square feet, with a minimum
dimension of' 3 feet, except that if the platform is inside the build-
ing, the minimum area is 100 square feet ..

4 .. If inside the building, the platform is separated from all
other parts of the dwelling unit by 1-hour fue-resistive construc-
tion, is provided with an access door which complies with s. ILHR
66 .37 (2), is provided with a means to vent smoke and to supply
fresh air to the occupants, and is provided with an egress opening
which complies with par, . (d)..

5 .. The platform is designed for at least 80 pounds per square
foot live load plus dead load..

6. Any wood used in the construction of an exterior platform
is of a durable species which is resistant to decay or which is pies-
sure-preservative treated in accord with AWPA C 1, C2, or C9, as
adopted byreferencein S . ILHR 5125 .

7 .; Railings which are designed and constructed to withstand
a load of at least 200 pounds applied in any'direction at any point
are providedon the open sides of the platfoim, at an elevation 3
feet above the platform, and include balusters, intermediate rails,
or an ornamental pattern designed .such that a sphere 6 inches in
diametex• cannot pass through any opening in the rail ..

8 .. The platform is accessible to firefighters and firefighting
equipment. Walls, fences, substantial grade changes, or other
obstructions shall not impede access to the platform . An underly-
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ing roof'having a slope of less than or equal to 4 in 12 is not consid-
ered to impede access ..

(c) Where a rescue platform or egress windows are provided
as the second required exit, the distance to the primary exit may
not exceed 35 feet..

(d) Windows used for exiting.. 1 .. Windows that are installed
for exit purposes shall be limited in accordance with par (c) and
shall comply with the requirements of this paragraph .

2 .. A window complying with this paragraph shall be provided
in each bedroom..

3 .: The window shall be accessible to firefighters and fire-
fighting equipment. Walls, fences, substantial grade changes, or
other obstructions shall not impede access to the window, An
underlying roof' having a slope of less than or equal to 4 in 12 is
notconsidered to impede access.

4.. The window shall be openable from the inside without the
use of tools or the removal of a sash . If equipped with a storm or
scieen, the storm or, screen shall be openable from the inside .

5 .. a. The nominal size of the net clear window opening shall
be at least 20 inches in width by 24 inches in height .. Nominal
dimensions shall be determined by rounding up fractions of
inches if they are 1/2 inch oi greatei• or rounding down fractions
of inches if they are less than 1/2 inch ..

b Except as provided in subd. 4, c, no portion ofthe window,
including stops, stools, meeting rails, and operator atms of an
awning window, may infringe on the required opening .

c The movable sash of a casement window may infringe on
the required opening width., The net clear• opening width of a case-
ment window shall be measured between the stops ..

d. The area and dimension requirements of subd . 4 .: a,: may be
infringed on by a storm window,

6 .. The sill height may not be more than 46 inches above the
floor or the top of a permanent platform, with or without steps,
installed below the window. The platformand steps, if provided,
shall be as wide as the actual egress opening and have a minimum
tread depth of"9 inches and maximum riser height of 8 inche s

7 .. The bottom of'the window opening shall be no more than
15 feet above the adjacent grade d'uectlybelow the window, or the
grade where exit occurs from a roof which is below the window
and which complies with subd :3..

8 If a window that is provided as an exit is located below
grade, an, areaway shall be provided.. The width of the areaway
shall be at least equal to the width of the exit window .The bottom
of the areaway may not be more than 46 inches below grade.The
areaway length shall be at least 1 1/2 times the depth of the bottom
of the opening with a minimum of 3 feet measured perpendicular
to the building wall•• The areaway shall be constructed to prevent
rainfall flowing into the areaway from entering the dwelling .

History: Cr. Register, March,1995, No . 471, eff'. 4-1-95 ;' am„ (2) (b) 2., cr (2) (b)
8 ., (2) (d) 2 ., r. and recr. (2) (c), renum . (2) (d) 2 . to 7 . to be (2) (d) 3 to 8 . and am, .
(2) (d) 3.~, 7 ., Register, June, 1996, No, 486, eff, 7-1-96.

ILHR 66 .37 Doors . (1) Emi AND EXIT ACCESS DOORS (a)
General,: Except as provided in pat:, (b), exit doorsshall be swing-
ing doors that openin the direction of egiess ., Exit doors shall have
a width of at least 36 inches and shall meet the minimum aggregate
width requirements in s .. ILHR 66 .42 (3) (c) and (d) .

(b) Exceptions:. 1, A sliding, glazedpatio-type door may serve
as the second exit from an individual dwelling unit if' there is a
means to prevent accumulation of snow and ice in the door track
or freezing of the door.. Permanent obstructions, such as electric
baseboard heating units, may not be installed in front of patio
dooxs .

2, A door which is used by not more than 25 persons is not1
1 required to open in the direction of egress ..

3 .. A secondary exit door from a dwelling unit may have a
clear opening of no less than 32 inches ..

(c) Door heights. Primary exit doors shall have a height of at
least 6 feet 8 inches . All other exit doors shall have a height of at
least 6 feet 4 inches ..

(d) Door hardware. Dwelling unit exit doors and exit doors
serving nondwelling unit portions of buildings containing 10 or
fewer dwelling units may have dead bolt locks that are not intex-
connected with the door, latch .. Locks needing a key for unlocking
from the inside are prohibited .

(2) OPENINGS INTO CORRIDORS. (a) All doors opening into exit

access corridors shall be self-closing or automatic-closing,
except that any fire door extending across a coitidor, shall have an
automatic-closing device which is activated by a smoke detector

complying with s, ILHR 66 .49 (3) and (4). Except as provided in

par.(b), the door openings shall be protected by at least 20-minute
labeled fue-door assemblies„

(b)1. In a building having the sprinkler protection specified
in s . ILHR 66 .33 (1), the fire-resistive rating for a door opening
from a dwelling unit into a corridor• maybe applied toonly the
door, rather• than to the door assembl,y . A listed door assembly is
not required at this location .

2.: In a building having the 2-houi• fue-resistance specified
in s•, ILHR 66.33 (1), any dwelling unit door opening into an exit
access corxidor .shallbe protected by at least i 1/2-hour labeled
fiie-door assembl,y,

History : Cr. Register, March,1995, No, :471, eff. 4-1-95; am ., (2) (a), (b),Register,
.June, 1996, No 486, eff', 7-1-96

ILHR 66.38 Exit steps, stairs, and ramps in non-
dwelling unit portions. (1) Exit steps, staixs, and ramps in
nondwelling unit portions shall comply with this section• .

(2) REQUIRED w1DTH. (a) Stairs or ramps shall have a width
of at least 36 inches and shall meet the minimum aggregate width
requirements in s. ILHR 66,42 (3) (c) and (d): No more than 4
inches ofeach side of the minimum width may be occupied by any
obstruction, such as handrails, stringeis, or baseboard heating
units .:

(b) Under, no circumstances may stairways or ramps decrease
in width in the line of travel toward an exit :

(3) HEADROOM Theheadroom clearance shall be at least 6
feet 8 inches . In staixways, the minimum clearance shall be mea-
suxed vertically from a linepaiallel to the nosing of'the treads to
the ceiling or soffit directly above that line

(4) RISERS, TREADS, AND RAMP SLOPES (a) 1 .. Except as pTo-

vided in subd .. 2 ., all stairways and steps shall have a rise of not
more than 7 3/4 inches, measured from tread to tread, and a tread

of not less than 9 1/2 inches, measured from nosing to nosing of'
tread . The slope of a tread may not exceed 1/4 inch per foot f'or

the depth ofthe tread.. Treads and iisers shall be uniform in any

one flight.. Winders may not be used.,

2 .. Stairs on xequiied barrier-fxee accessible routes connect-
ing lnvnls that a_r e not cDWnecteyl hy a,r elevatnr• shall comply with

all ofthe following :

a . Steps shall have a rise of not more than 7 inches, measured
fromtread to tread..

b .. Steps shall have a tread of not less than 11 inches, measured
from nosing to nosing of tread ,

c .. Open risers may not be used..
(b) The edges of all treads and the edges of all stairway land-

ings shall be finished with a slip-resistant surface at least 3 inches
in width. .

(c) Where an exit door leads to an outside platform or side-
walk, the level of theplatform or sidewalk may not be more than
73/4 inches below the doorsill, except as provided in s . ILHR
57.82 for a required barriex-free accessible route.

Register, December, 1996, No, 492
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(d) 1 . Except as provided in subd . 2.., every stairway shall have
at least 3 risers

2 :• Exterior stairs with less than 3 risers may be provided
between extexior• platforms and grade if the total length of the plat-
forms and treads does not exceed 5 feet in the direction of travel .,

(e) No flight of stair s may exceed 12 feet in height unless inter-
mediate landings are pr•ovided ..

(f) Ramp slopes may not exceed 1 :12. At-grade walkways
with gradients less than 1 :20 are not considered to be ramps ..

(g) Ramps and their landings shall be finished with a slip-re-
sistant surface ..

Note: A coefficient of friction of 0.5 or greater is considered to be slip-resistant,
except that a coefficient of 0.6 is recommended for accessible routes, and a coeffi-
cient of 0. 8 is recommended for ramps

(5) LANDINGS AND pLArPORMS . (a) 1 . Where a door is at the
top or bottom of a ramp or stairs, a landing or platform shall be
placed between the door and the stairway or ramp, regardless of

the swing of the door, except as provided in subd,2 ..

2 . Platforms may be omitted for ramps 6 feet or less in length,
Note: Chapter ILHR 69 and subch .;Ii of ch, .ILHR 57 do not allow omission ofplat-

forms on required barrier-free accessible ioutes, .

(b) Every landing or platform shall be at least as wide as the
stairway or ramp, measured at right angles to the direction of
travel, and shall be at least 3 feet in length, measured in the direc-
tion of'travel .

(6) CURVED siAms . Curved stairs used as required exits shall
have a minimum radius at the interior edge of the tread of twice
the stair• width and shall have a minimum tread depth of 11 inches,
as measured 12 inches from the narrower end of the tread.

(7) ExTEluox srAlRS . Exterior stairs for nondwelling unit por-
tions shall comply with this section .

History: Cr. Register, March, 1995, No. 471, eff 4-1-95 ; reprinted to correct
erxor, in (2), Register, December, 1996, No. 492 „

ILHR 66.39 Steps, stairs, and ramps within dwelling
units . (1) CHANGES IN ELEVATION WITHIN INDIVIDUAL DWELLING
UNIrs . Changes of elevation within a dwelling unit shall be over-
come by means of steps, •stairs, ladders, or ramps and shallbe as
specified in this section .. Access to an attic or crawlspace is
exempt. from these requirements ..

(2) LANDINGS (a) Intermediate landings . Intermediate land-
ings located in a flight of stairs shall be at least as wide as the stairs
and shall measure at least 3 feet in the direction of travel .

(b) Landings atthe top and base of stairs A level landing shall
be provided at the top and at the foot of every flight of staus .• The
landing shall be at least as wide as the stairs and shall measure at
least 3 feet in the direction oftrave l

(c) Obstructions. No more than 4 inches of each side of the
minimum landing width may be occupied by any obstruction,
such as handrails, stiingers, or baseboard heating units :

(d) Landings at doors. 1 .• Except as provided in subds.. 2., to
5 ., level landings shall be provided on each side of any door
located at the foot or head of' a stairway, regardless of the door
swing .. In the application of tfie exceptions given in subds .. 2 to
5 ., stairwa,ys to attached garages or porches are considered to be
interior stairwa,ys ..

2 : A landing may not be required between a door and the head
of interior• stairs if'the door does not swing over the stairs ..

3 . A landing may not be required between a door and the head
of an interior• stairway of 2 or fewer risers, regardless of the door
swing..

4.> A landing may not be required between a sliding glass door
and thehead of an exterior stairway of 3 or fewer risers .,

5 .. An exterior landing, platform, or sidewalk at an exterior

doorway may not be more than 8 inches below the interior floor
elevation and, except as provided in s.. ILHR 57..84 for banier-
free accessible routes, shall have a length at least equal to the

width of the door .
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(3) Sr.aIRS, (a) Minimum width. Every stair shall measure at
least 3 feet in width „ No more than 4 inches of each side of the
minimum width may be occupied by any obstruction, such as
handrails, stringers, or baseboard heating units ..

(b) Headroom.. Except as provided in pat . (e), every stair shall
have a minimum headroom clearance of 6 feet 4 inches, . The mini-
mum clearance shall be measured vertically from a line parallel
to the nosing of the treads to the ceiling or soffit directly above that
line..

(c) Treads and risers.. Risers may not exceed 8 inches, mea-
sured vertically from tread to tread .. Treads shall be at least 9
inches deep, measured horizontally from nosing to nosing .There
shall be no variation in uniformity exceeding 3/16 inch in the
depth of treads or in the height of risers. The slope of a tread may
not exceed 1/4 inch per foot for the depth of the tread . Riser and
tread dimensions should be measured prior to application of finish
materials . No flight of stairs may exceed 12 feet in height unless
intermediate landings we provided

(d) Winders .. Winder steps may be used in a flight of stairs
where the width of the tread is at least 3 feet and the winder• tread
measures at least 7 inches in depth at a point 12 inches from the
nar•row end of the tread .

(e) Spiral stairways, . A spiral stairway may serve as the only
exit from a floor• level that is no larger than 400 square feet,. The
minimum tread width shall be 26 inches, with each tread having
a 7 inch minimum tread depth at 12 inches from the narrow edge ..
All treads shall be identical, and the rise may not be more than 9
1/2 inches., A minimum headroom of 6 feet 6 inches shall be pro-
vided .: The minimum clearance shall be measured vertically from
a line parallel to the nosing of the treads to the nearest obstruction
directly above that line.•

(4) LADDERS . (a) General.. Ladders that are used as part of a
required exit access shall conform to this subsection .

(b) Design load. Ladders shall be designed to withstand verti-
cal loads of at least 300 pounds ..

(c) Tread or rungs.. 1 :; Minimum tread dimensions shall be as
specified in Table 66;.39 . Treads less than 9 inches in depth shall
have open risers .. All treads shall be uniform in dimension ..

TABLE 66.39

LADDER TREADS AND RISER S

Pitch of Ladder Angle to Maximum Rise Minimum
Horizontal (degrees) (inches) Tread (inches)

41 ..6 to 484 8 9
greater than 48 ..4 to 55.0 9 8
greater than 55.0 to 61 ..4 10 7
greater than 61 .4 to 67.4 11 6

greater than 67.4 to 7 1 ..6 12 5
greater than 71 ..6 to 759 12 4*

greater than 75 . 9 to 80.5 12< 3*
greater than 80 .5 to 90 12 2*
* Minimum tread dimensions do not apply to rungs .

2.. Rungs may only be used for ladders with a pitch range of
75° to 90°:< .Rungs shall be at least 1 inch in diameter for metal iad-
ders and 1 1/2 inches for wood ladders ., All rungs shall be uniform
in dimension..

(d) Risers . Risers shall be uniform in height and shall conform
with Table 6639..

(e) Width. The width of the ladder shall be at least 20 inches
and no more than 30 inches .

(f) Handrails : 1 . Handrails are required for a ladder with a
pitch of less than 65° .,

2.. The top of the handrail shall be mounted between 30 and
34 inches above the nosing of the treads.,
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3•Open handrails shall comply with s . ILHR 66.40 (3) (c).
All handrails shall comply with s .. ILHR 66 .40 (3) (d) and (e)..

(g) Clearances .. 1 .. A ladder shall have a clearance of at least
15 inches on either side of'the center of the tread

2., The edge of the tread nearest to the wall behind the ladder
shall be separated from the wall by at least 7 inches „

3 . A passageway clearance of at least 30 inches shall be pro-
vided parallel to the slope of a 90° ladder.. A passageway clear-
ance of at least 36 inches shall be provided parallel to the slope of`
a 75° ladder.. Clearances for intermediate pitches shall vary
between these 2 limits in proportion to the slope ..

4. For ladders with a pitch of less than 75°, the vertical cleai-
ance abovean,y treadto an overhead obstruction shall be at least
6 feet4 inches, measured from the tread edge that is furthest fiom
the wall behind the laddet

History : Cr Register, March, 1995, No. 471, eff 4-1-95

ILHR 66 .40 Handrails and guardrails . (1) HarmR.alz.
r..ocATioNS. Handrails shall be provided on stairs and ramps in all
of the following conditions:

(a) On either side of`any interioi stairway of moie than 3 risers
and for any ramp overcoming a change in elevation of more than
24 inches

(b) On any open side of a stairway with more than 3 risers and
on any open side of a ramp overcoming a change in elevation of
more than 24 inches .:

(c) On both sides of an inteiior, stairway or xamp 5 feet or more
in widt

h(d) To divide an interior stairway orramp more than 8 feet wide
into widths which are less than 8 feet and which comply with s ..
ILHR 6638 (2) .

(e), On both sides of an exterior stairway with more than 3 xisers
and on both sides of" an exterior ramp overcoming a change of
elevation of more than 24 inches ..

(f) To divide an exterior stairway or ramp more than 25 feet
wide into widths which are less than 25 feet and which comply
with s . ILHR 661:38 (2)•.

(2) GUARDRAIL LocATloxs ., All openings between floors or at

open sides of iandings, platforms, balconies, and porches that are
more than 24inches above grade or• above a floor shall be pro•-

tected"with guardrail s

(3) HANDRAIL AND GUARDRAIL DET:aiis . (a) Height. The top
of a handrail gripping surface shall be mounted between 34 and
38 inches above the nosing of the treads on stairways oar above the
surface of ramps:: Guatdrails in dwelling units shall extend to at
least 36 inches above the upper sutface"of the floor : Guardrails in
nondwelling unit portions shall extend at least 42 inches above the
upper surface of the floor

(b) Handgrip rlimensions . The handgxip poxtion of a handr'ail
serving a stairway or ramp may not be less than 1 1/4 inches nor
more than 2 5/8 inches in any horizontal ctoss-sectional dimen-
sion, or may be any other shape with a peiimeter dimensionof at
least 4 inchesbut not greater than 6 1/4 inches and with the largest
cross-sectional dimension not exceeding 2 1/4 inches .

Note: See s II.HR 57 82 for, handrail requirements at stairs on required barrier-
free accessible routes:

(c) Openings. Open guardrails or handrails shall have balus-
teis,'intermediate rails, oT an ornamental pattern designed such

that a sphere 6 inches in diameter cannot pass through anyopening

between the rail and the stair, ramp, or floor .

(d) Wall clearance The clearance between a handrail and a
wall surface shall be at least 1 1/2 inches ..

(e) Loading . Handrails and guardrails shall be designed and
constructed to withstand a 200-pound load applied in any direc-
tion, at any point .,

(4) ExrHR1oR RAll ;s . Exterior handrails and guardrails shall be
constructed of metal, concrete, masom,y, or plastic, or of wood
that is either decay resistant, protected from the weather, or pres-
sure treated in accord with AWPA Cl, C2, or C9, as adopted by
reference in s . ILHR 51 .25 .

History : Cr Register, March, 1995, No., 471, eff, 4-1-95 ,

ILHR,66 .41 Enclosure of shafts,,exit stairways, and
other vertical openings . (1) INTERIOR SHAFTS AND EXIT
sm1RwAYS Except as provided in sub• (4), all shafts and exit stair-
ways, including landings and ramps and other vertical openings,
shall be enclosed with 2-houtfire=resistance construction in
buildings 4 to 6 stories in height and shall be enclosed with 1-hour
fire-resistive construction in buildings 3 stories or less in height .
Where the building is protected with an automatic fire sprinkler
system in accordance with s ILHR 6633 (1), the enclosure walls
may be of 1-hour oonstruction .

(2) INSU1.a17oN . (a) Walls.. 1 .. Except as provided in subd.. 2 ..,
mineral fiber or glass fibei type insulation that is not specified as
part of a fire-tested wall or partition system may be used to fill the
cavity spaces ofthe wall enclosures specified in sub .. (1) . The
thickness of any insulation provided under this paragraph may not
exceed the stud,depth.•

2.. Glass fiber type insulation may not be substituted for min-
eral fiber t•ype insulation that is included in a fire-tested wall or
partition system :

(b) Floor-ceiling and roof-ceiling assemblies . The cavity
spaces in the firetested floor-ceiling and roof=ceiling systems for
the enclosures specified in sub : (1) may not be alteredfrom the
tested condition except as provided in s . ILHR 6632 (5) ..

(3) ExTERIOR E3C1T STAIRWAYS . (a) An exte2ior exit stairway

that is not enclosed in accord with sub• (1) may be provided if
constructed in accord with this subsection •

(b) An outside wooden stairway may serve as a required exit
for buildings up to 2 stories in height, .

(c) The exterior• wall against which the stairway is placed shall
comply with Table 51 .03-A..

(d) A stairway without an enclosure having fue-resistance
equivalent to the building served shall be limited to a secondary
exit.

(e) The stairway shall be protected from the weather, .

(f) Openings in fiue"=rated or weather enclosures shall comply
with Table 51 ..03-B ..

(g) The stairway height shall be limited in accordance with
Table 51 •A3-C except a stair penthouse may be provided above
that limit..

(4) EXCEPTIONS (a) A shaft or, exit access stairway connect-
ing any two adjacent floorlevels in a residential building 3 stories
or less in height may be left open where all of the following condi-
tions are satisfied:

1 . Every shaft or exit access stairway to the basement or
ground floor, is cut off with 1-hour fire-resistive construction at
the fiustfiooi; fust adjacent basement, or ground fioorievei .

2 The exit access travel distance to anexit, including the hoti-
zontal travel distance on the exit access stair, does not exceed 100
feet in buildings not protected with 2-hour. fire resistance or an
automatic fire sprinkler system, or 150 feet in buildings protected
with 2-hour fire resistance or a sprinkler system as specified in s ..
ILHR66 .,33 (1) . The exit access travel distance shall be measured
from the entrance door of'the dweliing unit along public passage-
ways or corridors to an approved exit..

(b) A vertical opening serving 2 floor levelsneed not be
enclosed if all of the following conditions are met :

1 . The opening is not a required means of egress ..

2 .. The opening is separated from any exit access corridor or
exit stairway by fiie-resistive rated construction with at least the
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hourly rating specified for fire-iated enclosures in line 20 of Table
51 .03-A .

(c) Vertical openings serving and contained within individual
dwelling units are not required to be enclosed .

History: Cr, Register, March, 1995, No . 471, eff. 4-1-95 .

ILHR 66 .42 Exit access corridors . (1) WHERE
REQirutED, Where there is not direct access to outside exit door s

from a dwelling unit, an exit access corridor leading directly to an
exit shall be provided and maintained at all times :

(2) GENERAL . (a) Nonprotected construction . Except in
buildings having 2-hour fire resistance and except as specified in
par (b), exit access corridors shall be enclosed with walls provid-
ing a minimum. of 1-hour f-ire-resistive construction:• The
construction specified in s ILHR 6632 (2) (a) for 5/8-inch type
X gypsum wallboard or its equivalent shall be considered as meet-
ing this requirement..

(b) Protected construction.. 1 . In a building protected with a
spiinkler• system in accordance with s, . ILHR 6633 (1), and except
as provided in s . ILHR 6633 (2)(a), exit access cotiidor walls may
be of 30 -minute fire-resistive construction .. The 1/2-inch type X
wallboard construction specified in s . ILHR 66.32 (2) shall be
considered as meeting this requirement .

2 In a building having 2-hour fire resistance, exit access cor-
ridor walls may be of 4-inch nominal masonry construc6on..

(3) M1N1MUiri WIDTH (a) Except as provided in par . (b), a pub-
Iic passageway or corridor leading to an exit shall have a width of
at least 44 inches and shall meet the minimum aggregate width
requirements of pais (c) and (d).. Building objects, such as radia-
toxs or pipes ; may protrude no more than 4 inches into each side
of the minimum width ..

(b) Corridors with a required capacity of 50 or less shall have
a width of at least 36 inches

(c) The minimum aggregate width of exits from a level shall
be determined as follows by using the full occupant load of that
level plus the percentage effects of the occupant loads of adjacent
levels, above and below, which exit through it :

1 ., 50% of the occupant load of each first-adjacent level ..

2 .. 25% of the. occupant load of each second-adjacent level•,

(d) The minimum aggregate width shall be based upon the fo1-
lowing ratios :

1 .: Types 1 thxough 4 construction unspiinklered, 40 inches
per 100 persons

2:. Types 5 through 8 construction unsprinklered, 50 inche s

illuminated from one hour after sunset to one hour before sunrise

.INISTRATIVE CODE 18

per 100 persons .

3 . Types I through 4 construction splinklered, 30 inches per
100 persons .,

4 .. Types 5 through 8 construction sprinklered, 40 inches per
100per'sons ,

Note: See Appendix A for a sample determination of total aggregate exit width .

(4) MAINTENANCE . The minimum aggregate width shall be
kept clear and unobstructed at all times, except as provided in sub ..

(3) (a)
History: CrRegister, March, 1995, No, . 471, eff:, 4-1-95; am: (2) (b), Register,

.June, 1996, No., 486, eff, 7-1-96,

ILHR 66.43 Illumination of exits and exit signs.
(1) ILLUM1rrArloN . (a) Buildings having more than 4 dwelling
units shall have public passageways, stairways, and exit doors

(b) The illumination requirements specified in par .. (a) shall be
provided at all intersections or passageways, at all exits, and at the
head, foot, and landing of ever,y staiuwa,y ..

(2) Exlr SIGNS (a) Except as provided in par :. (d), every
required exit shall be identified by an illuminated, translucent exit
sign conforming to par•(b) .

(b) 1 .. An exit sign shall bear the words "EXIT"' or "OUT"
2•. The wording for the exit sign shall be of letters not less than

6 inches high with principal strokes of letters not less than 3/4 inch
wide ..

3 ., The wording for• the exit sign shall be of red oi green letter-
ing on . a contrasting background• ,

4 . A self-luminous type of exit sign which provides evenly
illuminated letters shall have a minimum luminance of' 0 .06 foot-
lamberts . Other• types of'exit signs shall be illuminated by a source
providing not less than 5 foot-candles at the illuminated suiface••

(c) Where exit doors are not readily visible to occupants, direc-
tional exit signs shall be provided in exit access corridors and
other appropriate locations so as to indicate the direction and way
of egress :

(d) 1 . Exits within an individual dwelling unit need not be pro-
vided with exit signs•

2 .. Exits in buildings having 4 dwelling units or less per floor
need not be provided with exit signs if the building contains not
more than$ dwelling units and the path of exit from all floor lev-
els, including the basement to the outside, is readily appaten

tHistory: Cr. Register, March, 1995, No . 471, eff, 4-1-95.

ILHR 66.44 Habitable rooms with floors below
grade . (1) WiNDows . Except as provided in sub . (3), every hab-
itable room with a floor level below grade shall have at least one
outside window that can be opened from the inside without the use
of tools .. The window shall have a clear opening of not less than
20 inches inwidth, 24 inches in height, and 53 square feet in area,
with the bottom of the opening not more than 46 inches above the
floor.

(2) Mo1sTURE rROZ'ECTforr. (a) All buildings having dwelling
units below grade shall be designed .and constructed to prevent
undue collection of moisture in all stories below grade „

(b) Provisions shall be made to prevent the accumulation of
condensation so as to prevent slippery floors and to prevent condi-
tions susceptible to mildew or other undesirable fungi or bacteria .
The inside design conditions for cooling or dehumidification shall
be a dry-bulb temperature of 75° F and a relative humidity not
greater than 50% .

(3) HOUSING FOR THE ELDERLY Living units in housing for the
elderly fiaving habitable rooms or parts on floor levels below
grade shall have at least one exterior wall with a full exterior expo-
sure from the ground floor level tothe ceiling, The exterior expo-
sure shall not be made by the construction of an areaway .

History: Cr. Register, March, 1995, No .471, eff. 4-1-95; am . (1), (3) renum . from
ILHR 57 .11 (2), Register; :June, 1996, No. 486, effL 7-1-96.

ILHR 66.45 Sanitary facilities . (1) TOILET RooMs
E, a . .~n: . . .. . :« . .n i . .as «,.a,, _,,>,.„

lily LLW\ .111LLS Ullll J11R11111c1ULLli a lVlllil LVVlll „

(2) SAN1TARi F1XrUxES . (a) Within dwelling units A mini-
mum of' one bathtub or shower ; one lavatory, and one water, closet
shall be .provided in every dwelling unit, Water closets may be of'
a round-bowl type with a hinged, closed-front seat,.

(b), Other areas . : 1 ., Except as provided in subd• 2., common
use areas within a multifamily dwelling which are larger than 400
square feet and which serve patrons who do not reside within that
dwelling shall be provided with sanitary fixtures in accordance
with Table 66 .45 .
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TABLE 66.45
NUMBER OF SANITARY FIXTURE S REQUIRED FOR COMMON USE AREAS 1~,3

Number of TType of Fixture s

Patrons/Occupants of Water Closets (WC)
Drinking

Each Sex Males M) Females( (F) Urinals (U) Facilities (DF) Lavatories4 (L)

1-100 1 1 0

101 - 200 1 2 1 One (DF) for

201 - 250 1 3 2 each 150 occu- One (L) for each
2 fixtures (WC)

251 - 300 1 4 2
pants or frac -
tion up to 600 or (U) required or

301 - 350 2 5 2 fractio n

351 -400 2 6 2

401 - 450 2 7 3

451 _ 500 2 8 3
501 - 600 2 9 4

Over 600 One (WC) for each additional One (U) for each additional One additional (DF) for each addi-
600 (M) or 275 (F)or fraction 500 (M) or fraction tional 3,000 occup ants or fiactio n

t For structures with additions or alterations, the required number of sanitary fixtures shall be the sum of the fixtures required for the existing portion at the time i t
was constructed plus the fixtures required by this table for the new addition or altered area At such time as the summation of the addition and alteration area i s
equal to or greater than 51% of the building area calculated as specified in s ILHR 50 .03 (4) (d), fixtures shall be provided in conformance to this table utilizing the
capacity of'the entire building.

2 The determination of'the number of each sex shall be based on an equal number of each sex unless other information is made available to thedepartment and
accepted Where a single toilet room designated as UNISEX is provided, it shall be considered as accommodating no more than 10 employes and 24 occupant s

3 The capacity of facilities shall be calculated in accord with s ILHR 54 .05 or 55 .06, whichever is applicable
4 Aminimum of one lavatory shall be provided in each toilet room.

2.. Swimming pool facilities shall be provided with sanitary (4) EXEMPTION This section does not apply to storage an d
fixtures in accoidance with ss . ILHR 90 :16 and 54 .05 .. mechanical rooms .

3•• SaIlitaTy facilities for employes who do not reside in the Note : See ss ILHR 66 38 (4) and 66 .39 (3) (b) for the minimum headroom cleaaz -

buildin shall be as s cified in Table 54 .:12-B . Se a -g provided ~ p
ance in stairways _

History: Cr Register, Maceh, 1995, No . 471, eff . 4-1-95
rate toilet rooms for employesandthe patrons need not be pro -
vided ifthe toilet rooms are accessible to both employes and the ILHR 66 .466 Recycling space . All multifamily dwell-
patrons during all hours of operation . ings shall provide recycling space conforming to s . ILHR 52 ..24 .

(3) KrrCxEN sINx; One kitchen sink that is equipped with hot History : Cr. Register, March, 1995, No 471, eff . 4-1-9 5

and cold running water shall be provided in every dwelling unit .
t r ff

ILHR 66.47 Isolation of hazards . O Two xouR1History: Cr Regis er, Ma ch, 1995, No . 471, e r4-1-95
ENCLOSURES Exceptas provided in sub .. (3), a 2-hour file-resis -

ILHR 66.46 Natural light. (1) Every habitable room shall uve rated enclosure shall be provided for all rooms in a 3- t o

be provided with natural light by means of glazed openings .:
6-stary building that are used for storage of flammable or com -

(2) Glazed openings shall consist of' windows,sk,ylights, or "
bustibie liquids, trash collection, or other similar hazards .. Isola -
tion ofheating equipment shall comply with ss .. ILHR 6421 and

glazed doors, or a combination ofthe 3,except that no more than 64•22•: Flammable and combustible liquid isolations shall als o
25% of the minimum required light for a dwelling unit may be pro- comply with ch : Comm 10 Ifthe building is protected with an
vided with skylights automatic fire spxinkler system in accordance with s. ILHR 66 .3 3

(3) The area of glazed openings shall equal at least 8% of the (1), the isolation may be reduced to a 1-hourfire-resistiver•ated
floor area of the room seived, enclosure

(4) Glazed openingsseiving habitable tooms shall view onto (2) ONS-xouR ENCIASURBS. Except as provided in sub . (3), a
the outside . 1-hour fire-resistive rated enclosure shall be provided f'or al l

History : Cr . Register, March,1995, No 471, eff 4-1-95; r (2), Regiscer, Decem- rooms in a 2-story or shorter building that are used for storage o f
ber,1995,No: 480, eff. 4-1-96; renum (1) (a) to (d) to be (1) to (4), Register, .lune>
1996, No as6, eff 7-1-96

flammable or combustible liquids, trash collection, or other simi -
lac hazards . . Isolation of heating equipment shall comply with ss .
ILHR 64 .21 and 64 .22. Flammable and combustible liquid isola-

ILHR 66.465 Ceiling height . (1) WIrxlrl DwELitNG tions shall also comply with ch.. Comm 10,,
uNrrs (a) All rooms within a dwelling unit, including hallwa,ys, (3) EXCEPTIONS : (a) 1 . A residentialclothes dryer having a
shall have a ceiling height of at least 7 feet except as provided in rated capacity of' 37,000 Btu/hour or less may be used within a
par, (b) and subs . (3) and (4) dwelling unit without providing a fire-resisdve rated enclosure .

(b) Ceiling heights of less than 7 feet may be provided if at least 2 A laundry of not more than 100 square feet that is in a non -
50% of'the room's floor• area has a ceiling height of at least 7 feet, dwelling unitpor•tion may be eitherpxotected with a sprinkler sys -

(2) NoNDwE1z1NG UNIT PoR'rioNS All rooms in nondwelling tem complying with s . ILHR 66.33 (1), or isolated with a 1-hour
unit portions, including hallways and cotridois, shall have a ceil- fire-resistive rated enclosure ,
ing height of at least 6 feet 8 inches except as provided in subs . (3) (b) 1, Heating equipment serving a single dwelling unit, when
and (4), located within that unit, may be used without a fire-resistive rate d

(3) PROIFCrlorts Beams and girders or other, projections may enclosure A furnace and water heater serving a single dwellin g
not extend more than 8 inches below the required ceiling height• unit, when located within that unit, may be used without a fu°e-re -
No projection may extend below the required ceiling height sistive rated enclosure ..

within the required minimum width in public hallways and corti- 2 Vent piping from heating equipment installed in accor-
dors dance with subd .a which passes through another portion of the
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building and which is recommended by the equipment manufac
turer to be metallic rather than plastic shall be enclosed in accor
dance'with the shaft requirements in s .. ILHR 66.41 (1)

.Note: See s ILHR 66.32 (4) (c) for an isolation exemption relating to gasoline-
fired equipment in garages

(4) CLEARANCE TO COMBUSTIBLES AND COMBUSTIBLE
CONSIxUC1'ION, (a) Heating equipment shall be installed in accor-
dance with the manufacturer's recommendations to provide mini-
mum clearance•• In the absence of manufacturer's recommenda-
tions, a minimum clearance of 36 inches shall be provided „

(b) Existing installations providing less than 36 inches of
clearance will be accepted if there is no physical evidence of fire
hazard, such as charring ..

(c) New combustible construction, such as pattitions, shelv-
ing, or storage lockers, may not encroach upon the required clear-
ance.

History: Cr. Register, March, 1995, No . 471, eff. 4-1-95 ; am (1) and (2), r. (3)
(b), renum., (3) (c) to be (3) (b), Register, December, 1995, No, 480, eff 4-1-96 ;
renum . (3) (b) to be (3) (b) 1 ., and am, cr., (3) (b) 2, Register, June, 1996, No . 486,
eff : 7-1-96

alarm system, and that device shall be installed and maintained in
accordance with subs . (3) and (4) ..

Note: A rate-of-rise heat detection device is not a smoke detector

3 .. In a building wi th out a fire alarm system, or in a building
wi th a basement garage, a smoke detector shall be placed on the
stair side of a door into the garag

e(d) Either in each sleeping area of each dwelling unit, or else-
where in the unit within 6 feet fr om the doorway of each sleeping
area but not within a kitchen

.(3) (a) All smoke detectors shall be directly and permanently
wired to a proper unswitched circuit and be provided with a
backup power source •

(b) Where an emergency electrical power system is installed,
detectors in stairways, corridors, an d o ther public places shall be
connected to it .

(c) A ll detectors except those located wi th in individual dwell-
ing units shall be electrically interconnected to any required
manual fire alarm system .. All detectors th at are electrically inter-
connected to the manual fire alarm system shall be latching-type

ILHR 66 .475 Protection of openings .
All openings in system detectors intended for use with a control panel and shall

rated enclosures and separations, except for corridors covered in utilize a supervised circuit
.

s . ILHR 66•,37 and garages covered in s . ILHR 66 .32 (4) (b), shall (4) Smoke detectors shall be installed and maintained in

be protected by labeled, self=closing fire-door assemblies in accordance with s . 101, .145(3), Stats .

accordance with Table 66•.475 .
Note : Section 101,145 (3), Stats, reads : "The owner of a residential building shall

install any smoke detector required under this section according to the directions and

TABLE 66
.47$ specifications of the manufacturer of the smoke detector and maintain any smok e

detectorwhichislocatedinacon:ntonareaofthatresidentialbuildin Tlteoccu ant

DUNNIMUM FIRE-RESISTIVE RATINGS OF DOOR
ASSEMBLIES

Fire-Resistive Rating of a Fire-Resistive Rating of
Wall or Wall Assembly Door Assembly*

4-Hour 3-Hour A

3-Hour 2-Hour A

2-Hour 1 1/2-Hour B

g• P
of a unitin aresidential building shall maintain any smoke detector in that unit, except
that if an occupant who is notan owner, or a state, county, city, village or town officer,
agent or employe charged under statute or municipal ordinance with powers or duties
involving inspection of real or personal property, gives written notice to the owner
that a smoke detector in the unit is not functional the owner shall provide, within 5
days after receipt ofthat notice, any maintenance necessary to make that smoke
detector functional.° '

History : Cr:Register;161arch, 1995, No, 471, eff. 4-1-95 ; renum . (2) (c) to be (2)
(c) 1 .andam.; cr. (2)'(c) 2 . and 3 .., Register, June, 1996, No . 486, eff, 7-1-96.

ILHR66 .50 Fire alarms . (1) GENERAL . Except as pro-
vided in sub . (2), every building which is 3 to 6 stories in height
or which contains more than 10 bedrooms shall be provided with
a manual fire alarm system as specified in this section ,

(a) 1 ., Allalaazm systems required by this section shall consist
of operating stations on each floor of the building, including the
basement, with bells, horns, or : other approved sounding devices
connected to the system . An audible sounding device shall be pro-
vided in every dwelling unit and shall have a minimum rating of'
85 decibels at 10 feetawa,y .. Fire alarms shall be audible through-
out the nondwelling unit portions and be readily distinguishable
from any other signalling devices used in the building . A system
designed for fire alarm and paging service may be used if the
design is such that fire alarm signals will have precedence over all
othecs ..

2, In all buildings where a fire alarm system and an automatic
fire spiinkler system are installed, a water• flow detecting device
shall be provided to actuate the fire alarm system „

(b) Every fire alarm system shall be electrically operated on
c1vs ..d t t id ` ^vnst?.!',t °v ;e^vtr,cal s'.'.^y. . .s.v^n, S
arranged that upon a circuit opening and remaining open, or in

case of a ground or short circuit in the ungrounded conductoi,
audible trouble signals will be given instantly., Means shall be pro-

vided for, testingpurposes, and a backup power source shall be
provided..

(c)" Except as piovided in pat .. (d) and sub . (2), operating sta-
tionsshall be located in an accessible position at all required exit
doors, entrances to exit stairways, and on each floor level at the
normal exit therefrom.. Operating stations shall be of an approved
type and shall be conspicuously identified .. All operating stations
shall be of a type that, after being operated, will indicate an alarm
has been sent therefrom until reset by an authorized means ., Oper-
ating stations having a "Break Glass" panel will be acceptable . On
systems having a device to permanently record the transmission

1-Hour 3/4-Hour C

3/4-Hour 3/4-Hour C

1/2-Hour 1/3-Hour C*

* The letter A, B, or:C following the hourly rating designates the location for
which the assembly is designed, which is intended to agree with, NFPA Stan-
dad 80 . Compliance with the hourly rating is required regardless of the letter
designation

History: Cr Register, March, 1995, No . 471, eff: 4-1-95 ;

ILHR 66.48 Standpipes . Wet or dry standpipes with a
minimum capacity of 200 gallons per minute shall be provided in
the following buildings :

(1) Any building without 2-hour fire resistance or the spiin-
kler protection specified in sILHR 66:33 (1), and that has 3 or
more floor levels above the fire-access giade,.

(2) Any building with 2-hour fire resistance or'the sprinkler
protection specified in s .• ILHR 6633 (1), and that has 5 or 6 floor
levels above the fire-access grade .

History: Cr. Register, March, 1995, No.,471, eff, 4-1-95.

ILHR 66 .49 Smoke detection . (1) All buildings within
the scope of this chapter shall be provided with approved smoke
detectors as specified in this section ,

(2) A smoke detector shall be provided at all of the following
locations :

(a) In the basement ..

(b) At the head of every open staii•wa,y..

(c) 1 . At the door on each floor level leading to every enclosed
staiiway, except as provided in subds .. 2.• or 3

2, . A rate-of-rise heat detection or other smoke or fire detec-
tion device that is not activated by vehicle exhaust shall be used
at these doors in an attached garage for a building containing a fir e
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of an alarm, "Open Door" type stations may be used„ The fire
alarm operating stations shall be mounted between 3 and 4 feet
above the finished floor, as measured from the floor to the center
of the box, .

(d) Manual pull stations are not required within individual
dwelling units, except a dwelling unit which is above or below
another dwelling unit and which contains a primary exit shall have
one pull station, located at that exit .

(e) All alarm systems shall be tested at least once a month, and
a record of the tests shall be kept ,

(f) All fire alarm systems, whether required by this chapter or
not, shall be maintained in an operable condition .

(2) ExEMrrioN . Rowhouses, townhouses, and single-story
buildings in which each dwelling unit has a primary swinging exit
door at grade level are exempt from the provisions of sub(1 )

History: Cr . Register, March, 1995, No, 471, eff, 4-1-95.

ILHR 66 .51 Fire extinguishers . Portable fire extinguish-
ers shall be provided in all hazardous areas that are outside of
dwelling units„ Hazardous areas are building areas containing
heat-producing equipment, and building areas that pose a degree
of hazard which is greater than normally associated with a resi-
dence, such as areas for storing or using combustible, flammable,
toxic, noxious, or corrosive materials . All portable fire extin-
guishers that are provided, whether required by this chapter or not,
shall be provided and maintained in accordance with NFPA 10, as
adopted by reference in s . ILHR 51,25 ,

History : Cr. Register, March ; 1995, No„ 471, eff , 4-1-95

Subchapter III-
Construction Standards and Definition s

ILHR 66 .60 Construction standards and definitions .
The design and construction of multifamily dwellings shall com-
ply with the applicable requirements of chs . ILHR 51 to 53, subch

.II of ch. ILHR 57, and chs .. ILHR 63, 64, and 69, which are hereby
incorporated by reference into this chapter ,

Note : A longer-term goal of'the department is to place these applicable require-
ments in an appendix to this code .

History : Cr., Register, March, 1995, No 471, eff. 4-1-95 .

Subchapter IV-
Electrical Standards

ILHR 66 .61 Electrical standards . All electrical wiring,
installations, equipment, and materials used in the construction of
multifamily dwellings shall comply with the requirements of the
Wisconsin administrative electrical code, vol . 2 .., ch.. Comm 16,
which is hereby incorporated by reference into this chapter ..

History : Cr,, Register, March, 1995, No. 471, eff '. 4-1-95.

Subchapter V-
Plumbin g

ILHR 66.62 Plumbing. The design, construction, and
installation of plumbing shall comply with the requirements of the
Wisconsin administrative plumbing code, chs .ILHR 81 to 86,
which is hereby incorporated by reference into this chapter ..

History: Cr, Register, March, 1995, No 471, eff ., 4-1-95 .
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