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STATE OF HlSCONSIN ) 
) SS 

DEPARTMENT OF INDUSTRY, ) 
LABOR AND HUMAN RELATIONS ) 

.' 

TO ALL TO tvllOM THESE PRESENTS SHALL COME, GREETINGS: 

~ 

I, Stephen J. Reilly, Executive Secreta;,'y of the Department of 

Industry, Labor and Human Relations, and custodian of the official 

records of said Department, do hereby certify that the attached rules to 

Wisconsin Administrative Code chapters Ind 50--59, Building and Heating, 

Ventilating and Air Conditioning, were adopted by the Department of Industry, 

Labor and Human Relations on February 21, 1972. 

I further certify that said copy has been compared by me· with the 

or:l..gin~l on file in this Department and that the :::ame is a true copy 

thereof and of the whole of such original. 

IN TESTIMONY mIEREOF, I have hereunto 
set my hand and affixed the official seal 
of the Department at the Capitol, in the 
~~MadiSOn, this ~ J day of 

- ... ~ , A.D., 19?~ 

6" . 



ORDER OF 

DEPARTMENT OF INDUSTRY, LABOR AND HUMAN RELATIONS 

Pursuant.to authority vested in the Department of Industry, Labor and 
Human Re1ationB by sections 101.01 to 101.29, Wis. Stats., the Department 
of Industry, Labor and Human ~elations hereby amends, repeals, recreates, 
creates and adopts the rules of Wisconsin Administrative Code chapter Ind 
50-59, BuildinG and Heating, Ventilating and Air Conditioning. 

The rules attached hereto shall become effective on the first day of 
the, month following publication in the Wisconsin Administrative Code as 
provided in section 227, Wis. Stats. 
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Subsection Ind 50.10(3) (intro. par.) is amended to read: 

(3) All plans shall be submitted in triplicate and work shall not be 
started until plans are approved. The plans submitted shall be prints that are 
clear, legible and permanent. Complete foundation and footing plans may be 
submitted for approval prior to submitting the building plans if the plot plan, 
itemized structural loads, complete foundation or footing design calculations 
and schematic floor plans are included showing exits, windows and other pertinent 
information. The following data shall be a part of or shall accompany all plans 
submitted for approval. Items (h) and (i) need not accompany foundation and 
footing plans sullmitted prior ~ final building plans. 

Subsection Ind 5().10(3) (L) the following note to be created: 

Note: For pit d~pth and overhead clearance requirements applicable to design 
of elevat(lr hoistways, see Wis. Adm. Code Chapter 4, Elevator. 

Subsection Ind 50.10(6) is repealed and recreated to read: 

(6) Drawings, specifications and calculations for buildings and structures 
to be constructed ldthin the city li.mits of Hilwaukee shall be submitted to the 
Inspector of Buildings, Milwaukee, for examination and approval according to 
requirements of this code. 

Subsections Ind 50.10(7) and (8) to be renumbered as follows: 

(7) renumbered to (8) 
(8) renumbered to (9) 

v' Subsection Ind 50.10(7) is created to read: 

(7) Drawings, specifications and calculations for buildings containing 
less than 50,00Q cubic feet of volume and alterations to buildings containing 
less than 100,000 cubic feet of volume shall be submitted to the following cities 
for examination and approval according to requirements of this code: 

Note: Materials submitted to said cities for examination and approval need not 
be submitted to the department. 

Appleton Kaukauna Superior 
Beloit La Crosse Two Rivers 
Brookfield Madison Watertmm 
Cudahy Manitowoc Haukesha 
Eau Claire Muskego Wausau 
Glendale Racine West Bend 
Green Bay Sheboygan Wisconsin Rapids 
Janesville Stevens Point 

Subsection Ind 51.045(1) (f) is amended to read: 

(f) Type I Hollow Masonry is a masonry with calcareous or siliceous 
aggregate having an' oven-dried density exceeding 115 pounds per cubic foot. 
Type II Hollow Masonry is a masonry \"ith expanded slag, clay, shale or pumice 
aggregate having an oven-dried density of 115 pounds or less per cubic foot. 
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Subsection Ind 55.01(1) (intro. par.) is amended to read: 

(1) In the assembly hall classification are included all buildings, or 
parts of buildings, other than theaters, which will accommodate more than 100 
persons for entertainment, recreation, worship or dining purposes. 

Note: For assembly areas in connection with schools and other places of 
instruction, refer to Wis.JAdm. Code chapter Ind 56. 

Subsection Ind 55.22(3) is amended to read: 
#I 

(3) Each such opening shall not exceed 21 square feet in area and shall 
be protected by a fire-resistive door as specjfied in section Ind 51.047. 
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