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RULES CERTIF·ICATE 

STATE OF ,nSGONSIN ) 
) SS 

DEPT. OF INDUSTRY, ) 
LABOR & HUMAN RELATIONS) 

TO ALL TO ~IOM THESE PRESENTS SHALL GOME, GREETINGS: 

I, ~1JdI t ~ . Secretary of the Department of 

Industry, Labor and Human Relations, and custodian of the official records 

of said department, do hereby certify that the annexed rule(s) relating to 
Ghs. Ind 50-64 Bldg. & Htg., Ventilating & Air Gonditioning Gode 

Life Safety & Residential Occupancies were duly 
(Suhject) /}_. d . f / 

approved and adopted by this department on {#(. L /40L . 
(Da;!;e) I 

I further certify that said copy has been compared by me with the original 

on file in this department and that the same is a true copy thereof, and of 

the whole of such original. 

DILHR-ADM-6056(N.04/80) 

IN TESTIMONY WHEREOF, I 
set my hand and affixed 
seal of t department 

!~/- ,l 

of Hadison, 
~/C~ A.D. 

#" 



ORDER OF ADOPTION 

Pursuant to authority vested in the Department of Industry, Labor and 

Human Relations by seetion(s)101.02(1),101.02(15)(h)-(j), Stats., the Depart-

ment of Industry, Labor and Human Relations hereby LR:7 ereates; ~ amends; 

~ repeals and reereates; and ~ repeals and adopts rules of Wiseonsin Admin-

istrative Code ehapter(s): 

Ind. 50-64 
(Nwnber) 

Bldg. & Htg., Ventilating & Air Conditioning Code 
Life Safety & Residential Oeeupaneies 

(TiHe) 

The attaehed rules shall take effeet on The First Day Following Publication 

in the Wisconsin Administrative Register except that SS. Ind 56.03(2), 57.16(2)& 61.14(2) 

will take effect on the first day of the month, 12 months following publication in 
the Wi8consin Administrative Register, pursuant to section 227.026, Stats. 

Adopted at 

day of 

DILHR-ADM-6055(N,04/80) 

Madison, Wisconsin, this .;t'~ 
-"z-{ k , A.D., 19fL. 

UMAN RELATlONS 



Oepartment of Industry, Labor and Human Relations 

F~N L 
F'O' , ( ': ~ 

, . . . - ," 

Cils. [ilU 50-64 

IFielating tO: Bui.luing & [karing, V(~lltiLlting & Air ConditionLng 

C(Hk - LiCl' S:lCl~ly l\ [\l'sidl'llti;il Occu[)allcies 

IJJLJII\-ADH-()053 (N. 04/80) 



Adl\\ini..'3trativ~ nllJ~'s tn l.'epeal s. Tnrl 51.();2 (14) (a) .3; to renumber s. Ind 

[~'I.Ol (102a) to be Inrl '11.01 (102b), s. Ind 51.01 (114a) to he Ind 51.01 (114b)i 
to iiln'.~n,l ss. Inrl 51.0'1 (1), InC! 51.02 (14) (a) 2., Ind '11.03 (S), Ind 51.03 (7) 

(,,), Ind '11.03 (7) (b), In(1 51.23 (6), Ind 5'1.27 (7a), Ino 52.01 (2) (h), Ino 
')3.(~4, In(l 56.03, Ind (,'I. 14; to repeal ano n'!cnC!nte ss. Ind 51.03 Tahle A, Ind 

',1.22, Ind 54.17, Ind SS.34, Ind 56.1R, ch. Ind 57, Ind G2.50, A53.64i to cr~ate 

ss. lncl 51.01 (lga), Ind 51.01 (36a), Ind 51.01 (36]), Ind 51.01 (36e), Ino 
,)lJ)l (37a), Ind 51.01 (38a), Inc1 .')1.01 (38b), lnc1 51.01 ('11b), Ind 51.01 (80a), 
In'l ')1.0'1 (102a), Ino 51.01 (114a), Ind 51.01 (119a), Ind 51.01 (11gb), Ind 

S 1 . 0 1 (1 30 a), I n el 5 1. 0 4:1. (7) , Ind 5 1. 1 65 ,In li 5 1 .1 () G, I n ei 5 1. 1 67, I n c1 5 1. 24 
(10), In(l 51.245, Ind 52.22, Ind 52.23, Ind 54.14:;, Ind 58.27 (4), Ino 59.23 

(3), A51.22, and A5'1.07 (3) relating to Life Safety iilld Residential Oecupaneies. 

.. * * * * 'k * * I< I< )( k :~ 'k * * * * * * 'k 'k k * * k )( * 'k * * * * * * k * * Ir * 

Analysis of Rule's 

The Division of Safety and Ruildings of the Department of Inoustry, Labor 

and HUlI1an nelat~ions is l.'esponsible for the pJ:otnulC]F.\I:ion of the Building and 
HeClting, Vent:ilating all'l Air Conditioning C:ode, chapterR Ind 50-64. Seetions of 
tlJ<! CO<l'" dn~ being rev.i:3(~(1 to update Clncl expClI1fl the lif8 safety-related provi-
co i<JllS of the code and to cr,~atc~ rl l1elv ehapter rtcklr"C!.s::;ing only residential occu
pancie~:;~ 

Tlj" life safi'!ty J:elat(~d rules incluo .. '! ]11:ovi8ion8 for more stringent smoke 
,J,>!·,,,cl.')C requirements f<le lil,\'/ COIlStl'ucL.i,ol1 and n~t[odctive dflplieatiofl of 

,~U II:~" Lee,! LI i relGc'n ts, j!',)l' tel JJ le f L t'e cxt inlJui~; III~ LS .lS spee i f ied in NFPA S tanda rd 
;~,). 1()'-1978, mailllal Eüe .1.1.11.'11\ sysl:elllS fOl: of[iee buildings, definitü'>ns for 
lll<cdl1S !.Jf egJ:ess CUIGpUn~~llts, class of cons truel: ion, egress identifieation and 
d,~,:r}SS dnd a new occupancy chapter to address resioential ocellpancies separate 
f !'UIL1 health eare Eacilities and places of df.~tl"ntion. 

A * * * * * k * * * k * * * * * * * * * * * * * * Ir * * * * * * * * * * * * * * 

LOUL;llclnt to the authurity vesl:ed ,in the state ()f 'disconsin' s Department of 
111,lustry, La])ol~ diHl ilUlllan 11eleitions hy s. 101.02 (1) and ss. 101.02 (15) (h) 

t.'lHJugh (j), Stats., the Department of Industry, Labor and !lwrlan Relations 
I\(>n,by r<:,p{~.:lls, creates, aml~nds and repeil.ls and n,creates rules interpreting s. 

1!)1.02 (1')) (~) through (j), stats., as fo110\<1s: 



SEC'l'ION I. Ind 51.01 (1) is amendt~11 to r:edtl: 

Ind 51.01 (1) A€e-L....sB8-R-'f-ROOM "Aceessory room" means any room or enclased 

flt)'Jr space use\l for edting, cooking, bathroolns, Ivai:er closet compartments, 
ldl\n.1ries, pantries, fOyt:;l:S, hallwaysT and other silnilar floor spaces. ROOII1S 

de,,;J.t3nated as recn:~ation, stucly, dt~n, Eamily rouin, office-,----et:-e-r, and other 

silrlilar [loor s..r..aces, in addition to hahitable rooms, <1re not considered 
a t'.>:!ssory roolns. 

SECPWN 2. Ind 51.01 (1ga) is erea.tec1 to ce~.id: 

Ind 5'1.01 (19a) "Corrununity-based l-esic1ent.ial fi'lci.l.Lty" means any place 
\vlle'l"," 'l OI' llhJn~ unn~lated dc'lult.s reside in vlhi.ch eace, treatment or serviees 
ab'JVf3 the level of roolo and board but not incllHHng nursing eare are provic1ed to 
l">l"~;,)JJS n~si,'!ing in t.he' t:ilcilLty as a pl:i.lIldly Elll1etinn of the facility. 
"C<)lrununitY-'based l-esl<'lentictl facilLty" dae!'> not include a nursing home, except 
I:hat Ule departrnent of health and sociill servi.ees Inay designil.te il. categoLY or 
'~dt'~<J()ries of intennc'(Udt:f~ Ciu:e EaeilitLes which serve Eewer than 20 resieients 
and which otherwise meet the det:inition n[ this subaaetion to be lieensed and 
r,,"'julcltec! as comlTIunity-based residential f'l.cilities. The reeeption and eare aL 
tl''c'at:neJlt of a person in a convent nr Eaei 1.ity ownell or operated exelusively by 
and for 1'1ernbers of a reliejious order 1311<'111. not con~,tittlte the premises to be a 
"r;<JI'1JnUlli t.y-based resitlentL1l faci li ty". 

Ind 51.01 (36a) i.s createli to rearl.: 

Ind SLl)l (:36<1) "Exit" lTIe<'lns Uli1t portion of a means of egress whieh is 
~;'>jl,1r,:it:(Jd fn)1Il aLL othec spaces of: the buildi.ng or strneture by construction 
pY'JV Lding a p):otect~d WdY ot: travel to the exit eiiseharge. 

SEeT [UN 4. Ino 51.01 (36b) is createll to reati: 

lnn ',1.01 (36b) "Exit acces,," means that portion of a means of egress 
, ..• d-l~(~tl 11~ .. }ds t.o an entcance to ,"111 exit~ .. 

Ind ':'1.01 (3(ic) "ExiI: "leees:'.; (loor" lI1'C'<1ns any donr that leaeis to the exit 
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SEcrrON 6. Ind 51.01 (37iJ.) is createel to read: 

Ind 51.01 (37a) "Exit cHscharge" means that portion of a means of egress 

bet\vcen the termination of an exit and a street, alley, court or a public way. 

SEe'E lON 7. Ind 51.01 (38a) is created to read: 

Ind 51.01 (38a) "Exit door" means (t door that leans from that portian of 
Uw 1l1(~.:Ins oE egres:3 ):1101vn as the exit ilccess to 1:11e outsine of the building or 
to a r'2quired exit, such aS a stainvay, slnokeproof tower, ramp or horizontal 
e>-:i.t. 

SEC'l'ION 8. Ind 51.01 (38b) is created to read: 

Ind 51.01 (38b) "Exit passageway" meuns a horizontal means of exit travel 
thelt is protecte,,! fr,,)m Ll fire in a manner similar to an enclased interior exit 
s tair. 

SECrIUN l). Ind 51.01 (71b) is created to read: 

Ind 51.01 (71b) "Bousing for the eh'lcrly" means a residential occupancy 
bullrling tlll~ constructi,on of which is finaneed hy sU,le nr fe(1eral agencies \vith 
()(,(;II[l<lilCY limit~cl to eld'21-1y peop1e meel:ing speciFi,r:: rUJe eriteria as speeified 
!lY the finaneing agency. 

Ind 51.01 (80a) "~leilns of egress" means <t continuolls antI unohstructed way 
oi .';>(it: tl'avel Erom any [lOint in <t huil(Ung Ol' stnlctun'! to a street, i'\lley or 
'>Jllct. A means of egcf'ss consists of 3 r3(~pac.:"\te pilrt:s: 1) the exit acceSSi 2) 

'::'\1' e)(lti and 1) the exit (lisehaLge. A mean:c; of ,~<]n~8s inelunes the vertical 
~nd hOI-i;7,ontal ways 01' tc,'!vel onel sh<tl1 inelud.'! intecvening roolU space,' door
ways, hall,./ays, GoreieioLs, [li'lssa<jeways, balconi,,~.s, ramflS, stairs, enclosures, 
lobbies, horizoiltal exits and courts . 

. s!~(:'rrl)l~ 11. Ind 51.01 (I02a) is renumberecl to be Ind 5'1.0'1 (102b) and 51.01 

( IOJa) is creat<:~d to rea(l: 

Ind S1.01 (10la) "Place of /\bo<~e" means .1 resUlentiill huil(Hng or part of a 
I-'c:;i,i'''flt lill bui lcHng \1sl'!d as follows: 

(a) Oeeupieil as il re.sidenee of 3 or mon; felmi 1 ies li ving independently or 
f}f'l:ullie,'j hy :2 such fami 1ies ilnd ns,~t1 alsn E01: bUS.iness purl'0ses, or 

(1,-,) Occupi<~cl for sle'?pin<] OI' lO<1<]ing pnrposes hy 3 or more persons not mem
lh.'r:; ,)f tlH' sa,me falllily. 

S EC'['IU!\] 12. Incl. 51.01 (11403.) is renllmhered t,o be Ind 51.01 (114b) and Ind 51.01 
(114a) is createo to read: 

Ind 51.01 (11·1a) "How house" means a place of abode not more than 3 stories 

in hei<]ht, arranged to accommodate 3 or mOl:e attached row living units in which 
f,ach living unit is separated from the adjoining unit by a verticctl oecupaney 
sepClration of not lesG than one-hour fire-re~3istive construction, extending from 
the basement or lowest floor to the under side of the rooE deck. 
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SECTION 13. Ind 51.01 (11ga) is created to read: 

Ind 51.01 (11ga) "Sleeping area" means the area of residential bulldings in 
which bedrooms or sleeping roams are located. Bedrooms or sleeping rooms 
separated by other use areas such as kitehens or living rooms, but not 
bathrooHls, are considered as separate sleeping areas. Eaeh individual raam or 
suite of rooms in hotels, motels, dormatories or congregate li ving faeilities is 
considered a separate sleeping area. 

SEC'rrON 14. Ind 51.01 (11gb) is created to read: 

Ind 51.01 (119b) "Smoke detector" means a device which detects partieles or 
products of combustion other than heat. 

SEC'I'ION 15. Ind 51.01 (130a) is created to read: 

Ind 51.01· (130a) "Townhouse" means an apartment building where each living 
unit is served by an individual exterior exit with in 3 feet of the exit 
discharge grade. 

SEC'rION 16. Ind 51.02 (14) (a) 2. is amended to read: 

Ind 51.02 (14) (a) 2. The elevatian of the first floor and the sills of all 
reguired exit discharges from the first floor shall be at or not mare than 6- 3 
feet above an exit discharge grade. 

SEC'rrON J7. Ind 51.02 (14) (a) 3. is repealed. 

SEC'rrON 18. Ind 51.03, Table 51.03-A is repealed and reereated to read: 
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SECTION 19. Ind 51.03 (S) is araended to read: 

Ind 51.03 (5) EX'l'ERIOR ~!ASONRY, PRO'rECfED AND UNPHO'rEC'rED (Nos. SA AND 5Fl) 

(a) i\ building is of proteeted _or unproteeted extet'ior masonry eonstruetion 
if all ette-l-o~~ exterior vlalls are constrlleted oE masonry or reinforeed 

c'JJl,;r,~te or of other materials in eomhination wit.h a minimwn 6 ineh nominal 
mdsonrv veneer wall anli iill building elemeni:s are' as set Eorth in 'rable 51.03-A 

unless otherwise exemptell. 

+'-E-x-l--eri--o-r---m~)~:H:-s----s.ft~errd--"l"-ö-t+te--t1 rt (l~,l. ~e-e-f-p~~ 

T1"rh~ of joi-~t-g-c)+-h-enri~ert\tS und tr lI!"5ses • 

~ree~-~-betwee-n---pl"Crjeeti·rrg-~~'~j~·ttftm--er-l~~~e 

Fi-r",õt-oppe-d-with--1"tcnnin nl 2 i Il el, woo-d-b-1-;:,ck-inry-;:, f r i gh! li 0 ,\'C1JmJ-mst1:-b-l--e---mtrte:r-i-t't'l' 
t('7--t-h-e---t:trt<'\~f--·the--l:''--~-e-ck-:i:n-go 

t+Ott~bd. 2. is---not:-interrch~d to l~rohihlt--op>~~ to prov±tle 
at1...--±<:---Ce-l--l-~.-

-3-;---fri-gh-t-POTI1'" 1 f, (J f (nmhust-i-+rte-m?tterirl-s--ml'l y--he u s e d --±n---e:-..ter±crr---wn-H:
Tt'"<j1..ri-ri-n-g----Ne-8--h-ou-r---t-,"l.tllIg up tu a-±-irnit of---tB'Il of the-----su1,-ttlCe er~ithilJ nllY 
-HHj-----l--±-n-e-l'~ t 0 f t+re-bu± ld i rt 9 . Plre---oo·ct-om----o-f-t+rejJetnd~--shtil:±___be__at__l-e el t, t 1 2 

iCee-t--above grrrde. 3m::h----pane-'l:-s---'.rill-be--irrc-l-u-deL+-:i.1I the decoraLive Lrilll allowance 
perl:'i-tte'1--by----~....--I-nd_----5__1--;-H-2_--H_5+. 

(b) iill buildings of -l--h-i-s !:..1~~)I._ classification shall not exceed a height 

'Jr 'JO f,-~et, in which lleiCjht there sball be not more than 4 stariesT' and all 
~L1.~}--,1i.n'l-s of Type Sl:!_ elu.ssiE ication shall not execed il heiqht of 40 feet, in 
101111c)1 lieiqh t there shall bc: not mort, than 3 stor 1es. 

(e) The interior struetural Eraming shall be metal, reinforced conctete, 
mc,su:lry or wood. Fire protection of metal üt- wood struetural members may--be 
011t-.i:-t:t-e-d---e~ tllat t1+l:-----s-uch-----me-rttm..~-in~--±n-g-m-~·:Y ill ell par t 
D~---hu-±-l-d-±tt-gs_o_['-----ft~--t-h1'.t1'r-ön_e__s1..~-l-l:_____be----o-f---me t al, l."e-in-f"-O"l.~ce d e ö r j e 1: e t e ö r 

rrra-:sonry-I'Tith--~-one-h-ou-r-----f i r e J. e.., i st±--ve----prot e c t iO! ( --or-support-.i:rrg 
n=t-trh sllall be as speeif ied in 'l'able 51. 03-A. 

(J) In walls where fire protection is re~uired, the hottom of lower flange 
of steel lintels supporting load-bearing l11iHlOnry sho11 he protected for openings 

";':C.~r:'lji.n(J 12-foot spans. 

(e) Floors, rooEs, partitions and stairs may be of wood but no jaist, 

raftyr, stl"-] 01' stringer shall he less than:': inches in nominal thickness. 

(f) Bays, o1'ie18 and similar exterior projectians from the walls shall he 

':"Il~;~.nlcted oj' mat.erial \'Ii\~il fire-resL.,tive rat:in'Js rtS r:e'1uired Eor exterior 
,",'3] ls. 

(g) A mansarri shall he construeterl entirely of noneombustihle material or 
fire-retardant treated wood iE it is subject to one of the following conditions: 

1. lf the mansarri is closer than 20 feet to the acljoining property lioe or 
other buiJriing(s) on the same property; or 



2. It the vertieal projeeteel area of: t.he mu.nsanl exceeds 30% of the area of 
the wall surfaee to which it is Rttaehed. 

+h) PenthouseB an:d-e81-e:t'-----reo-f--st-rttet-u-re-<s--sha+-l-~~al18 of----no-n--
-cefftb-u-st'--'i:-hl:-e-~'t-±-ön------."tn-d---_roo__f__-----f-rftm±-l"tg___--a-n-d----=-v-e_r_±_rtg~qtted------l~ 

-spe-ei-H-e-e------i--ft--1'-ili?-i.--e-----5--1--.---{)-3-A---.--

_th) Light panels of combustible materials may he used in exterior walls 

F<?'juiring NC-O hone rating up to alimit ?f 10'5 of the surfaee area within any 
100lineal teet of the building. The bottom of the panels shall be at least 12 
feet above grade. Such panels will be ineluded in the deeorative tr im allowanee 

J2.ermitted by s. Ind 51.02 (15). 

SEC'rrO~j 20. Ind 51.03 (7) (a) is atnendeel to read: 

Ind 51.03 (7) (a) h huilding is of wood Erame protected construetion if the 
3t~uctural parts and onclosing walls are of protecteel wood, or protected wood in 
cumbination vlith other mated_als, ',vith fire-resistive ratings -ets- at lea st equal 
to or hetter than ,those set forth in Table 51.03-A. Except as speeified in s. 
Ind ~!..~} __ (il._L~_ iE such ~!nclosing walls cll~e veneen~d, eneased or faeed v/ith 
~c;tune, brick, tile, COllcc2te, plasb"!" or metal, the huilding is a180 termed a 
',,'ood [rame protected building. 

SECTIO[\) 21. Ind 51.03 (7) (b) is arnencled to ccan: 

Ind 51.03 (7) (b) nLI huildings of this classiEication shall not exeeed a 

lH:ight of 40 teet, in I-lhich heiIJht there shall be not mare than -2- 3 stories. 

SECTIOt,j 22. Ind 51.042 (7) is created to read: 

Ind t:) 1. 042 (7) In one-hour fire-resistive ratell construetion, the ceiling 
may be umiLte,'! ol/er unu~].-\ble erawl space not mon;! than 42 inehes in he:i,ght and 
t]1t-:' floolin~ may be omit~t,ed where unusl-ible sl)ac(~ occurs abovc. 

~;E("['lUN 2'3, Ind 51. Hi5 is createel to rea"l: 

Ind 51.165 STAIRWAY IDENTIFICATION. All stairways serving 4 or more stories 

shall have each floor h:vel or story identiEied on the stair side as to its name 
nL' lJumber I,itil a permanent si<]l1 having letters or charaeters at least 2 inches 

i I J 11 f~ i lJ h t . 

,SEcnON 24. Ind 51.1GG i.s ereated to read: 

Ind Sl. 16G BASEMENT STAIRlvAYS. \-1here a basement stairway and a stair-;"ay to 
riIl lIpper floor tenl1inal:e in th~, same exit enelosure, an approved barrier shall 
be pr,,,lvi.Jed to pn~veJlt l)t-~rsoIls from cOIltinlling Oll into the basement. 
II1Llmil1dt-=d exit: si<]l1s shall be provided to clearly indieate the direction of 

SEc'rION25. Ino 51.167 is creal:eo to read: 

Ind 51.167 EXIT ACCESS. Exit F\ceess shall oe so arranged that it will not 
]:,,:, 11(~cC'ssary to trclvcl thr'-)\l'jh any area of: ha~arrl in order to reach the exit. 

Note: See ss. 1'10 5'l.1<l, Ind 55.29, Ind 56.15, Ind 57.20, Ind 58.24, Ind 
'",)1.02, Ind 59.21, Ino 60.25, Ind 60.37, Ind 62.32 for additional requirements. 



-7-

SEC'l'ION 26. Ind 51.22 is repealed and recreated to reCld: 

Ind 51.22 *FIRE EXTINGUISHERS. (1) GENERAL. 7\11 required fire 

extinguishers shall he approved by the department, .'l.nd shall comply with the 
provisions of NFPA No. 10-1978 - Standard for Portahle Fire Extinguishers. 

(2) INS'fALLATION. !~ire extinguishers as speci fied in chs. Ind 54-62 shall 
be installed as specified in NFPA No. 10-1978 - Standard for Portable Fire 
Extin'Juishers. 

(3) MAINTENANCE. All portable fire extinguishers, whether required by ehs. 
Ind 54-62 or not, sha11 hc maintained in operable condition as speeified in NFPA 
No. 10-1978 - Standard for Portable Fire Extinguishers. 

:3ECPIUN 27. Ind 51.:23 (IS) is amen(ied to redel: 

Ind 51.23 (6) ~IN'rEJiANCE. All installec1 automatie sprink1er systems...!... 
~hetJ1er ~~uired by ehs . __ Ind 52-62 or not ( s11a11 be properly maintained for 
t,[ficient service as specified in NFPA No. 13A-1978 - Standard for the Care and 
l-1ai ntenanee of Spr inkler Systems. 'l'hc emp-±-õy-L"-t'-ft Empl~~s or ovmers sha1l be 
l~,~sllt)nsible for the conditioll of +ri-3- :their sprinkl,~r system and shal1 use due 

,li ligelJce in keepin'J tht~ systt~Jn in good opecal.:.ing cOlJclition. 

SU~'r'I\)N 28. Inel 51.24 (10) is ereated to reda: 

Inel 51.24 (10) r'IAIN'I'!~NANCI~. All fin~ alarm systclns, I'lhether required by 
t;lj,o; CO<1'= or not, 811a11 he mai.ntained in an nperahl(~ ennd.i.t1.on. 

SEl."[' fuN 29. Ind 51.245 is created to read: 

Ind 51.245 SMOKE DE'r~X'~ORS. (1) GENERAL REQIJIEEMEU'l'S. All required slnoke 
,1<:L,,,,;lucs slldll be appl:dvcrl by the <lepart1l\ent al1,1 shall eomply with tho provi
si,~,r.s oE ~lFPA No. 72E - 1<)78 - Stan,}ard on Autornatic 1"ire Deteetars or NFPA No. 
7·1 - 1')30 - llous,c;hol<'l. Fire ,varning Equipment. 

(2) INSTALLATION. Smoke deteetors and smoke detaction systems sha11 he 

installed in aecordanee with the provisions of NFPA No. 72E-1978 - Standard on 
Automatie Fire oeteetors or NFPA No. 74-1980 - IIousehold Fire Warning Equipment 
and i.n aeeoedanee wit.h the manufacturer's directions and speeifications. 

(3) l1AINTENANCE. (a) 'rhe owner shal1 be responsible for mahltaining the 
s:aol:e detectors and the smoke detectian syst.em in good working order. 

(b) Tenants sha11 be responsible for informing the awner, in writing, of any 
sl:1uJ:e detector rna1fllnctiofl, inelu<iing the need for a new battery. 

(e) 'fhe owner shal1 have 5 days upon receipt of written notice from the 
tenant to repair or replaee the smoke detector ar replaee the battery. The 
ol-lf1er sllall rep1aee hatteries at the beginning of a new lease and at least 
annually. 

(d) The owner sllall furnish to the tenant written notice of the respon
.sibilities of the tenant and the obligations of the owner regarding smoke c1etee
tor maintenanee. 

*See Append.ix for Eurther explanatary material. 
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'SEel'lON JU. Ind 51.27 (7a) is dmended to r.edd: 

lnu 51.27 (7a) National F'ire Pcotection Association, ~A-t-±-a·ntic AVetH:l€-;-

11tr~t-trfT', Batterymarch Park, Quiney, t-lass. 92210, .92269, STANDARD FOT{ PORTABLE 

FIRE EX'rINGUISHERS, NFPA No. 10-1978; STANDArm FOR THE INS'I'ALLNrION OF SPRINKLEH 
SYS'l'EMS, NFPA No. 13 1974-;- 13-1980; STANDARD FOp. THE CARE AND MAIN'rENANCE OF 

SPRINKJJER SYSTEMS, NFPA No. 13A-1978; S'rANDARD FOR THE H1S'rALLATION OF 

CENTJUFUGAL Fl RE PlJMPS, NFPA No. ~9'+4-, 20-1980; STANDARD POE IvATIm TANKS FOR 

P JU V l\ 'J' E FlRE PROTEC'ntlN, NFPA No. ti--+9-14-, 22·-1978; s'rANDMm FOH OUTSIDE 
fO Hu'rECT rON, NFPA No. -2-4-·4-9-7-3-;- 24-1977 i STANDARD FOH THE I NSTAI,LA'l'Iml OF 

OIL-BURtUNG EQIJIPMENT, NF'PA ['lo. 31-1978 i NATIONAL FUEL GAS CODE, NFPA Ho. 

') 4-1974; STI\NDI\RD FOR CENTRAL STA'rION PRO'rSC'l'IVE SIGNALING SYS'rEMS, NFPA l~o. 

-'t+-.t+"l-4-;- 71-1977 i STAtWARD FOR ADXILIARY PHo'rEc'rIVE SIGNlI.LING SYS'l'EMS, NFPA No. 

-'h:u-1-9-7-4, 72B-1979; STAiWARD FOR REMo'rE STATION PIWTEC'rIVE SIGNALING SYS'l'EMS, 

I~ FP/~ Ho. -=t-z."'-C----4-9-M-;- 72c-1975 i STANDARD FOR PROPHIE'l'ARY PROTEC'l'IVE SIGNALING 

SYS'L'EMS, NFPA No. 728 19-7-4" 72D-1979;., S1' ANDARD ON li. (J 'I'OMA'.rI e PIRE DETEc'rORS, Nl"PA 

No. -=t-z.'1.f:-4--9-+4-J-- 22..~-1978 i ~TANDARD FOR HOUSEHOLD FIRE \>JARNING EQUIPMEN'r, NFPA No. 

74-1980; MANIJAL ON CL~ARANCES FOR HEAT PRODUCING APPLIANCES, NFPA No. 89/11-1976i 

STANDAJW FOR THE INSTALLATION OF AIR CONDITIONING AND VENTILATING SYSTEMS, NFPA 

No. 90A-1981; S1'ANDARD FOr< CllIr1NEYS, FIREPLACES MW VEN'l'S, NFPA No. 211 19-7-7-
211-1980. 

SEC'['[()N 31. Ind 52.01 (2) (h) is cllnende(l to read: 

Ind 52.01 (2) (h) Maintenanee. All life safety systems required under this 

s~ction shall be tested and maintained in an op~raJ)le conctition. All installed 

aut(~mat~~rinkler system.s shal~ be maintained as speeified in NFPA No • 

. "!..~~.=-1~7~ - Standard for the Care and t1aintenanee of Sprinkler Systems. A copy 
cif Ul'~ test repor-t shall be kept on the prell1ises. The local fire department 

;;:1<111 be notLfi,~(1 wh(~nt've)~ the lLfe safety systems aee "hut down for repilir and 

\v! ll'r~ J~l_ ;~(::<~<!_.~'!.~ i_n_--,s..~c:.v.i~<::, ' . 

Ind 52.22 REPAIRS .. Evecy bu.ilding shall be kept in good repair an!'! the rooE 

;;\:d 11 b", maintained t<l [ll'<~vcnt lcal;3.gG. l\Il ra in',l.ltec shall be so drained and 

C')ilV,:,ycd to prevent (iall~Jnes::; in the walls and eei.lin.g:3. 

sF;~."l'[(nl JJ. Ind 52.23 is ereate(i to read: 

1,,(3 ",2.23 CLEI\NLINE~. Every bu.il rHng, inclucUng connccting yards, courts, 

lY!:';:';}']'.;:3, .1cea~, 01' alleys, shilll be ];Qpt clean, and sho.11 also be J.:ept free Ecom 
.:111/ dccl.UnuL~tioIl 0:: dirt, Eilth, rubbish, qar~H(Je, or. othel~ matt:.er. 

Ind 5J. 64* WlOD FOmil.:)l\TION~. Foundations for 2-story buildings of type ::t-
[·ttl~-J 8 cons truction or_3-story buildings of--.:t:YEe 7 eonstruetion may be 

cons trueted oE treate,i v/ood \vhen the design is based upon the soil bearing 
va lu",,:] contained io -s-e-e-t.~ s ~ Ind 53.21 and the struetural (3esign is in aeeor-

daJl'-:>? with the standareis listeli in -s-eet:-i-e-lT s. Inn 53.S1. All pressure-treated 

10/00'1 an'l plywood shall hf; t.:.ceated and identified in aeCOLdanee with adopted 

~;Lindards of the 1\r:lerican I'lood Preserve1.'S BureilLl +I-n<:t--5-lr2·1--~ as specified 

in s. Ind 51.27 (6a) . 

.. Se l? Appenrli x li. for Eut'ther explanatory ma tee ial. 



Nate: Seetion Ind 51.02 (4) (b) 1. b. requires that exteriar walls below 
the first floor struetural system be eounted as a story when eonstrueted of 
materials other than masanry or eonerete. Therefore, buildings utilizing wood 
['.Jundations will be li.mited to -,2- l levels (e-n~ 2-story and basement, ene
~Wt'-y 2-story and groun(l Eloor t or -2-~ry ~~tory vlith wood frost '",all). 

SEcrrON J5. Ind 54.145 is createa to read: 

Ind 54.145 *FIRE EXTINGUISHERS. Portahle Eire cxtinguishers shall be pro
vided and maintained as speeified in s. Ind 51.22. 

SECElON Jb. Ind 54.17 is repealad and reeeeatad to read: 

Ind 54.17 ~'IR~~I,ARl1S. (1) FAC'fORY AND \"JORKSHOP. A manual rire alarm 
curnplying with the requirements oE s. Ind 51.24 sha11 be provided in evet'y fae
tocy ar workshop where more than 10 persons are employed abovo the second storYt 

except as Eollows: 

(a) BuilJHngs provh1ed with a cOll'\plote automatle sprinkler system; or 

(b) flui.l,iillCJS of Eire n~sistive type 1 or 2 eOllstl:'uction whose eontents are 
1l011,:,)mbust. ible. 

(2) OFFICE 13UILDINGS. /l. manual fi re alanG complying with the requireraents 
uf 'i. Ind 51.24 shall be pl'ovided in ütEice buile11ngs complying with either oE 

t;u': f()llo'~'illg cunctitions: 

(a) Four stol'i\.~s or more in heigllt; or 

(b) 15, 000 squan~ fe,"t oc fl\on:~ on any floor level ahove OI: belo'", a floor of 

" I:i t: rl i schdrge. 

Ind ').S.34 *FIRE EX'fINGUISHERS. Portable Eire extinguishers shall be pro
viJed dnd maintained as speeiEi,~d s. Ind 5'1.22. 

,:;l.;!."j'Il)N JH. Ind 'lC.D3 i,,, amended to U!i1'l: 

Ind 56.03 PROTEC'rION OF BASEMEN'E LEVELS. ill GrmEHAL REQlJIREMENT. 
l31ti hlinys with basements shall at sueh levels be proteeted with an approved 
a uh)lnat: Le sprinklel' system as specified in s. -{-Iru1 51.23+ or an approved automa
t i.,~ SII\<)l<:e ,Jeteetion systemt as speeified in s. Ind 51.245, either of which sha11 

hp "l,,:ci:cLea11y COnl\l~ctel1 tn the requirec1 Eire alann system. {-:H1cl 56.+9-}-..-

(2) RE'l'HOACTIV.['l'Y. ExistinLbuiloings whieh (10 not conform to the r~uir~

rnents speeified in sub. (1) on or after the effeetive date of this subsection 

:3ha~~OmI?1y wit.h the f01101>1in'1:.. 

(a) The eorridors in the basement shall be proteet~d hy an approved smoke 
detection system; and 

(b) Such systems shall be installed in aeeoroanee with NFPA No. 72E - 1978, 

Standard on Automatie Fire Deteetars or NFPA No. 74 - 1980, Household Fire 
\\la~ning Equipment t but. in no ease shall smoke deteetars be spaced more than 30 
feet apart on center ,~F mare than 15 feet from al2Y wall".. 

*See i\ppelldix A for EllJ:ther explanatory material. 
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SEc'rION 39. Ind 5G.18 is repealed and recl~eatecl to read: 

Ind 5G. 18 *FIRE EXTINGUISHERS. Portable fire e;,tinguishers shall be pro
·"ided and maintained cH; speciEied in s. Ind 51.22. 

SEc'rION 40. Chapter Ind 57 is repealed and recceated to read: 

CHAPTER IND 57 
RESID8NTIAL OCCUPANCIES 

Ind 57.001 SCOPEo (1) GENERAL. 'l'he requirell1ents of this ehapter shall 

apply to all places of abode, ineluding, but not limited to, apartment 
bl.lil.iings, garden apartments, raw hauses, town hauses, condominiwns, hotels, 
Tnotsls, rooming houses, dormitories, convents, monasteries, homes for the aged, 

co~nunity-based residential facilities constructed on or after the effective 
datl~ of this section and serving 9 al' mare unrelated adults and any community
bas(,j reshlential facilities located in existing huil<'lings on or after the 

efEective uate of this section and serving mare than 20 unrelated adults. 

(2) EXEI'1PTION.';. '1'he cequirel11ents of this ehapter shall not apply to the 
follOlving: (a) one- and 2-family dwellings; (b) motels, tourlst eourts and simi
lar aeeupaneies having separate hulldings containing not mare than 2 rental 
ullits i~dc1l; (e) migrdllt labor calnps; (d) health Cdce Eacilities; (e) places of 
del~l~nti •. )!1i (f) cOl\1Jl1unity-based residential faellities eonstrueted on or aEter 
Uje effeeti.ve date of this seetion and servinl} 3 to 8 unrelated adultsi and (g) 
CClj i1Jl\ullity-based residentia 1 faeilities, serving 9 to 20 unrelated adults located 
in existing buildings as speeiEied in ss. Ind 61.001 (1) and Ind 61.01 (7). 

Note#1: See chs. Ind 20-25 - Uniform Dwelling Cnde, Wis. Adm. Code, for 
r';(lllin~lnents r<?gdl:ding OrH,- and )-f2\llüly dwellin'Js. The n~(luin~ments of chs. 
I [Id )()-2'i, \vis. l\dm. Cndü, alGo QPply to n~\vly eon~,tr.l1ete<'l community-hased resi-
.1("llt-irll raeilitiee; sel-vin') 3 to R unrelat:e<'l Bclults. ( 

1\j()te 112: See ch. In(] 201 - Migrant Laboe Camps, l\'is. Adm. Co de , for require
mellts regar,Jing migront labor camps. 

In ('1 57.01 CONSTRUCTION. (1) GE:NEHAL. For t11e purpose of determining the 
maleilnum height and area of huil(1iogs and structures within the scope of this 
cha11tpr, the huilding's eonstruction shall be elassified in aceordanee with the 
'>Jllsl:ruction stanoariis as speciEied in S. Ind 51.03. 

Note: See ss. HSS 3.40 - 3.65, Wis. Adm. Code, for additional construction 
c~luirements pertaining to community-based residential facilities. 

(2) LIVH1G UNI'f SEPf\RA'I'ION. Eaeh living unit: 5h2111 he separated from other 
livil1'j unit8, common use areas and from the f~x:it access eorridors with not less 
than one-hour fire-resistive construction. 

*See !\ppendix A fot- ELlJ:ther explanat.ory material. 
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(3) BASEMENT AND GROUND FLOOR PROTECTION. (a) Except as provided in par. 

(b), the eeiling of a.l.l spaees, except those within individual living units and 
ecawl spaees loeated below the first story of all residential buildings shall be 
proteeted l-lith at least the equivalent of one layer oE 5/8-ineh type X qypswn 
wallhaard with taped jolnts. 

(b) 'rhis subseetion sllall not apply to bulld.lnqs where such spaees are peo
t,~,;t'c'11 by un approved autolHatie sprinkler system. 

(<1) G}\RAGE SEPARATIOt'-l. (a) Detaehed garag(~s eons trueted in eonj unetion 1'1 i th 

['ofoidentia 1 oecupaneles shall cOlnply \vith the require1nents of ch. Ind 59. 

(h) Attaehed garages, larger than 500 square Eeet in area, eonstrueted in 

c'~JlJjllnction I>lith res.identirü oecupaneies shall cOInply vlith the requirements of 
ch. Ind 59. 

(e) 1. Attaehed 'priiges, 500 square Eeet or lass in area, or di vided by 
walls Ilaving at least a une-huur fire-resistive rating into area s of 500 square 
[eet or less, shall b(~ Gompletely separated from the residential occupancy by at 
le~st one-hour fire-resistive rated construction. 

2. Facilities for n~pairins or fueling velüeh~s within the garage shall be 
pr,)11ibite<'1. 

Ind 57.02 ALLmoJABLE HEIGHT AND AREA. (1) GEN8RAL. BuilCiings and struc-
t ell"e:,> witlün the scope of this chapter shall not exceeo the height and area 
li.lnitCltions speciEied in Table 57.02. 

(2) ALLCMABLE HlCREASr; IN FLOOf~ AREAS. (a) 'yhen the entire building is 
pr<>t"cted b}' an autornaI:-. Le sprinklar system, the anJ.as in Table 57.02 may be 
iW:'fc'd::ied by 100'1>. 

(b) 1. t~o building sllall be limited in arei'! when oivided into sections Vihich 
do not exceed the maximurn areas tabulated in this section by vertical di vision 
",al1s. Such vertical division ",alls shall exteno from the foundation to the 
ilndel~sUle oE the rooE d,~ck and shal1 have at least the following fire-resistive 
rdLings: 

a. 2-hour for type 4, SA, 58, 7 and R constructian; 

b. t'IC-2 hOlle EOt' type 3 and f) constructian; and 

c. NC-3 hOllr Eüe type 2 eünstruction. 

2. All openings in such \.;"lls shall he protected by fire-resistive eloor 
d:3:;i":l\lJll.(~S dS speeiE i(~d in s. Ind 51.047. '1'he doürs protecting openings in such 
',·;al18 loeated in publLc cou:idors shall he hela open and equipped with an auto
lOdti.r; closLng device aeLivated by produets oE combllstion or smoke density. 
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Class of Construction 

1. Fire-Resistive Type A •..• 

2. Fire-Resistive Type B ...• 

3. Metal Frame Proteeted .•.. 

4. Heavy Tirnber .•......•..•. 

5A. Exterior Masonry •••..•.• 
Proteeted 

SB. Exterior Masonry ••.•..•• 
Unproteeted 

6. Metal Frame unprotected •• 

7. Wood Frame Proteeted •...• 

8. Wood Frame Unprotectea ... 

Stt-eet ar ~ 
Open Spac' 
at Least 
30 • in 
Width 
~Yithin 50' 
of the 
Buildinq 

1 
2 
3 
4 .-
1 
2 
3 
4 -
1 
2 
3 
4 

2 
3 
4 
-

2 
3 
4 

2 

3 
4 
-

2 
3 
4 
1 
2 
3 
4 -

2 
3 

-lL-

Table 5:.01 

! 2 

NO 15000 
RE- 18800 
S':::'RIC- 23300 
TION 27800 

15800 13500 
19900 17300 
24000 21000 
28100 24800 
12800 105 OO 
16500 14300 
20300 18000 
24000 21800 
11600 9600 
15000 12800 
18400 16100 
21800 19500 
10500 8600 
13500 11300 
16500 14300 
19500 17300 
10500 8600 
13500 11300 
16500 14-300 
19500 17300 
10500 8700 
13500 11300 
16500 14300 
19500 173'00 

7500 380n 
9000 4500 

10S!W 5300 

Number of Stories 

I 3 I 4 r n~--l~--:--l -7 I 8 I Over 8 

12800 
16500 
20300 
24000 
11300 
14600 
18000 
21400 

7400 
12000 
15800 
19500 

7200 
10700 
13900 
17100 

6800 
9400 

12000 
14600 

6800 

NO RESTRICTION 

10500 
13900 
17300 
20600 

9000 
12000 
15000 
18000 

6800 
10100 
13500 
16900 

6000 
8800 

11600 
14500 

8300 
11600 
15000 
18400 

6800 
9800 

12800 
15800 

5300 
8300 

11300 
14300 

4500 
7500 

10500 
13500 

NOT 
PEPJ1I",TED 

---------- ~:rOT PEP11ITTED --------------

---------- NO':::' PER'1ITTED ------.---------

---------- ~JOT PER'1ITTED ---------------

---------------- ~mT PERHITTED -----------------

9400 ---------------- NOT PE~'1ITTED -----------------
12000 
14600 

6800 
9400 ------------- NOT PERt-HT'rEIJ --------------------

12000 
14600 

--------------------- NOT PERMIT'rsO --------------------
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Ind 57.03 NUMBER AND LOCATION OF EXITS. (1) NUMl3ER OF' EXI'rs. There shall 
be ~t least 2 directions of travel from eacll living unit door by means of exits 
to grade, stairways, interior enelased stairways, ramps, fire eseapes or hori
zontal exits. 

(2) DIS'l'ANCE '1'0 EXI'r. (a) Exits shall be distributed so that the entrance 
to eaeh living unit will be not mare than 100 feet distant from an exit, 
measuring along public passageways. 

(b) The exit distanees required by this sAetinn shall he measured to exits 
tn <Jcade, to doors leading to sta Lrway enelosures as sjJeeified in ss. Ind 
'il.HlS, Ind S1.17 and Incl "iL18, or to hor.i.zollti11 f~Xit~S as specified in s. Ind 
51. 19. 

(3) EXI'l' IHSTRIR{]'l'llJN. 'l'he nurnher and lncCltinn of exits sllall he such that 
in caae any exit or paaaageway is blocked at any point, some other exit will 
stiIl he accessihle through public passageways from every li ving unit. 

(4) DIF.EC'l'IONS FOR ESeApg. A notiee sha 11 be conspicuously posted in every 
habitable room to be us(~d by transients (JivinCJ er)lnl'l,~te and plain direetions for 
reaehing at least 2 exits. 

(5) EXI'fS [<'OR NONRESIDEN'l'IAL PORTIONS OF BOILDlhlGS. Exits serving portions 
of buildings without sleeping rooms or living units (i.e., basements of apart
ment huiltiings, hotel lohhies, and simiIal' areas) shall be as speeified in ss. 
Ind 54.02 to 54.07. 

Ind 57.04 ~AP~CI'l'Y OF J:3..OILDINGS AND EXI'l'S. (1) BUILDINGS. (a) Sleepins 
AreMi. The capacity of the hahitable rooms of the living units of the building, 
,)tll<'l- than a eornmunity-basr~cl resi(iential EaeiIity, shall be estClhlished as 

f-- () 1 Lo, .... s : 

1. 4UO cubie Eeet for eaeh oeeupant over 12 years of age; and 

2. 200 eubie feet Eor each aeeupant 12 years of age or under. 

(b) Minimum Size. The size of hahitable rooms 3hal1 provide the minimwn 
valumas speeified in par. (a). 

(e) Nonsl~ing Areas. The eapaeity of the areas not within the living 
units of the building shall be established as speeified in ss. Ind 54.05 or Ind 
'):i. I) 6. 

(d) O~ererO\vdins. 'l'he number of oeeupaots permitted in any raam al' in the 
h,d J ,-li nl] 811all not exee(~(l the eapaeities speeifü~(1 in this section. 

(2) COHMUNI'rY-DASED RESIDEN'l'IAL FACILITIES. (a) Faeilities Servins 9 to 20 
Resid8_ots. The minirnuM size of resinent bedrooms in eommunity--based residential 
facilities serving 9 to 20 residents shall he as follows: 

1. Sixty square Eeet of hahitable floor spaee per ambulat.ory resident; 

2. Eighty square feet oE habitable floor space per semi-ambulatory or nonam
buldtory resinent in rnultiple bed sleeping rooms; and 
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3. One hunclred square feet of habitahle Eloor spaee per sellü-ambulatory or 
/lonambuIa tOt-y resident in single bed sleeping rooms. 

(b) Facilities Servi~ore than 20 Resid(~nts. The minimum size of resident 

be(1roums in corrununity-b"H1ea residential faei 1 i..til~s s(~rving more than 20 resi
dents shall be as follows: 

1. Eighty square feet of habitable f100r space per arnbulatory resident; 

2. Eighty square feet of habitable floor space 1'er semi-ambulatory aocl 
nOflambulatory resident in multiple bed sleeping rUulliSi and 

3. One hundred square feet of hahitahle floor space per semi-arnbulatory and 
nonambula tOJ~y resident in single bed sleeping roo,ns. 

(3) EXI'rS. '1'he total required exit width from each level of the builrling 

shaII be as Sl)eciEied .in ss. Tna 51.15 (6) and Ind 51.16 (3). 

Ind 57.05 TYPE OF EXI'rs. (1) GENEHAL. f·;xcp.pt as provided in sub. (2), at 

]YdSt: one-half of the l.-ecluire(1 exits, aece8sible from eaeh living unit, shall be 
exits to grade o~ stairways as speciEied in ss. Tnd 51.15 and Ind 51.16. The 
rernaining exits s11a11 be either st~airways, inb~Li()[" enclased stairways, exits to 

grAJe or horizantal exits. Fire eaeapes p1aeed against blank walls may be used 
as ('xit_s Erom floors which are not: more than 40 feet above grade. 

(2) EXCEP'r [ONS. (a) Svery bui 1ding which accommo(1ates more than one family, 
OI' el person", above th,,~ second stor.y sha1l have at Isast 2 stairways. 

(h) 1\ rescue platfonn (extel~ior~ ha1cony) DE c0mhus1:ihle eonstruction may be 
llSf'<l .'IS a r·,~,]uir,Jd st~c{)nd exit f()t- 2-story bui Ldin<js of type 5 through type 8 

cOI:.<;t:.nJ<-:tLon, provirlad the folLo\<,inS eond1tioni"3 are satisfien: 

1. The exit servas a 8ingle liviog unit; 

2. '1'he e:dt platfonn is located not: more than 10 feet above the adjaeent 
('>:i t- dL~,charge gra(18; 

3. The platEorlli area .L:3 ilt least 14 square Eeet, with a minimum dimension of 
3 fer?t; 

4. The p1atform is ~esigned for 80 pounds per square foot live laad pIus 
']",acl Ioad; 

5. RaiIings are provided as specifien in s. Ind 51.162; 

r:,. Platfonns having solL" floors are provicied with a roof egual in area to 

that I)f the platforrn; and 

7. The building is not il residential care Eaeility, group foster home or 

hOlnr? for the elder1y. 

Ind 57.06 DOORS. (1) EXI'r DOORS. 

(b), exit rloors shall be as speeified 

(03) ~.e~eral. Except as provided in par. 
in s. Tno ')1.15. 
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(b) Exceptiof!.. 1. Sliding glazed patio-type doors 

exit from individual living units. A means to prevent 
ice in the door track or freezing of the door shall be 

may serve as 

aeeumulation 
provided. 

the second 

of snOvl and 

2. A door whieh is used by not mare than 25 persons is not required to swing 
in the direction of egress. 

(:~) OPENIUGS IN'ro CORRIDORS. /\11 doors opening into exit access corridors 
shall be proteeted by at least 20-minute laheled Eire-door assemblies. Such 
doors shall be self-closing. 

Ind 57.07 STEPS, STA~_~~AND ~HAFrf~. (1) EX'l'ERIOR STArRS. RxterioY." stairs 
shall be as speeified in s. Ind 51. -lG, except that less than 3 steps may be pro
vided batween exterior platforms and grade serving only apartments, row houses 
a nel town house:>, and the platforml3 or treaels betlveen such risers do not exceed 5 

feet 0 inches in length in the direction of travel. 

(2) INTERIOR ST/\IRS. Interior stairs used by not more than 25 persons 8hall 

be not less than 3 Eeet wide. 

(3) *CH/\NGES OF t\LEVA'fION {,yI'l'HIN INDIVIDUAL LIVING UNITS. Changes of eleva

tinn I-lithin the Living unit 811all be over:::ome by rneans of steps, stairs or ramps 
and :511al1 bc <'1.:3 specifien in s. Ind 21.04, Ivis. A(lJTl. r::ode, except as follows: 

(a) A spiraI stairway as specifien in s. Ind 51.16 (10) may serve as the 
I)n1y exit frolll mezzaniner; and 10ft al~eas no laryer than 400 square Eeeti and 

(b) Open handrails an,] guardrails shall be provi'.1ect with intermediate rail.s 
ar ~n ornamental patteen designed to prevent the passage of an object with a 
rilarnetet- 1aryec l~l1dn ') incil~,.'j. 

lllJ 5 -;.08 ENCLOSUIlli OF IN'rEIUOE STAIRWAYS /\ND SH/\F'rs. /\11 stainlaYs, 
incllJding landings, ramps and shaEts, shall he enclased as speeiEien in s. 1110 

S1.02 (11) with fire-resistive rateo construetinn as specified in Tahle 51.03-A. 

Ino S7.09 PASSAGEI"lAYS. (1) IVHERE REQUIRED. ~\7here there is not direet 
aC(;(~S:3 to outsiile exit doors, safe and continuons pi'lssag8ways, aisles or corri
dor~ leading rlirectly to every exit shal1 he maintaineo at all times on all 
fIooTs of all builnings. 

(2) ~HIHMLJM IrIIDTIJ. Every public passageway leading En)1l1 an exit shall be at 
Ieast as wide as the reguired width of the exit as specified in s. Ind 51.15 
(6), but in no case shall the width be le:38 than 3 f,::et. 

~See I\ppendix A for further explanatory material. 
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(3) \VID'l'H DE'l'ERl'IINA'l'ION. \vidths shall he measured in the elear, at their 
narrowest points produced by any projectian, radiator, pipe or other object. 

(,~) 1'1AII~'l'ENANCE. The required width shall be kept clear and unabstructed at 
all times. 

Ind 57.10 ILLUHINA'l'ION OF EXI'l'S AND EXI'l' SIGNS. ( 1) ILLfJMINATION. (a) 

Buildings having mare than 4 living units or accolfilrlot'lating ll10re than 30 persons 
,)r accommodating transients shall have public passageways, stairways and exit 
,luucs illurninaterl from une hOLlL afteL sunset to OIH~ houL before l3unrise. 

(b) The illuminatiori requirements specified in par. (a) shall be provided at 
all intersections of passageways, at all exits and at the head, foot and landing 
(Jr evecy stairv/ay. 

(2) EXIT LIGH'fS. Every cequired exit rother than those within private 
1 ivin'] units, from each r:loor shall be indieated by an approved illuminated, 
exit sign. 

Ind 57.11 HABITABLE R001-lS WITH FLOORS BELOIv GRADE. (1) GENERAL. Living 
units in rAsidential huildings other than hausing for the elderly having habi
tahle rooms of parts 011 floor levels belO\" graoe shall comply with the 
following:' 

(a) The grade at the building does not ineluoe the grade level within the 
perimeter of an areaway. 

(b) Every habitable raum shall have at least one exterior wall adjoining an 
ar~away or court. 

(e) All win(lows 811a11 cOll\ply with the re'1uirernents of ss. Ino 52.02 an'" Ind 
'i7.13. 

(rl) \Vindows having si11s below grade shall be pLovided with an areaway as 
riesct-ibec! in sub. (3). 

(e) Window assemb1ies shall be of a type, which do not ohstruet emergency 
egress, when opened. 

(f) 1\11 1iving units '4ith fIaars below <]Tade shall have access to 2 exits 
eomplying with s. Ind ':'7.05, except living units having one exit door leading 
el i r·"ctly autside and not to an area\Ilay need not have access to a second exit. 

(~~) I!OUSING POR THE ELDERLY. Living units in 11ol1sil1g for the elderly having 
hahitable rooms or parts on f100r levels below grade shall have at least one 
exterior wall with a full exterior exposure from the grouno floor level to the 
eeiling. 
areaway. 

The exterior exposure shall not be made by the construetion of an 

(3) AREA\i1AYS. Areaways used as specified in this section shall: 

(a) Be 1-1/2 times the depth of the bottom of the opening with a minimum 
width of 3 feet measured perpendieular to the building wall; 
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Note: See s. Ind 64.07 for additional reguirements. 

(b) Have stainvay exits complying with ss. Ind 51.16 anel Ind 52.21, \Yhen 
used as a reguired exit. 

(4) r10IS'rrJRE PROTI~C'PION. All huilr'lin<Js having 1.iving units helow graile 
shä1 L hc oeRi<Jneel an<i construeteo to prevent un'luc colleetinn of moisture in elll 
st.ories below grail.e. 

Note #1: Surfaee and suhsoi1 clraining systems for areaways and foundation 
\Valls are regulated under the requirements of ch. 11--62, wis. Adm. Code. 

NoU, #2: 
r'~'luireH\ents . 

See s. Ind 50.07 (2) Nats #3 Eor reEerenee to Elood plain 

(a) All foundation walls shall he thoroughly elamp prooEed prior to baek
[il1ing oE soil. 

(b) Provisions shalJ be macle to prevent the aer::urrlulation oE molsture due to 
CO[}d,~nS<1tion of high IllunL.'ILty so el.S to prevent sli.ppery Eloors anel to prevent 
con.litions suseeptib1e to milci8w or other ull,lesira.ble fungi or baeteria. The 
lnsUle design conciiti()n~] for cooling or <lehumi,Hficatioll 8hal1 he on the basis 
of a dry bulb temperature of 75 0 l~. ancl a relative humidity not greater than 
')0'1-, • 

lnrl 57.12 SANITARY FACILITIES. (1) 'l'OILE'l' ROOMS. Every bui10ing includeel 
under the scope of this ehapter shall he provieled with separate toilet rooms for 
ea<~h St~'X, exeept that a cornmon toilet raam may be provided in individual living 
or sleeping units. 

('2) S!\NI'rAI<Y FIX'['lJRES. The number of santtrtry fixturf'!s required fo,r each 
~3'~;{ shall be determined in aecorclanee with the ratios cstablisheel in Table 
') 7. 12. 
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TABLE 57.12 

.. - _. 
. ___ ~_of Fixture 

\'later Closets I BathtubE 
'I'ype 0 f Oeeupaney (WC) Urinals(U) LavatorieE or 

Ivlales (M) 

I 
Females(F) Males (M) (L) Showers 

eies having One (WC) for each 0 One (L) One for Oecupan 
individ 
toilet 
as hote 
apart:ne 
houses, 
houses, 
eondomi 

ual unit living unit for eaeh eaeh 
rOOInS, such 
ls, motels, 
nt.s, row 

town 

niums 

ei es re-Oecupan 

quiring 
use of 
faeilit 
as dorm 
eamps I 

houses, 
care hom 

eommunal 
sanitary 
ies such 
itories, 
rootning 
foster 

One (fvC) 

for eaeh 
-, 0 (M) , 
or 
fraction 

es J 
----- --_. 

living living 
unit unit 

.--_._- 1-----------.- - ---_._- -----

One ("'le) Urinals One (J" ) One for 
for eaeh may be for each each 20 
10 (F) , or substi- 10 persons 
fraction tuted for persons 

up i~o 2/3 
of the 
required 
no. of 

-_. (TtlC) 
-~ ---------C----

DLinking 
Faeili ties 

(DF) 

0 

--------

One (DF) 

for eaeh 
100 
persons 

(3) Et-IPLOYES. Sanitary facilities for employes who do not 8leep in the 
building shall be provided as specified in 'rable 54.12, unIess the employes have 
decess to th,~ Eacilities provided for the residents. 

(4) GSNEEI\L PUBLIC. Sanitary faciliti,~s foc the general public sha,ll be 
pr<Jvided as speciEied in 'rabls 54.12-A or Tab1e 54.12-B, unless the general 
public has access to the faeilities providert for the residents. 

(5) KrrCHEN SINK. One kitehen sink, equipped with hot and eold running 
w~ter, 8hal1 be provided in living units equippert for food preparation. 

Ind 57.13 WINDOWS. (1) GENEHI\L. (a) 'rlw oubõide Ivindows in every habitable 
r-{)()lIl shdl1 have ii tol~c11 o:.Jlaz,~d <in~a of at lertst~ 8'1; of the flooL' area of the 

(b) Except as provided in sub. (2), the openable area of such windows shal1 
be equal to not less than 4% of the floor area of the room serve(}. 

(2) EXCEP'rION. Hotel and motel rOOlflS and simi1ar sleeping rool1\S in 
buildings aceommodating tl:ansients need not be provir'led with orenanle outside 
windows provided the rooms have clear glazed panels facing naturally lighted 
roofed over pool or reereational areas. The rooms shal1 be provided with mecha
nicrtl ventilation supplying at 1east 5 CFM of tempered autside air per oecupant. 
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Note: See ss. Ind 52.02 and Ind 64.07 for additional requirements. 

Ind 57.14 ISOLATrON OF HAZARDS. (1) GENERAL. (a) Buildings 3 or More 

St(~ries. Except as provided in par. (e), all hoiler.s and furnaees, fuel rooms 
and breeehing, storage valüts for paints, oils and .silnilar eombustibles and 
other similar hazctrds in buildings 3 or mare stories in hf.Üght shall be isolated 
frol1\ the rest of the buiIning by at least a 2-honr fire-resistive rated enelo
sure as speeified in s. Ind 51.043. 

(b) Buildings Less Than 3 Stories. Except as provided in par. (el, in 
builclings less than 3 stories in height the hazards specified in par. (a) shall 
be isolatecl from the rest of the building by al:. least a one-hour fire-resistive 
r,:tl:.eJ enclosura as speeified in s. Ind 51.043. 

(e) Exception~. 1. 'rhe hourly rating of hazan1 enelosures in mixed use 

buiIdings sllall comply I'/it.l! the 1H0st stringent rerluir.ement for the oeeupaneies 
locata,,] in the building. 

2. Gas-fired space heaters may be uSf~d wit11in LLving unlts of apartment 
biJildings and within habitable rooms of motell3 or tOl1rist courts without an 
encl.)SUUe lf a.pproveel by the department. 

1. Space hedt.~cs f.i re(l with l.Lql1.1JI Euel may be used without an enelosure ln 
lO()l,~ ls .'lnd apartment buildings not more than one story in height. 

4. i'>, residential fuel-fired cloths dryer having et rated eapaeity of 37,000 
B t.u/hour or less may be used Ylithout an enclosure. 

(2) PEOTECErml OF OPENINGS. All openings in ral:ed enclosures shall be pro-' 
t02l;t,~,l by label,,,d fire-\10()L- assemhlias as speeifled in s. Ind 51.047. 

Ind '>7.15 ST1I.NDPI~f.S. (1) FIH.E l)}~P/\ETH,,;N,[, S'l'ANDPIPES. F'ire c1epariinent 
s l~dl1.1pipes shall be provlcled in all buildings exceeding 60 feet in height. 

(2) FIRS'r-'AID ST1I.UDPIPES. F'irst-aid stanclpipes shall he provided in all 

buildings 3 staLLas or mure in height which aecommollate mOl.'e than 20 oeeupants, 
unless an approved automatie sprinkler system is installed or portable fire 
extinguishers, as specifled in s. Ind 57.18, are provided. 

Ind 57.16 SMOKE DETECTION. (1) NUMBER OF DETE:C'.WRS REQfJIRED AND LOCA'rION. 
(a) illl huildings within the scope of this ehapter shall be provideo with 

appLov!'.;,,1 smoke detectors. 

(b) I\t least alle l1.~tector shall be provideo at the head of every open stair 
and at r:he door leading to everyenclased stct1.L on each floor level, including 
tlH' basement, i'l.11li in p.ach sleeping area. 

(el All smoke detectoes in stairways, eorridors and other public places in 
the building shall be c1irectly ano permanently \'lired to a proper unswitehed 
eireuit. 

1. Such deteetors shall he connecteo to the emergency eleetrieal power 
Syst~~1I11 \'/hen the system is requireo by ch. ILHR 16, [Vis. Adm. Code. 

2. Such deteetars shall be electrically interconneeted to the required 
lnanlJal fire alarm system. 
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(2) RE'1'ROAC'I'IVI'rY. 'rhe provisions of sub. (1) (a) and (h) shall apply to 
all buildings eonstrueted on or after the effeetive date of this seetion and to 
those huildings previously eonstrueted. 

Ind 57.17 FlRE ALARMS. (1) GENERAL. Every bui lding, '",hieh ean aeeommodate 

2 ° or mare persons as determined by the requirements speei fied in s. Ind 57.04, 
shall be provided with a manual fire alarm system as speeified in s. Ind 51.24. 

(2) APPLICA'1'ION. This seetion shall apply to all buildings in existanee on 
the effeetive date of this sectian and to those buildLngs eonstrueted 
t.hereafter. 

Ind 57.18 FIRE EX'1'INGUISHERS. (1) GENERI\L. Portable Eire extinguishers may 
be substituted for the first aid standpipes speciEiecl in s. Ind 57.15 (2) pro
vided the axtinguishers are loeated in the public areas of the building and 
comply '.>li th the requi remants of Tahle 57. 1 B. 

---_._--

Dasic Minimum 
Exti~gui~her Ratinq 

1A 
2A 

TABLE 57.18 

~laximu.m 'l'ravel Distance 
to Extinquisher (feet) 

75 
75 

Area to be 
Proteeted per 

Extinguisher (sq. ft.) 

3,000 
6,000 

(2) LO~ATION. (a) Extinguishers shall be eonspieuously loeated where they 
arE~ l-eadily aecessihle and ilnme<Hately aVililable in the event of fire. 

(b) Extinguishers shellI not be obstruc:ted or obscured from view. 

(J) MAINTENANCE. Portahle fire extinguishers shall be maintained as spe
eified in s. Ind 51.22. 

Ind 57.19 ROIVHOUSE. (1) VER'l'ICAL OCCUPANCY SEPARATIONS. (a) Piereing of 
the v';rtieal oceupaney separat~ion between the units by doors or windows shall be 
prollibiteti. 

(b) Piercing of the vertical oeeupancy separation by mechanieal, eleetrieal 
Ol~ plurnbing elements may be permitted provided the piereing is as speeified in 
s. Ind 51.049 and it does not violate the hourly rating of the wall. 

Note: 11echanieal, ell~ctrical nr plumbing systems may be loeated in the 
occupaney separatian wall ",nrl enmponents may penetrate one or both sides of the 
wall within the same stud space. See s. Ind 51.049 (3) for additional require
ments pertil.ining to plclstie companents. 

(2) EXITS. Each living unit shall have a separate exit within 3 feet of the 
exi t diseharge grade. 

(3) ATTIC ACCESS. 
s. Ind 51.02 (18) (a). 
i s not required. 

Eaeh living unit shall have attie access as speeified in 
Complianee with the provisions of s. Ind 51.02 (18) (!::J) 
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(4) EXCEp.'rIONS. Ivhere each li ving uni t has a separate heating system, 

complianee with ss. Ind 57.14 and Ind 57.17 is not required. 

SECTION 41. Ind 58.27 (4) is created to read: 

Ind 58.27 (4) *FIRE EXTINGUISHERS. Portable fire extinguishers shall he 
provided and maintained as specified in s. Ind 51.22. 

SECTION 42. Ind 59.23 (3) is created to read: 

Ind 59.23 (3) *FlRE EXTINGUISHERS. Portahle Eire extinguishers shall he 
provided and maintained as speeified in s. Ind 51.22. 

SECTION 43. Ind 61.14 is amended to read: 

Ind 61. 14 Sl-10KE DETECTION. ++}--BEFHH'I'ION6 , t-a+-Bmok~Ete-t-eetor. 6rne-k-e-
cle-t:-e-et:-&t:·-me-at1 s a de-v4-ee---wfti--e+t-4e-~l'lrrl"-tle-:l-e-s~"B6-tlet-s---o-i'-eernbus t i 0 n o1':fte-r
tlt-aft---h-ett 

-t~:t'e-a-r---Sleeping aJC-ea-n\eilftfr-t::he-a-rea ( D H-n--wh-±-eh-b~~ 

s±-eep±t\~eelTtS--a-re-l~edrooms---o-:t'-S-1--eepi-~t3----s-ep-a-t'a:ted-by---o-t.-her use 

area-s--s-ueft-a-s--J{:-.it·ehens---e-r-l±v-i-fT{;j-room~t:--no-1:-ba·eh·feOlTtS/-a-:r.e--ecm13-±-defetl.----a-3-

sepa-r-a-t-e-s-l·eep4-n~-a-re-a-s--f.e r the -p-urpos~ th i B --s-eet--4Bftr 

+-2--i- (1) NUMBER OF' DETEc'rcms I<EQDIRED AND LOCNl'IOH. }ül CBRF within the 

scope of this ehapter sIlall he provlded with approved smoke deteetars. At least 
one deteetor shall he provided at the head of every open stair and at the door 
leading to everyenclased stair on each floor level, including the hasement, and 
in eaeh sleeping al.'ea. 

N-ete . Tl1e dep~~gtt-:i:-zes--Sln-e-ke--det-ecl-e-i."-tl-"'l-±"s-t-e·d-by UJlde~ 

ba--norotol" ie 3 {-Bb--).-

+3-j-I-H&l'A:bf:rlllH-BN-ANB-·HA±-N-':PBNAHCE. Gm()ke det-ee-l~---shall be installed in 

cret'<Yr'cl-anct.>----w-±-t·Jt-ffie---man ufac'ct:trer ':3 di rect:iof't8---a-J~4--spee-±-fo..i-e-d-'t:-i~ and shal-l-be
TTrtl-.i:n-l~--goo-d-w '::>1: k.i: n 9 ol:--d-er-o 

tfet-e. The depat'tl\tt ..... nt--~·'--e6mmend·3~w-~J':,ftbo't'at:o:r iC3 standards gL No-, 
+6-1--ö:rrcl---+6B--ro-r-te-st-±n-g-of---sntoke detector :õ-and-N-Ett±oned Pire Protection 
~"Ö"ei-at±on-st-frn-dtu'-d-3---Nf'P1'1 No....---:7~~tt-i-rt~-s-tfiök-e 

ne-1=-e--e--t-o-l''":..h-

(2) RETROACTIVITY. The provisions of ~his seetion shall apply to all CBRF 
eonstrueted on or after the effeetive date of this seetion and to those CBRF 
previously eonstrueted. 

SEC'nON 44. Ind G2. 50 is repealed and recreate(l. to read: 

Ind 62.50 *FIRE EXTINGDISHERS. (1) GENERAL. Portahle fire extinguishers 
slw] 1 he installed as speci fier'! in 'rable 62.50. 

*Se(~ lippenrlix A for furti1er expli'tnatory materia.l. 



Basic Minimum 
Extinguisher Ratinq 

lA 
2A 
3A 
4A or larger 
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TABLE 62.50 

Maximum Travel DistaneB 
to Extinguisher (feet) 

75 
75 
75 
75 

Area to be 
Proteeteel per 

Extinguisher (sq. ft.) 

3,000 
6,000 
9,000 

11,250 

(2) LOeNEION. (a) Extinguishers shall he conspicuously loeated where they 
will be readily aceessihIe and immediately availahle in the event of fire. 

(b) Extinguishers shall not he obstructed or obseured from view. 

(3) MAINTENANCE. Portahle fire extinguishars shall he maintained as spe
eified in s. Ind 51.22. 

Sf~e'fIUN 45. Appendix A 51.22 is created to read: 

A5l.22 FIRE EX'fCNGUISHERS. The EolI01"ing informatian is taken from the 
National Fire Protection Association Standard #10-1978 - Portable Fire 
Extinguishers. 'rhe informatian is provided to assist building designers in 
dell'o emining the number, type and location of f ire f~xtinguishers needed to comply 
with the provisions of the standard. 

1-3 Definitions. 

1-3.1 The hasie types oE Eires are elasses A, A, e and D as defined,in the 
r,)llowing subsectioJls. 

1-3.1.1 Class A Eires are fires in ordinary Co~)ustihle materials, sueh as 
woo.] , eloth, paper, rubhel:, and many plastics. 

1-3.1.2 Class R Eiras are Eires in flammable li'luids, oils, greases, tars, 
oi1 bass paints, lacquerB, and flammable gases. 

1-3.1.3 elass e EiraB dre Eires which involve eneryized electrieal equipment 
wh~re the electrical nonconductivity of the extinguishing media is of 
icnportanee. (I.vhen eleetLieal equipment is de-ener<jize,l, extinguishers for Class 
il or rl fires may be used saEely.) 

1-31.4 Class D Eires are fires 1n combustible metaIs, such as magnesium, 

tit>lnium, zireonium, sodium, lithium, and potassium. 

1-3.3 ClassiEication of Hazards 

1-3.3.1 Light (Low) llazard. Where the amount of combustihles or flammable 
liquids present is such that Eires oE small size may be expeeted. These may 
include ofEiees, schoolrooms, churches, assenilily halls, telephone exehanges, 
etc. 
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1-3.3.2 Ordinary U-1oderate) Hazards. 117here the amount of comhustihles or 

f lammable liquids present is such that fires of f:loderate size may be expected. 
These may include mercantile storage and display, auto showrooms, parking 
garages, light manufacturing, ~arehouses not classiEied as extra hazard, school 
shop areas, etc. 

1-3.3.3 Extra (High) Hazards. Where the amount oF comhustihles or flammahle 
lii]uids present is such that fires of severe magnitu(le mClY be expected. These 
may include woodworking, auto repair, aircraft servicing, warehouses with high
piled (over 15 ft. in solid piles, over 12 ft. in piles that contain horizontal 
channels) combustibles, and proce3sses such as Flammahle liquid handIing, 
painting, dropping, etc. 

3-2 Fire Extinguisher Size and Placemant for elass A Hazards. 

3-2.1 Minimal sizes of fire extinguishers for the listed <:Irades of. hazards 
~3hall be provided on the basis of Table 3-2.1 except as modified hy 3-2.3. 
Extinguishers shall he located so that the maximum travel distances shall not 
exceed those specified in Table 3-2.', except as modified by 3-2.3. 

Table 3-2.1 

Light 
(Low) 

Hazard 
_____ ~ _______ ~ _________________ Occupancy 
P1inimum extinguisher rating 1 I\. 

M3ximum floor area per unit 
of 1\ 

;>1aximum floor area per 

3000 sq ft 

extinguisher 11250 sq ft* 

1-1axirnwn travel distanee to 
extinguisher 75 ft 

*11250 sg. ft. is eonsidered a praetical limit. 

Ordinary 
(Moderace) 

Hazard 
Occupancy 

2A 

1500 sq Et 

11250 sq ft* 

75 .ft 

Excra 
(High) 
Hazard 

Oceupancy 
2A 

1000 sq Et 

11250 sq ft* 

75 ft 

l~ote: Certain smaller extinguishers which are charged with multi-purpose 
dry clil~Jnieal or Halon 1211 are rated on Class B and elass e fires, but have 
insl1[ficiellt efEectiveness to earn the minirnum l-A rating even though they have 
value in extinguishing smaller Class A Eires. They shall not be used to meet 
the n::'ll1irelneJlts of 3-~;. 1. 

3-2.2 (Jp to one--half of the complement of extinguishers as specified in 
TdLle 3-2.1 may be .l-el->laced by uniformly spaced 1-1/2 ineh hose stations for use 
by the oecupants of the building. The location of hose stations and the place
ment of fire extinguishers shall be in such a iUdnner that the hose stations do 
not. replace mare than every other excinguisher. 

3-2.3 Where the floor area of a building is less than that specified in 
Ti'\ble 3-2.1, at least one extinguisher of the nünimum size recommended shall be 
provided. 
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3-2.4 The protection requirements may be fulEilled with extinguishers of 
higher rating provided the trRvel distance tn such larger extinguishers shall 
not exceed 75 feet. 

3-2.5 For Class A extinguishers rated under the rating classification 

system us ed prior to 1955, their equivalency shall he in accordance with Table 
3-2.5. 

'l'ahle 3-2. ') 

All Water & Loadad Pre-195,) 

Stream TYE_e_s ________________ R_a_t~i~n~g __ Equivalency 

1-1/2 to 1-3/4 gal 
2/1/2 gal 
4 gRl 
5 gal 
17 gal 
33 gal 

A-2 
A-l 
A-l 
A-l 
A 

A 

l-A 
2-A 
3-A 
4-A 

10-A 
20-A 

3-3 Fire Extinguisher Size and Plaeement for Class B Fires Other than for 
Pires in plammable Liquids of Appreciable Depth. 

3-3.1 MinimaI sizes of fire extinguishers for_- the listed grades of hazard 
sha!l he provided on the basis of Table 3-3.1.1. Extinguishers shall he loeated 
so that tJw maxirown travel distal1ees shall not exceed those speeified in the 
table used. 

Exceptiol1: ExtinguislIers oE lesser riiU.n'I, desired Eor small speeific 
IJdZards within the general hazard area, may be used, but shall not be considered 
as fulEilling any part of the requirements of Tahle 3-3.1.1. 

'l'able 3-3. 1. 1 

---- ----._---_. 
Ras ie !VIin imum 
Extinguisher 

Tvpe of Hazard Rating 

Light (low) 5B 
10B 

Ordlnary (moderate) 10B 
20B 

Extra (high) 40B 
80B 

Ma xirl1urll 'l'ra ve 1 

Dist~anee tn 
Extinguishers (Ft.) 

30 
50 

30 
50 

30 
50 

(m) 

9.15 
15.25 

9. 15 
15.25 

9.15 
15.25 

Note: The speeifierl ratings do not ilnply that fires of the magnitudes indi
eated by these ratings will oecnr, but rather to give the operators more 
time and agent to handIe difEieult spill Eires that may oceur. 



SECTTON 46. Appendix A53.64 is repcaled and rccreated to rcad: 

,\-5].6L, \oJQOD FOUNDATIONS. The following il lustriiUons are provided to give 
visual aid to the lLmit:.ttions speeified Ln tllis rule and to indieate the 
three typicalllc!sig113 jJl'rmitteu by thL' nlll'. 

_1-------------~ _____ 
~1I1~ 
~\~ . 

·t..,,~---------"'_"il> 

/--~-~~~ 
j ---------

'[\vo-story loJith grounu !'lüur 

~~-------------IQ-

Threc -story loJith h/oocl foundation 
(No hasement ac erm·Jl SPi\CC) 



SECTION 47. Appendix A 57.07 (3) is created to read: 

A 57.07 (3) CHANGES Of ELEVATION WITHIN INDIVIDUAL LIVING UNITS. Section 
Ind 57.07 (3) pennits the steps, stairs and l-(\rnpS within individual living units 
to conform with s. Ind 21.04 of the Uniform Dwelling Code. The following is a 
reprint of the subject rules: 

Ind 21. 0'1 ~TAIR.s. Every exterior or intrn'inr exit stairs shall conform to 
t)IG requirernents of thi.s ~cction. [See s. InC! 57.07 (3) (a)) 

(1) MINIMUM WIDTH. Every required exit stairs shall measure at least 3 teet 

() inclles in width, except that stairs leadinl] to basements may measure 2 feet 8 
i nches in · .... idth. 

(2) HEADROOi'!. Every stairs shall he provided with a minimum headraam 
elearance of 6 feet 4 inches. The minimum elearance shal1 be measured ver
t.ically from a line parallel to the edge of L:h(, treads to the ceiling or soffit 

directly above that line. 

(J) THEADS AND RISEl~S. Risers sha11 not exeeed 8-1/4 inches in height, 
measured vertiea1ly from tread to tread. 1~cads shall be at least 9 inches 

\,'ide, measured horizontal.ly fl'om riser to riser. There shall be no variation in 
l1fli formity cxceeding 3/16-ineh in the depth of' tread or in the height of risers. 
No fligh~ of stairs sh~ll exceed 12 feet in height vertieally unless landings 

are provideel. 

(,1) LANDINGS. ((1) Tntermediate Landinqs. Intermediate landings located in 
a Elight of stairs shall bc at least as wide as the stairs and shall measure at 

Ieast 3 feet 0 inches in the direction of travcl. Trim and handrails may pro
j('ct no mone> the,n 3-1/2 indlcs into the requirecl VIidth. 

(JJ) J,~,lLl1.~_1~.:I:o ___ ~t __ ,tll:: _'l'lYE and ]3,lse of Stain;. A level landing sha11
1 be pro-

'.'j"kd il\: the tup c1nd at t.he biH;l~ of every stdirs. Thc landing shall be at least 

d.':: v/ide Lt~; UJe st.1.Lrs .tlld ~,h.:lll IneilsUt'l! at l(',lsl 3 rt~ct 0 inches in the direc

t j () Il () [ t: r" v el. 

(e) Dc:o~at J,al'1..'L~hIS. \"ihere a door is provided at the head or foot of a 
;; t .1.Lrs, il level lanelLn') OI) each side of the daor shall be provided bebleen the 
<:loor alld the stairs I rC9CtrJless of the doar 8\"ing. 

1. 'E:.;ception'. No l~ndillg shall be rcquir:ecl between the door and the base-
1.1<?l1l: stalrs 01: stairs l(:.]cling to agarage, provideel the daor does not swing over 

the stairs. 

2. 'E:<ceptioJl' !\ ,;tOYlJl uuur or sereen c100r shall be permitted to swing 
Gv~r an exterior platform or sic1ewalk providaJ the platform or sidewalk is 
lu(;ated not more than 8-1/4 inches helaw the floor level and pravided the plat
fonn has a length <It lcasl: el{Uell to the width of the door. 



(5) JJ!\NDRAILS MI[) GUI\JZDR!\ILS. (a) ~<:!2.dra"Us. J·:very st.airs of mare than 3 

risers shall be provlded with at least one han~rail. Handrails shall be pro
vided on all open sides. 

(b) Guardrails. All openings between floors, open sides of landings, 
platforms, baleonies or porelles whieh are more than 24 inehes above grade or a 
f loo'e shall be protected with guardrails. 

(e) Handrail and Guardrail Details. 1. 'lIeight'. Handrails shall be 

loeated at least 30 inches, but not mare than 34 inches, ahove the upper surfaee 
of the tread. Guardrails shall he loeate~ at leaat 36 inches above the upper 
surfaee of the floor. 

2. [See s. Ind 57.07 (3) (b)J 

3. 'Clearanee'. '1'he elearanee hetVleen the handrai 1 and the wall surfaee 
~:;h,dJ. bc at least 1-1/2 inelles. 

(G) \-1INDEHS. \vind,!r ~;t(>ps may be usen in rerJuired exit stairs \vhere the 
1 '~lI'Jt.h or tJle treatl i:] al"" least 3 feet () inc!Hõ" and the vIinder treac1 measures at 
]",,:";l: 7 illche,; in widl.ll ilt a point one! foot from tJll~ narrow end of the tread. 

(7) SPlRAL s'rAI HS. spiral stairs milY be usc<1 as required exit stairs. The 
least 2G inches from the outer edge of the supporting tr,~ad shall measure 

colurnn to the inner 
puint one foot from 

at 

edg8 of the handrail and at least 7 inches in width at a 
the narrow end of the tread. 



* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * 

EFF'ECTIVE Dl\TE 

Pursuant to s. 227.026 (1) (intro), Stat.s., ss. Ind 56.03 (2), Ind 57.16 (2) 
and Ind 61.14 (2), Wis. Adm. Code shall take effeet on January 1, 1983, and all 
other seetions shall take effeet on the first day of the month following publi
eation in the Wiseonsin Administrative Register. 

* * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * 


