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Note: The word "depaztment" refeired to in chs . Comm 75 to 79 means the depart-
ment of commesce.

Note: The Wisconsin state codes (building code; heating, ventilating and aii
conditioning code; and electrical code) refecred to in these rules means the codes for
the year 1956 .

Comm 75 .001 Buildings affected by these orders.
(1) These orders shall apply to all buildings and structures
erected prior to the effective date of'the fustbuilding code (Octo-
ber 9, 1914) except:

(a) Private residences, and outbuildings in connection there-
with such as barns, gaz-ages, etc .

(b) Flat buildings used as the residence of 2 families only, pro-
vided not more than 2 persons are accommodated who are not
members of'the f'amily,

(c) Buildings used for agricultural puiposes which are not
within the corporate limits of a city or village :

(d) Temporary buildings or sheds used for construction pux-
poses only,

(2) Provided, however, that if any building or structure,
whether, above exempted or not, is especially liable to fire, and is
so situated as to endanger othei• buildings or property ; or contains
any combustible or explosive material dangerous to the safety of
any building or premises or the occupants thereof, or endangering
or hindering firefighters in case of'fue ; then such building or struc-
ture shall be subject to these orders so fax as may be necessary to
protect adjoining or other buildings and their occupants, and fue-
fighters,:

(3) Provided futther, that in the case of' buildings which are
subject to the requirements of'the state building code, the require-
ments ofthe building code shall govern .

His tory : 1-2=56; renum . Registes, September, 1974, No .'225, eff, 10-1-74 ;
corrections in (2) made under s. 13.93 (2m) (b)S ., Stats„ Register, June, 1995, No, .
474

Comm 75 . 01 Local regulations . These orders shall not
be understood to limit the power of' cities, villages and towns to
make or enforce additional or more stringent regulations, pro-
vided the same do not conflict with these orders, ox with any other
order of the department.

History : 1-2-56 ; renum, and am„ Registei, September, 1974, No„ 225, eff .
10-1 -74.

Comm 75.02 F i re-resistive construction . A building
is offue-xesistive construction ifall the wa11s, paxtitions, piers,
columns, floors, ceilings, roofand stairs are built of incombustible
material, except as heremaftex- provided, and if' all metallic stxuc-
hual members are protected by an incombustible fire-resistive
coveYing .

Note : Sees.Ind51 .001,1956fordetailedrequuementsforfire-resistiveconstxuc-
tion.

History: 1-2-56; renum ., Register, September, 1974, No . 225, eff'. 10-1-74.

Comm 75 . 03 Mill construction. A building is ofmill
construction if all walls are of 4-hour fire-resistive construction
as specified in s . Ind 51 .01, 1956; all wood gudexs and joists are
at least 51/2 inches thick; wood columns and posts are at least 71/2
x 71/2 inches; floors are at least 3 inches thick; the roofhas an
incombustible roof' covexing, and there are no concealed air
spaces except such as are enclosed by incombustible mateiial ..

History: 1-2-56; renum., Registei, September, 1 974, No . 225, eff' 10-1-74 ;
corrections made under s, 13 .93 (2m) (b) 4„ and 7 ., Stau, Register, June, 1995, No,
474 .

Comm 75 . 04 Ordinary construction . A building is of
ordinary construction if all walls consist ofincombustible mate-
rial, the roofhas a fire-retardant covering, but other requirements
for fue-resistive or mill 'construction are not complied with .

Hu tory : 1-2-56; renum ; Register, September, 1974, No 225; eff' 10-1-74

Comm 75 . 05 Frame construction . A building is of
frame construction if'the structural paYTs .and enclosing wa11s con-
sist of' wood . If such enclosing walls are veneered, encased or
faced with stone, brick, tile, concrete, plaster, or metal, whose sta-
bility or rigidity depends upon the frame wall, the building is also
termed a frame building .

His tory: 1-2-56 ; renum„ Register, September, 1974, No, 225, eff . 10-1 -74,

Comm 75 . 06 Basement ; first floor ; number of sto-
ries., A basement is a story whose floor line is below the grade
at any entrance or, exit and, whose ceiling is not more than 5 feet
above such giade .. The first floor, is the floor next above the base-
ment, ox the lowest floor ifthere is no basement . The number of
stories of a building includes all stories except the basement„

Histo ry: 1-2-56 ; renum:, Register, September, 1974, No 225, eff, 10-1-74

Comm 75.07 Fire retardant roof covering . A roof'cov-
eYing is considered fire retardant if made of 3 thicknesses of'roof-
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ing felt with tar and gravel or asphalt or ifmade of tin, corrugated
uon, galvanized ixon, or other approved fire-resistive matetial

Hi s tory : 1-2-56; renum, Register, September, 1974, No 225, eff. 10-1-74 ,

Comm 75.08 Fire-resistive enclosure or partition .
A fue-resistive enclosure or partition shall be of4-hour, 3-hour,
2-hour, or one-hour construction as may be required by this code
under occupancy requirements and as described in s .. Ind 51 .05,
1956.

History: 1-2-56; renum„ and am, Register, September, 1974, No, 225, eff
10- 1 -74 ; corrections made under s. 13 .93 (2m) (b) 4 and 7, Stau,, Register, .June,
1995, No.. 474 .

Comm 75.09 Fire-resistive door. A fire-resistive door
shall consist of a wooden core not less than 11/2 inches thick
encased with metal using locked seam joints, or shall be entirely
of' metal and ofa design approved by the depaYtment.. The door
fiame shall be ofmetal or shall be metal covered . The door shall
close automatically in case offire .

Histoiy : 1-2-56 ; xenum, Register, September, 1974, No . 225, eff. 10-1-74 ,

Comm 75 .10 Fire-resis tive window. A fire-resistive
window shall have a metal frame, metal sash and wued glass, of
a design approved by the depaztment. No pane shall be less than
1/4 inch thick nor of greater area than 720 square inches . The win-
dow shall be fixed or shall close automatically in case of fue .

Note : It will be the policy of the department to approve, subject to the provisions
of this order, any window bearing the inspection manifest of'the Undecwiiters' Labo-
xatoiies for the situation of the installation

History : 1-2-56 ; renum and am ., Register, September, 1974, No . 225, eff
10-1-74.

Comm75 .11 One-hourfire-resistive ceiling . Aone-
hotu fue-xesistive ceiling shall be constructed of 'not less than 1 5/8

inch ,joists, spaced not more than 16 inches center to centeY ; pro-
tected on the under side by metal or wire lath and 3/4 inch of gyp-
sum orPortland cement plaster, oor by 3 /8 inch perforated gypsum
lath and 1/2 inch ofgypsum plaster, the ,joints of the lath to be rein-
forced with 3 inch wide st r ips of metal lath . Other materials and
methods of ' constiuction having an equivalent fixe-resistive rating
may be used if 'appxoved by the depaztment, as specified under s .
Ind 50 „ 12, 195 6

Histoiy: 1-2-56; renum and am „ Register, September, 1974, No 225, eff
10-1-74 ; corrections made under s „ 13. 93 (2m) (b) 4 . and 7, Stau,, Register, June,
1995, No, 474 :-

Comm 75.12 Horizontal exit. (1) A horizontal exit is
either :

(a) An opening through a f'it e-resisrive w all or parti6on, (s.
Comm 75 .,08) which sepazates 2 buildings or , 2 divisions of a
building; evex ,y 'such opening shall be protected by a fue-xesis ti ve
door on each side of the wall ; or,

(b) An exterior balcony or , bbridge which connects 2 buildings
or 2 divisions of a building.: Every such balcony orbridge, includ-
ing itsrai li ngs, its supporting brackets or beams, and the exits
thereto, shall be constructed the same as specified forfue escapes,
(ss. Comm 75 . 14 to 75,22) ; but abridge may be built of ' wood if
it is enclosed by walls and a roof' and if it is separated from each
building by a fire-resistive door . The floor shall not have a slope
of more than one foot in 5 ,

(2) If a horizontal exit takes the place o f an "A" type standard
fire escape, it shall be at least 2 feet 4 inches wide ; if it takes the
place of a"B" type standard fire escape, it shall be at least 3 feet
4 inches wide :

(3) The floor on each side o f a hor i zontal exit shall contain at
least one stairway and all passageways leading thereto shall be
kept clear and unobstructed at all ti mes .

History: 1 -2-56 ; renum . and am, Register, September, 1974, No, 225, eff'
10-1-74; corrections made under s 1 3,.93 (2m) (b) 7, Stats ,, Registex, .June; 1995,
No, 4'74 .

Comm 75 . 13 Fire escapes ; location . Every fire escape
shall be so located as to lead directly to a street, alley, or, open court
connected with the street Every fire escape shall be placed against
a blank wall if possible.

History : 1-2-56; renum„ Register, September, 1974, No . 225, eff, 10-1-74.

Comm 75.14 Exits to fire escapes . Every fire escape
shall be accessible f'rom a public passageway or shall be directly
accessible from each occupied room . Each exit to a "B" type fue
escape shall be a standazd exit door (s . Comm 75,24) at least 3 feet
4 inches in width, and the door sill shall be flush with the floor
inside. Each exit to an "A" type fire escape shall be a standatd exit
door at least 2 feet 6 inches in width and the door sill shall be not
more than 8 inches above the inside floor level, unless a stair leads
from the floor to the sill, or windows may be used in place of such
door if approved by the depaztment .

,History: 1 -2-56 ; xenum and am., Register, September, 1974, No 225, eff
10-1-74 ; cocrectionmadeunder s, 13 .93 (2m) (b)'7., Stats ., Register, Iune,1995, No
474 .

Comm 75.15 Material and strength. (1) No other
material than wrought iron or soft or medium steel shall be used
for any part of a fire escape except for weights, separators, and
ornaments .

(2) No baz material less than 1 /4 inch th ick shall be used in the
construction ofany fire escape, except for separatoYS, ornaments,
structural shapes over 3 inches and rigidly built up treads and plat-
f 'orms of approved design. All bolts and rivets, except for orna-
mental work, shall be not less than 3/8 inch in diameter..

(3) Each part of every fire escape (ex cept counterweights for
bal anced stairways) shall be designed and constructed to carry a
live load of' 100 pounds per square foot of' hoi izontal area over the
entire fire escape The minimum sections and sizes specified
below shall be increased whenever necessary so that under full
load the unit stresses will not exceed 3/4 of the allowable unit
s tresses specified in s . Ind 53 .24, 1956 .

History : 1-2-56; renum ., Register, September, 1974, No , 225, eff. 10-1-74;
correction made under s , 13.93 (2m) (b) 7 „ Stats „ Register, :June, 1995, No , 474

Comm 75.16 PlatForms . (1) Each platform ofan "A"
type fire escape shal l be at least 28 inches wide; each platform of
a "B" type fire escape shal l be at least 3 feet 4 inches wide . Such
widths shall be the clear distan ce between stringers, measuring at
the narrowest point . Each platform shall extend at least 4 inches
beyond ' the ,jambs of' exit openings . The above minimum widths
and lengths shall be increased wherever necessary, so that no exit
door, or window wi ll , when open, block any part of the required
width of the fire escape„

(2) Every platform shall consist o f eithex:
(a) Flat bazs on edge, not less than 1 X 1/4 inch ; but not less

th an 1 1/4 X 1 /4 inch where bolts and sepaxators are used ; bars
sha11 be not more, than 1 1 /4 inches center to centei•.

(b) 1 /2 inch or 5/8 inch square baYS with sharp edge up, more
than 1 1/2 inches center to center.

(c) 5/ 8 inch round bars, not more than 1 1 /2 inches center to cen-
'ter,

(3) Platform and treads may be solid if covered by a roof ,

(4) The platform frame shall consist of' not less th an 2 X 3 L8

inch flat bazs on edge or equivalent, provided the brackets are not
more th an 4 feet apaxt . If ' brackets are more than 4 feet apart, the
frame sha ll be correspondingly stronger and sriffex Every plat-
foim wider than 30 inches, if made of squ ar e or round bazs, shall
have a third fr ame bax through the centex ; if ' made of flat bars, the
platform shall have separators and bolts through the center . Frame
baxs shall not pioject more than 1/4 inch above platform bazs,
except around the outside of' platforrn ,
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(5) There shall be a platform at each story above the first and
intermediate platforms if floors are more than 18 feet apart vei ti-
call,y.

(6) Platforms shall not be more than 8 inches below the door
sill , or notmore than 18 inches below the sill of exit windows ; see
s. Comm 75 . 1 4

History : 1-2-56; senum„ and am., Register, September, 1974, No „ 225, eff
10-1-74; coixection made under s 13 .93 (2m) (b) 7, Stats„ Register, June, 1995, No ,.
474.

Comm 75.17 Brackets . ( 1 ) Brackets for a 28 inch or 30
inch platform, when spaced not more than 4 feet apart, shall be
made of'notiess than 7/8 inch square bars or 11/2 x 1/2 X 1/4 inch
angles; such bars or angles shall be larger if the platform is wider
or if'thebrackets are f'azther apaxt : Each bracket shall be fastened
at the top, to the wall, by a tluough bolt (at least 7/8 inch diameter),
nut, and washex (at least 4 inch diameter) . The slope of the lower
bracket bar shall be not less then 30°with the hoYizontal. The
lower bar shall have a washer or shoulder to give sufficient beaY-
ing against the wa11 .

Note : In applying the requirements of'the building code to the design of'a bracket,
the lower bracket bar must be designed according to the column fo : mula, According
to this formula (for example), brackets made of 1 inch square wrought iron, 4 feet
apart, carrying a 3 feet 4 inches platform, aze,just within the limit of stiffness . If the
brackets were over 4 feet apart, a heavier baz or an angle would have to be use d

(2) The strength of the wall to which brackets are to be
attached shall be carefully considered in determining the spacing,
shape, and inside connection of' brackets, so that under full load
the wall will not be unduly stsained..

History : 1-2-56 ; renuin, Register, September, 1974, No. 225, eff, 10-1-74.

Comm 75.18 Sta irways . (1) Each stairway ofan "A"
type fire escape shall be at least 24 inches wide between stringers ;
such stairway shall have a uniform rise of' not more than 8 inches,
and a uniform run of not less than 8 inches .. °

(2) Each stairway of' a"B" type fire escape shall be at least 3
feet 4 inches wide between stringers ; such stairway shall have a
unifbrrn rise of'not more than 8 inches, and a unifbim run of' not
less than 9 inches:

Note: The :ise is the vertical distance from the extreme edge of any step to the
corresponding extreme edge of the next step. The run is the horizontal distance
between the same points.

(3) Stairway stringers shall consist of either :
(a) A 5 inch channel or lacger.

(b) Two angles 2 X 2 X 114 inch or larger
(c) Two flat baxs 2 X 318 inch or laxger.

(d) One flat bax 6 X 1/4 inch or lacger
(4) If 2 angles or 2 flat baz s are used, they shall be pioperly tied

together by lattice bazs, vertical as well as hoxizontal If flat bazs
are used, every stairway ofmoxe than 10 risers shall have lateral
bracing : The connection of' stringers to platform, at top and bot-
tom, shall be at least equal in strength to the stringers and shall
safely carry the full live and dead loads : Ifstringets are carxiedby
intermediate brackets, the stringers shall have a hoxizontalbeaYing
on the brackets and shall be properly and securely connected
thereto .

(5) Treads shall consist of either flat or square bazs, (not
round), of the size and spacing specified for platf'orms . An "A"
tread shall consist of'at least 6 square bars or 7 flat bats . A "B"
tread shall consist of at least 7 square baYS or 8 flat bazs . A "B"
tread made of flatbaxs shall have sepazatois and bolt through the
center'. A "B" tread made of' squase bazs shall be trussed . Treads
andplatforrns may be solid if covered by a roof'„

History : 1-2-56 ; renum :, Register, September, 1974, No, 225, eff 10-1-74 .

Comm 75.19 Balanced stairway. (1) All "B" type fire
escapes, and all fire escapes on schools, theateYS, and assembly
halls, either shall Yeach to the ground or shall have a balanced
stairway reaching to the giound ."A" type fire escapes which are
not on schools, theaters, or assembly halls, may terminate on a

Comm 75 .22

platform at least 3 feet long, located not more than 10 feet above
the gxound.

(2) Every balanced stairway shall conf'oxm to the require-
ments for other stairways except that the stringers and the top rail
may be lighter if ' the,y are properly trussed . The counterbalancing
device shall be attached to both sides of the stairway equally, or
a special attachment shal l be used to prevent warping or twisti ng..
The counterbalancing device shall operate gradually and easily as
the live load is applied .

Note: The use of cables and sheaves will be permitted only under excepti onal
conditions, as mst is almost sure to interfere with theu proper opera tion In such cases
the sheaves shall tu:n on a brass pin or in biass bearings an d shall be protected fr om
the weather at the top and on all sides

(3) Treads for "A" type balanced stairways may be made as
follows : two l l/ax 1 1 /4 X 1 /4 inch angles at front and back; two
1 1 /4 X 1 /4 inch bar's between, lying flatwise ; one inch space
between bass Treads for"B" type balanced stairways may be
made as follows : two 1 1/2 X 1 1/2 X 1/4 inch angles at front and
back; two 1 1/2 x 1/4 inch bars between, lying flatwise ; one inch
space between bars . All such treads shall be str ongly fastened
together with cross baYS not more than 14 inches apac t

History : 1-2-56; renum, Register, September, 1974, No . 225, efr. 10-1-74 ,

Comm 75.20 Railings . (1) Railings shall be provided on
all open sides of platforms and stairways, an d on both sides of bal-
anced stauwa,ys . Either a railing or a handrail fastened to wall
shall be provided on each side of all "B" type fire escape stau-
ways .. Railings shall be at least 3 feet high, measuring vertically
from floor of platforrn or fr om nose of step.

(2) Every railing shall have posts, not more than 5 feet apart,
made of'not less than 1 1/2 x 1 1 /2 X 1 /4 inch angles or tees, or 1 1 /4
inch pipe; top rail not less than 1 1 /4 x i l /4 X 1/4 inch angle or
equivalent; center rail not less than 1 1/4 X 51 16 flat bar or equiva-
lent . All connections shall be such as to make the railing s ti ff ; 2
bolts ( 3/8 inch or laigex) shall be used at the foot of each post wher-
evex possible, or at least 1/2 inch bolt sh all be used. Railings shall
be continuous. No projections on the inside of ' the rai ling sh al l be
permitted . Where a rai ling returns to the wall , it shall be fastened
thereto wifha through bolt (at least 5/8 inch diameter), nut, and
washer; or (in reinforced concr ete) with an approved insert ; or the
railing shall be made equally secure with a diagonal brace extend-
ing at least 3 feet hor izontally and 3 feet vertically .

(3) All outside railings which are more th an 60 feet above
grade shall be at least 6 feet high, measuring vertically from floor
or platform or from nose of step . Such railings shall be of ' special
design approved by thedepartment, having not less than 4 longitu-
dinal rails, and vertical lattice baxs not more th an 8 inches apart,
and pioper, sstiffening braces or brackets „

History : 1-2-56 ; renum. and am„ Register, September, 1974, No , 225, e f.
i o-i-7a

Comm 75.21 Ladder to roof. (1) Every fire escape
which extends higher than the second floor shall be provided with
a ladder leading from the upper platfoYm to the roof, unless the fire
escape stairway leads to the roof„ The ladder shall have stringers
of' notless than 11/4 inch pipe, or not less than 2 X 3/8 inch flat
baYS, at least 17 inches apart in the clear . The rungs shall be not less
than 1/2 inch square or 5/8 inch round bars,l4 inches center to cen-
ter„ The stringers shall be securely tied together at intervals no
greater than every fifth tung

(2) The stringers ofeach ladder shall extend not less than 4
feet above the roof coping and return to within 2 feet of the roof'
with the top rung of the ladder, level with the top of the parapet
wall :

History : 1-2-56; renum,, Register, September, 1974, No, 225, ef . 10-1-74 .

Comm 75 . 22 Standpipe . (1) A standpipe shall be

attached to every fire escape on every building ofmore than 3 sto-
ties not having an automatic sprinkler system; except that build-
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ings requiring more than one fire escape on any side thereof',sha11
be provided with at least one standpipe on each side.

(2) Every standpipe shall extend fiom a point within 5 feet of
the gxoundto a point 3 feet above the roofor cornice, and shall be
securely fastened to and accessible from each platforrn . The
standpipe shall be made of not less than 3 inch wrought u•on pipe,
with 21/2 inch outlet hose valve at each floor and at roof, and a
double Siamese valve at the base of'the pipe . All connections shall
confoxm to the size and patterns used by the local fue department,
and the entire standpipe shall confoim to all requirements of' such
depaxtment .

His to ry : 1-2-56 ; renum„ Register, September, 1974, No. 225, eff, 10-1-74 .

Comm 75 . 23 Other types of fire escape . Sliding or
chute fire escapes may be used, upon the approval ofthe depart-
ment, in place of "A" type or "B" type fire escapes . Every sliding
fire escape shall be provided with a ladder constructed as in s .
Comm 75 .21, extending from 5 feet above grade, to 4 feet above
the roof' coping :

History : 1-2=56; renum, and am ., Register, September, 1974, No : 225, eff
10-1-74; coixecrion made under s„ 13 93 (2m) (b) 7„ Stau,, Registex, 7une,1995, No
474 .

Comm 75 . 24 Standard exit doors . (1) Every door
which serves as a required exit from a public passagewa,y, staii-
way or building, or which foims a horizontal exit, shall be a stan-
daid exit doox : See also ss . Comm 76 .06, 77 .06, 78.04, 79 ..07 .

(2) Every standard exit door shall swing outward or toward
the natural means of egress (except as below and as in s . Comm
79 .07). It shall be so hung that, when open, it will not block any
part of the required width of any other doorway, passageway,
stairway, oxfue escape . No revolving door (unless collapsible)
and no slidingdoor; (except where it opens onto a stairway enclo-
sure, or serves as a horizontal exit) shall be considered as a stan-
dard exit door. Where revolving doors are used, they shall be of
a type and make approved by thedepaxtment .

(3) 'A standard exit door shall have such fastenings or hasd-
waze that it can be opened from the inside without using a key, by
pushing against a single bar or plate, or tiuning a single knob or
handle ; it shall not be locked, barced, or bolted at any time while
the building is occupied .

Note : For theaters, schools, lazge factories and hotels, eta, the "panic bo1P' wlvch
operates by pressure against a bar or plate is recommended ,

(4) An approved type, illuminated, transparent exit sign shall
be provided and operated over all exit doors in accordance with
ss Comm 76:06, 77 .14 and 79.08 . Exit lights shall be installed as
requixed by the Wisconsin state electrical code .

Hi story : 1-2-56; renum, and am,, Register, September, 1974, No 225, eff
10-1-74; corrections made under s. 13 .93 (2m) (b) 7„ Stats, Register, June, 1995,
No 474 ,

Comm 75 . 25 Location and maintenance of ex its.
Every required exit (including stairways, fire escapes, horizontal
exits, and doors)shall lead to a street, alley or open court con-
nected with a street„ All such exits, and all passageways leading
to and from the same, shall be kept in good repair and unob-
structed at all times

History: 1 -2-56; renum, Register, September, 1974, No 225, eff 10-1-74

Comm 75 . 26 First aid standpipes . (1) For the number
and location of first aid standpipes required in buildings of various
classes, see ss . Comm 76 .09, 78 .07 .

(2) Standpipes shall be sufficient in number so that any part of
every floor area can be reached within 20 feet by a nozzle attached
to not more than 75 feet of hose connected to a standpipe.

(3) No required standpipe shall be less than 2 inches in diame-
ter, and not less than 21/2 inches in diameter for buildings 5 stories
or more in height. An approved 11/2 inch hose valve shall be
located in each story, not more than 5 feet above the floor level ;
valves of the gate type shall be equipped with a suitable open dxip
connection . An approved pressure-reducing device shall be

installed at hose valves where pressure would otherwise be over
50 pounds.

(4) Not more than 75 feet of 'hose shall be attached to each out-
let ,-Hose shall be of unlined linen construction, 1 1 /2 inches in
diameter, with a 1 l2 inch nozzle attached, and shall be located in
approved cabinets or tacks .

(5) Water supply shall be automatic, and be designed for 70
gallons per minute for, 30 minutes with 25 pounds flowing pres-
sure at the top outlet. Such supply may be fr om city connection,
gravity tank, pressure tank or pump .

„History: 1-2-56 ; renum , and am ., Register, September, 1974, No , 225, eff
10-1-74; corrections made under s„ 13 93 (2m) (b) 7, Stats, Register, June, 1995,
No. 474:

Comm 75.27 Fire extinguishers . (1) Where fire extin-
guisheis are required, they shall be of a type approved by the
depaztment . All fire extinguishers shall be charged in accordance
with the instructions of the manufacturex, .

(2) Extinguishers shall be conspicuously located where they
will always be readily accessible and so distributed as to be
immediately available in event of fue . They shall be hurig on
hangers or set on brackets or shelves so that the top of'the extin-
guisher is not more than 5 feet above the floor.

Note: The department will ordinarily approve an y installation which is approved
by the National Board of Fire Underwriters

.History : 1-2-56; renum, and am, Register, September, 1974, No . 225, eff
10-1-74 .

Comm 75.28 Automatic sprinklers. (1) Required
automatic spxinkler systems shall be designed and constructed in
conformity with good established practice . Only materials and
devices approved by the department may be used . Re-installation
of used spiinkler, heads is prohibited, and other second hand
devices may be installed by special permission onl,y .

(2) Where an automatic spxinkleY system is required through-
out a building, supply shall be from a city water main, or fiom a
gravity or pressure tank. If the city water supply is inadequate in
either pressure or volume, a tank of' not less than 5,000 gallons
capacity shall be provided.. The bottom of' a gravity tank shall be
not less than 35 feet above the under side of the roof' „

(3) Where automatic spxinklexs are required in a basement
only, the supply shall be from a city water main .. Where there is no
city water supply, such basement sprinklers need not be installed,
but at such time as a city, supply becomes available, such required
basement sprinklers shall be installed .

(4) Every basement sptinkler system shall also include spxin-
kleYS in all shafts (except elevatox shafts) leading to the story
above.

(5) Every spxinkler system shall have a suitable audible alarm
and an approved Siamese connection marked "To Automatic
Sprinklet s" .

Note: The department will ordinarily approve any installation which is approved
by the National Board of Fire Undeiwxiters .

.History: 1-2-56; renum and am .; Register, September, 1974, No, 225, e f
10-1-74

Comm 75.29 Fire alarm systems . (1) Interior fire
alarm systems requixed under ss . Comm 76 .11, 78 ..08 and 79.18
shall be designed and constructed in confbxrnit,y with the follow-
ing requirements .

(2) All such alarm systems shall consist of' operating stations
on each floor of the building, including the basement, with bells,
horns, or othei approved sounding devices which are effective
throughout the building : The system shall be so arranged that the
operation ofan,y one station will actuate all alarm devices con-
nected to the system except in the case of a presignal system . Fire
alarms shall be readily distinguishable from any othex signaling
devices used in the building . A system designed for fue alarm and
paging service may be used if the design is such that fire alarm sig-
nals will have precedence over all others .
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(3) Every fire alarm system shall be electrically operated
except as stated in s . Comm 78 .08and shall be operated on closed
circuit current under constant electrical supervision, so arranged
that upon a circuit opening and remaining open, or in case of a
ground or short circuit in the ungrounded conductor, audible
trouble signals wi ll be given instantly

(4) In buildings more than 3 stor ies in height, coded fire alarm
systems shall be provided, and the systems shall be so arranged
th at the code transmitted shall indicate the location an d the story
of the structure in which the signal ox iginated .

(4m) In apartment buildings less th an 6 stor ies in height and
having less th an 5,000 square feet area pex flooY, non-coded, elec-
tricall,y supervised, continuous Yinging fire alarm systems will be
accepted .

(5) Operating stations shall be prominently located in an
accessible position at all required exit doors an d required exit
staixways . Operating stations shall be of an approved type an d
shall be conspicuously identif 'ied . All such operating stations shall
be of' a t,ype, which aftex • being operated, will indicate that an alarm
has been sent therefrom until reset by an authorized means : (Opex-
ating stations having a "Break Glass" panel will be acceptable . On
coded systems having a device to permanently record the trans-
mission ofan alarm, "Open Door" type stations may be used .) The
fire alarm operating stations shall be mounted approximately 5
feet above the fi nished floor as measured fr om the floor to the cen-
tex of' the box :

(6) All such alarm systems shall be tested at least once a week
and a record of such tests shall be kept .

(7) Existing fire alarm systems that are effective in operation
will be accepted if approved by the department .

Note : The following sections are taken from the Wisconsin state electrical code .
(9) The energy for operation of fire alarm systems shall be

taken fr om sources suited to the design of the system . Primary bat-
teries shall not be used .

(10) A 3 wue 110-220 voltsexvice will be accepted for super-
vised systems, providing the operating current is secured fi om one
ungrounded conductor and the neutral or grounded conductor an d
the current foi operation of' trouble signal (ox signals) is secured
from the other ungrounded conductor and the neutr al or grounded
conducto r

(11) Electrical wuing in connection withfue alarm systems
shall be installed in rigid metal conduit, flexible metal conduit,
elec tr ical metallic tubing or surface metal raceway, armored cable
(metal) may be used where it can be fished in hollow spa ce s of
walls or partitions in apartments or rooming houses not over 3 sto-
ries in height . Where the wiring is subject to excessive moisture
or severe mechanical injury, rigid metal conduit shall be used . The
smallest size conductor to be used in any fire alarm system in a
building over 3 stories in height shall be #14 AWG, or #16 AWG
for buildings not over 3 stories in height . The wires shall be pro-
vided with insulation suitable for use on circuits not exceeding
600 volts . Fire alarm systems shall be connected to the line side
of' the service switch or to the emergency bus, where available,
through an approved fire alarm cut-out or equivalent .

History: 1-2-56 ; renum , and am, Register, September, 1974, No 225, eff „
10-1-74 ; corrections made under s , 13 93 (2m) (b) 7 , Stau„ Register, June, 1995,
No. 474.

Comm 75 . 30 Boilers, furnaces and stoves .
(1) Pxo'rEC'rlorr OF FLoox, Except as provided in ss Comm
7613, 77 .31, 78 .09 and 79 .20, every existing boiler, furnace or
oven shall be placed on a fue-resistive floor pYOjecting at least 2
f'eet on all sides . Such floor shall also be provided for every coal,
wood, or oil stove or range which is more than 16 square feet in
horizontal area oi which has a flame at the bottom„ Ifan,y such
flooi tests on or is in contact with any combustible material, then
the fue-resistive floor layer shall be at least 3 inches thick and
shall be hollow, with au spaces running horizontally through the
same . The air spaces shall be open at both ends and shall be so

Comm 75.32

place d that air can circulate through them ; their horizontal area
shall equal at least one-half'the horizontal area of ' the fue-xesis-
tive slab .

Note : The purpose of these au spaces is to peimit air to circulate through the fue-
resisti ve slab and keep down its tempe:atuce. When a xange or a heaterresu on a solid
layer of brick or concrete, it has been found that after several months the heat strikes
through to the wood below . Many fires have been caused in this way.

(2) Ant SPACES The air spaces may be secuYed by using hol-
low tile placed end to end; or by imbedding wrought or sheet iron
pipes (say 3 inch diameter or larger) in a layer of conciete „ The air
space s should run parallel to the short dimension of ' the slab .

(3) FIRE-RESISTIVE FLOOR LAYER. If tllE stove, range, OtC . , is
raised at least 6 inches above the floor and such air space is not
enclosed, then the fire-resistive floor layer may be Yeduced to not
less th an 2 inch solid thickness, without au spaces, provided it is
covered with sheet metal .

(4) COAL, WOOD, OIL SI'OVE. Every coal, wood or oil stove OT'
range not more than 16 square feet in horizontal area an d not hav-
ing a flame at the bottom shall, if' placed on a combustible floor,
be raised at least 6 inches above the floor, and such au space shall
not be enclosed .. Such floor shall be protected with a stove board
of' sheet metal or asbestos, projecdng at least one foot on all sides .

(5) GAS STOVE Gas stoves shall be protected as above speci-
f ied, except that :

(a) A 3 inch solid fire-resistive floor la ,yex, projec ting at least
6 inches on all sides shall be sufficient pYOtection if ' the stove has
a fal se bott om at least 3 inches above such f ire-resistive floor; an d

(b) If the stove is less than 16 square feet in hor i zontal area and
has a false bottom at least 5 inches above the floor, no fue-resis-
tive floor shall be requued .

History: 1-2-56 ; renum . and am„ Register, September, 1974, No, 225, eff ',
10-1-74; corrections made under s „ 13 .93 (2m) (b) 7„ Stats, Register, June, 1995,
No , 474.

Comm 75.31 Protection of walls and ceiling ; repa i r;
fireplaces . (1) Except as otherwise provided in s . Comm 75 .30,
every combustible wall, partition or ceiling which is less than 24
inches distant from a boiler, furnace, oven, stove, or, range, shall
be protected with at least 1/4 inch asbestos board covered with gal-
vanized sheet metal;'or with equivalent protection as specified in
s : Comm 75 ..11 ; of shall be protected with a metal shield with at
least 4 inches aix space behind the same, except as provided below.
If'the wall, partition, or ceiling is less than 12 inches distant from
the boileY; furnace, oven, stove or, range, then the woodwork and
studs shall be cut away and replaced with incombustible material ;
or shall be otherwise protected as required by the department or
the fire depaztment.

(2) The above distances may be reduced one-half in the case
of stoves and ranges less than 16 square feet in area, and also in
the case of'gas ranges ofgreatex area if pxoper, insulation is incox-
porated in the back of the range .

(3) The top ofevery boiler, furnace or oven, shall be covered
with asbestos, sand, or other heat resisting material, or the
required distance above same shall be increased 100% .

(4) All cracked, broken or otherwise defective stoves, fur-
naces and boilers, shall be repaired forthwith, and made safe, or
sha11 be replaced with new ones .

(5) All open fireplaces shall be protected by substantial wue
screens .

History: 1-2-56 ; renum, and am„ Register, September, 1974, No 225, eff' .
10-1-74; corrections made under s . 1393 (2m) (b) 7, Stau., Register, June, 1995,
No . 474.

Comm 75 .32 Smoke pipes . (1) No smoke pipe shall
pass through any floor, outside window or door, nor through any
combustible roofor combustible outside wall, nor through any
closet, attic or similarly concealed space .

(2) Every smoke pipe passing through a non-fire-resistive
partition shall be encased with incombustible material at least 4
inches thick ox with a double safety thimble made of' 2 concentric
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rings of'sheet metal with at least one inch open air space between
and with outex Ying covered with at least 1/4 inch asbestos .

Note: The double thimble is of no value unless it is kept &ee from d'ut, The best
protection is a casing of solid masonry, with 1/4 space between the masonry and the
Pipe .

(3) No part of any smoke pipe shall be placed nearer to any
combustible partition ox wall than the diameter ofthe pipe, nor
nearer to any combustible ceiling than one and one-half'times the
diameter; but the above distances may be reduced by one-half ; if
the wall ox ceiling is covered with not less than 1/4 inch asbestos
board covered with galvanized sheet metal, or with equivalent
protection as specified in s. Comm 75 .1 1

History: 1-2-56; renum. and am., Register, September, 1974, No . 225, eff
10-1-74 ; conection made under s .13 .93 (2m) (b) 7, Stau„ Register, .June,1995, No
474,

Comm 75 .33 Hot air pipes . Every hot au pipe contained
in or passing tYu ough a combustible partition or floor, shall be cov-
ered with asbestos, or all wood within 2 inches of such pipe shall
be protected with asbestos covered with sheet metal, unless such
hot au pipe is double .

History : 1-2-56; renum., Register, Septembes;1974, No. 225, eff 1 0-1-74.

Comm75.34 Chimneys . (1) Nochimne,yshall restupon
a flooxing of wood, not, shall any wood or, other combustible mate-
rial be built into or left in contact with any chimney .

(2) All chimneys which are defective by reason of' settling,
cracking, disintegrating of mortar, or from any other cause, shall
be repaired or rebuilt forthwith and made safe .

(3) All chimneys constructed of tile, texra cotta, ox bxick on
edge, shall be replaced by a substantial brick chimney.

(4) All chimneys shall be thoroughly cleaned at least once
each ,yeac .

Note : For requirements applying to the constxuction, remodeling and repair of
chimneys, see the state building code issued by the department.

His tory : 1-2-56; renum, Registei ; September, 1974,No . 225, eff. 10-1-14.

Comm 75.35 Gas and o i l lamps ; gas service.
(1) Gas and oil lamps shall not be used where electricity is avail-
able.

(2) Gas and oil lamps shall be placed at least 6 feet above the
floor level, at least 6 inches from any combustible partition or
wall, and at least 2 feet (measured from top offlame) below any
combustible ceiling unless properly protected by a metal shield
with at least 2 inches ofau space above„ Swinging brackets shall
be provided with a guard ox stop so that the light cannot come
neacer to the partition oi wall than one foot . In aisles and public
passageways, every such light shall be protected by an incombus-

6

tible guard unless the light is at least 7 feet above the floor . Gas and
oil lights shall be kept at least 2 feet from any dc ape or window cur-
tain,.

(3) Every gas supply main shall have a service cock outside of
the building, so placed and maintained that it can be shut off at any
time without entering the building ..

History: 1-2-56 ; renum„ Register, September, 1974, No. 225, eff '. 10-1-74

Comm 75.36 Electrica l work . (1) All new electrical
work shall conform to the Wisconsin state electrical code ofthe
department.

(2) All electrical wiring and installation which by reason of
insufficient supports, defective insulation, contact with combus-
tible materials, or with conductors ofelectricity, deterioration,
faulty materials or from any othex cause, is liable to cause fire,
shall forthwith be overhauled, repaired or replaced, and made
safe, and all such repau work shall be done as required by said
Wisconsin state electrical code .

(3) Electric cords shall not be hung on or be fastened with or
come in contact with nails, staples, hooks, gas or water pipes,
machineiy or other metal suppoxts..

(4) Pendant lamps must be free from contact with furniture,
machinery, posts or other fixtures.

(5) Where portable electric lights must be used, the same shall
be equipped with socket of non-combustible, non-absorbent
insulating material, large handle of non-absorbent insulating
material, basket guard, proper reflector and special heavy duty
cord of'the reinforced or similaz ,type .

Note: For fire prevention requirements, see ch, Comm 14 .
History: 1-2-56 ; renum, Register, September, 1974, No, 225, eff 10-1-74„

Comm 75 .37 Combustible drapes , decorat i ons .
(1) No drapes, curtains or decorations (except within a private
apartment or a hotel guest room) of papex, cotton, cloth or any
other combustible material shall be used in any building covered
by this code unless effectively flameproof'ed in an approved man-
ner,

(1 m) This requirement does not apply to drapes and decora-
tions on display in retail establishments .

(2) Where drapes, curtains oxdecorations are of'a permanent
or semi-permanent nature, there shall be affixed thereto a tag or
other indication stating the date on which the flame-proofing was
done and signed bythe firm or person doing the work .

Note : The ordinary methods of flame-proofing are only effective for a period of
from 6 months to a year and for this reason the flame-proofing treatment must be
renewed within this peiiod,

History : 1-2-56 ; renum ; Register, September, 1974, No . 225, eff' . 10-1-74 .
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